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1. PROJECT OVERVIEW 

The City is seeking to retain a Consultant to provide services for the ReStore Business 
Case project. The Consultant’s team will be retained to provide technical and 
professional services for the Project. 

The City invites individual firms or consortiums of firms to submit Proposals for the 
above-referenced Project in accordance with the terms and conditions of this Request 
for Proposal document. 

1.1 Background 

1.1.1 Location 

Iqaluit is the capital of the Nunavut Territory and is located at the south end of Baffin 
Island near the end of Frobisher Bay (63°45’N latitude and 68°31’W longitude). Access 
to Iqaluit is provided by regular scheduled commercial aircraft year-round, snowmobile 
trails from other Baffin Island communities in the winter, and sealift from the port of 
Montreal and Valleyfield in the summer. 

1.1.2 Geology and Terrain 

Iqaluit’s location is above the tree line and within the permafrost zone of Canada. The 
region generally consists of glacially scoured igneous/ metamorphic terrain. In some 
locations, a thin layer of organic material is found. 

1.1.3 Climate 

Iqaluit has an Arctic climate with an average January temperature of -21.5°C and July 
average temperature of 8°C. The annual precipitation is made up of 19.2 cm of rainfall 
and 255.0 cm of snowfall for a total of 43.0 cm of precipitation. The prevailing winds 
are northwest at 16.7 km/hr. 

1.1.4 City Growth and Population 

The City is the newest Capital City in Canada and as a result has experienced a period 
of rapid development and growth. Iqaluit is the seat of government for the Territory of 
Nunavut and is the home base of many federal and territorial government 
departments. The City is rapidly developing into a regional center for the territory with 
many northern businesses in Inuit organizations making it their base of operations. 
The current population of Iqaluit is estimated at about 7,000 people with an average 
annual growth rate between three and four percent. 

1.1.5 Land Ownership System 

Iqaluit has a unique land ownership system. The major land owners in Iqaluit are the 
Commissioner of Nunavut, the City and the regional Inuit associations. These entities 
in turn lease land to individuals, corporations and other government departments. The 
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City land is administered by a land acquisition by-law and by a Territorial Statute. 
Generally speaking, there is no private ownership of land. 

1.2 Definitions 

The following terms and definitions listed shall apply within this RFP: 

City/ Client/ Owner means the Municipal Corporation of the City; 
means the entity as defined in the Supplementary 
Conditions, which may be the same entity as the 
City as defined herein. 

City Representative means the individual, assigned to the Project, who 
will be representing the City. 

City Website   means www.iqaluit.ca.  

Class A Estimate means an estimate that is accurate to +/- 10% that 
is used to establish cost for the construction of  the 
Project and is based on 99% complete design 
package which is ready for tender. 

Class B Estimate means an estimate that is accurate within +/- 15% 
and is based on a 66% design development. 

Class C Estimate means an estimate that is accurate within +/- 20% 
and is based on a 33% design development. 

Class D Estimate means an estimate that is accurate within +/- 30% 
and is based on conceptual design sketches. 

Closing Time   means the time set out in paragraph 4.1. 

Contractor means the entity who will be providing construction 
services to perform the work. 

Construction Contract means the executed agreement between the City 
and the Contractor for the work. 

Evaluation Committee means a committee appointed by the City in order 
to evaluate all submitted proposals in order to 
determine a preferred proponent. 

Preferred Proponent means the company or firm that has been selected 
by the City’s Evaluation Committee and who will 
initially discuss the contract arrangements based 
upon acceptance of the proponent’s proposal. 

http://www.iqaluit.ca/
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Consultant means the Consultant who will provide the 
technical and professional services defined in the 
Request for Proposal. 

Professional Services means the technical and professional services to 
be provided by the Consultant for this contract. 

Project means the ReStore Business Case. 

Project Manager means the Project Manager assigned by the City, 
who will be responsible for managing the execution 
of the Project. 

Project Team means the group of people which includes the City 
Representative, the Project Manager, the Discipline 
Design Leaders and any other person invited from 
time to time by the City Representative of the 
Project Manager. 

Proponent means a company or firm intending to submit a 
Proposal and from whom a Proposal submission 
was received. 

Proposal means the document submitted in response to the 
Request for Proposal. 

Supplementary Conditions means the Supplementary Conditions forming 
APPENDIX B. 

This contract means the Consultant contract for which this 
Request for Proposal is issued. 

User group means the City or the users of the facility for which 
the City is responsible.  

1.3 Project Scope 

A ReStore facility is a facility that accepts and resells quality new and used building 
materials.  It is a socially conscious approach that supports communities in moving 
away from a linear economy and towards a circular economy.  Instead of proceeding 
from resource extraction to waste disposal, the facility would enable a circular 
economy that promotes the value retention and recovery of resources that have been 
used through reuse, repair, refurbishment, remanufacturing, repurposing, and 
recycling. 

All goods and materials in Iqaluit, and Nunavut in general, are delivered by cargo 
plane or sealift.  Discarded materials make up a significant portion of the waste going 
into landfills and it is believed that a substantial amount of that waste is considered to 
have residual value with potential to be reused in some form or another.  Ideally, the 
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implementation of a ReStore facility would result in significant landfill diversion and 
product reuse, which would in turn have a positive environmental and economic 
impact. 

The City is considering implementing a ReStore facility.  The facility would serve as a 
seasonal store that would likely start on a smaller scale and expand after being fully 
established.  It could sell items to members of the public and/or businesses and could 
partner with the City of Iqaluit and other businesses. 

As a first step, a business case/feasibility study must be completed to validate the 
project.  The City’s intent is to have all project deliverables submitted prior to the end 
of 2023 with the final presentation occurring in early 2024. 

2. INSTRUCTIONS TO PROPONENTS 

2.1 Submission 

Proponents must submit their proposals by electronic submission (PDF format), 
through MERX before July 10, 2023, 3:00 PM EST. MERX can be accessed via the 
following website link – https://www.merx.com/. Proponents must address proposals 
to: 

City of Iqaluit 
Geoff Byrne 
Community Economic Development Officer 
901 Nunavut Drive, P.O. Box 460 
Iqaluit, Nunavut, X0A 0H0 
   

Proponents will be required to submit a Technical and Financial Submission as part of 
their offer, in separate files. Files should be labeled as follows: 

Technical Submission:  “TECHNICAL PROPOSAL – 2023-RFP-055 / ReStore 
Business Case – Proponent Name”  

Financial Submission: “FINANCIAL PROPOSAL – 2023-RFP-055 / ReStore 
Business Case – Proponent Name”   

It is the Proponent’s responsibility to confirm successful submission of the proposal to 
MERX prior to the deadline. 

The final decision on whether to accept late Proposals is at the City’s discretion. 

2.2 Inquiries 

All inquiries concerning this RFP are to be directed by email only to:  

Jared Wright 
Colliers Project Leaders 

https://www.merx.com/
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Email: jared.wright@colliersprojectleaders.com 
 

To ensure consistency and fairness to all Proponents, all firms who have received the 
RFP will receive information with respect to significant inquiries in the form of written 
addenda or clarifications. Verbal explanations or instructions will not be binding. 

The deadline for submitting inquiries will be on July 4, 2023, 3:00 PM EST.  

2.3 Addenda 

If it is determined that an amendment is required to this RFP, a written addendum will 
be posted via Merx and the City’s website. It is the Proponents responsibility to check 
Merx and the City’s website to confirm whether an addendum has been posted. The 
only way this RFP may be added to or amended in any way is by a formal written 
addendum. No other communication whether written or oral from any person will affect 
or modify the terms of this RFP or may be relied upon by any Proponent. 

The City may amend, supplement or otherwise modify this RFP at any time and from 
time to time prior to the Proposal submission date, only by written addenda. 

2.4 Proponent Requirements 

The successful Proponent must have a valid City of Iqaluit Business License prior to 
commencement of the Project. The Preferred Proponent shall apply for a license 
immediately upon notification of award, should they not hold a valid license. 

2.5 Opening of the Proposals 

There will be no public opening of the Proposals. 

2.7 Validity of Offer 

The proposals shall remain open for acceptance for a period of not less than sixty (60) 
calendar days from the closing date of this Request for Proposal. 

2.8 Intended RFP Process Schedule 

The City estimates the schedule for the Request for Proposal process milestones will 
be as follows: 

Table 1 – RFP Process Schedule 

Milestone Date 

Issue RFP June 19, 2023 

Last Day for Proponent Questions July 4, 2023, 3:00 PM EST 

mailto:jared.wright@colliersprojectleaders.com
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Last Date for Issue of Addendum July 5, 2023, 3:00 PM EST 

RFP Closes – Submission Deadline July 10, 2023, 3:00 PM EST 

Contract Award August 11, 2023 

Project Kick-Off Meeting August 18, 2023 

3. PROPOSAL REQUIREMENTS 

Proponent submissions should be prepared in sections, with the content of each 
section as specified below. Concise submissions which address the section 
requirements are encouraged. Where a maximum number of pages are specified, 
each page is based on a single-side of an 8 ½ x 11 sheet, with text no smaller than 
size 11 Arial font. The technical submission will be limited to twenty (20) pages single-
sided with three (3) additional 11” x 17” pages for schedule and level of effort table. 
There are no page limits or restrictions to the financial submission.  

The technical submission must not have any financial details included. If aspects of the 
financial offer are included in the technical submission, the City may choose to 
disqualify the Proponent. 

3.1 Technical Submission Requirements 

3.1.1 Section A – Understanding of the Project (10 points) 

Provide a written statement demonstrating the Proponent’s understanding of the overall 
Project, the goals and objectives of this assignment, and its relevance to the overall 
delivery of the Project. Identify any risks and challenges, based on the Proponents 
understanding of the Project, based on the information presented in this RFP, and 
provide mitigation measures which will ensure successful project delivery. 

Provide a description of the Proponent’s vision for the assignment by comparison and 
contrast to reference projects which are similar examples of the Proponent’s work. The 
details of each project should be included at Section B. The Evaluation Committee is 
interested in understanding how these reference projects responded to the project 
requirements and how these relate to the Proponent’s understanding of the 
requirements for this assignment.  

3.1.2 Section B – Reference Projects (15 points – 5 points per project) 

Provide information for Projects completed in the last 10 years that are relevant to this 
project. Provide three (3) reference projects. The projects listed should illustrate 
experience in the following areas: 

.1 Preparing a business case or comparable analysis for the implementation 
of a non-profit facility similar to the facility described in this RFP 
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.2 Preparing a business case or comparable analysis for the implementation 
of a non-profit facility for a municipality or organization of similar size, 
particularly in the north or other remote region 

.3 Developing an extensive stakeholder engagement plan and subsequently 
completing the identified stakeholder engagement when multiple internal 
and external parties had to be engaged simultaneously 

The Proponent should describe their roles and responsibilities on each of the projects, 
whether the projects were joint ventures along with the names of the other parties of the 
joint venture, and a brief description of the project/ assignment. For each project, identify 
a Client contact and provide contact information (email and phone number). The 
Evaluation Committee may consult with the persons indicated as references by the 
Proponents in order to obtain feedback on the Proponent’s performance on previous 
Projects and to understand the relationship between the Client and the Proponent. The 
technical ratings may be adjusted, based on the interviews and feedback from reference 
consultations. Proponents must ensure that phone numbers and e-mail addresses of 
references are accurate and still valid. 

When identifying a reference project, the Proponent should consider how their project 
relates to the assignment described in this RFP, along with the goals and objectives of 
the overall Project. Photographs representing each reference project are encouraged. 

3.1.3 Section C – Work Plan (25 points) 

Provide a work plan detailing the methodology and approach to be taken to deliver the 
assignment, reflecting the schedule outlined in this Request for Proposal. Identify the 
proposed schedule along with key milestones for meetings with the City group. Include 
in this section a schedule for the provision of services, identifying the time required for 
the Proponent’s work and a breakdown of the time (number of hours) allocated for 
each task and Consultant (if applicable) during the work identified in the Request for 
Proposal. Include a description of major tasks, sub-tasks, methods/ systems and 
personnel that the firm proposes to use. 

The Proponent shall describe what Inuit, local and Nunavut content, if any, shall be 
utilized. 

3.1.4 Section D – Corporate Qualifications and Experience (5 points) 

Provide a statement of qualifications for the Proponent and other major consultant 
firms included in the Design Team (civil, structural, mechanical, electrical, and process 
control engineers) including: 

.1 Year founded as current corporate entity; 

.2 Permanent office address; and 

.3 List a maximum of 5 reference Projects (do not provide Project details as 
these should be listed in Section B. 
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3.1.5 Section E – Qualifications and Experience (15 points) 

Provide an organizational chart describing the Proponent’s Project Team for the 
assignment, which includes all positions and personnel involved in the project. 
Proponent to include key Sub-Consultant’s (if applicable) along with their position 
within the Project Team. Provide a summary of key Project Team personnel, and 
include the information below: 

.1 Name; 

.2 Corporate affiliation; 

.3 Role and title on the Project, including the period for which the individual 
is to be associated with the Project, and the extent of the individual’s time 
that will be devoted to the Project during that period; and 

.4 List any reference Projects provided in Section B (do not provide Project 
details) and describe the individual’s role on each of the Projects. 

Include the individual’s resume immediately after the individual’s summary. It is the 
City’s understanding that the Project Team proposed by the Proponent in this section 
will be committed to the full delivery of the assignment. Changes to the Proponent’s 
Project Team must be approved by the City. 

3.1.6 Section F – List of Sub-consultants 

Provide a list of all consultants the Consultant will be looking to engage as “Sub-
Consultants” for the execution of the Project. 

3.1.7 Section G – Mandatory Submission Requirements (pass/fail) 

 Provide all mandatory requirements, as identified in Section 4.3.  Proponents who fail 
to submit mandatory items will not proceed to the next phase of evaluation. 

3.2 Financial Submission Requirements 

3.2.1 Consultant’s Professional Fees (30 points) 

Submit a completed and unqualified Cost Submission Form, included in Appendix A, 
along with a Consultant’s corresponding level of effort fee table, complete with 
positions, hours, rates, and fee breakdown, based on the work being requested under 
this RFP for a fixed fee. The level of effort table must be broken up based on major 
project tasks/ phases (i.e. detailed design phase, tender support, contract 
administrator/ site inspection, etc.).  

The fee table must also include a breakdown on expenses/ disbursements, based on 
the requirements described in the Terms of Reference. The Proponent must use per 
diem rates established by the National Joint Council for the Territory of Nunavut. 
Accommodations will be provided by the City of Iqaluit at a City owned residence. The 
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Proponent will be responsible for transportation requirements and must include this in 
their fee proposal for expenses/ disbursements. All expenses/ disbursements will be 
invoices at cost with no mark-up.  

The completed Cost Submission Form and level of effort fee table shall form part of 
the contract document to be used between the City and the Preferred Proponent. The 
rates included in the fee table will be used in the event the scope of work is changed 
and provisions of the contract value to be changed during the project period. 

The Financial Submission will not be opened until after the evaluation of the technical 
submission has been completed and satisfied per the required criteria. 

4. EVALUATION 

4.1 Evaluation Committee 

The evaluation of Proposals will be undertaken by an Evaluation Committee appointed 
by the City. The Evaluation Committee may consult with technical, financial and other 
advisors, as the Evaluation Committee, in its sole discretion, may decide. The 
Evaluation Committee will reach a consensus through discussions internal to the 
Committee. 

4.2 Evaluation Stages 

Proposals will be evaluated in four stages: 

4.2.1 Evaluation of Mandatory Criteria 

Proposals that do not meet the mandatory criteria will be rejected (Refer to Section 4.3 
below). 

4.2.2 Technical Evaluation – Total Value 70 Points 

Subject to the Evaluation Committee’s right to reject an unacceptable Proposal under 
Section 4.4, the Evaluation Committee will evaluate and score the Proposal 
information provided using Table 2 in Section 4.5 as a guide to assign scores. For 
each criterion, each Proposal will be assessed, and points will be awarded on the 
basis of the extent to which the requirements of the Request for Proposal documents 
are satisfied, and the comparative merit of the individual Proposal as compared to 
other Proposals. 

Proposals will be ranked from highest to lowest in terms of meeting the City’s 
requirements and containing technical merit. Proponents are required to achieve a 
minimum score of 70% (49/70 points) on the Technical Evaluation, in order to qualify 
for review of the Financial Submission.  

4.2.3 Financial Evaluation – Total Value 30 Points 



 

REQUEST FOR PROPOSAL 

ReStore Business Case  
2023-RFP-055 

 
 

P7201-192031938-2(1.0) 
 

Template Version V.8 – Updated March 21, 2023 

 Page 13 of 36 

 

Financial evaluation of cost criteria will be conducted after evaluation of the technical 
criteria and reference checks.    

A total of 30 points will be awarded on the basis of the Financial Proposal, and the 
distribution of fees to each phase of the Project.  

The points for price will be awarded as follows:   

The score for the Financial Submission will be in accordance with the following 
formula: 

Proponent Score = Lowest Financial Offer x 30 points 

 Proponent Financial Offer  
 

4.2.4 Selection 

The Evaluation Committee will rank the Proponents, using the combined Technical 
and Financial score, from which it will select the Preferred Proponent. The Preferred 
Proponent’s Proposal will be recommended to the City for the award of a contract for 
Consultant services based on the Proponents standing in the evaluation review 
process. 

4.3 Mandatory Requirements 

As indicated in Section 1 of this Request for Proposal, Proponents may be individual 
firms, or consortia of firms. In order for Proponent’s Proposals to be considered for 
further evaluation they must demonstrate in their Proposals that the following 
mandatory requirements can be met. 

Proponents must: 

.1 Provide evidence satisfactory to City from the Proponent’s insurer that the 
Proponent is able to obtain the insurance coverage as specified in APPENDIX E 
City’s Standard Service Agreement; 

.2 Include the submission of the Proponent’s latest valid WSCC/ WSIB Certificate of 
Clearance; 

.3 Include a completed sign-off of Proposal submission, as per the requirements in 
APPENDIX F; and 

4.4 Rejection of Unacceptable Proposals 

The Evaluation Committee may at any time reject a Proposal without completing a full 
evaluation (including a Proposal from a Proponent that complies with the Mandatory 
Requirements), if in the judgment of the Evaluation Committee further consideration of 
the Proposal would not be acceptable as the basis for a contract considering the 
evaluation criteria indicated in Section 4.5 below. 
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The City reserves the right without liability, cost or penalty, in its sole discretion to 
disqualify any Proposal before its full evaluation if the Proposal reveals a conflict of 
interest, incorrect information, or misrepresentation by the Proponent of any 
information provided in its Proposal. The City further reserves the right without liability, 
cost or penalty, in its sole discretion to disqualify any Proposal where there is evidence 
that the Proponent, its employees, agents or representatives colluded with one or 
more other Proponents or any of their respective employees, agents or representatives 
in the preparation of the Proposal. 

4.5 Evaluation Criteria 

The Evaluation Committee will evaluate eligible Proposals to determine the Proposal 
which best meets the needs of the City, using the weighting criteria indicated in Table 
1 below as a guideline. 

Table 2 – RFP Evaluation Criteria 

EVALUATION CRITERIA WEIGHTING 

Technical Submission 

Section A – Understanding of the Project 10 points 

Section B – Reference Projects 15 points 

Section C – Work Plan 25 points 

Section D – Corporate Qualifications and Experience 5 points 

Section E – Qualifications and Experience 15 points 

Technical Score Sub-Total: 70 points 

Financial Submission  

Consultant Fees – Cost Submission Form 30 points 

Financial Score Sub-Total: 30 points 

Total RFP Evaluation Score: 100 points 

5. TERMS AND GENERAL CONDITIONS 

5.1 Terms and Conditions 

5.1.1 Submission of a Proposal constitutes acknowledgement that the Proponent has read 
and agrees to be bound by all the terms and conditions of this Request for Proposal. 

5.1.2 The City will not make any payments for the preparation of a response to this Request 
for Proposal.  All costs incurred by a Proponent will be borne by the Proponent. 
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5.1.3 This is not an offer. The City does not, by virtue of this Proposal call, commit to an 
award of this Proposal, nor does it limit itself to accepting the lowest price or any 
Proposal submitted, but reserves the right to award this Proposal in any manner 
deemed to be in the City’s best interest. 

5.1.4 Proponents may not amend their proposal after the closing date and time but may 
withdraw their proposal at any time prior to acceptance by the City and issuing a Letter 
of Intent. 

5.1.5 The City has the right to cancel this Request for Proposal at any time and to reissue it 
for any reason whatsoever, without incurring any liability and no Proponent will have 
any claim against the City as a result of the cancellation or reissuing of the Request for 
Proposal. 

5.1.6 The City will not be responsible for any Proposal that does not indicate the Request for 
Proposal reference, and the Proponent’s name. 

5.1.7 The City will not be responsible for any Proposal that is delivered to any address or in 
any manner other than that provided in Section 2.1 of this Request for Proposal. 

5.1.8 If a contract is to be awarded as a result of this Request for Proposal, it will be 
awarded to the Proponent whose Proposal for each service, in the City’s opinion, 
provides the best potential value to the City and is capable in all respects to perform 
fully the contract requirements and has the integrity and reliability to assure 
performance of the contract obligations. 

5.1.9 If the City decides to award a contract based on a submission received in response to 
this Request for Proposal, the Successful Proponent will be notified of the intent to 
award in writing, and the subsequent execution of a written agreement shall constitute 
the making of a Contract.  Proponents will not acquire any legal or equitable rights or 
privileges whatsoever until a Contract is signed by both parties. In the event of any 
inconsistency between this Request for Proposal, and any ensuing contract, the 
contract shall govern. 

5.1.10 The contract will be in the form of the City’s standard “City of Iqaluit Services 
Agreement” and it will contain the relevant provisions of this Request for Proposal, the 
accepted Proposal as well as such other terms as may be mutually agreed upon, 
whether arising from the accepted Proposal or as a result of any negotiations prior or 
subsequent thereto.  The City reserves the right to negotiate modifications with any 
Proponent who has submitted a Proposal. 

5.1.11 A copy of the Services Agreement is included as APPENDIX E. 

5.1.12 Any amendment made by the City to the Request for Proposal will be issued in writing 
and sent to all who have received the documents. 

5.1.13 An Evaluation Committee will review each Proposal.  The City reserves the exclusive 
right to determine the qualitative aspects of all Proposals relative to the evaluation 
criteria. 
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5.1.14 Proposals will be evaluated as soon as practicable after the closing time.  No detail of 
any Proposal will be made public except the names of all parties submitting Proposals. 

5.1.15 The proposal and accompanying documentation submitted by the proponents are the 
property of the City and will not be returned. 

5.1.16 Proponents must acknowledge receipt of any addenda issued by the City in their 
Proposal. 

5.1.17 Proponents shall disclose in its Proposal any actual or potential conflicts of interest 
and existing business relationships it may have with the City, its elected or appointed 
officials or employees. The City may rely on such disclosure. 

5.1.18 Proponents and their agents will not contact any member of the City Council, City Staff 
or City Consultants with respect to this Request for Proposal, other than the City 
Representative named in section 2.6, at any time prior to the award of a contract or the 
cancellation of this Request for Proposal. 

5.2 No Collusion 

By submitting a Proposal, the Proponent, and each firm, corporation or individual 
member associated with the Proponent’s Proposal submission, represents and 
confirms to the City, with the knowledge and intention that the City may rely on such 
representation and confirmation, that its Proposal has been prepared without collision 
or fraud, and in fair competition with Proposals from other Proponents. Include 
confirmation of this under Item 3.1.8 of the Proposal submission. 

5.3 Conflict of Interest 

Proponents shall disclose any potential conflicts of interest and existing business 
relationships they may have with Colliers Project Leaders, the City, its elected officials 
or employees, or any known participants in the Project.  The City may rely on such 
disclosure. 

Under Item 3.1.8 of the Proposal submission, include confirmation of the Proponent’s 
agreement to conform to the conflict of interest requirements and disclosures as 
indicated in Supplementary Conditions SC2 – CONFLICT OF INTEREST. 

5.4 Accuracy of Information 

While the City has used considerable efforts to ensure an accurate representation of 
information in the Request for Proposal, the information contained in this Request for 
Proposal is supplied solely as a guideline for Proponents. The City gives no 
representation whatsoever as to the accuracy or completeness of any of the 
information set out in this Request for Proposal, or any other background or reference 
information or documents prepared by third parties and made available to Proponents.  
Proponents will make an independent assessment of the accuracy and completeness 
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of such information and will have no claim whatsoever against the City or its 
representatives, agents, consultants and advisors, with respect to such information. 

5.5  Confidentiality 

Proponents shall treat all information received through this Request for Proposal 
process and subsequent contract award as confidential and will not disclose such 
information to any person except with the prior written consent of the City.  

Under Item 3.1.8 of the Proposal submission, include confirmation of the Proponent’s 
agreement to conform to the confidentiality requirements as indicated in 
Supplementary Conditions SC1 – CONFIDENTIALITY. The Consultant shall ensure 
that all drawings, specifications and other documentation prepared for the Project and 
designated as confidential by the Owner, are prominently stamped on each page or 
sheet of each document with the word ”CONFIDENTIAL” prior to release for 
construction bidding purposes or during the course of the Work. 

5.6 Working Language 

All Proposals must be written in English. 

5.7 Terms of Payment 

The Proponent shall be reimbursed monthly for works completed for each service 
provided. Invoices are to be submitted on a monthly basis, and shall include: 

.1 the project title. 

.2 the service contract number. 

.3 a description of the work completed. 

.4 billing summary, which includes the tasks as set forth in the costing 
submission, the proposed costs, cost to date, percentage invoiced to 
date, and the percentage of work completed to date for each task. 

.5 backup for all disbursements (time sheets may be requested). 

The monthly invoice should be reviewed as a draft by the Consultant and the Project 
Manager in order to validate the fee and services being claimed. The Proponent is to 
update the invoice (as required), as per comments/ feedback received from the Project 
Manager. The Project Manager and Proponent are to determine at the Project Kick-Off 
meeting the date which draft monthly invoices are to be reviewed.  

The final invoice is to be submitted to the Project Manager for processing with the City. 
Invoices that are issued directly to the City’s Accounts Payable Department will not be 
processed. Invoices must be submitted for payment by the 15th of every month, for 
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previous months work (e.g. invoice must be submitted by February 15th for work 
completed up to January 31st). 

No payment will be made for the cost of work incurred to remedy errors or omissions 
for which the contractor is responsible. No additional invoicing will be accepted above 
and beyond what the City has agreed to as per the contract. At no time shall the 
contract upset limit be exceeded without prior written authorization from the City. 

5.8 Cash Flow Expenditure Forecast 

The Proponent is to submit a cash flow expenditure forecast identifying how the 
Proponent anticipates invoicing the City on a monthly process, based on the 
established schedule. An update cash flow expenditure forecast is to be submitted with 
every monthly invoice. 

5.9 WSIB/ WSCC Certificate 

Under Item 3.1.8 of the Proposal submission, include submission of the Proponent’s 
latest WSIB or WSCC Certificate of Clearance (failure to submit a certificate or letter of 
exemption from coverage with the Proposal may result in disqualification of the 
Proposal).  Proponents with no WSCC coverage must apply to the Government of 
Nunavut with 10 working days of starting operations. 

5.10 Health and Safety 

The successful Proponent shall provide the City a copy of its Health and Safety plan 
within 5 calendar days of execution of the contract.  The successful Proponent shall 
comply at all times with the City’s health and safety requirements while working in 
Iqaluit. 

5.11 Project Reporting  

The Consultant will be required to provide monthly status reports, which must 
communicate the following: assignment status, work completed to date, work 
remaining, schedule progress (baseline and approved changes), and financial status 
(original contract value, current contract value, % complete vs. % spent). The report is 
to be submitted to the City’s Project Manager. 

6. CONSULTANT SCOPE OF WORK 

Under this scope, the City will retain a consultant to examine and assess the feasibility 
of establishing and operating a ReStore facility.  The City is interested in introducing a 
facility into the community for the reasons discussed in section 1.3, however it must 
first be determined whether or not the City could reasonably proceed with this concept. 

In order to develop a proper assessment, the consultant will need to gain an 
understanding of sources, types, quantities, qualities, and residual values of building 
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material, furniture, and other types of waste generated in Iqaluit that could be diverted 
as inventory to be resold by the facility.  They will also need to assess the social 
viability and operational burden of implementing a program to divert materials, screen 
and accept them at the facility, sort and organize them, price them, and shelve them 
for resale.  Lastly, they will need to establish a capital and operational cash flow 
projection to assess the financial feasibility of constructing and operating the facility. 

As part of this assignment, the City and the consultant will work together to identify 
potential funders and business partners for the overall project.  The final deliverables 
will be submitted to any funder(s) and/or business partner(s), and as such the consultant 
will be responsible for ensuring that the final deliverables satisfy the requirements for 
criteria to be included within the Business Case. 

6.1 Business Case Development 

Purpose: To determine the feasibility of implementing the facility described within 
this RFP, and to establish the functional requirements and criteria that will 
govern the processes and operation of the facility. 

The Consultant shall: 

.1 Conduct a desktop study of the documents provided with this RFP to gain 
an understanding of design and construction requirements within the City.  
Also conduct a desktop study to identify three (3) completed projects of 
similar size, scope, and magnitude, in similar regions, that have been 
successfully established. 

.2 Prepare a Stakeholder Engagement Plan as it relates to informing the 
study, which includes at a minimum a final list of all parties to be 
consulted, a schedule for stakeholder engagement, and draft agendas for 
each consultation meeting.  Submit the Plan in draft format for review in 
by City staff in meeting chaired by the consultant in order to produce the 
final Plan. 

.3 Engage the City and any external bodies they may request or that the 
consultant may recommend that may impact the implementation of the 
facility.  This may include, but is not limited to, various departments within 
the City, similar facilities that operate in Iqaluit or other regions identified 
by the City, authorities having jurisdiction, parties who may be regular 
donors of materials to the facility, parties who may be regular purchasers 
of materials from the facility, parties who may partner with the City in 
designing, constructing, and operating the facility, or parties who may be 
able to provide funding and business partnership opportunities for the 
project.  Assume that the City may engage three (3) separate internal 
parties and six (6) external parties. 

.4 Conduct a site visit in Iqaluit to meet in person with relevant parties and 
observe their regular operations as their involvement relates to the life 
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cycle of potential materials to be sold at the facility.  This may include but 
is not limited to City staff coordinating the delivery of this project, City 
operational staff (e.g. landfill operators), and contractors who regularly 
generate and discard of relevant waste.  Assume that the visit will occur 
over a period of five (5) days and that a daily schedule, including any 
meetings with external parties, will be established by the consultant and 
the City together prior to the visit. 

.5 Prepare a Business Case Study Table of Contents and Business Case 
Study in both draft and final format for presentation to City staff and 
produce the final following any feedback provided in the draft review 
meetings.  The study must address at a minimum the following criteria, as 
well as any criteria required to submit a Business Case proposal to any 
potential funders or business partners as identified and selected under 
task #3 above. 

• Background, problem statement, and project objective 

• How the project supports the City’s plans for social and economic 
development 

• Discussion of business and operational plans for three (3) example 
projects described in scope item .1 above, including a discussion of 
factors that contributed to their success and how this project can 
replicate their success 

• Stakeholder engagement findings, including agendas and detailed 
minutes from all meetings and functional criteria that will inform the 
project 

• Description of understanding of current practices in Iqaluit gained from 
stakeholder engagements and site visit activities and how it relates to 
materials that will be resold at the facility, including but not limited to 
projections of material quantities, types, and ratio of salvageable 
products 

• Photos with descriptions from site visit activities 

• Qualitative discussion of social, economic, environmental, and any 
other benefits 

• Qualitative and quantitative risk assessment as it relates to the 
investment and stakeholder impact 

• Discussion of key performance metrics and range of solutions 
analyzed qualitatively and quantitatively in matrix form 

• Recommended operational business model that defines how the 
facility will operate, staffing and management requirements, footprint 
requirements, and high-level schematic drawing of how the facility 
could be laid out 

• Quantitative financial life cycle assessment that includes a Class D 
consultant and construction cost estimate and an exhaustive capital 
and operational cash flow projection, including but not limited to 
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operation and maintenance costs, employee costs, material purchase 
costs (if donation only method is not found to be feasible), and profits 
from sales 

• Funding opportunities and recommended business partners 

• Conclusions and final recommendation as to whether this study is 
feasible and should be pursued further 

• Recommendation of next steps, including overall project schedule 
from functional programming through to facility opening 

• Appendices for all deliverables submitted throughout the project 

.6 Present a slideshow (or other medium as recommended by the 
consultant) of the final Business Case Study to City Council.  Assume that 
the presentation will occur virtually. 

A non-exhaustive list of required deliverables for this phase is provided below: 

.1 Stakeholder Engagement Plan (draft and final) 

.2 Agenda and minutes for draft Stakeholder Engagement Plan review 
meeting 

.3 Business Case Study Table of Contents (draft and final) 

.4 Agenda and minutes for draft Business Case Study Table of Contents 
review meeting 

.5 Business Case Study (draft and final) 

.6 Agenda and minutes for draft Business Case Study review meeting 

.7 Council presentation documents 

7. SCHEDULE 

7.1 Timelines 

The Proponent must satisfy the general timelines identified below for the work. 

Table 3 – Project Schedule 

Milestone Date 

Project Kick-Off Meeting August 18, 2023 

Submission of draft Stakeholder Engagement Plan  September 15, 2023 

Submission of final Stakeholder Engagement Plan  September 22, 2023 
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Submission of draft Business Case Study Table of 
Contents 

October 13, 2023 

Submission of final Business Case Study Table of 
Contents 

October 20, 2023 

Completion of stakeholder engagement and site visit 
activities 

October 20, 2023 

Submission of draft Business Case Study and Council 
presentation content 

November 24, 2023 

Submission of final Business Case Study and Council 
presentation content 

December 8, 2023 

Council Presentation January 23, 2024 

Project Completion/ Closeout January 31, 2024 

7.2 Submission Requirements 

Proponent to prepare project schedule in the form of a Gantt chart. The schedule is to 
include dates for the commencement and completion of each major element of the 
work, as per the requirements of Table 3. The key elements of the schedule will detail 
the various assignment milestones. The schedule will form the baseline for 
assignment. 

The schedule will form part of the contract documents. Changes to the project 
schedule must be approved by the Project Manager by means of a change order. A 
revised schedule must be submitted describing the approved changes.  
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APPENDIX A – COST SUBMISSION FORM 

Proponent’s Name:  _________________________________________________________ 

 

Proponent’s Address:  _________________________________________________________ 

 

Proponent Email/ Telephone: _________________________________________________________ 
 

Provide the following cost breakdown for the services detailed herein that the Proponent is proposing to 

offer the City of Iqaluit. 

 

Table A1 Fee Table 

Item Description Qty Unit Unit Price Total 

1. 
Stakeholder engagement and site visit 
activities 

1 LS $ $ 

2. Site visit activities – flights 1 
Round 

trip 
$ $ 

3. 
Site visit activities – accommodations and 
per diem 

5 Day $ $ 

4. Business Case development 1 LS $ $ 

Sub-Total: $ 

GST: $ 

TOTAL: $ 

 
Fees for changes to the work shall be as agreed upon prior to the commencement of services for the 
change as set out under the contract. For additional work, the proponent shall use the rates detailed 
below. 

 

POSITION TEAM MEMBER Hourly Rates ($/hr.) 

Principal/Project Sponsor   

Project Manager   

Project Engineer   

Insert Position (s)   
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Consultant to add positions as necessary. Each discipline shall provide names for each position as 
necessary. 
 

END OF APPENDIX A   



 

REQUEST FOR PROPOSAL 

ReStore Business Case  
2023-RFP-055 

 
 

P7201-192031938-2(1.0) 
 

Template Version V.8 – Updated March 21, 2023 

 Page 25 of 36 

 

APPENDIX B – SUPPLEMENTARY CONDITIONS 

 

Amend the General Conditions as follows: 

Add SC1 Confidentiality 

SC 1 Confidentiality 

.1 The Consultant and the Consultant’s employees and sub-Consultants 
shall not use, copy, disclose or otherwise communicate and information 
not available to the general public that was gained by them in the course 
of their duties related to this Contract, except as is necessary in the 
proper discharge of those duties. This obligation survives the Contract. 

.2 All information provided by the Consultant is subject to the disclosure and 
protection provisions of applicable freedom of information and privacy 
legislation. Such Act allows any person a right of access to records in the 
Client’s custody or control, subject to limited and specific exceptions. 

 Add SC2 Conflicts of Interest 

  SC 2 Conflicts of Interest 

  The Consultant and the Consultant’s employees: 

.1 shall conduct their duties related to this Contract with impartiality and 
shall, if they exercise inspection or other discretionary authority over 
others in the course of those duties, disqualify themselves from dealing 
with anyone with whom a relationship between them could bring their 
impartiality into question; 

.2 shall not influence, seek to influence, or otherwise take part in a decision 
of the Client, knowing that the decision might further their private 
interests. Any communication with the City’s elected officials before 
contract award shall result in disqualification of the Proponent. 

.3 shall not accept any commission, discount, allowance, payment, gift, or 
other benefit that is connected, directly, or indirectly with the performance 
of their duties relating to this Contract, that causes, or would appear to 
cause, a conflict of interest, and 

.4 shall have no financial interest in the business of a third party that causes, 
or would appear to cause, a conflict of interest in connection with the 
performance of their duties related to this Contract, and if such financial 
interest is acquired during the term of this Contract, the Consultant shall 
promptly declare it to the Client. 
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 Add SC3 Project History File 

  SC 3 Project History File 

.1 All project documentation shall be considered deliverables and shall form 
the core of the Project History File. A project history file is to be submitted 
to the Client prior to project closeout. It is the Consultants responsibility to 
ensure that the requirements for all deliverables be applied to all sub-
consultants and vendors.  

.2 All supporting and originating data (calculations, graphs, data, pictures, 
drawings checks, tables, etc.) that are developed and incorporated into 
the deliverable documentation shall be included in Project history file.  

.3 All data collected as part of the Project and relating to the deliverables 
that have been organized into database tables and spreadsheets shall be 
included electronically as supporting data for the deliverable. This 
information will be incorporated into the project history file 

.4 The project history file will be submitted electronically in a logical file 
folder structure.  

 

END OF APPENDIX B 
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APPENDIX C – SUB-CONSULTANT LIST 

 

The Proponent will engage and fully coordinate the work of the following sub-consultants listed 
to deliver the work: 

Table C1 List of subconsultants 

Consultant Name Project Office Address Discipline 

   

   

   

   

   

   

   

   

   

   

 

END OF APPENDIX C 
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APPENDIX D – INFORMATION PROVIDED BY THE CITY 

 

This schedule forms part of the contract for consulting services for 2023-RFP-055 / ReStore 
Business Case. The City will provide the following information to the Consultant: 

 .1 Municipal Design Guidelines, City of Iqaluit – 2015 

 .2 Good Building Practices Guideline, Government of Nunavut – 2020  

 .3 Habitat For Humanity ReStore – An Option For Iqaluit’s Circular Economy 

 

END OF APPENDIX D 
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APPENDIX E – CITY OF IQALUIT SERVICES AGREEMENT 

 BETWEEN:  THE MUNICIPAL CORPORATION OF THE CITY OF IQALUIT 

(hereinafter referred to as the "CITY OF IQALUIT") 

OF THE FIRST PART 

 

 AND:          <INSERT CONSULANT NAME> 

         (hereinafter referred to as the "Consultant") 

OF THE SECOND PART 

 

WHEREAS the CITY OF IQALUIT has requested the Consultant to provide engineering services for the 
<insert project name/ contract title>; 

AND WHEREAS the Consultant has agreed to provide such services to the CITY OF IQALUIT in its proposal 
dated <insert proposal date>; 

AND WHEREAS the CITY OF IQALUIT and the Consultant wish to set out the terms and conditions relating 
to the provision of such services; 

THEREFORE the CITY OF IQALUIT and the Consultant agree as follows: 

1. SERVICES AND PAYMENT    

 1.1 The Consultant agrees to provide to the CITY OF IQALUIT those services set out in the job description 
and scope of work provided on <insert proposal date>. A copy of the proposal is attached as 
Appendix "A".  

 1.2  The CITY OF IQALUIT agrees to pay for the services described above, a total amount not greater than 
<insert proposal amount>, for the provision of professional services based on the Proposal dated 
<insert proposal date>. 

2. TERM 

 2.1. This Contract shall commence on the <insert contract start date> and terminates on the <insert 
contract termination date> unless otherwise terminated in accordance with the provisions of this 
Contract.   

3. NOTICE AND ADDRESS 

 3.1 Any notice required to be given herein or any other communication required by this contract shall 
be in writing and shall be personally delivered, sent by facsimile, or posted by prepaid registered 
mail and shall be addressed as follows: 



 

REQUEST FOR PROPOSAL 

ReStore Business Case  
2023-RFP-055 

 
 

P7201-192031938-2(1.0) 
 

Template Version V.8 – Updated March 21, 2023 

 Page 30 of 36 

 

i)  If, to the CITY OF IQALUIT: 
     

Rod Mugford 
Chief Administrative Officer 
City of Iqaluit 
P.O. Box 460 Iqaluit, NU X0A 0H0 

      
     Reference: 2023-RFP-055 

 
ii)  If to the Consultant at: 

   
<Insert Consultant Representative Name> 
<Insert Consultant/ Company Name> 
<Insert Address> 

 
 3.2  Every such notice and communication, if delivered by hand, shall be deemed to have been received 

on the date of delivery or if sent by prepaid registered mail shall be deemed to have been received 
on the seventh day after posting, or if by facsimile, 48 hours after the time of transmission, 
excluding from the calculation weekends and statutory holidays. 

4. COMPLETE AGREEMENT 

 4.1 This Contract and its attachments constitute the complete Contract between the parties. Except as 
provided herein, it supersedes and shall take effect in substitution for all previous agreements. It is 
subject to change only by an instrument executed in writing by the City. 

 4.2 If this Contract arises from a request for proposals or tender call, the provisions of the request for 
proposals or tender call and the Consultant’s bid or proposal submission are incorporated into this 
Contract and may be used to clarify, explain or supplement this Contract, but shall not be used to 
contradict any express terms of this Contract.  

 4.3 In the event of a conflict between this Contract, the Consultant's bid or proposal submission, and the 
City's original tender bid instructions or Request for Proposals, the more recently prepared 
document shall govern to the extent of such inconsistency.    

5. GENERAL TERMS 

 5.1 Any information obtained from or concerning any department of the CITY OF IQALUIT or clients of 
any department of the CITY OF IQALUIT, by the contractor, its agents or employees in the 
performance of any contract shall be confidential.  The Consultant shall take such steps as are 
necessary to ensure that any such information is not disclosed to any other person and shall 
maintain confidential and secure all material and information that is the property of the CITY OF 
IQALUIT and in the possession of or under the control of the Consultant.  This clause survives the 
termination of this contract. 

 5.2 Time shall in every respect be of the essence. The Consultant shall deliver the services specified in 
the contract and according to the project schedule on costs. The CITY OF IQALUIT may grant 
reasonable extensions to the Consultant for delays, if the Consultant can show those delays were 
caused by circumstances beyond the control of the Consultant. 
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 5.3 The Consultant is an independent Consultant with the CITY OF IQALUIT and nothing in this contract 
shall be construed or deemed to create the relationship of employee and employer or of principal 
and agent between the CITY OF IQALUIT and the Consultant.  The Consultant is solely responsible for 
payments of all statutory deductions or contributions including but not limited to pension plans, 
unemployment insurance, income tax, workers' compensation and the Nunavut Payroll Tax. 

 5.4 This contract shall be interpreted and governed in accordance with the laws of Nunavut and the 
laws of Canada as they apply in Nunavut. 

 5.5 No waiver by either party of any breach of any term, condition or covenant of this contract shall be 
effective unless the waiver is in writing and signed by both parties.  A waiver, with respect to a 
specific breach, shall not affect any rights of the parties relating to other or future breaches. 

 5.6 The failure of either party at any time to require the performance of any provision or requirement of 
this contract shall not affect the right of that party to require the subsequent performance of that 
provision or requirement. 

 5.7 Title to any report, drawing, photograph, plan, specification, model, prototype, pattern, sample, 
design, logo, technical information, invention, method or process and all other property, work or 
materials which are produced by the Consultant in performing the contract or conceived, developed 
or first actually reduced to practice in performing the contract (herein called "the Property") shall 
vest in the CITY OF IQALUIT and the Consultant hereby absolutely assigns to the CITY OF IQALUIT the 
copyright in the property for the whole of the term of the copyright.  The Consultant shall not be 
responsible for any loss or damage suffered by the City of Iqaluit or any third parties resulting from 
any unauthorized use or modification of the property, errors in transmission of the property, 
changes to the Property by others, the consequences of design defects due to the design of others, 
or defects in contract documents prepared by others, and the City of Iqaluit agrees to defend, 
indemnify, and hold the Consultant harmless from and against all claims, demands, losses, damages, 
liability and costs associated therewith. Subject to the foregoing, the Property may be relied by the 
City of Iqaluit for design and construction work undertaken by other parties with respect to the 
Services provided that such parties verify the accuracy and completeness of the Property to their 
satisfaction.   

5.8 It is intended that all provisions of this agreement shall be fully binding and effective between the 
parties, but in the event that any particular provision or provisions or a part of one is found to be 
void, voidable or unenforceable for any reason whatever, then the remainder of the agreement shall 
be interpreted as if such provision, provisions, or part thereof, had not been included. 

  5.9 This contract may be extended by the written consent of the parties. 

5.10 The CITY OF IQALUIT may delegate any of its authority and undertaking pursuant to this contract to 
any employee or contractor the CITY OF IQALUIT by notice in writing to the Consultant. 

5.11 This contract shall ensure to the benefit of and be binding on the respective administrators, 
successors and assignment of each of the parties hereto. 

6. CONSULTANT RESPONSIBILITIES 

6.1 The Consultant shall indemnify and hold harmless, the CITY OF IQALUIT, its officers, employees, 
servants and agents from and against all claims, actions, causes of action, demands, losses, costs, 
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damages, expenses, suits or other proceedings by whomsoever made, brought or prosecuted in any 
manner based upon or related to the negligent acts, errors, or omissions of the Consultant under 
this contract. 

6.2 The Consultant shall be liable to the CITY OF IQALUIT for any loss or damage to property or 
equipment that is supplied to or placed in the care, custody or control of the Consultant for use in 
connection with the contract if such loss or damage is attributable to the negligence or deliberate 
acts of the Consultant or its employees or agents. 

6.3 If, in the opinion of the CITY OF IQALUIT acting reasonably, the Consultant is in default in respect of 
any obligation of the Consultant hereunder, the CITY OF IQALUIT may rectify such default and 
pursue a claim against the Consultant for any direct costs associated with any such remediation, 
including a reasonable allowance for the use of the CITY OF IQALUIT’s own employees or equipment. 

6.4 The Consultant may not assign or delegate work to be done under this contract, or any part thereof, 
to any other party without the written consent of the CITY OF IQALUIT.  In the case of a proposed 
assignment of monies owing to the Contractor under this contract, the consent in writing of the CITY 
OF IQALUIT must be obtained.   

6.5 The Consultant shall keep proper accounts and records of the services for a period of 3 years after 
the expiry or termination of this agreement.  At any time during the term of this contract or during 
the three years following the completion or termination of this agreement, the Consultant shall 
produce copies of such accounts and records upon the written request of the CITY OF IQALUIT. 

6.6 The Consultant shall notify the CITY OF IQALUIT immediately of any claim, action, or other proceeding 
made, brought, prosecuted or threatened in writing to be brought or prosecuted that is based upon, 
occasioned by or in any way attributable to the performance or non-performance of the services 
under this contract. 

6.7  
6.8 If at any time the Consultant considers their estimates indicate costs will exceed the project budget, 

they will immediately advise the City of Iqaluit.  If in the opinion of the City of Iqaluit, acting 
reasonably, the excess is due to design, costs factors or matters under the control or reasonably 
foreseeable by the Consultant, the CITY OF IQALUIT may require the Consultant to do everything by 
way of revision of the design to bring the cost estimate within the project budget.  Costs of completing 
such revisions shall be based upon a level of compensation reasonably appropriate to the 
circumstances, including the reason for the revisions.   

 
6.9 Except as required in the performance of services set out in this agreement, the Consultant must 

maintain as confidential all data and information made available to the Consultant, the CITY OF 
IQALUIT, or any other parties which is generated by or results from the Consultant’s performance of 
the Services described in this Contract.  All such data and information is the property of the City of 
Iqaluit.  This clause shall survive the termination of the Contract. 

 

7. TERMINATION   

7.1 The CITY OF IQALUIT may terminate this contract at any time upon giving written notice to this effect 
to the Consultant if, in the opinion of the CITY OF IQALUIT, the Consultant is unable to deliver the 
service as required, the Consultant’s performance of work is persistently faulty, in the event that the 
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Consultant becomes insolvent or commits an act of bankruptcy, in the event that any actual or 
potential labor dispute delays or threatens to delay timely performance of the contract or the 
(Consultant Contractor) defaults or fails to observe the terms and conditions of the contract in any 
material respect. 

 
7.2 This contract shall terminate as of the day for termination set out in the written notice and the 

Consultant shall forthwith invoice the CITY OF IQALUIT for work performed to the date of 
termination. 

 
7.3 Any invoice submitted by the Consultant pursuant to clause 7.2 shall be reviewed by the CITY OF 

IQALUIT to assess the amount which is properly due and owing for work done by the Contractor prior 
to termination. 

 
8. FINANCIAL 

8.1 The CITY OF IQALUIT, having given written notice of a breach, may withhold or hold back in whole or 
in part any payment due the Consultant without penalty, expense or liability, if in the opinion of the 
Contracting Authority, the Consultant has failed to comply with or has in any way breached an 
obligation of the consultant.  Any such hold back shall continue until the breach has been rectified to 
the satisfaction of the CITY OF IQALUIT. 

8.2 The CITY OF IQALUIT may set off any payment due the Consultant against any monies owed by the 
Consultant to the CITY OF IQALUIT. 

8.3 The City of Iqaluit will pay the Goods and Services Tax (GST). 

8.4 Provided all terms and conditions on the part of the Consultant have been complied with, each 
invoice will be paid thirty (30) calendar days after receipt of the invoice, or thirty (30) calendar days 
after delivery of the services, whichever is later.  

8.5 The CITY OF IQALUIT may, in order to discharge lawful obligations or to satisfy lawful claims against 
the Consultant or a Subconsultant arising out of the execution of work, pay any amount, which is due 
and payable to the Consultant under the contract, if any, directly to the obligee of and the claimants 
against the Consultant or Subconsultant. 

9. INSURANCE AND LIABILITY  

9.1 The Consultant’s liability to the City of Iqaluit for claims arising out of this Agreement, or in any way 
relating to the Services, will be limited to direct damages and to the re-performance, without 
additional compensation, of any Services not meeting a normal professional standard of care and 
such liability will, in the aggregate, not exceed the amount of $1,000,000.00. The limitations of 
liability will apply, to the extent permitted by law, whether Consultant’s liability arises under breach 
of contract or warranty; tort, including negligence; strict liability; statutory liability; or any other 
cause of action, and will extend to and include Consultant’s directors, officers, employees, insurers, 
agents and sub-consultants. 

 
9.2 In no event will either party be liable to the other party for indirect or consequential damages 

including without limitation loss of use or production, loss of profits or business interruption. 
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9.3 The Consultant shall, without limiting his obligations or liabilities hereto, obtain, maintain and pay for 
during the period of this agreement, the following insurance with limits not less than those shown: 

a) Workers' Compensation insurance covering all employees engaged in the work in 
accordance with the statutory requirements of the Territory or Province having jurisdiction 
over such employees. If the Consultant is assessed any additional levy, extra assessment or 
super-assessment by a Workers' Compensation Board as a result of an accident causing 
injury or death to an employee of the Consultant or any sub-consultant, or due to unsafe 
working conditions, then such levy or assessment shall be paid by the Consultant at its sole 
cost and is not reimbursed by the CITY OF IQALUIT. 

b) Employer's liability insurance with limits not less than $500,000 for each accidental injury to 
or death of the Consultant’s employees engaged in the work.  If Workers' Compensation 
insurance exists, then in such event, the aforementioned Employer's Liability insurance shall 
not be required but the Comprehensive General Liability policy referred to in item (d) herein 
shall contain an endorsement providing for Contingent Employers' Liability insurance. 

c) Motor Vehicle, water craft and snow craft standard liability insurance covering all vehicles 
and/or craft owned or non-owned, operated and/or licensed by the Consultant and used by 
the Consultant in the performance of this agreement in an amount not less than one million 
dollars ($1,000,000.00) per occurrence for bodily injury, death and damage to property; and 
with respect to busses limits of not less than one million dollars ($1,000,000.00) for vehicle 
hazards and not less than one million dollars ($1,000,000.00) for Bodily Injury to or death of 
one or more passengers and loss of or damage to the passengers property in one accident.) 

d) Comprehensive General Liability Insurance with limits of not less than two million dollars 
($2,000,000.00) (inclusive) per occurrence for bodily injury, death and damage to property 
including loss of use thereof.  Such insurance shall include but not be limited to the following 
terms and conditions:  

• Products & Completed Operations Liability * 

• Consultant’s Protective Liability 

• Blanket Contractual Liability 

• Broad Form Property Damage 

• Personal Injury Liability 

• Cross Liability 

• Medical Payments 

• Non-owned Automobile Liability * 

• Contingent Employers Liability * 

• Employees as Additional Insureds * 

*WHERE APPLICABLE 
 

e) Professional Liability Insurance with limits of not less than two hundred fifty thousand 
dollars ($250,000.00) per claim and five hundred thousand dollars ($500,000.00) in the 
annual aggregate, to cover claims arising out of the rendering of or failure to render any 
professional service under this contract or agreement. 
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All policies shall provide that thirty days written notice be given to the CITY OF IQALUIT prior to any 
cancellations of any such policies. 

The Comprehensive General Liability Insurance policies shall name the CITY OF IQALUIT and any permitted 
sub-consultants as additional insureds only with respect to the terms of this contract and shall extend to 
cover the employees of the insureds hereunder. 

The Consultant shall be responsible for any deductibles, exclusions and/or insufficiency of coverage 
relating to such policies. 

The Consultant shall deposit with the CITY OF IQALUIT prior to commencing with the work a certificate of 
insurance evidencing the insurance(s) required by this clause in a form satisfactory to the CITY OF IQALUIT 
and with insurance companies satisfactory to the CITY OF IQALUIT. 

IN WITNESS WHEREOF the parties hereto have set their hand and seals as of the date and year entered 
below. 

 

FOR THE CITY OF IQALUIT:  FOR THE CONSULTANT: 
 

    
__________________________   __________________________ 
Name/Title   Name/Title 
 
__________________________  __________________________ 
Signature   Signature 
 
__________________________  __________________________ 
Date   Date 

 
__________________________  __________________________ 
Witness   Witness 

 

 

END OF APPENDIX E 
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APPENDIX F – SIGNING SHEET 

I/We, agree that we have received addenda ____ to ____ inclusive, and the Proposal Pricing 
includes provisions set out in such addenda. 

I/We confirm agreement to conform to the confidentiality requirements as indicated in 
Supplementary Conditions SC1 – Confidentiality. 

I/We confirm agreement to conform to the conflict of interest requirements and disclosures as 
indicated in Supplementary Conditions SC2 – Conflict of Interest. 

Signer must have authority to bind the company. 

Signed, and delivered at this ______ day of __________ 2023. 

 

Signature of Name (Authorized official or principal who has authority to bind the company) 

 

 

Legal Company Name 

 

 

Address:  # Street, Municipality, Province/ Territory, Postal Code 

 

 

Name: Print or Type 

 

 

Title 

 

 

Email 

 

 

Telephone # 

END OF APPENDIX F 

END OF RFP 
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A WATER DISTRIBUTION SYSTEM 

A-1 GENERAL 

These guidelines are intended as a guide only. The Design Engineer is responsible to 

ensure that the water system is designed and constructed according to accepted 

engineering practice.   

These Guidelines shall not be considered as a substitute for a detailed material and 

construction specification prepared by the Design Engineer. 

These Guidelines only apply in areas where underground water servicing is specified. 

A-2 ORGANIZATIONS ISSUING STANDARDS: 

ASTM-American Society for Testing and Materials 

AWWA-American Water Works Association 

CSA-Canadian Standards Association 

NFPA-National Fire Protection Association 

NSF-National Sanitation Foundation 

Fire Underwriter’s Survey 

A-3 WATER MAINS 

A.3.1 Flow Requirements 

1. Average Daily Demand - 400 L/person/day 

2. Population Density (residential) - 3.5 persons/residence 

3. Maximum Daily Demand - 2 × Average Demand 

4. Peak Hourly Demand - 4 × Average Demand 

5. Minimum Residual Water Pressure During Peak 

Hour Flow 

 

- 

 

350 kPa (50 psi) 

6. Minimum Residual Water Pressure During 

Maximum Day + Fire Flow 

 

- 

 

140 kPa (20 psi) 

7. Minimum Residual Water Pressure Maximum 

Day Flow (for operation of residential fire 

sprinklers) 

 

 

- 

 

 

350 kPa (50 psi) 
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A.3.2 Pipe Sizing 

1. Sizing of water mains shall be determined by hydraulic network analysis.  Results 

shall be submitted to the City Engineer for approval. 

2. The minimum size for a distribution main shall be 200mm.  Lines must be sized to 

accommodate the anticipated land use. 

3. The minimum size for a recirculation line shall be 50mm.  Lines must be sized to 

accommodate the anticipated land use. 

4. The maximum velocity under normal operating conditions shall not exceed 3.0 m/s. 

5. Hazen-Williams “C” value shall be 120 for H.D.P.E. pipe. 

6. Analysis shall be made to ensure that there is a minimum residual pressure of 350 kPa 

(50 psi) under Peak Hour Demand conditions. 

7. Separate analysis shall be made to ensure that there is a minimum residual pressure of 

140 kPa (20 psi) under Maximum Day Demand plus Fire Flow Conditions. 

A.3.3 Water Main Alignment and Location 

1. Water mains shall be located within the road right-of-way and outside the 

carriageway. 

2. Water mains shall be located a minimum of 230mm outside of insulation to outside of 

insulation horizontally and 300mm from invert to obvert vertically from any sewer 

line. 

3. Public Utility Lot (PUL) widths shall be at least 6.0m for a single utility and 8.0m for 

two utilities.  

4. Water distribution and transmission systems in new subdivisions shall be looped. 

A.3.4 Required Depth for Water Mains  

1. The water main shall have a minimum depth of cover of 2.5m measured from 

finished grade to the top of pipe. 

2. Water mains shall cross above sewer where ever possible.  Water mains crossing 

below sewers shall require special approval from the City Engineer. 

3. Water mains crossing above the sewer with sufficient clearance to allow for proper 

bedding and structural support of the pipes.  Pipe clearance when passing over any 

sewer shall be a minimum of 300mm separation between the top of the sewer pipe 

and the bottom of the water main. 

4. Water mains crossing under sewers shall be a minimum of 500mm separation 

between the bottom of the sewer pipe and the top of the water main.  Efforts shall be 

made to pass over the sewer when possible. 
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A.3.5 Water Pipe Material 

General 

1. Approved materials shall be as per City of Iqaluit standards. 

2. Only new materials shall be deemed acceptable.  All materials found to be defective 

or damaged shall be replaced at the no cost to the City.  The pipe shall not be more 

than two years old at the time of installation. 

3. Records of quality control testing performed by the manufacturer shall be made 

available upon request. 

4. All pipe and joint lubricants must be certified for potable water use in accordance 

with N.S.F. Standards. 

Polyethylene 

1. All pipe materials and fabrication shall conform to AWWA C901 or C906, as 

applicable 

2. Polyethylene pipe shall conform to CSA B137.1 and ASTM F714, D3035, D3350 

3. Water main shall be HDPE DR11 (Series 160, 1100 kPa) 

4. All pipe to have a 50mm thickness shop cast polyurethane insulation and black jacket. 

5. Moulded fittings shall conform to ASTM D2683 or D3261 

6. Fabricated fittings shall be manufactured from pipe of the same series as that used in 

the piping system. 

7. Pipe shall be joined by thermal butt-fusion, flange assemblies or compression type 

fittings. 

8. Compression couplings shall be used with stainless steel inserts. 

9. Couplers shall be Victaulic Type 995 for use with HDPE piping or approval equal. 

10. Valves shall be cast iron gates valves with flanged connections. 

11. Each pipe length shall be marked for use with potable water, the manufacturer’s 

name, nominal pipe size, dimension ratio, material grade, manufacturing standard, 

and a code indicating the date and place of manufacture. 

Steel Fittings 

1. Fittings for H.D.P.E pressure pipe shall conform to AWWA C200 and C208 with a 

minimum working pressure of 1035 kPa and a yield point strength of 207 Mpa. 

2. Slip-on flanges of forged steel shall conform to AWWA C207, Class D and flat faced 

or weld-neck flanges shall conform to ANSI B16.1, Class 125. 

3. Use stainless steel double threaded studs with two nuts, ASTM A307, Grade B. 

4. Full-faced rubber gaskets shall be used with 1035 kPa working pressure. 



 

CITY OF IQALUIT 

MUNICIPAL DESIGN GUIDELINES 

October 2004  4 of 37  

5. Weldolets and threadolets of forged steel shall comply with ASTM A105. 

6. Welding of shop-fabricated fittings shall conform to CSA Z662. 

7. The exterior of all fittings shall be factory coated with an epoxy coating conforming 

to AWWA C213. 

A.3.6 Water Main Installation 

1. The pipe installation shall be conducted in compliance with the pipe manufacturer’s 

specifications. 

2. Align pipes carefully from access vault to access vault.  Keep joints free of mud, 

gravel and foreign material and ensure that the joint is complete as outlined in the 

manufacturer’s specifications.  Deflections shall not exceed those permitted by the 

manufacturer. 

3. The pipe must be thoroughly flushed of all dirt, stones and pipe lubricant when 

complete. 

4. The alignment of pipes less than 900mm in diameter shall not be more than 150mm 

of the designated alignment.  

5. The invert of pipe shall not deviate from the design grade by more than 40mm. 

A-4 VALVES 

A.4.1 Materials 

1. All water valves shall be certified to National Sanitation Foundation (NSF) Standard 

61 – Drinking Water System Components: Health Effects and Standard 14 – Plastics 

and Plumbing System Components. 

Pressure Reducing Valves 

1. Valves 200mm and smaller shall be of single diaphragm type.  Valves 250mm and 

larger shall be double diaphragm type. 

2. Valves shall be globe style, hydraulically operated, pilot controlled with flanged cast 

iron body to ANSI B16.1, Class 125.  Valves shall have type 304 stainless steel seat 

and stem. 

Flow Control Valves 

1. Valves shall be diaphragm type, globe or angle style with cast iron body and bronze 

trim. 

2. Provide an “O” ring seat seal on main valve and strainer and needle valve on pilot 

inlet lines. 
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Air Valves 

1. All air valves shall conform to AWWA C512 with cast iron body and stainless steel 

float.  Minimum working pressure shall be 1035 kPa. 

A.4.2 Valve Location and Spacing 

1. The location and spacing of valves should be such that when the system is in 

operation: 

• No more than two hydrants will be put out of service by a water main shutdown 

• No more than four valves are required to effect a shutdown 

• No more than 20 lots are out of service due to a water main shutdown 

2. Valves should be no greater than 250m apart.  

3. Valves shall be located in access vault. 

4. Valves shall be located at both ends of a main passing through a utility lot or 

easement and shall be placed 500mm from the property line. 

5. Valves shall be the same size as the corresponding main. 

6. All valves locations shall be reviewed and approved by the City Engineer and the Fire 

Department. 

A.4.3 Valve Installation 

1. Valves, valve casings and fittings shall be installed in accordance with the 

manufacturer’s specifications. 

2. Upon completion, all valve casings must be checked to ensure that they are plumb 

and that the operating nut can be turned properly. 

A-5 HYDRANTS 

A.5.1 Materials 

1. All hydrants shall be 200mm Crane McAvity M-67 inline fire hydrants unless 

otherwise approved by the City Engineer. 

2. All hydrants shall be certified to NSF Standard 61 – Drinking Water System 

Components: Health Effects and Standard 14 – Plastics and Plumbing System 

Components. 

3. Compression type hydrants shall be supplied conforming to AWWA C502 for dry 

barrel fire hydrants. 

4. Hydrant shall be designed for 1035 kPa working pressure. 
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5. Hydrants shall have one pumper connection, 146mm outside diameter, and two hose 

connections (63.5mm) with MPSH thread at least 415mm above the ground flange.  

Nipples shall be provided with caps without chains or cables.  The hose and pumper 

caps and hydrant valve shall open clockwise. 

6. Hydrants shall consist of a minimum 2.45m barrel with 300mm extension. 

7. Hydrants shall have a 200mm cast iron outside diameter inlet elbow with bell end and 

harnessing lugs.  Elbow shall be flanged to the barrel. 

8. Valve stem in hydrant head to have “O” ring seals. 

9. Operating nut shall be three sided, each side being a 36.5mm long arc. 

10. Hydrants shall have stainless steel bolt assemblies throughout. 

11. External paint shall conform to AWWA C550 – corrosion resistant fluorescent red. 

A.5.2 Hydrant Location and Spacing 

1. The maximum spacing between hydrants shall be 120m for residential areas  

2. For school, industrial or commercial areas hydrant spacing shall be such as to provide 

complete coverage to the building from a maximum distance of 90m.   

3. For sprinkled buildings, a hydrant shall be located within 45m of the building siamese 

connection. 

4. All hydrants to be placed inside access vaults as per City of Iqaluit standards. 

5. Hydrants and access vaults shall be located at the projection of the property lines 

where possible.  

6. Hydrant spacing shall be approved by the Fire Department. 

A.5.3 Hydrant Installation 

1. Hydrants shall be installed in accordance with the manufacturer’s specifications and 

AWWA M17. 

2. Upon completion, all hydrants must be checked to ensure that they are plumb and that 

the operating nut is functioning properly. 

A-6 COUPLINGS AND ADAPTORS 

1. Bolted sleeve couplings shall conform to AWWA C219 with ductile iron or carbon 

steel bodies with epoxy coating conforming to AWWA C213 or AWWA C550 as 

applicable.  Coupling shall have a minimum operating pressure of 1035 kPa.  Linings 

shall be in accordance with AWWA C210, C213 or C550 and be suitable for use with 

potable water. 

2. Flange adapters shall conform to AWWA C219 with ductile iron or carbon steel 

bodies with epoxy coating conforming to AWWA C210, C213 or C550 as applicable.  



 

CITY OF IQALUIT 

MUNICIPAL DESIGN GUIDELINES 

October 2004  7 of 37  

The minimum operating pressure shall be 1035 kPa.  Flanges shall conform to 

AWWA C207, Class D.  Linings shall be in accordance with AWWA C210, C213 or 

C550 and be suitable for use with potable water. 

3. Couplings for grooved and shouldered joints shall conform to AWWA C606 and shall 

have operating pressures, coatings and linings as above. 

A-7 TRENCHING BEDDING AND BACKFILLING 

1. All trenching and backfilling shall be completed in strict accordance with 

Occupational Health and Safety Guidelines.  

2. If unsuitable soil conditions are encountered, proper measures for dealing with the 

conditions shall be identified either on the design drawings or as a brief report to the 

City Engineer prior to construction. 

3. Modified Granular C pipe bedding shall be utilized in suitable soil conditions.  

Bedding sand shall have minimum depth of 100mmm below the pipe, shall extend up 

both sides to the trench wall and provide a minimum cover of 300mm above the pipe.   

4. Test pits are to be excavated every 15m to a depth of 450mm below the invert of the 

pipe to check for the presence of silt. Subexcavate 450mm below the invert of the 

pipe when silt is found and backfill with Granular B compacted to 95% Standard 

Proctor Density. 

5. The minimum trench width measured at the pipe springline shall be the pipe outside 

diameter plus 450mm.  The maximum trench measured at the pipe springline shall be 

the pipe outside diameter plus 600mm.  The City Engineer must be notified if the 

trench must be excavated deeper or wider than specified. 

6. Excavated material shall be stockpiled at a safe distance from the edge of the trench. 

7. The Design Engineer shall identify areas where the trench excavation requires 

sheathing, shoring or bracing in order to protect workers, property or adjacent 

structures. 

8. Trench excavations shall be kept free of water. 

9. Utility trenches shall be adequately compacted. 

Native backfill under existing or proposed roads or laneways shall be compacted to: 

• 98% standard proctor density from subgrade to 1.5m below subgrade or original 

ground, whichever is lower; 

• 95% standard proctor density greater than 1.5m from the subgrade or original 

ground, whichever is lower; 

to a distance equal to the trench depth past the shoulder. 

Granular backfill under existing or proposed roads or laneways shall be compacted to 

95% of standard proctor density throughout the entire trench depth below subgrade to 

a distance equal to the trench depth past the shoulder. 
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Backfill in all other areas shall be compacted to 95% standard proctor density. 

Subgrade and base course compaction for roadway construction shall be as specified 

in Section D – Roadways, Walking Trails and Snow Mobile Trails. 

If the above standards cannot be achieved due to a large variation in soil types 

throughout the development, the City Engineer may at his sole discretion, establish a 

more appropriate standard on an individual case basis.   

10. If the minimum compaction standards cannot be met due to abnormal weather or wet 

ground conditions, the City Engineer may establish a more suitable standard on a site-

specific basis provided adequate justification is presented. 

11. All landscaping, pavement structures, sidewalks, curb and gutter damaged or 

removed during trenching shall be restored or replaced unless otherwise directed by 

the City Engineer. 

12. All debris, surplus fill and unused materials must be removed form the site. 

A-8 INSPECTION AND TESTING 

1. All water installations shall be subject to inspections by the City Engineer prior to 

issuance of the Substantial Certificate of Completion and Final Certificate of 

Completion. 

2. Visual inspections of all lines are required prior to Substantial Certificate of 

Completion.  Any deflections, sags obstructions and other defects affecting the 

performance of the line shall be corrected and the line re-inspected prior to 

Substantial Certificate of Completion. 

3. All material testing (backfill densities and concrete testing) shall be performed by an 

accredited agency and certified by a Professional Engineer.  All test results shall be 

submitted to the City Engineer with a report indicating any deficiencies and 

remediation. 

A.8.1 Testing 

1. The Fire Department shall be responsible for pressure and flow testing of the entire 

water system.  If discrepancies are found, the Design Engineer shall indicate the 

corrective action that must undertake to remedy the deficiency. 

A-9 DISINFECTION 

1. Water mains are to be disinfected and flushed in accordance with AWWA C651. 

2. Fill section of main to be disinfected with a chlorine solution, and measure the 

starting residual. 

3. Disinfect for 24 hours and measure residual.  If no chlorine is measured repeat the 

disinfection procedure. 



 

CITY OF IQALUIT 

MUNICIPAL DESIGN GUIDELINES 

October 2004  9 of 37  

4. When disinfection is completed, test for bacteria. 

5. When the City Engineer has approved the bacteria test, flush water mains and safely 

discharge the water so that no downstream damage occurs. 

6. If repairs are made on any section of pipe, disinfection shall be repeated. 

7. The mains shall not be commissioned and put into use until the bacteriological 

sample results are approved by the City Engineer.  

A-10 OPERATION OF BOUNDARY VALVE & EXISTING HYDRANT 

1. City representatives shall be notified at least 24 hours in advance of valve operation 

requirements.  City personnel shall operate the boundary valves. 

2. Use of fire hydrants, tap faucets or the like, connected to the City’s treated water 

supply is strictly forbidden.  Any violations will result in appropriate fines as 

stipulated in the bylaws.  All water used in the performance of the work must be 

obtained from truck fill stations as directed by the City. 
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B SANITARY SEWER SYSTEM 

B-1 GENERAL 

These guidelines are intended as a guide only. The Design Engineer is responsible to 

ensure that the sanitary sewer system is designed and constructed according to accepted 

engineering practice.   

These Guidelines shall not be considered as a substitute for a detailed material and 

construction specification prepared by the Design Engineer. 

These Guidelines only apply in areas where underground sanitary servicing is specified. 

B-2 ORGANIZATIONS ISSUING STANDARDS: 

ASTM – American Society for Testing and Materials 

CSA – Canadian Standards Association 

B-3 SANITARY SEWERS 

B.3.1 Flow Generation Rates 

The sanitary system shall be of sufficient capacity to carry peak flows plus an inflow and 

infiltration allowance.  The flow and factors listed below shall be used as minimum 

requirements in the design of the sanitary sewer systems. 

1.  Average Sewage Flow - 400 L/person/day 

2.  Population Density (residential) - 3.5 persons/residence 

3.  Peak Sewage Flow - Average Flow x Peaking Factor 

4.  Peaking Factor - 1 + 14/(4+P
1/2

) (residential) 

(Harmon’s Formulas) where P = the contributing 

design population in thousands 

where P<1, a peaking factor of 4.5 shall be used 

3.0 (non-residential) 

The total design peak flow rates for the sanitary sewer shall be the sum of the peak flow 

rates plus all extraneous flow allowances. 
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B.3.2 Gravity Sewer Pipe Sizing 

The following design factors shall be used in determining the sanitary sewer pipe sizes: 

1.   Minimum pipe size - 200mm diameter 

2.   Manning’s Formula “n” - 0.013 

3.   Required sewer capacity - Estimated Peak Design Flow 

0.86 

4.   Minimum flow velocity - 0.6 m / sec (during average flow) 

5.   Maximum flow velocity - 3.0 m / sec 

9. Minimum design slopes 

Sewer Diameter (mm) Minimum Design Slope 

200 0.40% 

250 0.28% 

300 0.22% 

375 0.15% 

450 0.12% 

525 and greater 0.10% 

9. Minimum slopes shall be increased by 50% on all curved sections. 

9. The minimum grade of the first upstream leg shall not be less than 1.0%. 

9. It is recommended that all sanitary sewers be designed with a slope of 0.5% or 

greater, wherever possible. 

B.3.3 Sanitary Sewer Alignment and Location 

1. Sewer mains shall be located within the road right-of-way and outside the 

carriageway. 

2. Sanitary sewers shall be located a minimum of 230mm outside of insulation to 

outside of insulation horizontally and 300mm from obvert to invert vertically from 

any waterline. 

3. Public Utility Lot (PUL) widths shall be at least 6.0m for a single utility and 8.0 for 

two utilities. 

4. Curved sewers shall run parallel to the road centre line. 
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B.3.4 Required depth for sanitary sewers 

1. Sanitary sewers shall be installed at a sufficient depth to meet the following 

requirements: 

2. The main shall have a minimum depth of cover to ensure the mains are in permafrost.  

No main shall be installed with less than 3.0m of cover measured from finished grade 

to the top of the pipe. 

3. Gravity mains shall have sufficient depth to allow all buildings to drain by gravity to 

the sewer.  Service lines shall have a minimum cover of 2m from the finished lot 

surface to the top of pipe at the property line. 

4. Sanitary Sewers shall cross below water mains where ever possible.  Sewers crossing 

above water mains shall require special approval from the City Engineer. 

5. Sanitary sewer crossing above the water main with sufficient clearance to allow for 

proper bedding and structural support of the pipes.  Pipe clearance when passing over 

any sewer shall be a minimum of 300mm separation between the top of the sewer 

pipe and the bottom of the water main. 

6. Sanitary sewers crossing above water mains shall be a minimum of 500mm 

separation between the bottom of the sewer pipe and the top of the water main.  

Efforts shall be made to pass under the water main when possible. 

B.3.5 Sanitary Sewer Materials 

1. Only new materials shall be deemed acceptable.  All materials found to be defective 

or damaged shall be replaced at no cost to the City. 

2. Where specific products are specified, it is intended that approved equals are also 

acceptable.  Approval must be obtained by the City Engineer prior to installation. 

3. Polyethylene pipe and fitting shall conform to the following: 

• DR11 Polyethylene pipe shall conform to CSA B137.1 and ASTM D3035, D3350 

• Minimum pressure rating of 1100 kPa (series 160) 

• Moulded fittings shall conform to ASTM D2683 or D3261 

• Fabricated fittings shall be manufactured from pipe of the same series as that used 

in the piping system. 

• Pipe shall be joined by thermal butt-fusion, flange assemblies or compression type 

fittings. 

• Flanges shall be stainless steel or epoxy coated ductile iron conforming to ASTM 

A536-80 with stainless steel nuts, bolts and washers. 

• Compression couplings shall be used with stainless steel inserts. 

• Outlet sleeve saddle shall be Robar type 6626 or approved equal. 
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• Valves shall be cast iron gates valves with flanged connections. 

• Each pipe length shall be marked with the manufacturer’s name, nominal pipe 

size, dimension ratio, material grade, manufacturing standard, and a code 

indicating the date and place of manufacture. 

B.3.6 Sewer Installation 

1. The pipe and gasket installation shall be conducted in compliance with the pipe 

manufacturer’s specifications.  Installation of HDPE pipe and fittings shall conform 

to CSA-B137.1. 

2. Pipe installation shall start at an access vault and work upstream to the next access 

vault. 

3. Align pipes carefully when jointing.  Keep joints free of mud, gravel and foreign 

material and apply sufficient pressure to ensure that the joint is complete as outlined 

in the manufacturer’s specifications.  Complete each joint before laying the next 

length of pipe.  Deflections shall not exceed those permitted by the manufacturer. 

4. The pipe must be thoroughly flushed of all dirt, stones and pipe lubricant when 

complete. 

5. The alignment of pipes shall not be more than 150mm off the designated alignment.  

6. The invert of the pipe shall not deviate from the design grade by more than 6mm plus 

20mm per metre of diameter of sewer pipe. 

B-4 SANITARY CLEANOUT DESIGN AND LOCATION 

1. Clean outs shall be located at the end of each line, at all changes in pipe size, grade 

and alignment. 

2. Clean outs shall be located in all access vaults. 

3. The maximum distance between clean outs shall not exceed 120m. 

4. The drop across access vaults should be of sufficient magnitude to account for any 

energy losses in the access vault. 

5. Pipe deflections of less than 45º require a drop of at least 30mm 

6. Pipe deflections of 45º to 90º require a drop of at least 50mm 

7. Invert drops for pipes larger than 600mm or for high flow situations shall be assessed 

on an individual basis 

8. The obvert elevation of a sewer entering a manhole shall not be lower than the obvert 

elevation of the outlet pipe. 

9. Pipe deflection in the manhole shall not be greater than 90º. 

10. Risers for service lines shall be required when sewer mains exceed 4 metres in depth. 
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B-5 TRENCHING, BEDDING AND BACKFILLING 

1. All trenching and backfilling shall be completed in strict accordance with 

Occupational Health and Safety Guidelines. 

2. If unsuitable soil conditions are encountered, proper measures for dealing with the 

conditions shall be identified either on the design drawings or as a brief report to the 

City Engineer prior to construction. 

3. Modified Granular C pipe bedding shall be utilized in suitable soil conditions.  

Bedding sand shall have minimum depth of 100mm below the pipe, shall extend up 

both sides to the trench wall and provide a minimum cover of 300mm above the pipe.   

4. Test pits are to be excavated every 15m to a depth of 450mm below the invert of the 

pipe to check for the presence of silt. Subexcavate 450mm below the invert of the 

pipe when silt is found and backfill with Granular B compacted to 95% Standard 

Proctor Density. 

5. The minimum trench width measured at the pipe springline shall be the pipe outside 

diameter plus 450mm.  The maximum trench measured at the pipe springline shall be 

the pipe outside diameter plus 600mm.  The City Engineer must be notified if the 

trench must be excavated deeper or wider than specified. 

6. Excavated material shall be stockpiled at a safe distance from the edge of the trench. 

7. The Design Engineer shall identify areas where the trench excavation requires 

sheathing, shoring or bracing in order to protect workers, property or adjacent 

structures. 

8. Trench excavations shall be kept free of water. 

Native backfill under existing or proposed roads or laneways shall be compacted to: 

• 98% standard proctor density from subgrade to 1.5m below subgrade or original 

ground, whichever is lower; 

• 95% standard proctor density for depths greater than 1.5m from the subgrade or 

original ground, whichever is lower; 

to a distance equal to the trench depth past the shoulder. 

Granular backfill under existing or proposed roads or laneways shall be compacted to 

95% of standard proctor density throughout the entire trench depth below subgrade to 

a distance equal to the trench depth past the shoulder. 

Backfill in all other areas shall be compacted to 95% standard proctor density. 

Subgrade and base course compaction for roadway construction shall be as specified 

in Section D. 

If the above standards cannot be achieved due to a large variation in soil types 

throughout the development, the City Engineer may at his sole discretion, establish a 

more appropriate standard on an individual case basis.   
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9. If the minimum compaction standards cannot be met due to abnormal weather or wet 

ground conditions, the City Engineer may establish a more suitable standard on a site-

specific basis provided adequate justification is presented. 

10. All landscaping, pavement structures, sidewalks, curb and gutter damaged or 

removed during trenching shall be restored or replaced unless otherwise directed by 

the City Engineer. 

11. All debris, surplus fill and unused materials must be removed from the site. 

B-6 INSPECTION AND TESTING 

1. All sewer installations shall be subject to inspections by the City Engineer prior to 

issuance of the Substantial Certificate of Completion and Final Certificate of 

Completion. 

2. Visual inspections of all lines are required prior to Substantial Certificate of 

Completion.  Any deflections, sags obstructions and other defects affecting the 

performance of the line shall be corrected and the line re-inspected prior to 

Substantial Certificate of Completion. 

3. All material testing (backfill densities and concrete testing) shall be performed by an 

accredited agency and certified by a Professional Engineer.  All test results shall be 

submitted to the City Engineer with a report indicating any deficiencies and 

remediation. 

B-7 SANITARY WASTEWATER PUMPING SYSTEMS 

B.7.1 General 

1. Wastewater pumping systems shall only be installed where site constraints restrict the 

gravity collection system from tying to an existing sanitary trunk line.  The 

requirement must be justified in an initial subdivision design report taking the 

development plans for the surrounding area into account. 

B.7.2 Standards and Approvals 

1. The design and construction of the pumping system must meet the requirements of 

other governmental authorities and regulations including Federal, Territorial and 

Municipal.  The Design Engineer is responsible for all submissions and applications 

required for approval. 

B.7.3 Location 

1. The pumping station shall be located in such a manner as to minimize the impact to 

adjacent development in terms of visibility, odour and noise. 
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2. Pumping stations shall not be located in areas subject to flooding during a major 

rainfall event. 

3. Pumping stations shall always be accessible by road. 

B.7.4 Configuration 

1. A wet well configuration with submersible pump or above ground suction head pump 

is preferred. 

2. A wet well/dry well configuration may be considered for larger facilities. 

3. A building will be required for all pumping stations. 

4. A collection access vault shall intercept flow from all incoming sewers before 

discharge to the pumping station.  The station shall receive flow from one inlet only. 

5. Provision shall be made to shut off flow from the collection manhole if required. 

B.7.5 Pumping Station Design 

1. The pumps shall be sized to accommodate the maximum expected flow as determined 

by accepted engineering practice and according to the requirement specified in 

Section B.3.1 - Flow Generation Rates. 

2. Pumping stations shall be equipped with two or more pumps sized such that if one 

pump is out of service, the remaining pump(s) is/are capable of pumping the design 

capacity flow rate.  Pumps shall be identical and interchangeable for a duplex 

pumping station.  Pumps starts shall alternate between pumps. 

3. Pumps shall be provided by a well-recognized manufacturer. 

4. Submersible pumps shall have a non-clog impeller design and flush valves. 

5. Pump motors shall operate on 3-phase power wherever possible.  This requirement 

may be relaxed by the City if 3-phase power cannot be supplied at a feasible cost. 

6. Dead storage shall be minimized while meeting minimum depth requirements 

specified by the pump manufacturer. 

7. Wet wells shall be sized based on accepted engineering practice.  Storage shall be 

provided to minimize the frequency of pump starts but maximum retention time in the 

wet well should not exceed 30 minutes.  The design shall meet pump manufacturer’s 

specifications. 

8. Wet wells shall be sized and equipped to accommodate operator access, maintenance 

and safety requirements. 

B.7.6 Valves and Piping 

1. The minimum diameter for all pump suction and discharge piping shall be 100mm. 
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2. Pipe sizing shall allow for minimum and maximum flow velocities of 0.75m/s to 

3.5m/s respectively within the station. 

3. The minimum pressure rating of piping within the station shall be determined based 

on calculated operating pressures but shall not be less than 900 kPa. 

4. Pumps shall be connected in parallel to a common discharge header located within 

the station.  Check valves and isolation valves shall be installed on the discharge line 

between each pump and the discharge header. 

5. A forcemain isolation valve shall be installed on the main discharge pipe outside the 

wet well. 

B.7.7 Water Supply 

1. Water supply must be provided to the facility for washing/cleaning purposes. 

2. The design shall ensure that the connection between the potable water supply and the 

wastewater pumping station does not cause contamination of the potable water 

supply.  The design shall comply with the conditions stipulated in the Environment 

“Standards and Guidelines for Municipal Waterworks, Wastewater and Storm 

Drainage Systems” for Water Supply and Wastewater Facilities. 

3. Where a potable water supply is to be used for washing/cleaning purposes, a break 

tank, pressure pump and pressure tank shall be provided.  In-line backflow preventers 

are not acceptable.  The potable water shall be discharged to the break tank through 

an air gap at least 150mm above the maximum flood line or the spill line of the tank. 

B.7.8 Alarms and Emergency Backup 

1. Stations shall be equipped with or provided with the feature for future connection of 

remote sensing and telemetry equipment enabling operators to monitor the alarms. 

2. Power must be supplied from two independent sources.  In the event of a power 

failure, secondary power must automatically engage through a diesel generator or 

direct-coupled motor.   

3. Special consideration shall be made to control any possible overflow in a manner 

acceptable to the City and the Department of Environment. 

B.7.9 Access and Maintenance 

1. Permanent hoist equipment and access hatches of sufficient size and capacity shall be 

provided for removal of station equipment.  

2. All access points shall have locking devices. 

3. Ladders shall be non-skid and shall comply with Occupational Health and Safety 

requirements. 

4. Stations shall have adequate interior and exterior lighting. 
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5. An Operating and Maintenance manual shall be provided for the facility.  The manual 

shall include a complete parts list for all mechanical and electrical components 

including control diagrams, schematics and manufacturer’s operation, maintenance, 

service and repair specifications.  Five (5) copies along with all commissioning and 

testing results shall be submitted to the City prior to issuance of the Substantial 

Certificate of Completion. 

B.7.10 Heating and Ventilation 

1. Forced mechanical ventilation is required for dry wells below ground level and for 

wet wells containing screens or mechanical equipment requiring maintenance or 

inspection. 

2. Equipment shall be able to provide at least six air changes per hour.  Provision shall 

be made for ventilation of the wells with portable equipment in case of system failure.  

Ventilation failure alarms are required. 

3. There shall be no interconnection between wet well and dry well ventilation systems. 

4. Multiple air inlets and outlets are recommended for dry wells over 5m deep.  Air 

intakes and outlets shall be designed to function year round and screen openings 

should be sized to avoid frost build-up or clogging. 

5. Air shall be forced into the dry well at a point 150mm above the pump floor and into 

the wet well at a point 150mm above water level. 

6. Automatic heating and dehumidification equipment shall be provided in all dry wells. 

B.7.11 Building Requirements 

1. All lift stations shall be provided with a building to house all electrical and control 

equipment and to provide a workspace for pump maintenance. 

2. Buildings shall be of an adequate size to allow for the required access hatches, hoist 

equipment, ventilation and control equipment while allowing for an appropriate 

workspace for pump maintenance. 

3. Access to the wet well shall not be from within the building. 

4. Building layout and access shall be designed to facilitate the removal of any 

equipment that may require off-site maintenance. 

5. Structural members shall be masonry, concrete or structural steel.  Wood frame 

buildings are not permitted.  Buildings shall comply with the National Building Code. 

6. The design shall incorporate measures to reduce the noise and odour impact on the 

surrounding development. 

7. Buildings shall be designed to blend architecturally with the surrounding 

development. 

8. Windows shall not be permitted in lift station buildings. 
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B.7.12 Forcemains 

1. System head curves shall be developed for each forcemain to be submitted to the City 

Engineer upon request. 

2. The minimum forcemain diameter shall be 100mm. 

3. The pressure rating of the pipe shall be twice the operating pressure or 690 kPa, 

whichever is greater.  

4. The velocity shall be within 0.9 m/sec to 3.5 m/sec.  The minimum velocity for pipes 

larger than 300mm shall be 1.1 m/sec.  Special design provisions in order to stabilize 

the line shall be incorporated when design velocities exceed 3.0 m/sec. 

5. The forcemain design pressure shall allow for the normal static and dynamic 

operating pressures including water hammer effects. 

6. A series of 45º bends shall be used in lieu of 90º bends. 

7. Air release valves shall be installed in access vaults at all relative high points.  

Forcemain grades should be designed in order to avoid the requirement for an air 

release valve wherever possible. 

8. Blow-off valves shall be provided at all low points. 

9. Vacuum relief valves shall be installed wherever necessary in lines designed to drain 

by gravity between pumping cycles. 

10. The forcemain invert at the receiving manhole shall be a maximum of 300mm above 

the highest invert.  The outlet invert of a lagoon inlet manhole shall always be above 

the high water level. 

11. When forcemain length exceeds 1000 metres, cleanouts should be installed in 

concrete access chambers complete with isolation valves and adaptor coupling for 

line flushing. 
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C ACCESS VAULTS 

C-1 GENERAL 

These guidelines are intended as a guide only. The Design Engineer is responsible to 

ensure that the access vaults are designed and constructed according to accepted 

engineering practice.   

These Guidelines shall not be considered as a substitute for a detailed material and 

construction specification prepared by the Design Engineer. 

C-2 ACCESS VAULT DESIGN 

C.2.1 Fabrication 

Steel access vaults (AVs) shall be prefabricated, complete with all piping, fittings, and 

accessories.   

Fabricator to provide shop drawing, to be approved by the Design Engineer. 

Access vaults are to be finished, inspected and tested in the prefabrication shop prior to 

shipping.  A certificate of testing shall be provided for each access vault.  The certificate 

shall include the date of testing, method of testing and test results, and shall be signed by 

the inspector. 

All piping and fittings shall be set horizontally and vertically as shown on the detail 

drawing and in approved shop drawings. 

C.2.2 Materials 

1. Access vault to be constructed of steel plate: 

• Sides (interior and exterior) – 6 mm thick steel plate 

• Cover – 6 mm thick steel plate 

• Bottom – 10 mm thick steel plate 

2. Urethane foam insulation shall be injected from above to prevent the formation of 

voids.  Urethane foam insulation to have the following properties: 

� Density  (kg per cubic metre core) (ASTM D-1622): 35 

� Compressive Strength kPa @ 25°C 10% Deflection measured axially  

(ASTM D-1621-64): 240  

� Thermal Conductivity W/m°C @ 25°C (ASTM D-2326-64T): 0.0187  

� Operating temperature range °C Cyrogenic to +: 93 

� Closed cell content % (ASTM D-2856): 90 min 

� Water absorption gm/1000cc (ASTM D-2856): 12 
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� Dimensional Stability, % (ASTM D2126 Procedure B & E): 3 

3. Pipe Fittings shall be constructed from “Tube Turn”, or approved equal standard wall 

welding fittings and 1,030 kPa (150 psi) flanges).  All fitting shall be hot dipped 

galvanized inside and outside after fabrication. 

4. Flanged cast iron fittings shall be “Grinnell” 1,030 kPa (150 psi), standard fittings, 

coated inside and outside with asphaltic coat tar epoxy paint, or approved equal. 

5. Fabricated steel pipe supports shall be hot dipped galvanized. 

6. Styrofoam insulation shall be Dow Chemical Company HI 410 kPa Styrofoam or 

approved equal. 

7. All bolts and washers shall be cadmium plated. 

C-3 ACCESS VAULT CONSTRUCTION 

1. Access Vaults shall be constructed to a size to allow the required piping and fitting to 

be installed and maintained, and shall have a minimum inside dimension of 1830 

millimetres. 

2. Interior piping and fittings to be set horizontally and vertically as specified on Access 

Vault Design Drawings.  Where an access vault has both water mains and sanitary 

sewers and unless otherwise specified, the water main and sanitary sewer shall be 

grade separated through the access vault. 

3. All interior and exterior surfaces of the access vault, with the exception of the access 

vault top plate, lid and ladder shall be sandblasted and epoxy coated after fabrication 

as follows: 

� Surface Preparation: steel surfaces shall be prepared in accordance to the Steel 

Structures Painting Council specification SSPC #10 near white blast condition. 

� Painting: Access vault to be painted with two coats of epoxy paint, 8mils dry 

film thickness. Interior colour to be off white and exterior colour to be grey.  

Floors painted with Indurall Ruff Stuff 3300 or equal. 

4. Access vault top plate, lid and ladder shall be hot dipped galvanized after fabrication.  

Galvanizing to conform to CSA G164 (minimum 610 g/m
2
). 

5. The access vault cover shall have the words “Confined Space, Entry by Permit Only” 

stencilled on the exterior cover in red epoxy paint. 

C-4 ACCESS VAULT INSTALLATION 

C.4.1 Access Vault Location 

1. Access vaults to be located at alignment or grade changes. 

2. Access vaults shall be spaced at a maximum of 120 metres. 
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C.4.2 Installation 

1. All work to be carried out in a dry excavation. 

2. Access vaults shall be placed on 300 mm of Modified Granular ‘C’ bedding 

compacted to 95% standard proctor, and 38 mm thick Styrofoam insulation base.  

Bedding and Styrofoam to extend 300 mm beyond the base plate.   

3. Base plate to be covered with 38 mm Styrofoam insulation, to extend 300 mm beyond 

the edge of the base plate.  10 mm thick filler piece to be installed between insulation 

below and above base plate. 

4. Access vault to be backfilled with 300 mm modified granular ‘C’, 300 mm above 

insulation and adjacent to access vault. 

5. Access vault shall be installed to maintain design alignments and grades. 

6. Access vault shall extend above grade between 150 to 450 mm. 

7. Damaged to exterior finish shall be repaired by repainting with epoxy paint to match 

manufactured finish.  

C-5 INSPECTION AND TESTING 

1. All materials are subject to inspection and testing at the discretion of the Engineer.  

Any materials found to be flawed or defected shall be rejected and shall be removed 

from the site and replaced.  

2. The Contractor shall provide sufficient notice to the Engineer to allow the Engineer to 

witness and approve the test. 

3. Written certificates shall be issued to the Contractor by the Engineer verifying 

successful completion of testing. 

C.5.1 Static Leakage Test 

1. Upon completion of the fabrication of the inner shell and the installation of the 

piping, and prior to the installation of the exterior shell the access vault shall have a 

static leakage test preformed.  The inner shell shall be support above the floor, 

conduit entries capped and the access vault filled with water.  There shall be no signs 

of leakage after 4 hours.  

C.5.2 Water Pressure Test 

1. Water main piping shall be water pressure tested at 1,380 kPa for four hours.  There 

shall be no leakage or signs of leakage during the testing period. 
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C.5.3 Air Pressure Test 

1. Sanitary sewer piping shall be air pressure/bubble tested at 100 kPa for two hours.  

There shall be no leakage or signs of leakage during the testing period. 

2. Water pressure testing shall be an accepted alternative. 
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D SERVICE CONNECTION 

D-1 GENERAL 

These guidelines are intended as a guide only. The Design Engineer is responsible to 

ensure that the water system is designed and constructed according to accepted 

engineering practice.   

These Guidelines shall not be considered as a substitute for a detailed material and 

construction specification prepared by the Design Engineer. 

These Guidelines only apply where service connections are specified. 

D-2 WATER SERVICE 

D.2.1 General 

1. Separate water service connections shall be provided for each separately titled lot. 

2. The minimum size of a residential water service shall be a 25mm supply and a 25mm 

return placed inside a 100mm insulated carrier pipe.  Non-residential service 

connections shall be sized according to anticipated demand. 

3. Carrier Pipe for all water services shall be installed to the property line at the time of 

initial subdivision development. 

4. Water services complete with service saddles and associated connection kit shall be 

installed at the time of house construction. 

5. The minimum allowable distance between services shall be 1000mm. 

6. Water services greater than 50mm shall be connected and valved inside an access 

vault. 

7. Services shall be located such that they do not conflict with driveway locations. 

D.2.2 Materials 

1. Water service pipe shall be Series 160 SDR9.  Polyethylene tubing conforming to 

AWWA C901 and CSA B137.1. 

2. Compression connections with stainless steel inserts are required for all materials. 

3. All fittings shall be designed for and operating pressure of 1035 kPa. 

4. Water service saddles shall be stainless steel type 304, bronze or a combination.  

Bronze components shall conform to ASTM B62.  Single or double band design. 

5. Service saddles for use on polyethylene pipe shall be Romac type 101, 202, 305 or 

306 series, Robar 2706 or approved equal for use on polyethylene pipe. 

6. Operating rods shall be Type 304 stainless steel with brass cotter pins. 
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D.2.3 Service Installation  

1. Residential water services shall be installed in common trench with the sanitary sewer 

services.   

2. Tapping for residential service connections shall be done with full operating pressure 

in the main.  The tap shall be made within 30º of the pipe crown and graded to service 

trench level.  

3. A tapping valve and sleeve must be used for services 100mm and larger. 

D-3 SANITARY SERVICE 

D.3.1 General 

1. Separate sanitary sewer connections shall be provided for each separately titled lot. 

2. The minimum size of a residential gravity sanitary sewer service shall be 100mm. 

3. Non-residential service connections shall be sized according to anticipated user 

requirements. 

4. The sanitary services including sewer saddles shall be installed to property line at the 

time of the initial subdivision development. 

5. The minimum grade for gravity sanitary sewer service line shall be 2.0% for 100mm 

diameter lines and 1% for 150mm diameter lines and larger. 

6. Services shall be located such that they do not conflict with driveway locations. 

D.3.2 Materials 

1. Water service pipe shall be Series 160 SDR9.  Polyethylene tubing conforming to 

AWWA C901 and CSA B137.1. 

2. Sanitary sewer service saddle to be Robar No. 6626 outlet sleeve saddle – sized to fit 

main and service lateral. 

D.3.3 Service Installation  

1. Residential sanitary services shall be installed in common trench with the water 

services.   
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E ROADWAYS, WALKING TRAILS, SNOW MOBILE TRAILS 

E-1 GENERAL 

These guidelines are intended as a guide only. The Design Engineer is responsible to 

ensure that the transportation system is designed and constructed according to accepted 

engineering practice.   

These Guidelines shall not be considered as a substitute for a detailed material and 

construction specification prepared by the Design Engineer. 

For each new subdivision development, the appropriate roadway classifications and 

design designation shall be determined during the planning stages in consultation with 

City officials. 

Where conflicts or inconsistencies with the General Municipal Servicing Standards arise 

due to adoption of other transportation planning documents, the more stringent 

requirements shall be satisfied. 

These Guidelines only apply in areas where roadway construction is specified. 

E-2 DESIGN CRITERIA 

1. The trip generation rate for single detached housing in the City of Iqaluit shall be 9 

one-way trips per household.  Trip generation rates for other types of development 

shall be justified by the Design Engineer and approved by City Engineer. 

2. The City of Iqaluit uses the following design designations for subdivision roads.  The 

cross section elements for each of these design designations are shown in drawings at 

the back of this section. 

 Local Undivided   Collector undivided 

 Gravel surfaced   Gravel Surfaced 

3. For the purpose of these servicing standards, all roadways within The City of Iqaluit 

will be considered collector roads or local roads.  Although some may perform minor 

collector functions, local road design designations should apply to most roadways. 

4. The roadway design shall be prepared considering the future requirements, economic 

factors, safety considerations, staging, and other road users not associated with the 

development. 

5. The design speed selected should relate to the expected operating speed on the road 

after improvement.  It should reflect public expectations and include an allowance for 

safety.  The design speed is typically 10 km/hr higher than the anticipated posted 

speed limit. 



 

CITY OF IQALUIT 

MUNICIPAL DESIGN GUIDELINES 

October 2004  27 of 37  

E-3 ROAD STRUCTURE 

1. Roadway structures shall be based on results of a geotechnical investigation.  A report 

shall be submitted specifying the required structure and all design factors including 

design traffic loading and the design life.  The road structures specified in the 

Municipal Standards are intended as minimum standards only.   

E-4 CUL-DE-SACS 

1. The maximum length for any cul-de-sac without a Public Utility Lot (PUL) is 120m 

from the centreline of the intersecting street to the start of the bulb.  Cul-de-sacs in 

excess of 120m shall require a 6.0m minimum wide PUL allowing emergency vehicle 

access and water main looping. 

2. PUL’s provided to allow for emergency access shall be properly graded to ensure 

positive drainage and gravelled to prevent erosion. 

3. Cul-de-sacs should be graded to drain towards the intersection unless a PUL is 

provided to allow drainage to escape to other drainage courses. 

4. The minimum cul-de-sac bulb radius for residential areas is measured to the face of 

the curb or shoulder.  Minimum radius shall be 14 metres. 

E-5 INTERSECTIONS 

1. Intersections shall be designed at 90º wherever possible.  The minimum angle of 

intersection for two roadways shall be 75º unless otherwise approved by the City 

Engineer. 

2. Intersection design shall incorporate accepted sight distances based on the roadway 

classification and good engineering practice. 

3. Minimum intersection spacing shall be 60m measured from centreline to centreline. 

E-6 WALKING TRAILS AND SNOW MOBILE TRAILS 

1. Walking and snowmobile trail alignments and locations within any development must 

allow for adequate public access to Nuna, parks, recreational areas and environmental 

and municipal reserves. 

2. Where trails cross drainage swales, ditches or natural drainage courses, culverts or 

footbridges shall be designed to accommodate a 1:25 year storm without overtopping. 

3. Wherever possible, trails should be centered within the right-of-way.  Trails may be 

offset from the centreline in situations where this will prevent conflicts with utilities 

sharing the same right-of-way. 

4. Trail grading shall ensure positive drainage with a minimum grade of 0.5%.  Grading 

shall be designed in order to incorporate the overall drainage pattern of the 

development. 
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5. Where the trail right-of-way is not shared with other utilities, it shall be a minimum of 

6m wide. 

6. The subgrade must be compacted to a minimum 95% Standard Proctor Density (SPD) 

for a depth of 150mm. 

7. For granular trail, the excavation may require geotextile fabric liner prior to 

placement of the granular material depending on the type of in-situ material.  The 

granular material shall be spread uniformly and compacted to 95% SPD. 

8. Trail surfacing material must be approved by the City prior to installation.  Walkway 

materials shall be selected to minimize the maintenance and replacement costs. 

E-7 DRIVEWAYS 

1. Driveways shall have a minimum clearance of 1.5 metres from any surface feature 

such as hydrants, power poles, curb cocks, etc… 

2. Driveways shall not be situated on intersection turning radius. 

3. For corner lots, the driveways should access the road with the lesser traffic volume, 

wherever possible.  Wherever possible, driveways should not be located within 100m 

of an intersection with the exception of multi-lot subdivision. 

4. For industrial lots, the selection of the driveway location may be delayed until 

parking lot configurations are determined.  A caveat on title will be required to 

inform future owners of their responsibility to pay for the installation while adhering 

to design recommendations. 

5. Residential driveways shall be between 7.5 and 9.0 metres in width.  Industrial 

driveways shall be between 10.0 and 12.0 metres in width.  

6. All driveways shall have the same structure as the adjoining roadway and be 

constructed up to the property line. 

E-8 SIGNAGE 

1. Traffic control signs shall be manufactured and installed in accordance with the latest 

edition of “Uniform Traffic Control Devices for Canada”. 

2. Street addressing signs shall be located within 10.0m of the intersection in the 

direction of the nearside approaching traffic.  Signs shall be offset at least 1.0m from 

the edge of the road and mounted 3.0m to 3.5m above the finished road surface.  

Street addressing signs shall be a minimum size of 15cm x 60cm and a maximum of 

15cm x 90cm.  The lettering shall be 10cm high.  If the address does not fit on the 

maximum size, two signs may be joined with an end bracket and H-clip.  Signs shall 

have silver lettering with a blue background. 

3. All signs shall be placed so as not to obstruct the view of oncoming vehicles. 
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4. Material for temporary signs, such as subdivision layout signs, shall be approved by 

the City prior to installation.   

E-9 DRAINAGE AND CULVERTS 

1. Drainage systems shall meet the flow requirements outlined in Section G for both 

local and collector cross sections. 

2. Ditches for roadways shall have back slopes no steeper than 3H:IV. 

3. Swale and ditch grades shall match the road grades wherever possible. 

4. Swale and ditch grades shall have a minimum grade of 0.5% wherever possible.  

Grades less than 0.5% shall be subject to review and approval by the City Engineer. 

5. Drainage channels shall be provided with ditch checks and/or other means of erosion 

control as necessary. 

6. Ditches shall have a flat bottom, width as per applicable design standard. 

7. Culvert sizing is the responsibility of the Design Engineer.  Culverts and ditches shall 

be designed to accommodate a 1:25 year rainfall event.  Ditches shall be allowed to 

back up during such an event to the height of the subgrade. 

8. Culverts shall be new galvanized corrugated steel pipe with a minimum wall 

thickness of 1.6mm or as required to meet the design loading criteria. 

9. Minimum pipe sizes for various uses are as follows; 

10. Residential Driveway Culvert  400mm diameter 

11. Industrial Driveway Culvert  450mm diameter 

12. Roadway Centreline Culverts  450mm diameter 

13. All culverts shall have appropriate end treatments depending on application.  Inverts 

shall be extended to the toe of the side slope. 

14. The culvert grade shall not be less than the ditch grades at the inlet and outlet. 

15. Culverts shall have a sufficient amount of cover to protect against damage from the 

expected traffic loading.  Minimum cover shall be 300mm or one-half the diameter of 

the culvert, whichever is greater as measured from the finished shoulder grade tot he 

top of the culvert. 

E-10 QUALITY ASSURANCE 

Quality control testing related to the roadway construction shall include but not 

necessarily limited to sieve analysis, densities, mix design, core sampling and concrete 

testing.  Quality control shall be performed by an independent party and certified by a 

professional engineer licensed to practice in the Territory of Nunavut. 
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F TRUCKED WATER AND SANITARY SERVICES 

F-1 GENERAL 

These guidelines are intended as a guide only. The Design Engineer is responsible to 

ensure that the water system is designed and constructed according to accepted 

engineering practice.   

These Guidelines shall not be considered as a substitute for a detailed material and 

construction specification prepared by the Design Engineer. 

These Guidelines only apply in areas where trucked water and sewer servicing is 

specified. 

F-2 WATER SERVICES 

1. All single family residential water storage tanks shall be a minimum of 5,000 litres. 

F-3 SANITARY SERVICES 

1. All single family residential sanitary storage tanks shall be a minimum of twice the 

size of the water storage tanks. 

F-4 SERVICE INSTALLATION 

1. All installations must exceed applicable Nunavut, National Building and Canadian 

plumbing codes 
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G AGGREGATE 

G-1 GENERAL 

The following granular classifications will be used for City of Iqaluit projects. 

G-2 GRANULAR CLASSIFICATIONS 

ASTM Sieve 

Designation 

Percent Passing 

Granular A Granular B Granular C Modified 

Granular C 

200mm - - 100 - 

100mm - 100 - - 

75mm - 95-100 - - 

50mm - - - - 

38.1mm - - - - 

25mm 100 45-100 50-100 - 

19mm 85-100 - - - 

12.5mm 65-90 - - - 

9.5mm 50-73 - - 100 

4.75mm 35-55 25-70 20-100 55-100 

1.8mm 15-40 - 10-100 30-100 

0.425mm - 4-50 - - 

0.300mm 5-22 - 2-65 10-50 

0.075mm 2-8 0-8 0-8 0-10 

 

1. Gradations to be within the limits specified when tested to ASTM C136-84a and 

ASTM c117-84 and are to have a smooth curve without any sharp breaks when 

plotted on a semi-log grading chart. 

2. Granular A and Granular B to be crushed stone or crushed gravel and shall be free of 

clay lumps, cementation, organic material, frozen material and other deleterious 

materials. 

3. Granular C to be crushed stone or gravel or screened stone or gravel and shall be free 

of clay lumps, cementation, organic material, frozen material and other deleterious 

materials. 
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4. Modified Granular C to be crushed stone or gravel or screened stone, gravel or sand 

and shall be free of clay lumps, cementation, organic material, frozen material and 

other deleterious materials. 
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H STORMWATER MANAGEMENT SYSTEM 

H-1 GENERAL 

These guidelines are intended as a guide only. The Design Engineer is responsible to 

ensure that the water system is designed and constructed according to accepted 

engineering practice.   

These Guidelines shall not be considered as a substitute for a detailed material and 

construction specification prepared by the Design Engineer. 

The stormwater management system should be designed with major and minor drainage 

systems.  In general, a minor system consists of swales, ditches and culverts that have 

been designed in order to avoid property damage and flooding due to runoff generated by 

a 1 in 5 year rainfall event.  When the capacity of the minor system is exceeded, the 

major system must provide a continuous overland flow route allowing the excess runoff 

to reach the designated ponding areas or water body. 

H-2 ORGANIZATIONS ISSUING STANDARDS: 

ASTM – American Society for Testing and Materials 

CSA – Canadian Standards Association 

H-3 MINOR SYSTEM 

H.3.1 Flow Rates 

1. The stormwater management system shall be designed as a separate system.  Effluent 

from sanitary sewers or any potentially contaminated drainage shall not be discharged 

in the ditches or swales. 

2. The Minor System shall be designed to accommodate the runoff generated from a 1:5 

year or more frequent rainfall event without overflowing swales or ditches. 

3. The Rational Method shall be used in estimating flows for the design of storm ditches 

and swales for areas less than 65 hectares. 

Q = CIA 

  360 

where  Q = the design peak flow rate in cubic  

  metres per second 

I = the intensity of rainfall in millimetres per  

Hour 

A = the contributing area in hectares 

C = the runoff coefficient 
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4. Minimum runoff coefficients shall be according to the following table: 

Land Use/Surface Characteristics Runoff Coefficient, C 

Residential Lots 0.2 

Undeveloped Land 0.1 

Pavement, concrete, buildings 0.9 

Gravel Roadways 0.3 

5. Due to the large variation in lot sizes for commercial and industrial areas, a weighted 

runoff coefficient for these types of developments can be calculated using the 

following formula: 

C = (0.9 X Impervious Area) + (0.15 X Pervious Area) 

Total Area 

6. The intensity for the rational formula is selected from the available rainfall data using 

the time of concentration (Tc).  Tc is the sum of inlet time and travel time.  The inlet 

time is the time for the overland flow to reach the ditch.  The maximum inlet time for 

residential areas shall be 10 minutes.  Inlet times for commercial or industrial areas 

shall be calculated on a site-specific basis. 

7. For areas larger than 65 hectares, acceptable computer modeling of the area must be 

submitted for review. 

H-4 MAJOR SYSTEM  

H.4.1 General 

The major conveyance system accommodates flows not intercepted by or beyond the 

capacity of the minor drainage system through planned surface flow routes and storage 

facilities.  The intent of the major system is to provide surface flow management in order 

to minimize flooding and property damage from a 1:100 year rainfall event.  The design 

of the major drainage system must not be limited to the immediate development area but 

must consider overland flows that may enter the area from adjacent land as well as down 

stream effects on adjacent development and receiving water bodies. 

H.4.2 Lot Grading 

Proper lot grading is the first step towards a well-planned major drainage system.  The 

goal of the lot grading shall be to ensure that water flows away from the building.  Flow 

from lots shall always have an escape route to a public right-of-way.  The lot-grading 

plan shall develop a proper balance between the road elevation, proposed building 

elevations, surrounding development and existing topography. 
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Generally, the lots shall be designed to drain to adjacent laneways or public right of ways 

without crossing adjacent lots.  An overall drainage plan will be required for all 

subdivisions. 

H.4.3 Swales 

1. Drainage swales on municipal or private property shall be constructed prior to any 

development of subdivision lots.  Complete swale construction shall be a prerequisite 

to the issuance of the Substantial Certificate of Completion. 

2. Drainage swales located on private property shall be covered by an easement in 

favour of the City.  A minimum clearance of 200mm should be provided between the 

edge of the swale and the property line.  Major rainfall event flows shall be contained 

within the easement. 

3. Drainage swales crossing several properties for the collection of runoff shall not be 

permitted unless special circumstances warrant. 

4. The minimum design slope for swales is 1%. 

H.4.4 Roadways 

Grading of streets comprising the major drainage system shall follow the guidelines listed 

below: 

1. Continuity of over flow routes between adjacent developments shall be maintained.   

2. Collectors shall have at least one lane that is not inundated. 

Local roads should not have a depth of water more than 50mm above the crown of the 

road. 
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I STREET LIGHTING 

I-1 STANDARD AND GUIDELINES 

These guidelines are intended as a guide only. The Design Engineer is responsible to 

ensure that the water system is designed and constructed according to accepted 

engineering practice.   

These Guidelines shall not be considered as a substitute for a detailed material and 

construction specification prepared by the Design Engineer. 

The street lighting design shall be in accordance with the “Guide for the Design of 

Roadway Lighting” published by the Transportation Association of Canada (TAC) as 

well as applicable standards published by the Illuminating Engineering Society of North 

America (IES). 

All roadway lighting systems shall be installed in strict compliance with the Canadian 

Electrical Code. 

These Guidelines only apply in areas where street lighting is specified. 

I-2 ENGINEERING DRAWINGS AND APPROVAL 

1. The Design Engineer is responsible for the preparation and submission of design 

drawings prepared by a qualified professional engineer showing the layout, pole 

spacing, types and heights and luminaire wattages.  The street lighting plan shall 

include all surface features and utilities.  The layout, products and materials are 

subject to approval by the City.  

I-3 DESIGN AND OPERATIONS 

1. The Design Engineer shall be responsible to work with the local wires owner for the 

design, supply and installation of the street lighting system. 

2. The responsibility for energizing the street lighting system shall be the responsibility 

of the City. 

I-4 SAFETY 

1. The lighting design shall ensure the proper illumination of conflict areas such as 

intersections and crosswalks.  The design shall be prepared with public safety in 

mind. 

I-5 ENERGY USAGE 

1. The Street lighting design should be optimized to allow for the least possible energy 

consumption while still maintaining acceptable safety standards.  The City of Iqaluit 

encourages the use of the highest efficiency lamps available at the time of installation. 
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I-6 POLE LOCATION 

1. In some cases, the road and lot configuration will dictate the pole layout.  Wherever 

possible, poles should be located at the projection of lot lines.  Pole locations shall not 

conflict with other utilities or approaches.  Spacing shall be selected by the Design 

Engineer and the City Engineer based on the optimum spacing/height/light 

distribution combination but shall not exceed the minimum standards published by 

the TAC. 

2. Pole setbacks shall be as outlined in the TAC guidelines.  Where roadways are 

designated for widening within five years of pole installation, the pole setback shall 

allow for said widening. 

I-7 TYPE OF POLE 

1. Pole types shall be consistent with adjacent developments.  All poles within a new 

development shall be of the same type and height in order to obtain continuity. 

2. All poles shall be resistant to all climatic and environmental conditions encountered 

within The City of Iqaluit. 

I-8 AESTHETIC 

1. Street lighting design shall be compatible with the type of development and proposed 

buildings. 

2. The use of decorative poles shall be subject to approval by the City.  Proposed 

decorative poles and luminaries should share common optical systems and 

components as other decorative items found in existing developments within the City. 

I-9 FOUNDATIONS 

1. Foundations shall be designed based on the specific soil conditions on site.  The 

foundations shall be designed to withstand all loading, wind loading in particular. 
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FOREWORD 
 
Building in the North is indeed different than building in more temperate climates. The Good Building 
Practices Guideline is intended to illustrate those differences. It is aimed at providing architects, engineers, 
building contractors, suppliers, facility administrators and operators with a comprehensive set of guidelines 
for building in the North. 
 
The Good Building Practices Guideline assumes an advisory role, while renewing the challenge to builders 
to be innovative in applying the practices. Builders are encouraged to present alternatives to the 
suggestions detailed in the Good Building Practices Guideline, or to present new or innovative ways of 
resolving technical problems or of reducing building life-cycle costs. 
 
The Good Building Practices Guideline incorporates years of experience in northern construction practices. 
The Good Building Practices Guideline was refined through input from architectural and engineering 
consultants, building contractors, suppliers, facility operators, Community and Government Services and 
client department staff, who worked together to achieve a consensus regarding northern building practices 
that are appropriate, economic and realistic. Simple, straightforward examples are used to illustrate and 
validate the practices.  
 
The guidelines are not intended to replace mandatory codes or regulations, but to supplement the 
National Building Code of Canada, specifically where the GN believes that: 

• More stringent practices should be applied relative to those of the National Building Code of 
Canada or the local municipality 

• Code requirements should be clarified 
• Its experience has demonstrated that conditions particular to remote northern communities require 

an approach different from typical Canadian building industry practice 
• Its proven preferences for specific products, systems or methods should be employed 

 
We are confident that all northern builders will find the Good Building Practices Guideline to be an 
indispensable guidebook, and challenge users to contribute towards its improvement in the next edition. 
 
 
Constance Hourie, Deputy Minister 
Community and Government Services 
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PREAMBLE  

INTRODUCTION 

The Good Building Practices Guideline (GBPG) contains performance guidelines, preferred materials or 
methods, and logistical considerations for the design and construction of northern facilities. Over time, 
certain products or approaches to construction have proven successful and have been adopted by property 
developers, design consultants and builders working in Nunavut. It is hoped that your comments and 
opinions will lead to further revisions and additions that will keep the document current and relevant. 
 
Criteria for Good Building Practices Guideline 
These technical guidelines do not replace any mandatory Codes or Regulations. Rather, they cover the 
following areas: 

a) Where more stringent requirements should apply than the National Building Code of Canada or 
local municipal requirements 

b) Where there is a need to augment or clarify a code requirement 
c) Where conditions peculiar to a remote northern community require an approach different from 

typical Canadian building industry practice 
d) Where specific products, systems or methods have been developed and have been found to be 

superior for northern conditions 
Detailed studies or reference materials are provided in the Appendix or noted within GBPG for interest only, 
and unless otherwise stated, do not constitute a part of the GBPG. 
 
Application of Guidelines 
The GBPG has been prepared as suggested guidelines for obtaining good value and quality buildings. The 
GBPG may be applicable for renovations to existing buildings, tenant improvements in leased facilities, or 
utility buildings. 
 
These guidelines come from studying buildings typical of many buildings found in most communities in the 
Nunavut, which are small-scale low-rise structures designed to accommodate people. The GBPG may be 
less applicable to unusual or highly specialized buildings, or unusually large buildings. 
 
Development of the Good Building Practices Guideline 
The GBPG incorporates collected observations obtained from builders, designers, building operators and 
users. A substantial portion of the information was collected by staff of the Technical Services Division and 
Regional Project Management, in consultation with other stakeholders in the construction industry. 
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REVISIONS 

Periodic reviews will be undertaken to reconfirm, revise or update the content of the Good Building 
Practices Guideline. Your comments and suggestions are invited. Proposed changes or additions should 
be submitted to: 
 

Director, Technical Services, 
Technical Services Division, 
Department of Community and Government Services, 
Government of Nunavut, 
P.O. Box 1000, Station 620 
Iqaluit, Nunavut  X0A 0H0 
 
Phone: (867) 975-5440 
Fax: (867) 975-5378 

Referenced Section # and Section Name: 
 
 
 

A brief description of your proposed change or addition: 
 
 
 
 
 

Rationale (relate experiences that have led you to make this recommendation): 
 
 
 
 
 
 
 
 

Name: 
 

Occupation/Position: 
 

Organization/Firm/Department: 
 

Phone: 
 

Fax: 
 

E-mail: 
 

Date: 
 

Mailing Address: 
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CHAPTER G – GENERAL BUILDING OBJECTIVES 

The primary objective of this publication is to provide a technical reference handbook to help builders 
produce the best value in their respective buildings for the North. Buildings should be designed specifically 
for the northern climate and other physical parameters of the site, as well as for the minimum capital cost 
consistent with lowest life cycle costs. The objective is to encourage improvement over time based on 
proven methods and materials, while supporting improved building performance and new technology. 
 

G.1 LOCAL RESOURCES 

Promoting and actively assisting communities to take on greater responsibility for their economic and social 
well-being is an important objective of the GN. Construction projects provide important opportunities for 
communities to become involved in their own development. 

G.1.1 BUILDING USERS 

Residents of a community can provide valuable information related to site conditions such as snow drifting 
patterns, preferred orientations, anticipated use patterns and examples of successful materials or methods. 

G.1.2 LABOUR 

To facilitate maximum local involvement materials and methods used in building construction should be 
suitable for broad application that will permit training that will be applicable to future projects and avoid the 
use of specialized products or installations. 

G.1.3 EQUIPMENT 

The use of existing equipment benefits the community and can reduce construction costs, as bringing 
equipment into most communities is extremely expensive. Building design and construction methods should 
be suitable for available equipment. 

G.1.4 SUPPLIERS 

Specifications should not unduly restrict local or northern suppliers, and consideration should be given to 
incorporating any locally available products in new buildings. 

G.1.5 OPERATIONS AND MAINTENANCE 

Given the growing number of building projects and the limited numbers of experienced trades people in 
Nunavut, there is both a need and an opportunity to train and develop building maintainers in every 
community. 

G.2 LIFE CYCLE COSTS 

Wherever alternative designs are considered, the alternative representing the lowest life cycle cost should 
be selected. Wherever alternatives are shown to have the same life cycle cost, the alternative with the 
lowest capital cost should be selected. The life cycle costing should be based on the expected design life 
of the building and its systems. For comparative purposes a 40-year design life should be used for 
architectural components and a 20-year design life for electromechanical systems. In some circumstances 
other considerations may overrule: for example, where direct benefits to the community will be realized 
(e.g., incorporating locally available materials); or where a product preference is stated in these guidelines. 
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G.3 ENERGY MANAGEMENT 

Minimizing the energy consumption of public buildings is important in Nunavut where energy costs are 
extremely high: electricity is usually diesel generated and fuel is transported annually to remote locations. 
Where practical and economically feasible, every attempt should be made to implement systems that 
reduce energy consumption. 
 
To implement energy efficiency measures that bring about an actual reduction in energy costs, an overall 
energy cost budget must be evaluated. The energy cost budget is typically based on a reference building 
where minimal energy code efficiencies are met for various types of space usage. Energy reduction options 
can then be compared to the reference to evaluate financial feasibility. 
 
Typically, and especially for new buildings, reference building energy cost budgets are created by generating 
an energy simulation model. These simulations can be developed with various software. Each software has 
its own limitations and should be chosen based on the required application. 
 
When used properly and with the adequate level of detail, energy simulations provide an accurate way of 
evaluating the future cost of operations and provide useful information in helping to make system choices 
during design. 
 
See G6 for comments on the National Energy Code. 
 

G.3.1 HEATING AND VENTILATION 

Recommendations for energy efficiency have been integrated in the applicable sections of the GBPG. 

G.3.2 LIGHTING 

Recommendations for energy efficiency have been integrated in the applicable sections of the GBPG. 
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G.4 APPROPRIATE TECHNOLOGY 

To achieve the previously described goals and produce buildings that perform well and keep occupants 
comfortable, several basic principles have evolved. These principles can help guide building choices to 
ensure they are appropriate for conditions in Nunavut. 

G.4.1 SIMPLICITY AND EFFICIENCY 

Available funding dictates "lean" buildings that minimize extraneous volumes and non-habitable space, 
apart from necessary building service spaces. 
 
In terms of concepts all building design solutions should strive to: 
 

• Produce the minimum gross area necessary to accommodate the stated net program 
• Minimize the enclosed volume and building perimeter required to accommodate the program 
• Facilitate expansion as simply as possible without major disruption to building use 

 
In terms of detailed development, the building design solutions should: 
 

• Be kept simple to improve the speed of erection in a limited construction season and to offer greater 
opportunity for employment of local skills 

• Incorporate materials and methods that will permit quality construction under adverse 
environmental conditions in a limited construction season 

• Limit the variety of materials to minimize the number of specialized trades required on the project 
• Ensure O&M procedures can be easily understood and carried out using readily available 

maintenance products and equipment. 

G.4.2 RELIABILITY 

Essential building systems like heating, ventilation and fire protection must be reliable in the harsh winter 
conditions of Nunavut. Standby equipment and installations that facilitate quick repairs are an essential 
characteristic of building systems. Building components, including interior and exterior finishes, must also 
be rugged enough to withstand the conditions to which they are exposed without the need for frequent or 
specialized repairs. Any equipment or system that needs servicing by specialized trades people or parts 
that are difficult to obtain, is not desirable, though at times necessary. 

G.4.3 STANDARDIZATION 

The intent of the GBPG is to standardize system elements based on proven successes, so that the final 
product is cost effective, energy efficient, readily operable and maintainable by local people. Given the vast 
size and regional variation within Nunavut, buildings must respond to differences in: 
 

• Community settings 
• Climatic zones 
• Transportation systems 
• Site conditions 
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G.5 OTHER DESIGN CONSIDERATIONS 

G.5.1 ARCHITECTURAL STYLE 

It is not the intent of the GBPG to prescribe a 'style' of northern building. It is hoped that the rational 
application of basic design principles in response to program, climate and political imperatives will, in time, 
come to represent a practical style. Finding or creating a particular architectural style appropriate for public 
buildings in Nunavut today is an interesting challenge to designers. Generally, and understandably, many 
of the older, and indeed some of the newer vernacular buildings clearly exhibit a straightforward expediency. 
Directions may be found in building forms that respond demonstratively to all aspects of the environment 
and that are also enriched by culturally inclusive details. 
 
Previous suggestions were that buildings should "fit into the immediate site unobtrusively, with the massing 
and finishes related to the context of the community". Although this can be a justifiable design approach, it 
is nearly impossible to achieve in many small communities in Nunavut when adding large new buildings. It 
should be recognized then, that other approaches are also valid, as long as the design successfully 
addresses the following: 
 
The design must communicate the function of the building 
 

• The design should incorporate recognizable local symbols appropriate to the design 
• Colours, materials and forms are selected to support and enhance other design decisions 
• Massing is consistent with function and context 
• Whether it blends in, contrasts with or dominates a site, the relationship of the building to the site 

should be consistent with its function and local traditions 
• Whether it is private, public, friendly or decorous, the relationship of the building to the street should 

be consistent with the function and local traditions 
• Whether they contrast with or are like adjacent buildings, the relationship between buildings should 

be clear and consistent with the building functions 
 
Finally, the design of public sector buildings, while being stylistically appropriate in small communities, 
should satisfy the demand for buildings that are energy efficient, simple to build and to maintain. 
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G.5.2 OTHER RELATED DOCUMENTS 

"Design" is a word that encompasses a number of activities within the fields of Architecture and Engineering. 
During the design phase of any project several documents are usually produced, each with a specific 
objective - the distinctions between them however can be confusing. The GBPG is meant to document 
performance criteria, preferred materials or methods and logistical considerations and should not be 
confused with other related documents such as functional programs, specifications or design documents. 
The following are examples of the distinctions that can be made between the documents: 
 

Document Example of contents 

Functional Program • a coffee maker and small appliances such as a 
toaster and microwave oven will be used 

GBPG anticipated • recommends use of split receptacles wherever 
coffee making is anticipated 

Specifications GBPG • flooring to be 4.5 mm thick Mondoflex by Mondo 
Rubber 

• sports flooring may be either PVC or rubber 

Submission requirements GBPG • provide consumption estimates for heating and 
electricity 

• energy consumption targets 

 
The interrelationship of all of these design considerations is as important to understand as the distinction 
between them: complete functional/program information is required before the correct technical requirement 
is applied, right material specified, adequate documentation submitted, and installation completed 
satisfactorily. 
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G.6 CODES AND REGULATIONS 

G.6.1 NATIONAL BUILDING AND PLUMBING CODES OF CANADA 

The latest version of the "National Building Code of Canada" adopted by the Nunavut Building Code Act 
and Regulations by the Authority having Jurisdiction must be used. The Authority having Jurisdiction is the 
Office of the Chief Building Official (OCBO). 
 
The OCBO is under the GN Department of Community and Government Services – Safety Services 
Division.  For further information on the building permit application process please contact the OCBO by 
email, building@gov.nu.ca   

G.6.2 MUNICIPAL BYLAWS 

All municipal bylaws and ordinances must be observed in the design and construction of facilities for the 
GN. 

G.6.3 DESIGN 

G.6.3.1 Professionals 

Engineering 
 
The practice of Engineering is regulated by the “Northwest Territories and Nunavut Association of 
Professional Engineers and Geoscientists” and under the authority of the "Engineering and Geoscience 
Professions Act of the Northwest Territories". 
 
Architecture 
 
The practice of Architecture in Nunavut is unregulated. No legislation exists to regulate the design of 
buildings other than the requirements outlined in the National Building Code. However, architects must be 
members in good standing of any Canadian provincial or territorial architectural organization and be a 
registered professional of such organizations. 

G.6.4 SI METRIC REQUIREMENTS 

All new construction for the GN must be designed in SI metric units: the actual materials may be designated 
in metric or imperial, and soft conversion to metric is acceptable. 
 
Note that this requirement may be relaxed when these guidelines are applied to renovation projects and 
where the original documents are in imperial measures: either metric or imperial may be used in this case. 
See notes in the Application of Guidelines section of the Preamble. 
 

G.6.4.1 Soft conversion 

Physical size remains unchanged, products are described to the nearest metric unit. For example, a 24 x 
48 (inches) ceiling tile is 610 mm by 1220 mm (actual size). 
 

G.6.4.2 Hard conversion 

Physical sizes are changed, and products designated in metric. For example, a 24 x 48 (inches) ceiling tile 
is changed slightly in size to become 600 mm x 1200 mm (actual size). 
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END OF SECTION 
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CHAPTER L - LANDSCAPE AND SITEWORK 

INTRODUCTION 
 
Reasonable site development conditions include a site that: 
 

• is well drained and not subject to periodic flooding  
• Is not too steeply sloped  
• Does not require excessive fill or levelling  
• Has dimensional proportions suitable to accommodate the shape and size of the proposed building 

with ample setbacks and space for expansion 
• Does not disrupt historical community use patterns 

 
Site work includes all work required to: 
 

• Prepare the site for building foundations  
• Grade the site to promote drainage away from the foundation and to direct spring runoff to a suitable 

drainage course  
• Provide access to the site and building for staff, visitors and services (pedestrian and vehicular 

traffic)  
• Provide sufficient on-site parking  
• Create outdoor activity areas such as playgrounds  
• Create suitable settings for buildings through landscaping 
• Remediation of any contaminated soil 

 

L.1 CODES, STANDARDS AND REGULATIONS 

• Water and sewer:  Refer to local municipality. 
• Garbage removal:  Refer to local municipality. 
• Parking:   Refer to local municipality. 
• Fuel delivery:   Refer to local distributor. 
• Zoning bylaws:  Refer to local municipality. 
• Power:    See Section E 1. 
• Telephone:  See Section E 1.  
• Soil Contamination: See Guidelines for Site Remediation & Hazardous Waste Management. 
• Asbestos:  See Health & Safety Act, Worker’s Compensation Board. 

 
• CSA S501:14 - Moderating the effects of permafrost degradation on existing building foundations  
• CSA S503:15 - Community drainage system planning, design, and maintenance in northern 

communities 
• CSA Plus 4011:19 - Technical guide: Infrastructure in permafrost: A guideline for climate change 

adaptation 
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L.2 INSTALLATION AND MAINTENANCE 

L.2.1 INSTALLATION CONSIDERATIONS 

L.2.1.1 Schedule 

In communities above the tree line, there is a very limited period of time when site work can be done. 
Buildings are often completed in the late winter or spring before the site work can be finished, meaning that 
interim or temporary installations must be planned. 

L.2.1.2 Granular Materials 

Local equipment for hauling, spreading and compacting fill is often limited in small communities. It is 
generally desirable to ensure that fill and grading work can be completed by the local municipality or 
contractors. This benefits the local economy and minimizes the cost. 

L.2.1.3 Local Equipment 

Site work should be designed to ensure work can be completed using existing local equipment and 
operators. 

L.2.2 MAINTENANCE CONSIDERATIONS 

L.2.2.1 Snow Clearing 

The presence of snow and the need to clear snow from a site is the norm in all communities in Nunavut. 
Any aspect of a site that does not function well when covered in snow is unacceptable. 
 
Consider: 
 

• How the snow must be removed (hand or machine). 
• Where removed snow will be piled and the snow drifting patterns that may be affected by the snow 

pile 
• Protection of building, vegetation and fixed site improvements from snow removal equipment 

L.2.2.2 Spring Runoff 

In most of the communities in Nunavut the spring melt occurs suddenly. This water must be directed away 
from the building and into acceptable drainage courses to avoid: 

• Flooding of tank rooms 
• Water or sewage holding tanks floating and connections breaking 
• Granular pads being severely eroded by water seeping under or through the pad, resulting in 

structural damage 

L.2.2.3 Planted Areas 

Skills and interest in maintaining vegetation will vary depending on staff and location, and although it should 
be generally accepted that little effort will be put into maintaining planted areas, it is also a fact that once 
established, indigenous arctic plants and grasses only require some protection from concentrated traffic. 
Successful examples include timber framed raised beds defining walks or vehicular uses. Where 
appropriate, planting can play an important role in protecting slopes from erosion, as well as much needed 
relief from the ever-present gravel pad. 
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L.3 ACCESS 

L.3.1 PEDESTRIAN ACCESS 

Public buildings should be easily identifiable, with prominent, clearly visible entrances. All pathways, ramps 
and stairs leading to entranceways should be easy to keep clear of snow and be protected from vehicle 
traffic.  
 
N.B.C. 3.8.1.2 may require more than one ramp depending on the number of exits from a building. Discuss 
this item with the Office of the Fire Marshal on an individual basis. 
 
 

Recommendation Rationale 

L.3.1.1 Walkways 
 

Finished walkways should be provided; leading from 
the edge of the roadway and all parking areas, to all 
regularly used building entrances. Surfaces should be 
well drained and finished with contained, finely 
crushed granular material, or pavement. 

This minimizes mud tracked into buildings during 
spring and fall. This is particularly important for 
facilities with high public uses such as schools, health 
centres and community recreation facilities. 

All walkways and using material for containment, 
concrete or pavement should be level with 
surrounding grade with proper drainage. 

The intention is to avoid damage during snow removal 
with heavy equipment.  Timbers and concrete curbs 
commonly used for containment of walkways are 
generally destroyed by heavy equipment when above 
the surrounding grade. 

Concrete, paving or grating surfaces should be 
considered at entrances. 

Clean hard surfaces intercept dirt before it is tracked 
into the building. 

Avoid walkways that are immediately adjacent to 
walls of buildings. 

Traffic near the building face can increase the 
incidence of damage to building finishes. 

L.3.1.2 Ramps and Stairs 
 

Whenever possible, eliminate the need for ramps and 
stairs by shaping the site. Grade elevation at the 
entrance should be as close to finished floor elevation 
as possible. 

Sloped grade often permits removal of snow with 
equipment rather than by hand, as is normally the 
case with stairs and ramps. 

One ramped path of travel to the building entrance is 
preferred to provide both stairs and a ramp. Wherever 
possible, a ramp with a straight run should be 
provided. Where space dictates that a ramp must be 
'dog-legged', then stairs may be provided in addition 
to the ramp. 

Stairs and ramps are often installed independently, 
though they lead to a common landing. This creates 
two paths of travel. A single access route can reduce 
costs, reduce snow-clearing requirements and reduce 
the perception that providing ramped access is 
wasteful. 
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Recommendation Rationale 

Note that NBC 3.8.1.2 requires that 50% of all 
pedestrian entrances to a barrier free building must 
have ramps. This should be negotiated with the Office 
of the Fire Marshal on an individual basis. 

 

Areas of fill leading to or from exits must be level and 
contained. 

This controls erosion from normal use. 

Open metal or fibreglass grating is the preferred 
surface material for exterior ramps, stairs and 
landings. Gratings should meet the requirements of 
NBC 3.8.1.3 and CSA B651 M90 "Barrier Free 
Design". 

This allows snow to pass through, diminishing 
accumulations at entranceways. CSA and NBC set a 
standard for the size of grate openings. 

Wood surfaces are acceptable only where traffic is 
light. 

Wood is easily damaged by snow clearing and 
promotes snow and ice build-up and slippery 
surfaces. 

Concrete stairs and ramps are acceptable. Where available, concrete can provide a durable, 
easily cleaned surface. The cost of long ramps and 
high stairs made of concrete may be prohibitive. 

Steel stairs. If steel pipe railings with wire mesh infill 
are used, ensure that the mesh is minimum 6 mm 
diameter in a maximum 50mm grid and held in place 
by spot welds at maximum 150mm o/c. 

Lighter wire and larger grid openings have not 
resisted abuse. 

L.3.1.3 Snow Drifting 
 

Locate entrances and major windows where 
snowdrifts will not normally form. If there are none, 
find another means of reducing the accumulated 
snow. 

Entrances are typically located so that predominant 
winds scour the area. Certain building configurations 
are also prone to snow accumulation, such as inside 
corners. 

Avoid locating entrances and exits at the inside 
corners of buildings. 

Inside corners are prone to snow accumulations. 

L.3.2 VEHICULAR ACCESS 

In many small communities there are no municipal requirements for parking or service vehicle access to 
buildings. In general, requirements should be determined by: 

• Vehicles commonly in use in the community; may include cars, trucks, snowmobiles or all-terrain 
vehicles  

• The requirement for users of Nunavut buildings is to be provided, and where location of exterior 
electrical outlets may be required  

• Type and size of service vehicles and personnel that must be able to approach connection points 
year-round with a minimum of difficulty, i.e., no obstruction by snow, standing water or steep slopes.  
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Recommendation Rationale 

L.3.2.1 Routes and Parking 
 

Fire and regular vehicle access routes and parking 
must accommodate the turning radius of local 
vehicles, including service vehicles and fire fighting 
equipment. 

Normal mode of transportation and type of service 
vehicles vary from community to community. 

Vehicle routes and parking areas on site should be 
clearly marked, using physical barriers that remain 
visible in winter conditions if necessary. 

This is done to identify and control vehicle traffic 
around buildings and to provide some protection for 
pedestrians, landscaping, slopes of building pads or 
buildings. Boulders, logs, heavy timber or fencing can 
all be considered. 

L.3.2.2 Parking Stalls 
 

Minimum dimensions for car or truck parking stall is 
2.5 m x 6 m. 

Use standard parking stall dimensions, especially in 
communities where no area requirements exist. 

Minimum dimensions for an ATV or snowmobile-
parking stall are 2 metres x 2 meters. Consider drive-
through parking spaces. 

ATVs are the most common vehicle in many 
communities - not all are able to back up. 

L.3.2.3 Plug-ins 
 

See Electrical Section E6.3.6.  

L.3.3 SERVICES AND UTILITIES ACCESS 

With winter conditions lasting from 6 to 8 months of the year, it is important that building service points are 
easily accessed by trucks and personnel and protected from snow and ice build-up. Most municipal services 
in Nunavut are delivered by vehicle. Water and sewer systems in any given community can range in service. 
Fuel (primarily heating oil) is delivered exclusively by truck. Power and telephone are generally provided by 
overhead services. 

Recommendation Rationale 

L.3.3.1 Delivery Vehicles 
 

Provide adequate space for delivery vehicles to pull 
completely off main roadway when they are servicing 
a building. 

This keeps service vehicles from blocking traffic. (This 
is a municipal requirement in some communities.) 

It is preferable that roads are designed so that they 
are able to do so without reversing. 

Exhaust in winter blocks vision when reversing. 
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Recommendation Rationale 

L.3.3.2 Service Connection Access 
 

Provide stairs and platforms wherever people must 
access fill points or connect to services located more 
than 1.5 m above ground level. 

This allows delivery people to connect to building 
service points easily and safely. 

Ladders are not acceptable.  

L.3.4 BUILDING ORIENTATION 

Snowdrifts can impede access and exits from buildings, cause excessive structural loads on roofs, block 
windows, and provide easy access to the building roof by unauthorized persons. 

Recommendation Rationale 

L.3.4.1 Snow drifting 
 

Snow drifting around buildings shall be managed 
through careful sitting and design so that problems 
can be avoided. Wind control devices, such as scoops 
or accelerators, will should be avoided unless there is 
absolutely no alternative. 

Although such devices have proven effective, they are 
an expensive alternative to proper siting to take 
advantage of natural wind scouring. In certain 
communities, wind frequently shifts directions, making 
it difficult to rely on scouring by predominant winds. 

 

L.4 FILL AND GRADING 

L.4.1 FILL 

Granular materials can be quarried from suitable local land sites or transported from a remote source and 
stockpiled near the community. Where local supplies have been identified, the contractor or the 
subcontractor must obtain permission to quarry from the appropriate authority: 
 

• The Government of Nunavut (Department of Community and Government Services)  
• The Government of Canada (Indigenous and Northern Affairs Canada)  
• And in many cases ownership may have recently been transferred through the Nunavut Land 

Claims Agreement.  

Recommendation Rationale 

L.4.1.1 Built-up Granular Pads 
 

Provide an impermeable liner on slopes of pads that 
lie in the path of runoff in permafrost areas. 

This is done to divert water around the pad, rather 
than allowing it to seep under or through it, potentially 
degrading permafrost. 

See also S3 "Foundations"  
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L.4.1.2 Excavation 
 

Avoid cutting into existing soils where permafrost is 
present. 

This exposes frozen soil causing degradation of 
permafrost. 

See also S3 "Foundations".  

 

L.4.2 GRADING 

Although frozen for much of the year, building sites can be susceptible to significant damage during spring 
runoff or as a result of ponding: 
 

• Flooded crawl spaces have caused sewage holding tanks to float  
• Structural integrity of foundations has been jeopardized by degrading permafrost  
• Access to building by users or services has been impeded  

 

Recommendation Rationale 

L.4.2.1 Finished Grades 
 

Finished grades should have a minimum 4% slope 
away from the building. 

This provides drainage away from the foundation 
without promoting erosion by runoff 

Finish the area under the building before construction 
begins 

To allow proper drainage and better working 
conditions. Rough surface conditions and puddling 
water make it difficult to work when installing 
plumbing, utilidettes, insulation and soffit under the 
building. Poor working conditions often lead to inferior 
quality when insulating and sealing the floor system, 
which can lead to cold floors and freezing pipes. 

L.4.2.2 Retaining Walls 
 

Where slopes of less than 1:4 cannot accommodate 
grade differences, because of site constraints or 
limited fill materials. Heavy timber retaining walls may 
be considered or gabions (caged riprap). 

Using retaining walls can reduce the total amount of 
fill required; however, is generally a more labour 
intensive and expensive means of stabilizing slopes. 

L.4.2.3 Drainage Channels 
 

Drainage channels/paths must be in place on site 
before spring runoff: this may require temporary 
installation of swales or berms. 

Construction schedules dependent on barge delivery 
generally result in winter construction: the building is 
usually ready for occupancy by spring or early 
summer, but site work cannot be completed until mid 
to late summer. 
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L.5 SITE REHABILITATION AND LANDSCAPING 

A comprehensive landscaping plan must incorporate requirements noted in the sections above. 
Landscaping using lawns, flowerbeds, however, is not a practical consideration in the communities in 
Nunavut. Nonetheless, care needs to be taken in finishing sites around GN buildings for appearance, public 
safety and erosion control. 
 

Recommendation Rationale 

L.5.1  EXISTING VEGETATION 
 

Maintain as much existing vegetation on site as 
possible and protect from vehicular traffic. 

This protects the soil from erosion, insulates 
permafrost and generally improves appearance of 
site. 

L.5.2 VEGETATION – NEW/ADDED 
 

Any plant material added to the site must be hardy, 
suitable for the locality and requires little or no 
maintenance - transplanting of local species is 
encouraged where an acceptable source can be 
found in the community. 

Growing conditions are too harsh for most southern 
plant species commonly used elsewhere in Canada. 
There is little or no tradition of 'gardening' in Inuit 
communities. Resources are currently unavailable for 
extensive maintenance programs. 

Also see Maintenance Considerations (L.2.2).  

L.5.3 SOIL 
 

If soil or topsoil is required, it must be available within 
the community, along with any necessary additives 
(sand, lime, etc.). 

Mixed, prepared topsoil is simply not available in most 
communities. If required in any quantity, costs can be 
high. 

L.5.4 PLAYGROUNDS 
 

Soft, sandy surfaces should be provided wherever 
play structures are installed. Play structures should be 
constructed to applicable standards. 

To provide a safe play area 

L.5.5 LANDSCAPING 
 

Definition of landscape versus pedestrian and 
vehicular areas is important. Timbers and rocks have 
been successfully used for this but must be designed 
with large snow clearing equipment in mind. If 
concealed by snow, these elements will be damaged 
or relocated.  (See 3.2.1) 

Counteracts the tendency for the site and the 
community in general to be a continuous gravel 
surface used universally by pedestrians and vehicular 
traffic 
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Recommendation Rationale 

Edge slopes of gravel pads can be stabilised and 
made more aesthetically pleasing by the addition of 
boulders 150 to 200mm diameter, (if economically 
available). 

Boulders discourage pedestrian traffic thus promoting 
the natural re-establishment of native arctic plants, 
either by transplanting or natural seed migration. 

 
 

END OF SECTION 
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CHAPTER A - ARCHITECTURAL 

INTRODUCTION 

A.1 SITE DEVELOPMENT 

Analyzing site conditions is key in establishing the principle guidelines of a project. The placement and 
orientation of the building on site has to be planned to benefit from maximum natural light and passive solar 
gain, and to respect its immediate natural and built environment. It should be positioned strategically in 
consideration to the existing topography and take advantage of the natural drainage of the site, while 
oriented to minimize snow accumulation at entrances. 
 
Geotechnical and topographical surveys should be obtained prior to the design phase of the project. A 
geotechnical study will give information on the type of soil which will influence the foundation system of the 
building. Permafrost, for instance, must be kept from defrosting because of heat transfer from the projected 
buildings. The topographical survey will permit to understand the exact shape and slopes of the site. The 
location of the building should avoid areas of natural water accumulation. A gentle slope should let water 
drift away from building foundations when on grade.  
 
A preliminary wind and snow accumulation study, along with a sun trajectory analysis at different times of 
the years are tools used to establish the optimal placement of the building. A final wind and snow 
accumulation study should be done after preliminary design to verify the building’s volume response to 
snow and wind in order to mitigate unwanted impact. At entrances, methods such as wind deflectors or cold 
porches can help minimize snow accumulation effects.  
 
Accesses to the building entrances or services (water, sewage, oil) should be practical, safe, easy to 
maintain, enjoyable for the users and linked to the general circulation scheme of the building. Pathway and 
driveways should have a minimal slope of 2% to drain properly. Protecting entrances permits to minimize 
snow removal and allows for easier access to the building during snow events. All entrances, vehicular or 
pedestrian pathways, along with parking areas should be well light to discourage vandalism and increase 
security. 
 
Zoning bylaws must be considered when choosing a site and verified during the design of the building. 
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A.2 INSTALLATION AND MAINTENANCE 

A.2.1 INSTALLATION CONSIDERATIONS 

The minimum possible number of different trades should be involved in construction and maintenance, in 
order to reduce travel costs and coordination inefficiencies. Each sub trade on a job should have 
responsibility for a reasonably large portion of work. Small specialty contracts involve little financial incentive 
for the sub trades involved, and tend to result in poor workmanship and little attention to correction of post 
construction deficiencies 

A.2.2 OPERATION AND MAINTENANCE CONSIDERATIONS 

Four primary O&M cost considerations are: 
 
1. Fuel and power consumption 

Consumption is largely dependent on operating practices; however, the shape, layout, and the quality 
of the exterior envelope of a building can have a significant effect on fuel and power consumption. The 
most efficient exterior envelope shall have the lowest possible surface area enclosing the lowest 
possible volume with the least amount of unusable space, in accordance with the functional program 
of the building. 
 

2. Operation and maintenance of equipment 

The planning and layout of a building must ensure adequate access to mechanical and electrical 
equipment. Accesses for the replacement of major equipment during the life of the building should be 
provided. Standardization of mechanical and electrical equipment within the building and the 
community should be coordinated to reduce the amount of skills and parts needed to maintain this 
equipment. 
 

3. Maintenance of building finish materials 

Choose building materials and finishes that are durable, will reduce the effort required for maintenance, 
and that can be easily repaired or replaced. 
 

4. Custodial services 

The choice of building finishes and floor layout, as well as convenience and adequate size of storage 
for janitorial supplies, will affect regular care taking operations. 

  



January 2020 Good Building Practices Guideline Third Edition 

 Chapter A – Architectural Page 3 

A.2.3 MAINTENANCE MATERIALS 

The Project Manager should determine, in consultation with Technical Officers and design consultants, 
what maintenance materials and what quantity should be supplied under the construction contract, how 
such materials should be delivered and stored, and how such materials should be accepted into inventory 
for use in the newly completed building.  
 
Recommended maintenance materials include  
 

• Flooring material  
• Pre-finished wall covering materials such as plywood, plastic laminate or veneer-faced materials, 

sheet vinyl  
• Custom-tinted paint to match installed paint  
• Custom-coloured exterior wall cladding materials  
• Replacement parts for door hardware  
• Pre-cut replacement glass for exterior and interior windows  
• Plastic laminates and cabinet hardware  
• Mouldings and fittings for window systems 
• Replacement hardware for operable windows 
• Spare keys 
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A.3 BUILDING ENVELOPE 

The envelope of a building separates the interior environment from the exterior climate. In Nunavut 
temperatures can range from about -45° Celsius in the winter to +35° Celsius in the summer. Hourly wind 
pressures can range from 0.30 kilopascal to 0.80 kilopascal. The climate is generally very dry with 
precipitation mainly in the form of snow. Total annual rainfall in Iqaluit is 200 mm (as compared to 1,935 
mm in Vancouver or 846 mm in Ottawa). Climatic variations within the Nunavut Territory must be recognized 
in building design and construction. Special attention should be given to major differences in climate from 
Kugluktuk in the west to Pangnirtung in the east and Grise Fiord in the north to Sanikiluaq in the south. 
These differences include snow drifting patterns, wind, seasonal temperatures and sunlight.  
 
Careful design and construction are required to ensure airtight, energy efficient building envelopes. 
Suggested minimum standards in GBPG should be followed unless the designer can show that less 
demanding standards will provide savings over the life cycle of the building. The suggestions in this section 
are intended to augment the requirements of NBC Part 5, and NBC9.25.  

A.3.1 AIR MOVEMENT, WATER AND VAPOUR PROTECTION 

Project managers, designers, and constructors of northern buildings need a clear understanding of air, 
vapour and A/V barriers. The requirements of the National Building Code are intended to apply to buildings 
in all parts of Canada. Northern application of the National Building Code requirements can be clarified with 
further reading and study. All aspects of construction in this climate could require some specialized 
adaptations to meet or exceed the requirements stated in the NBC. These adaptations are to be based on 
the climatic data provided in NBC. A suggested reading list is included in Appendix A. 
 

Recommendation Rationale 

A.3.1.1 Control of Rain and Snow Penetration 
 

The requirements of NBC Division B Section 5.6.1 
"Protection from Precipitation" apply. 

 

A.3.1.2 Control of Moisture from Ground 
 

The requirements of NBC Division B Section 5.8 
"Moisture in Ground" apply. 

 

A.3.1.3 Control of Condensation and vapour diffusion 

within the Building Envelope 

 

The requirements of NBC Division B Section 5.5 
apply.  

Locating the vapour barrier on the warm interior side 
of the insulation is recommended. Any moisture that 
accumulates in the wall assembly should be allowed 
to evacuate and dry by natural ventilation and 
drainage of the envelope. 

The objective is to ensure that any water vapour that 
does pass through the vapour barrier is not trapped in 
the envelope. Water vapour that migrates toward the 
exterior can be deposited in the envelope as frost over 
the winter months. The moisture must be able to drain 
or evaporate during the summer when the frost melts. 
Limiting the amount of vapour and condensation and 
allowing for evacuation of the moisture in the building 
envelope is critical. Water should be allowed to drain 
if accumulated. 
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Recommendation Rationale 

A.3.1.4 Air Leakage Rates 
 

The maximum recommended air leakage rate for air 
barrier systems in the north are: is 1.5 ACH@50pa. 

Although the NBC Div. B Sec. 5.4 and Div. B Sec. 
9.25 require all buildings to have an effective air 
barrier system, the maximum leakage criteria 
provided of 0.02 l/s/m2 in NBC Div. B Sentence 
5.4.1.2 (1) applies to buildings in all part of Canada. 
Theoretically, this amount of air leakage will not 
introduce more vapour into an envelope assembly 
than can be 'managed' on an annual cycle. See 
Architectural A3.1.3. 

A.3.1.5 Applicable Building Envelope Design 

Principles in Nunavut 

 

The exterior wall assembly should be designed to be 
the most efficient possible in consideration to the 
project context, such as building function, 
maintenance, construction and operational budget, 
climate, etc.  

 

Building envelopes are to be designed in accordance 
with the Rain screen principles for efficient control of 
moisture infiltration in exterior walls due to wind 
forces. A range of options can be applied to the 
principle to obtain improved techniques such as the 
Pressure Equalized Rain screen principle (PER) or 
the Pressure Equalized Rain Screen Insulated 
Structure Technique (PERSIST).  

The objective of the Rain screen, PER and PERSIST 
Principles is to ensure that wetted exterior surfaces of 
walls are not subjected to constant air pressures. 
Constant air pressure can force water on the exterior 
surface of the wall to move into the interior portions of 
the wall materials through construction joints or other 
fissures. Refer to CBD-40: "Rain Penetration and its 
Control.”  

 To counter this phenomenon, the Rain screen 
principle introduces a cavity between the cladding and 
the sheeting, where wind is allowed to flow and attain 
a pressure level equal to the one applied on the 
exterior of the cladding. 

Cavities behind the exterior cladding should be 
divided into pressure equalization compartments (i.e., 
into zones of air pressure equal to exterior air 
pressure). Each compartment should be no more than 
one storey in height and no more than 6 m wide along 
building faces. At corners, compartments should be 
no more than 2.4 m wide, and closed at the edges. 

The PER principle requires the cavity behind the 
exterior cladding to be divided into compartments. 
This allows for faster equalization of the air pressure 
on both sides of the cladding. This principle is called 
Compartmentalization of the Cavity and it is intended 
to provide better control of wind pressure differences 
between the exterior side of the cladding and the 
interior cavity. Smaller compartmentation reduces the 
likelihood of strong airflows developing inside the 
cavity. Pressure equalization compartments must 
also be drained properly. 
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Recommendation Rationale 

For higher performance of the exterior envelope, the 
insulation can be installed on the exterior side (cold 
side) of the structure. 

When the insulation is installed on the exterior (cold 
side) of the structure and combined with the Pressure 
Equalized Rain screen principal, it is called PERSIST. 
The insulation on the exterior of the structure found in 
the PERSIST principle works well for buildings in 
Nunavut. It minimizes thermal bridges, movement of 
the structure due to temperature changes and 
eliminates structural damage that could occur from 
moisture due to condensation. The installation of the 
A/V barrier on the exterior side of the sheeting allows 
for higher quality installations. 

An effective air barrier system is required (see section 
3.1.6.2). 

During construction, it must be ensured that the air 
barrier is properly installed to prevent air leakage and 
movement within the wall assembly. 

Sufficient drainage of the assembly is required. Ensure that the wall assembly is properly drained and 
maintained dry. The Rain screen, PER and PERSIST 
principles should be adapted to dry arctic climates to 
minimize snow infiltration in wall assemblies. 

A factory sealed envelope design, hence a moisture 
and air tight envelope, is also applicable in the Arctic. 

An air and moisture tight envelope requires 
meticulous assembly and quality control during 
construction to ensure it is well sealed. If properly 
installed, it eliminates all complications due to 
moisture migration and accumulations in the exterior 
wall assemblies. Particular attention is required at 
corner joints detailing. 

 
Due to the specific knowledge needed to install this 
type of system, this method is not suitable for 
residential construction. 

A.3.1.6 Materials and Assembly 

 

1. Vapour Barriers  

Materials or the assembly of materials making up the 
vapour barrier must be:  

See GBPG A3.1.3 "Control of Condensation within 
the Building Envelope.” The purpose of A/Vapour 
barrier is to restrict diffusion (water vapour movement 
through the materials of the assembly).  

• Durable  To meet or exceed the service life of the building.  

• Impermeable and continuous  To meet the requirements of the NBC and reference 
standard CAN/CGSB 51.33 or 51.34.  

• Compatible with other building components  Differences in chemical composition, creep 
behaviour, elastic movement, thermal expansion, 
shrinkage, and moisture changes could result in 
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Recommendation Rationale 

reduced permeability or durability of the vapour 
barrier. 

 To meet requirements described in Architectural 
A3.1.3 above. Materials with low vapour permeance, 
such as plywood sheathing or rigid foamed plastic 
insulation, can act as a barrier to vapour that is 
passing through the assembly. The vapour must be 
allowed to migrate to the exterior by open joints 
between sheets, or by perforating the material, or it 
will risk becoming trapped between water vapour tight 
layers.  

The building envelope must be designed so that 
multiple vapour barriers are avoided. 

Any material with a low permeance rating that is 
located on the low vapour pressure side of the 
insulation cavity, must be installed in such a way that 
vapour can migrate past it to the exterior.  

If the vapor barrier consists of poly installed inside the 
framing of the structure:  

 

Set staples fastening vapor barrier to structure at 
2’ centers.  

To minimize penetration. 

Ensure continuous solid backing behind joints in the 
vapor barrier so the joint will be trapped between the 
backing and drywall, effectively sealing it. 

 

Apply a thin bead of acoustic caulking to all studs and 
plates where they contact the vapor barrier.  

The caulking will seal any punctures made by staples, 
nails and drywall screws. This will also create 
separate dead air chambers in the wall. If there is a 
penetration, the air leak will be contained in a single 
stud bay, rather than traveling along the wall. 

Leave slack in the vapor barrier when installing it, 
especially in the corners.  

It is common for drywall screws to pull through the 
drywall, tearing the poly if it is so tight in a corner that 
it holds the drywall away from the framing. When this 
occurs, it is extremely rare that the drywall is removed 
to repair the poly. 

Don’t allow the use of hammer staplers when 
fastening vapor barrier. 

These easily tear the poly. 

Use acoustic caulking in all joints and penetrations of 
the poly.  

Tape doesn’t always bond well to dusty or cold poly, 
and wrinkles in poly or tape can cause air leakage. 
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Recommendation Rationale 

If poly is inside framing, use 2”x 2” strapping or 
equivalent fastened horizontally to the studs and on 
top of the poly. A semi rigid insulation may be installed 
in this void. 

The insulation will increase the R-value of the wall. 
More importantly electrical boxes and wiring needn’t 
penetrate the poly improving the seal, and drywall 
screws fastened to the 2”x 2”s won’t “pop” as much 
due to wood shrinkage. If a drywall screw misses the 
framing, it won’t puncture the poly. There is a great 
reduction in thermal bridging between the drywall and 
the wall studs. 

In 2 story structures, consider hanging the 2nd level 
floor joists instead of sitting on the top plate of the wall.  

The poly can be installed continuous behind the floor 
joists. This eliminates the practice of wrapping the box 
sill with poly, which puts the vapor barrier on the 
wrong side of the insulation causing condensation 
problems. Also, thermal bridging through the floor 
system is decreased. Sometimes rigid foam insulation 
is fitted between the floor joists and caulked to create 
a seal and become part of the vapor barrier. This is 
very labor intensive and there are numerous joints to 
seal, decreasing the integrity of the building envelope. 

2. Air Barriers  

Materials, or the assembly of materials making up the 
air barrier system, must be:  

The purpose of an air barrier system is to restrict air 
movement.  

• Durable To meet or exceed the service life of the building. 

• Impermeable - Acceptable leakage rates for 
the complete air barrier system are noted in 
Architectural A3.1.4. The air leakage rates of 
some common building materials and 
assemblies can be found in Appendix D.  

To minimize the movement of air through the barrier. 
An air barrier system, consisting of air leakage 
resisting materials and sealed joints, typically fails at 
the joints between different materials or near 
penetrations of the materials. Air leakage resistance 
of the principal materials used should therefore 
typically be greater than the air leakage resistance of 
the complete air barrier system.  

• Materials employed in the construction of the 
air barrier system should have air 
permeance values no more than 1110th of 
the air leakage rate allowable for the 
complete air barrier system.  

Measuring the performance of the entire building 
envelope is difficult; however, the materials 
themselves can be easily tested: these values have 
been suggested by the NRC in the expectation that 
once installed, the air leakage rate of the entire air 
barrier system will be below values noted in 
Architectural A3.1.4.  

• Continuous – Pay special attention to joints, 
corners and penetrations. 

To ensure that there are no leaks and that all parts of 
the building envelope restrict air leakage to a similar 
extent. An opening at anyone location is a failure of 
the entire system.  

• Rigid and strong - To withstand both 
positive and negative air pressures due to 
wind, mechanical equipment and stack 
effect in accordance with NBC 4.1.7. Air 

If it were not rigid and strong, the material would be 
easily displaced by the air pressures acting on it -the 
movement can then cause the material to tear at 
attachment points, or the joints to fail. The structural 
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Recommendation Rationale 

barriers must be designed to transfer such 
pressures to the structural framing while 
undergoing minimal deflection.  

performance of many common materials and 
assemblies can be found in "Structural Requirements 
for Air Barriers" CMHC report No. 30133.0R1.  

• Compatible – with other building 
components. 

Differences in chemical composition, creep 
behaviour, elastic movement, thermal expansion or 
shrinkage or expansion due to moisture changes 
could result in the loss of strength, continuity, 
impermeability or durability of the air leakage barrier. 

  

3. Location of Air and Vapour (A/V) Barriers By locating the A/V barrier (and thus the insulation) on 
the exterior of structural framing, rather than on the 
interior, the following can be achieved: 

• Coincident air/vapour (A/V) barriers located 
on the outside of structural framing are 
recommended. Plywood sheathing located 
on the exterior of the structure with the joints 
sealed with torched on modified bitumen 
strips has been found to be an effective 
coincident A/V barrier. 

• The potential for damage to the structure due 
to condensation is virtually eliminated  

• Interior finishes can be applied directly to 
structural framing (no need for additional 
strapping or protection for the A/V barrier}  

• Penetration of A/V barrier by mechanical and 
electrical systems is reduced to those 
elements that must exit the building  

• With fewer penetrations and use of rigid air 
barrier materials, a good quality installation 
is simpler to achieve. 

•  

• Coincident A/V barriers located on the inside 
of structural framing are acceptable for small 
buildings but not recommended. Except as 
noted under Architectural A3.6.3.2.  

Common practice for smaller buildings, and although 
this assembly meets the requirements of the NBC for 
vapour protection, it requires that a number of 
precautions be taken including:  

 • Plumping and electrical wiring routes in 
exterior floors, walls and roofs must be 
carefully detailed to minimize A/V barrier 
penetrations  

• Interior strapping or other means of 
attaching finish materials may be provided to 
accommodate electrical wiring and outlets 
without the need for air/vapour barrier 
penetration  

 This system is not recommended because it is very 
vulnerable if the A/V barrier is pierced. There is a 
higher probability the membrane will be pierced if 
situated on the interior side of the wall assembly. For 
smaller wood frame buildings with batt insulation 
between studs, it is preferable to have a separate air 
barrier (cold side) and vapour barrier (warm side).  
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Recommendation Rationale 

4. Sealants 
The performance of sealants is dependent on 
choosing the correct sealant for the substrate as well 
as application under acceptable temperature and 
moisture service conditions.  

Sealants used as part of the air barrier system of the 
exterior wall assembly must be:  

• Serviceable to -50°C in their fully cured state  

• Able to be installed under conditions to be 
encountered during their installation  

• Strong enough to resist the anticipated loads 
without deforming or moving out of position. 

• Elastic and compressible to accommodate 
movement of the joint  

• Chemically compatible with adjacent 
materials  

• Accessible for service  

• Placed in primed joints of proper dimensions 
with backing rod or bond breakers  

 
Construction typically occurs during cool or cold 
temperatures in Nunavut. Silicone and elastomeric 
sealants are available that can be applied at sub-zero 
temperatures and remain serviceable at temperatures 
down to -50 "C. Many other sealants cannot be 
properly applied at sub-zero temperatures and lose 
their ability to fulfil functional requirements at cold 
temperatures.  
 

See also "Canadian Building Digest #155 - Joint 
Movement and Sealant Selection. "  

Silicone or one component elastomeric types that 
meet the above criteria are recommended. Acrylic 
and solvent curing types are not recommended. 

 

 

  



January 2020 Good Building Practices Guideline Third Edition 

 Chapter A – Architectural Page 11 

A.3.2 THERMAL RESISTANCE 

The thermal resistance of the building envelope serves two important functions: to minimize heat loss 
energy consumption, and to prevent moisture condensation on the interior skin of the building envelope. 
The Model National Energy Code for buildings is available from NRC as an advisory document on energy 
performance. It has not been adopted in Nunavut.  
 

Recommendation Rationale 

A.3.2.1 Recommended Values 
 

The standard for thermal resistance of exterior 
building envelope assemblies typically is 
recommended to be:  

• Floors on Grade: RSI 3.5 

• Floors Suspended: RSI 7.0  

• Walls: RSI 5.6  

• Roofs: RSI 8.75 

An acceptable overall level of thermal resistance is to 
be achieved regardless of the type and placement of 
the insulation in the assembly. The recommended 
values provided are benchmark values. Thermal 
resistance of the building envelope is best determined 
by life-cycle cost-benefit analysis. Such analysis may 
determine lower or higher thermal resistance to be 
appropriate for a given building. 

An energy modeling study is recommended to 
determine the amount of insulation in the building 
envelope that will provide energy savings and life-
cycle cost benefits. 

 

However, 1995 ASHRAE Standards increased 
required ventilation rates. Heating the higher volume 
of cold outside air shifted the balance of heating load 
away from envelope losses. In buildings where 
ASHRAE standards apply, capital costs may be 
minimized by reducing envelope R-values in 
consultation with the Client Department and the 
Consulting Engineer. 

 

For unheated or minimally heated buildings, such as 
ice arenas and parking garages, thermal resistance 
may not be a functional requirement of the building 
envelope.  

In buildings or portions of buildings not intended for 
typical human comfort conditions. Thermal resistance 
values may be lower and still meet energy 
consumption standards.  

Seasonal use buildings may have reduced insulation 
specifically designed for the period of the year they 
are to be occupied.  

A.3.2.2 Location of Insulation 

 

All insulation should be located on the cold side of the 
coincident A/V barrier system. 

 

1. Where the coincident A/V barrier is located on the 
exterior side of the structural framing, rigid or 
semi-rigid insulation should be used. 

Insulation applied to the exterior of the building 
structure provides a uniform insulating value over the 
entire building envelope. Compressible inorganic 
insulation can also be used, provided it is protected, 
drained and vented to keep it dry as required by NBC 
5.3.1.3.  
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Recommendation Rationale 

2. Combustible insulation should be appropriately 
fire-stopped. 

 

3. Where the coincident A/V barrier is located on the 
interior side of structural framing, compressible 
inorganic insulation may be used in the structural 
framing space, provided the requirements of 
5.3.1.3 are met. (A layer of insulating sheathing is 
recommended in addition to the insulated 
structural cavities; see Architectural A3.2.3). 

The structural members reduce the overall thermal 
resistance of the assembly. Their thermal bridging 
effect should be minimized by using insulating 
sheathing on their exterior. Thermal resistance varies 
at the junctions of floor and wall, and wall and roof. It 
is difficult to avoid thermal bridging by framing 
members at these locations. Insulating sheathing is a 
practical method for increasing thermal resistance at 
such locations.  

A.3.2.3 Continuity of Insultation 

 

Thermal bridging by structural members needs to be 
recognized and minimized in the building envelope 
design.  

 

1. Where insulation is installed outside the structural 
framing, it should be installed in 2 layers at right 
angles. The insulation may be secured with 2 
layers of girts or strapping installed at right 
angles, or with one outer layer of girts screw-
fastened through the lower layer of insulation into 
structural framing. 
 

The intent is to reduce thermal bridging through girts 
or strapping.  

2. Where insulation is installed within structural 
framing, a layer of insulating sheathing should be 
provided on the exterior of the framing or the 
exterior structural sheathing. 

The intent is to reduce thermal bridging through 
structural members. This is already common practice 
in northern building. 

 

A.3.2.4 Localized Low Temperature 

 

Layout of spaces and detailing of assemblies should 
avoid spaces or compartments that are not readily 
heated. Concealed spaces that are located on the 
warm side of the A/V barrier may require transfer 
grilles to heat the space and keep the surfaces above 
dew point.  

The location of furniture, fixtures and fittings can 
restrict the convection of heat within a space so that 
some surface temperatures on the warm side of the 
A/V barrier may drop below the dew point.  

 
Particular attention should be focused on corners that 
have large exposed exterior surface area relative to 
small interior surface area, and to spaces where 
supplies are stored against exterior walls.  
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Recommendation Rationale 

A.3.2.5 Combustibility of Insulation 

 

1. The use of non-combustible types of 
insulation such as mineral wool in semi-rigid 
form is recommended. 

This can be implemented as a measure to increase 
resistance to fire spread. 
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A.3.3 BUILDING ENVELOPE – FLOOR ASSEMBLIES 

Where northern buildings are elevated, floors assemblies have an exterior surface on the underside. 
Basements or concrete foundations are possible in only a few locations and for certain uses. On permafrost 
sites, foundation-bearing capacity can be maintained by artificial cooling of the ground. Induced draft cold 
air systems, powered refrigeration or thermosyphon refrigeration are techniques that have been used to 
keep permafrost intact beneath heated buildings. On grade crawlspaces are to be avoided. Above grade 
(suspended) crawlspaces are recommended. 
 

Recommendation Rationale 

A.3.3.1 Air Movement, Water and Vapour Protection 
 

All recommendations of Architectural. 

Section A3.1 applies to building envelope floors. 

Clarifies criteria to be used in evaluating floor 
assemblies with respect to NBC requirements.  

All building envelope floors subject to differentials in 
temperature, water vapour pressure or air pressure 
require air barriers (AB) and vapour barriers (VB) 
meeting the recommendations outlined in 
Architectural A3.1.3 and A3.1.4. 

Floors above open crawl spaces are common in 
continuous and discontinuous permafrost zones in the 
North. The underside of the Floor assemblies 
immediately above grade provide opportunities for air 
leakage, snow infiltration and water vapour diffusion.  

A.3.3.2 Thermal Resistance 

 

See Architectural A3.2 
 

A.3.3.3 Materials and Assembly 

 

1. Air/Vapour Barrier  

A false floor should be considered wherever insulation 
is located within the structural framing of a suspended 
floor and the comfort of users is a consideration, or 
where space is required to accommodate plumbing.  

 
See Architectural A3.1.6. 

A false floor will reduce heat loss due to thermal 
bridging through the floor joists. A false floor is 
suggested for residential and institutional facilities 
such as group homes, and elementary schools where 
children can be expected to be sitting on the floor. 
Drains and water supply pipes should not be placed 
within a suspended floor system, just as they should 
not be installed within exterior walls in northern 
buildings.  

2. Sealants  

See Architectural A3.1.6.4. 

 

 

3. Insulation  

See Architectural A3.2. 
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4. Drainage and Ventilation  

Architectural A3.1.1 and A3.1.3 address precipitation 
and water condensation management.  

Joints of the exterior soffit finish should not be sealed 
in an effort to create an external air barrier. Plywood 
resists water vapour migration so as to create 
A/Vapour barrier if the joints are sealed, creating a 
second vapour barrier in the floor. See Architectural 
A3.1.6.4. 

5. Exterior Finishes  

a) Exterior soffit materials for suspended floors 
shall be:  

The underside of a suspended floor is not generally in 
contact with water, snow or soil, nor is it generally 
visible. Batten strips covering soffit material joints 
prevent snow, dust and insect entry, but allow enough 
air movement to effectively ventilate a suspended 
floor. 

• Durable  
 

• Light weight  
 

• Easily installed  
 

• Easily removable and replaceable for repairs 
to contained services with locally available 
trades skill. 

Materials considered to satisfy these requirements 
include sheet materials such as plywood, exterior 
grade particle and oriented strand board suitably 
battened at the joints, and corrosion protected, ribbed 
sheet metal with lapped mechanically fastened joints 
is recommended where any risk of fire due to 
vandalism exists.  

• Installed with the minimum number of 
exposed joints. 

 

b) Preservative-treated materials for floor soffits 
are recommended where continually high 
moisture levels are anticipated. 

The dry climate of the North, where suspended floor 
systems are typically used, generally makes the use 
of preservative-treated materials only necessary 
where excessive air humidity is expected. 

A.3.3.4 Thermal Break 

 

A thermal break should be provided between 
foundation units and bearing stratum.  

 
See Structural S3. 

Where floor assemblies are elevated above ground 
and present an exterior surface on the underside, a 
thermal break should be provided between piles and 
floor structure to prevent cold spots due to thermal 
bridging in the building envelope and to minimize heat 
loss from building to frozen soils.  
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Recommendation Rationale 

A.3.3.5 Above Grade Crawl Spaces 

 

1. Open area below the building  

Open area below buildings should be screened with 
durable metal mesh security.  

The objective is to prevent unauthorized and unsafe 
uses of the area below buildings.  

2. Heated Crawl Spaces  

Heated enclosed crawl spaces are recommended for 
protecting and accessing building systems.  All areas 
containing plumbing and mechanical systems should 
be served with an enclosed crawl space. 

Enclosed crawl spaces provide a comfortable work 
environment for future maintenance.  The enclosed 
crawl space also provides a heated space directly 
below the floor, which protects equipment from harsh 
climatic conditions and provides a heated floor 
system.  

Enclosed crawl spaces should be treated as 
environmentally different spaces when temperature 
and humidity conditions of the crawl space will be 
different from adjacent spaces within the envelope. 

The different crawl space environment can result in 
air/vapour leakage, unwanted heat transfer, or 
condensation. Differences between interior 
environments are identified in NBC 5.3, 5.4 and 5.5 
as requiring provisions to stop undesirable heat, air 
and water vapour movement.  

3. Crawl Space Drainage  

A graded slope of 2% or greater to sump points, or 
away from the building, is recommended for all crawl 
space ground surfaces. Any drainage connection or 
water collection device must not break the continuity 
of the ground moisture protection barrier in an 
enclosed crawl space.  

This conforms to NBC Section 5.8, to ensure that 
surface and ground water does not accumulate in 
crawl spaces. The objective is to dispose of surface 
water from spring runoff away from an open crawl 
space, and to collect and dispose of ground water that 
might enter an enclosed crawl space.  

4. Utilidettes  

Where pipes and ducts are incorporated into a 
suspended floor system above an open crawl space, 
provide a suspended utility space or utilidette to 
enclose them within the building envelope. 

Using utilidettes to enclose grouped pipes and ducts 
in a floor system above an open crawl space can 
eliminate the need for an expensive continuous 
suspended utility space.  

It is mandatory that an absolute minimum of 300mm 
clearance be provided between grade and the 
underside of utilidettes or any other horizontal 
structure. 

Frost heave must be isolated from acting on the 
envelope or structure. 

 
  



January 2020 Good Building Practices Guideline Third Edition 

 Chapter A – Architectural Page 17 

A.3.4 BUILDING ENVELOPE – WALLS ASSEMBLIES 

Walls make up a large part of a building envelope. Walls usually incorporate a large number of openings 
and penetrations such as doors, windows, ducts and chimneys, and electrical conduits. Care must be taken 
to make the air barrier system in walls continuous at all openings and penetrations, and at joints with floors 
and roofs.  
 

Recommendation Rationale 

A.3.4.1 Air Movement, Water and Vapour Protection 
 

All recommendations of A3.1 apply to building 
envelope wall assemblies.  

Clarifies criteria to be used in evaluating wall 
assemblies with respect to NBC requirements. 

All walls forming part of the building envelope require 
air leakage barriers and vapour diffusion barriers 
meeting all requirements outlined in Architectural 
A3.1.3 and A3.1.4.  

Although this applies primarily to exterior walls 
forming the building envelope, internal walls that 
subdivide buildings may also be subject to differential 
temperature, air and water vapour effects. Examples 
include community arenas, or combined 
office/warehouse and office/fire hall buildings.  

A.3.4.2 Thermal Resistance 

 

Thermal Resistance See Architectural A3.2.1  
 

A.3.4.3 Materials and Assembly 

 

1. Air/Vapour (A/V) Barrier – See Architectural 
A3.1.6.3 and 3.4.3.5 below. 

Note that continuity of the A/V barrier must be 
provided, including special detailing where roof or 
floor A/V barriers are located on a different plane from 
that of the walls 

2. Sealants – See Architectural A3.1.6.4.  

3. Insulation - See Architectural A3.2.2 and A3.2.3.  

4. Drainage and Ventilation - See Architectural 
A3.1.5. 

To meet NBC.5.6.2.1 requirements, consistent with 
application of the Rain screen, PER and PERSIST 
Principles. 
 

5. Heated Crawl Spaces with Exposed Grade  

Careful detailing is required to eliminate any transfer 
of freeze/thaw soil movement to the envelope and/or 
structure 

Compressible ‘void former’ may be considered at 
interface of grade and insulating walls or grade 
beams. Note that the wall A/V barrier must be sealed 
to an interior protected grade A/V barrier.  See also 
Structure 3.1.5. 

A.3.5 EXTERIOR WALL FINISHES 

"Good Building Practice" does not specify where particular materials are to be used: Materials are selected 
by the designer and should conform to the recommendations noted here. Maintenance needs, appearance, 
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durability, ease of repair and availability of repair materials are all considerations made in selecting wall 
finishes.  
 

Recommendation Rationale 

A.3.5.1 General 
 

All siding should be installed so that the requirements 
of Architectural A3.1.5 "Applicable Building Envelope 
Design Principles” are met and adjusted for the dry 
arctic climate.  

Air pressure equalization compartments can be 
created using strapping applied to support the siding. 

Building finishes must be abuse resistant and properly 
supported to limit the potential for damage due to 
vandalism.  

 

Finishes that can be maintained and replaced easily 
should be favoured. 

 

Depending on the function of the building, protect the 
lower portion of the building by using impact resistant 
material, or with appropriate accessories such as 
crash barriers, bollards, landscaping features 
(boulders). 

Frequent damage occurs to the lower portion of 
exterior walls of schools and arenas, areas around 
stairs and landings, corners of garages, loading 
docks, etc. Caulked butt joints are not acceptable.     

All seams in finishes must overlap or be covered to 
prevent leakage. 

 

Siding patterns and edge joints should allow easy 
replacement at areas susceptible to damage. 

 

A.3.5.2 Wood 
 

Board and batten, lap joint, tongue and groove, 
channel or drop siding are acceptable.  

Although wood siding requires regular maintenance, 
it is easily applied and repaired, and A/Variety of 
colours and patterns can be used.  

Joints should be installed vertically to speed water 
draining from the cladding and promote rapid drying 

Horizontal joints retain melt water and rain, wetting 
the wood for longer durations. Research has found 
increased early life cycle splitting, warping and 
staining when wood cladding stays wet.  

Spruce or cedar siding is acceptable, and siding may 
be air-dried or kiln-dried.  

A semi-transparent stain finish is preferred, and solid 
colour stains acceptable. Paint finishes for exterior 
wood may be limited to fascia and trim. 

Factory painted wood siding products with long term 
guarantees are acceptable. 

Commonly used because of acceptable performance 
experience. Paint seals wood and does not allow 
moisture from the concealed side of the rain screen to 
migrate freely outward. As a result, non-breathing 
paint can peel prematurely.  
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Recommendation Rationale 

Pre-finished plywood siding, such as "Ranch wall", 
minimum 15.5 mm thick is an acceptable siding 
material.  

 

A.3.5.3 Metal Siding 
 

Metal wall siding panels should be factory preformed 
steel sheet, minimum 0.6 mm (24 gauge) base metal 
thickness, zinc coated, pre-finished on weathering 
face.  

Typically used with prefabricated metal buildings such 
as recreational facilities or service buildings. Metal 
siding is susceptible to damage from impact, and 
because repairs are not easily undertaken by local 
maintainers.  Often the damage does not get repaired. 
Wood siding should be considered in areas most 
susceptible to damage, such as entranceways. 

Profile: select from manufacturer's standard profiles. The extra cost of custom profiles or colours is 
generally not warranted for public buildings, and 
delivery time is often increased. 

Colours: should be selected from manufacturer's 
standard colours.  

 

Fasteners: concealed fasteners are preferred.  
 

Aluminum siding is not recommended for northern 
buildings.  

Very susceptible to damage from impact, and subject 
to large thermal expansion and contraction. With large 
temperature ranges in the North, rippling and 'oil-
canning' occur more readily.  

A.3.5.4 Vinyl Siding 

 

Not recommended for northern buildings. Expansion and contraction in varying temperatures 
causes warping, and vinyl also becomes very brittle in 
cold temperatures suffering impact damage easily.  

A.3.5.5 Stucco Finish 

 

Not recommended for use on northern buildings.  
Easily damaged on impact, and materials are 
generally unavailable for repairs.  

A.3.5.6 Fiber Cement Composite Board 

 

Installed with sufficient backing, fibre cement 
composite board should be installed in areas to limit 
the impact from vandals and regular building 
maintenance such as snow clearing. 

Fibre cement composite board is easily damaged 
when not supported fully. Careful selection of the 
location and backing should be considered when 
choosing this type of cladding. Thicker panels should 
be preferred. 
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Fibre cement composite boards have proven to be an 
acceptable alternative to wood or corrugated metal as 
an exterior finish. 

Colour should be embedded in the panel, not applied 
on its surface. Fibre C by Rieder is an example of a 
suitable product.   

It is not recommended to paint fibre cement 
composite board. 

 

A.3.5.7 Exterior Insulated Finishing Systems (EIFS) 

 

This system has had limited testing in Nunavut and 
requires skilled labour to install and maintain. This 
system is not recommended for lower portions of 
buildings, susceptible to high impact. 

EIFS are labour intensive to install and require skilled 
labour to repair. EIFS have very little impact 
resistance. The time window for installation in the 
Arctic is limited. 

A.3.5.8 Fiberglass Panels 

 

Fiberglass panels are recommended as an alternative 
cladding system. The wide variety of colours and 
finishes available offer design alternatives. 

Fiberglass panels have high resistance to moisture 
and temperature fluctuation. Their installation does 
not require specialized man power.  

This system is not recommended for portions of a 
buildings susceptible to high impact. 

Fiberglass panels come in A/Variety of finishes. 
Certain finished do not resist well to scratches and 
should be avoided.  

 
 
 
 
 

 

Fiberglass panels covered with aggregates are an 
esthetical solution to cover-up the above ground 
portion of underground foundations. These panels 
can withstand being buried below grade. 

A.3.5.9 Other Composite Wall Panels 

 

The term ‘Composite wall panel’ is applied to 
A/Variety of products of different characteristics. 
Particular analysis is required for each specified 
product. 

There has been limited testing done on the impact 
resistance of composite wall panels at low 
temperatures. 

Generally, composite wall panels should be used 
where there is limited impact on the panels. This 
generally occurs at higher portions of the building. 

 

A.3.5.10 Engineered Wood Product 

 

Engineered wood products have proven to be an 
acceptable alternative to wood or corrugated metal as 
an exterior finish. 

This product requires low maintenance and is an 
economical alternative to wood siding. 
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A.3.5.11 Prefabricated Insulated Panels (steel, 

fiberglass) 

 

This product has been successfully tested in Nunavut. When budget permits, this system is very efficient in 
arctic climate. It offers optimal thermal continuity and 
airtightness and permits flexibility in shape for the 
building design. However, the product requires long 
lead time. 

 
Specialized labour is required for installation and on-
site adjustments are limited during installation of the 
panels.  

 
Joint detail between panels is critical. It must be 
durable, compressible, and elastic and preserve its 
qualities in arctic temperatures. Exterior fasteners 
should be stainless steel.  

A.3.6 BUILDING ENVELOPE –ROOFS ASSEMBLIES 

Recommendation Rationale 

A.3.6.1 Air Movement, Water and Vapour Protection 
 

All requirements of Architectural A3.1 apply to roof 
assemblies.  

Clarifies criteria to be used in evaluating roof 
assemblies with respect to NBC requirements.  

All roofs are subject to differentials in temperature, 
water vapour pressure and air pressure, and as such 
require air barriers and vapour barriers meeting all 
requirements outlined in Architectural A3. 1.3 and 
A3.1.4.  

Clarifies criteria to be used in evaluating A/V barriers 
with respect to NBC requirements. 

A.3.6.2 Thermal Resistance  
 

See Architectural A3.2.1.  

A.3.6.3 Assembly and Materials 
 

1. Air Vapour (A/V) Barriers  

Coincident air/vapour (A/V) barriers located on the 
outside of structural framing are recommended for all 
buildings located above the tree line.  

Condensation within the roof assembly has caused 
structural damage to a number of roofs across the 
Nunavut: locating the structural roof inside of the A/V 
barrier is a reliable means of avoiding this problem. 
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Venting roof assemblies above the tree line is 
problematic as vents allow snow infiltration.  

 
See Architecture 3.1.6.3 

Protected, fully adhered coincident air/vapour (A/V) 
barrier membranes are recommended.  

With the membrane fully adhered to a structural 
backing, the assembly can meet the A/V barrier 
requirements, and any damage to the membrane will 
not allow moisture to travel laterally between the 
membrane and the backing.  

2. The location of the A/V barrier on the interior of 
roof framing is recommended only for small 
buildings located  

Below the tree line. Great care must be taken to 
ensure continuous A/V barriers, and a means of 
venting the assembly that will minimize snow 
infiltration.  

The use of better performing insulation and 
membrane materials becomes necessary when the 
A/V barriers are located on the exterior of the roof 
framing. These become cost effective on larger 
buildings. The additional cost may not always be 
justifiable for smaller buildings located below the tree 
line. Where A/Ventilated roof system can perform 
satisfactorily.  

3. Sealants 
 

See Architectural A3.1.6.4. 

 

 

4. Insulation 
 

See Architectural A3.2.2, A3.2.3.  

5. Ventilation and Drainage 
 

Wherever fibrous mineral insulation is used in a roof 
assembly. The requirements of NBC 5.4 and 5.5, or 
5.6 must be met.  

It is important that adequate ventilation be provided 
where fibrous mineral insulation is used as its 
insulation value is adversely affected by 
condensation. Snow infiltration through required 
ventilation openings is difficult to avoid; wetting of the 
insulation and roof assembly occurs as soon as 
conditions allow infiltrated snow to melt. 

Whenever possible, drainage should be provided 
from the interior membranes of the assembly to the 
exterior of the building envelope.  

 

Water that accumulates within the assembly due to 
snow infiltration, roof leaks or A/V barrier leaks can 
drain to the exterior.  

6. Roof Coverings  

Shingles 
 

Asphalt shingles are not recommended for use in 
Nunavut. If used, install with slope of 4 in 12 or 

Areas above the tree line are typically very windy. 
Shingles can be blown off and are difficult to replace. 
Asphalt shingles are readily available, generally less 
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greater, or 2.5 in 12 where fully tabbed shingles are 
used.  

expensive, and represent a lower fire hazard than 
Wood shingles.  

Wood shingles are not recommended.  Early deterioration of wood shingles occurs with 
excessive drying and long solar exposure common in 
the North. Combustibility of wood shingles increases 
fire loss risk compared to other water-shedding 
membranes. 

Modified Bitumen Membrane (MBM)   

The 2-ply torched-on MBM roof system is 
recommended for northern buildings.  

The 2-ply torched-on MBM membrane has proven to 
be suitable for installation at sub-zero temperatures 
and has performed well to date. Repairs are relatively 
simple to perform.  

EPDM or Rubber Roofing  
 

Loose-laid membranes are not recommended for use 
on northern buildings.  

These loose-Iaid membranes can allow moisture to 
travel between the membrane and the backing, 
making it difficult to trace leaks.  

Metal Roofing   

Metal roofing is acceptable; the standing seam type is 
recommended for low slope installation. 

This type of roofing has performed well on northern 
buildings provided it is installed properly. 

A.3.6.4 Flat and Low-Slopped Roofs 

 

All roofs are recommended to have a minimum slope 
of 4 % (1:25). 

To ensure positive drainage and avoid ponding. 

A.3.6.5 Stepped Roofs and Offsets 

 

Avoid stepped roofs. If two different roof levels are 
required, a continuous sloping roof section should 
connect them.  

To prevent the occurrence of extensive snow drifting, 
which may cause excessive roof loading and 
protracted wetting of wall segments and roof 
component joints. 

A.3.6.6 Parapet Walls 

 

Avoid the use of parapet walls. Parapets can create an obstruction where snowdrifts 
will form, adding to snow retention on the roof. 

A.3.6.7 Eaves 

 

1. Eave Projections  
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Eaves projections beyond the line of the A/V barrier 
must not weaken the air tightness of the building 
envelope.  

While eaves provide one of the simplest ways to divert 
rain and melt water away from walls, windows, doors 
and the building perimeter, careful design is 
necessary to make sure the A/V barrier joint is 
continuous and to avoid ice damming on eaves. 

Where the A/V barrier is located outside of the 
structural framing, eave projections should be 
supported by structural members, which do not pass 
through the A/V barrier.  

Depending on the roof assembly, the continuity of the 
A/V barrier may be compromised if the structure is 
extended through the building envelope to provide 
eave projections.  

Minimal eave projections ranging from 200 to 300 mm 
are preferred in Nunavut. 

   

Ice build-up renders them ineffective, as well as 
damaging them during spring melt.  

2. Eavestroughs  

Generally, to be avoided 
 

A.3.6.8 Access 

 

Where roof traffic is anticipated, the finish at access 
routes should be slip resistant. 

Access to the roof will be required for inspection, 
cleaning and maintenance of roof equipment and the 
roof system. 

 
Roof access is always required. Plumbing vents 
require clearing during the winter due to ice build-up. 

A.3.6.9 Skylights 

 

Although past technology gave skylights a bad name, 
new roof and flashing systems and high-quality 
insulating skylight materials now make their use more 
acceptable.  Skylights are generally not 
recommended for use in Northern facilities. 

The extent of skylights would be inappropriate if the 
energy lost through the skylight increased the energy 
management budget unreasonably when compared 
to the environmental benefits and energy saved in 
lighting. 

When skylights are acceptable for northern buildings, 
several key design features must be included:  

Skylights (especially translucent structural panels) 
have successfully provided a number of facilities with 
light in areas where windows were not possible.  

1. A Steep slope is required for drainage, i.e., 3.12 
to 6.12. 
 

2. Skylight units should be placed on raised up 
stands above the roof plane a minimum of 200 
mm to allow for drainage, expansion and 
contraction control, and flashing of joints. 

 

3. Adequate ventilation must be provided across the 
interior of the skylight to minimize condensation, 

 
The quality of overhead natural lighting is comparable 
to lighting from windows. Past problems experienced 
with skylights cannot be ignored. Poor detailing with 
resulting condensation has caused damage to interior 
furnishings and property. Inappropriate locations 
allowing direct penetration of sunlight causes 
discomfort to users who often complain of overheating 
and glare. Extensive roof damage has occurred as a 
result of poorly sealed skylight units. 
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and ample condensation gutters must be 
provided. 
 

4. Adequate drip pan is to be provided, allowing 
condensation to evaporate and not overflow. 
Consideration should be given to force air 
movement over the surface, eliminating 
condensation. 
 

The objective is to catch condensation and allow it to 
evaporate.  

5. Framing members should be detailed with a 
secondary drainage plane leading to the exterior. 

Accumulation of water cannot be totally eliminated on 
sloped surfaces. Joints exposed to standing water will 
eventually leak. Secondary drainage relieves the 
water that passes through the primary weather seal.  

6. If clear skylights are proposed, consider 
equipping them with blinds to reduce overly 
strong sunlight. The blinds must be easily 
operable by facility users. 

 

A.3.6.10 Clerestory Windows 

 

Clerestory windows are reasonable alternatives to 
skylights, provided careful design allows them to 
remain clear of snow accumulation. If clerestory 
windows are used they should be not operable. Fixed 
glazing is recommended. 

As for skylights, the use of clerestory windows 
requires extra care, attention and cost. The designer 
must deal effectively with potential climate and 
building envelope problems. Clerestory windows 
often result in a stepped or offset roof design which is 
not recommended for northern buildings.  They also 
generally result in an increased building volume 
impacting heating costs of the building. 

A.3.6.11 Fall Arrest Anchors 

 

Fall arrest anchors are required to be installed on all 
roofs where there is a possibility that future 
maintenance and inspections of the roof would be 
needed. 

Fall arrest anchors should be designed to provide 
support for workers during construction and 
performing maintenance or inspections on the roof 
assembly. These anchors need to be designed so as 
not to interfere with the water shedding ability of the 
roof and should not promote ice build-up. A 
coordination with structure is required. 
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A.4 DOORS, WINDOWS AND METAL WORKS 

Doors and windows can be significant sources of heat loss and of air leakage but are necessary elements 
of the building envelope. Although door and window performance standards have improved considerably 
over the past 20 years, available products are often designed to meet performance requirements found in 
less severe cold weather conditions than are found throughout Nunavut Territory. Care should be taken to 
select doors and windows that will meet the extreme cold weather performance requirements of the North.  

A.4.1 EXTERIOR DOORS AND FRAMES 

Several problems are commonly experienced with exterior doors. Direct heat loss is inevitable, as doors 
are not typically insulated to more than RSI 1.8. Leakage at door edges is also common, as weather seals 
lose flexibility in extreme cold. Excessive air leakage is also common in doors that are loose fitting or difficult 
to close properly, due to lack of alignment between the door and the frame. Door and frame misalignment 
can occur from higher than normal door use, or from structural strain on the walls, such as caused by impact 
damage or even foundation movement. Accesses to the building are recommended to be located in visible 
and well lighted areas, to deter vandalism and insure safety of the users, and strategically placed to 
minimize snow accumulation or exposure to high winds Extended eaves and roof canopies can be used to 
protect the occupants from the weather and falling ice from the building, along with snow guards and water 
deviators. 
 

Recommendation Rationale 

A.4.1.1 Doors 
 

All exterior doors should be insulated metal, 16 gauge 
if steel, and minimum RSI 1.3. For energy 
conservation all exterior doors should be rated for 
climate zone “D.” 

Solid or hollow wood doors cannot achieve this 
minimal level of insulation, and warp easily in extreme 
dry cold.  

It is not practical to use a second storm door at 
entrances in public use buildings to keep warm air 
inside. Vestibules between outer and inner door sets 
are more practical and more durable.  

Warm interior air leaking past the inner doors can 
cause frost to form on the colder outer door edges, 
affecting weather seal operation. 

 Residential grade storm doors wear out quickly from 
the heavy use encountered in public buildings and are 
easily damaged. 

A.4.1.2 Overhead Doors 

 

All overhead doors should be metal with replaceable 
panels. Manufacturer's standard metal gauge doors 
are adequate, unless there is a particular danger of 
impact damage. Where that is the case, use heavier 
16-gauge metal.  

Typical uses for overhead doors include arenas, fire 
halls, and garages. Damaged panels can be easily 
replaced in sections rather than having to replace the 
whole door. Heavier than normal gauge metal 
overhead doors may be special order items needing 
longer order time, but the increased durability reduces 
life cycle cost.  

Overhead doors in insulated walls should have a high 
thermal resistance and can be selected from 
manufacturers' standard products.  

Insulated doors provide the best value in insulated 
walls. Thermal resistance ratings of RSI 1.8 is 
common in plastic foam, insulated metal pan 
overhead doors. Some manufacturers produce a door 
with a higher RSI value and should be considered. 
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Large dimension, flexible. Angled weather seals 
designed for 'extreme exposure' should be installed at 
the exterior head and jambs. Threshold seals should 
be of a material that will not freeze to the floor.  

Weather strip designed for extreme exposure is most 
effective and is more durable.  

Slopes should be provided at the exterior of 
thresholds to ensure water and ice does not 
accumulate. 

To ensure water and ice do not accumulate.  

A.4.1.3 Door Frames 

 

Metal frames are required for exterior doors in public 
buildings. Where steel, minimum 14 gauges, welded 
pressed metal frames are recommended for all 
exterior doors. Knock down frames are not 
acceptable.  

Added strength is required as doorframes can wear 
out early from high volume use in public buildings. 
Additional structural reinforcement connecting the 
doorframe to the wall and floor system is 
recommended.  

All exterior doorframes require a thermal break. 
However, thermally broken frames need to be 
reinforced by the manufacturer when they are to be 
installed in high traffic public use facilities, or other 
facilities that are subject to break-ins.  

The thermal break, although needed because of the 
extreme cold experienced in the Nunavut Territory, 
can weaken the frame where strength is required by 
hinges and latching hardware. Doorframe failure 
arising from wear and tear and from forced entry has 
been an ongoing problem in schools and arenas.  

The available continuous polyvinyl chloride (PVC) 
interlocking thermal break system has been found to 
be the most effective protection in these locations. 

 

Wood frames may be used where security will not be 
compromised.  

Wood frames lose less heat than steel frames; 
however, they are not as strong as steel, and they 
should be used in light duty locations where forced 
entry is not a problem.  

Removable mullions should not be used with double 
doors unless three-point latching is provided for each 
door leaf to secure each leaf to the frame head and 
the threshold plate.  

A removable mullion (positioned in the centre 
between the two leaves of the door) can be forced to 
one side from the exterior and allow easy forced entry 
if the only latching point is on the astragal bar. This 
weak security point can result in exit door chaining, 
which is a serious safety violation. The best way to 
correct this security weak point is to install fixed 
mullion frames or use three-point latching.  

 Consider the use of oversized exterior doors in the 
place of this system. 

A good air barrier seal to the doorframes is essential 
for energy conservation and to minimize corrosion 
from moisture.  

Air leakage out around doorframes is a common 
cause of energy loss. Warm interior air can condense 
at loose air barrier joints, and the resulting water 
causes corrosion of fastenings and rotting of wood 
members in the wall. See Architectural A3.1.3.  
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A.4.1.4 Sealants 

 

See Architectural A3.1.6.4. 
 

A.4.1.5 Glazing in Doors and Sidelights 

 

Sidelight frames should be independent of 
doorframes. 

The intent is to permit replacement of doorframes 
without replacement of the sidelights. The smaller 
independent frames are also easier to transport and 
handle on the site.  

Polycarbonate exterior sull sash protection for the 
sealed unit glazing is preferred solution to the exterior 
glazing in doors and sidelights at building entrances. 
Note that polycarbonate is not allowed as primary 
glazing at exits by NBC (3.4.1.10) 

Typically used for schools, community halls. Health 
centres, court facilities, libraries, airport terminals and 
other public access buildings. 

A.4.1.6 Vestibules 

 

Vestibules are recommended at all main entrances or 
other high traffic entrances. In schools the storage of 
boots as well as the space to put them on and off 
should be provided.  

Vestibules help keep warm interior air inside the 
building, conserving fuel energy. Larger vestibules 
are desirable. All vestibules are recommended to 
have an abuse resistant wall finish on the interior. 

 
When it is possible, the use of an air lock (cold porch) 
can protect the entrances of the building, providing an 
area shielded from winds, snow and water 
precipitation, permitting easier access to the building 
and protecting entrance doors and hardware. 

 
The combination of an air lock (cold porch) and 
A/Vestibule should be considered for more efficient 
energy conservation. 

A.4.2 INTERIOR DOORS AND FRAMES 

See AWMAC, Part 3 – “Wood Doors” 
 

Recommendation Rationale 

A.4.2.1 Doors 
 

Solid core wood doors are preferred for all interior 
locations.  

Hollow core doors are too easily damaged in public 
access buildings, including residential buildings. The 
best life cycle value is found in more durable solid 
core doors.  
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Grade of door should be appropriate to proposed 
finish.  

Paint grade birch veneer plywood faces are 
acceptable for paint finish, 'Select White' appearance 
grade suggested for clear finish.  

Interior doors requiring a fire protection rating (label) 
may be wood or metal.  

Some solid core wood doors are available with 
laboratory-tested ratings and may be appropriate for 
use in some areas of low traffic. 

A.4.2.2 Frames 
 

Interior doorframes may be wood or metal.  Metal frames require less attention over their service 
life than wood and are generally less expensive 
installed.  

Fully welded metal frames are recommended over 
knockdown frames, particularly in high use locations.  

Metal frames are more durable in high use locations 
and therefore more dependable as a part of a fire 
separation. Labelled wood frames should be 
considered only at areas of very light traffic. 

Interior doorframes requiring a fire protection rating 
(label) should be metal and have riveted metal labels. 

 

A.4.2.3 Bi-fold Doors 
 

Bi-fold doors are considered appropriate for use only 
in residential facilities, at door locations with very low 
use rates.  

Sliding mechanisms of bi-fold doors are too 
susceptible to damage from heavy use. Bi-fold doors 
are impractical for most locations and should be 
avoided whenever possible. 

A.4.2.4 Glazing 
 

Restrict the use of glass in the lower portion of doors 
(closer than 600 mm to the finished floor) to well 
supervised locations. Where glass must be used in 
the lower section, it must be tempered. 

Although glass can be important for visibility, the 
lower portion of the door is vulnerable to damage.  

  



January 2020 Good Building Practices Guideline Third Edition 

 Chapter A – Architectural Page 30 

A.4.3 DOOR HARDWARE 

After construction, Regional maintenance staff is often called on to correct or repair door hardware. As 
these repairs often require immediate attention, replacement parts are stocked in the Region. Heavy door 
usage in public access buildings requires reliable, durable and easily repaired hardware.  
 

Recommendation Rationale 

A.4.3.1  
 

Locksets  

Selection should be coordinated with maintenance 
staff so that Regional preferences and standard 
keying systems are accommodated.  

Maintainer preference where Regional keying system 
in place. Limiting hardware to preferred 
manufacturers reduces the stock of maintenance 
materials. 

Other Hardware   

No preferred products.  

A.4.3.2 Overhead Door Openers 
 

Manual operation by chain hoist is preferred. 
Automatic door openers are recommended only 
where they are essential to facility operation. 

Automatic overhead doors require more ongoing 
maintenance and are more susceptible to problems 
than manual doors. The additional cost is not usually 
justifiable. 

A.4.3.3 Power Door Operators 
 

The Office of the Fire Marshal should be approached 
to relax the requirement of NBC 3.8.3.3(5) in 
communities where repairs and maintenance is not 
available in the community.  

These are dealt with on an individual basis. 

A.4.3.4 Exterior Door Latching 

 

At least two point, and preferably three points 
latching, should be considered for all exterior doors. 
Surface bolts combined with a rim device are 
recommended. 

Although more expensive initially than single point 
latching, three-point latching provides higher security 
doors and a more airtight seal: forced entries are a 
recurring problem in public buildings where single 
point rim device latching is used. Recesses tend to 
become blocked by ice. 

A properly sloped threshold plate is required where 
threshold recesses are used.  
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A.4.3.5 Keying 

 

Keying for all buildings to be maintained by PW&S is 
to be done according to the Regional or Area lock 
keying system. Regional Maintainers can advise.  

This allows buildings to be keyed separately for 
security reasons but allows Technical officers to cut 
keys and provide sub-master keys where required.  

A.4.3.6 Hinges 

 

Full-length continuous hinges are recommended on 
exterior main entry doors subject to high traffic 

This is to prevent ‘jacking’ of door or doorframe due 
to wind forces. Reduces O&M costs. Field evaluation 
data supports this requirement for schools and like 
buildings. 

A.4.3.7 Weather Stripping 

 

Brush type is recommended for door bottoms. The rubber type wears rapidly with threshold friction. 

A.4.4 WINDOWS 

The number and size of windows should be carefully designed in northern building envelopes, given the 
extreme climate and because of the potential for vandalism of public buildings. Sizes, type, location, and 
number of windows should be carefully selected to reduce energy costs. The size and shape of windows 
should be uniform and consistent to reduce the required replacement parts. Views and natural light must 
be carefully considered when selecting and locating windows. 
 

Recommendation Rationale 

A.4.4.1 Windows Frame 
 

Insulated frame PVC, vinyl or pultruded fibre 
reinforced plastic (fiberglass) frames are preferred. 

Easy maintenance as there is no need to refinish, and 
the potential for damage to windows by condensation 
is eliminated. 

High quality metal windows with thermal break 
frames, or protected wood windows are acceptable. 

See 4.4.4 

Large windows require special consideration to 
ensure that the frames are adequately reinforced, that 
the hardware mounting is strong enough, and that the 
frame will remain straight and provide an effective 
seal. 

Large windows are not recommended as they are 
difficult to protect and expensive to replace. 
Transportation to remote communities can be by 
small planes that cannot accommodate large 
windows. 

A.4.4.2 Sealants 
 

See Architectural A3.1.6.4.  
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A.4.4.3 Location in Wall Assembly 
 

Windows should be located in the wall assembly such 
that the interior of the frame is located on the warm 
side of the insulation.  

Setting of windows at exterior wall should not create 
a wide interior ledge because this reduces airflow 
over the glass, which can allow condensation or frost 
to build up on the inside of the window. 

The window frame should straddle the plane of the 
A/V barrier. 

The intent of such placement is to provide A/V barrier 
continuity through the window frame without offset.  

A.4.4.4 Operation 
 

Non-operating windows are preferred for northern 
buildings. 

Depending on the building function and the users’ 
needs and preferences, operable windows or non-
operable windows can be specified.  

All operating windows in schools and public buildings 
should be casement or awning type with rugged 
hinges, and rugged camlock handles.  

Impacts on energy due to improper use and poor 
building management make operable windows a 
liability. Operating windows also pose a security risk 
left opened; they can adversely affect Heating and 
Ventilation systems by negatively affecting the 
balance of the system. 

 
If operable windows are specified, quality windows 
with heavy duty and simple hardware are to be 
installed. Casement windows opening towards the 
inside are preferable, with a compressible air barrier 
seal for maximum air tightness. All operable windows 
should have screens. 

 
Crank handles are not acceptable in schools. 
Camlocks have been found to be the most 
maintenance free and to provide the best seal of all 
opening window types. Note that these handles 
require the rigidity of metal or pultruded fibre 
reinforced plastic frame materials. 

Windows must be designed so that they will not be 
blocked by accumulations of snow or ice on sill plates. 
Awning vents located in the top 1/3 of the window are 
preferred and awning vents in the lower 1/3 
discouraged.  

Awning vents in lower 1/3 of frame are more likely to 
allow wind, dust and snow to blow in. Also, ventilators 
in lower portions of windows are less secure and 
ready intrusion points. 

Refer to M8. 1 when windows with an operable panel 
are provided.  
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A.4.4.5 Glazing 

 

All windows should have double- glazed sealed units 
with low "E" coating or triple-glazed sealed units.  

The objective is to obtain the best insulation value 
available and economically justifiable.  

 
Wherever recurring vandalism is identified as a 
potential problem, protection of glazing should be 
provided. Typically used for schools where windows 
are subject to vandalism.  

Shutters or demountable panels may be used to 
protect windows. New 3M type films are offered to 
protect the window from vandalism. Also, a single-
glazed removable sull sash of polycarbonate plastic 
on the exterior face is recommended to protect double 
glazed sealed window glazing.  

Such protection should be considered for all seasonal 
use facilities where vandalism is a potential problem. 
This may also include schools because of shut down 
for the summer.  

Note that combustible glazing is not permitted as 
primary glazing in exit enclosures by NBC (3.4.1.10). 

 

A.4.4.6 Window Vents – Snow and Forced Entry 

 

n high wind locations these have been successfully 
protected with full height hoods that discourage snow 
penetration and prevent forced entry. If wind is not a 
factor, exterior metal louvers are recommended. 

Solid inward opening vents with insect screens have 
worked successfully with exterior hoods or louvers 

A.4.5 METAL WORKS (EXTERIOR AND INTERIOR) 

Recommendation Rationale 

A.4.5.1 Metal Works Treatment 

 

Openwork materials are preferred for stairs and low-
slopped ramps. 

Openwork materials let wind pass through to sweep 
surfaces and limits snow accumulation. 

Special attention must be given to exterior metal 
works treatment. When possible, avoid painting 
surfaces and favour in-shop treatments such as 
galvanization or anodization. 

Applied on-site paints tend to peel over time, requiring 
constant maintenance and the tedious work of 
repainting surfaces regularly. 

 
Galvanization (for steel) and anodization (for 
aluminum) are resistant and long-lasting protections 
to weathering and aging of the material. 
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If unavoidable, it is preferable to use powder coating 
for exterior painted metal works. 

Powder coating is applied in-shop for higher quality 
control and is more durable then applied on site 
standard paint. 

For special interior metal works, such as furniture, in-
shop applications should be selected when possible. 

In-shops paint application allows for higher quality 
control and increased durability. However, there is a 
risk these works can be damaged during shipping. 
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A.5 INTERIOR CONSTRUCTIN AND FINISHES 

Durability and simplicity are desirable qualities in northern buildings. This applies similarly to interior 
construction and finishes, as it does to all building systems. Generally, colour schemes and careful 
placement of building elements must be relied upon to create attractive and pleasing interiors: the range of 
appropriate materials and architectural details can be limited by cost. The occasional special use facility or 
high-profile project may call for more elaborate treatment when materials with very long service life are 
used. Trendy colour schemes that may become dated should be avoided. Increased concern about volatile 
organic gas from finish materials in recent years should encourage all building designers to investigate new 
products and to ensure indoor air quality is not adversely influenced by paints. Carpets. Panel products and 
resilient flooring materials.  

A.5.1 FLOORS 

Although a large number of floor finishes have been used in northern buildings over the years, only a few 
have gained overall acceptance by users, maintenance staff, contractors and designers. This section 
identifies different types of commonly used flooring materials and indicates preferences for some specific 
applications.  
 

Recommendation Rationale 

A.5.1.1 Resilient Flooring 
 

1. Marbleized Linoleum 
 

This is the preferred flooring for most northern 
buildings. 

Linoleum has proven durability, a good range of 
colours, and is easy to maintain. Compared to vinyl 
composite tiles, linoleum is only slightly more 
expensive to install, requires much less maintenance, 
and is far more durable. It should be noted that 
linoleum is too slippery for wet areas such as shower 
rooms. See 5.1.1.2. Linoleum is a sustainable choice. 

Heavy traffic areas:  

Minimum 2.5 mm thickness with welded seams. 

Typical high traffic areas would include all public 
lobbies and corridors. And throughout health centres.  

Medium traffic areas:  

Minimum 1.8 mm thickness with welded seams.  

Typical medium traffic areas would include seasonal 
use facilities, private offices and a few GN facilities 
where traffic would be deemed consistently light.  

 

Light traffic areas:  

Minimum 1.8 mm thickness with welded seams.  

There are few northern public buildings considered to 
have light traffic.  

2. Skid Resistant Sheet Vinyl 2 mm thick, 
homogeneous colour and pattern detail 
throughout thickness of product. Marbleized or 
granite patterns and welded seams are 
recommended. Surface patterned materials or 
cushioned backing are not recommended. 

Typically used in vestibules, washrooms and change 
rooms where floors may remain wet for some time, or 
for residential uses where only small areas required. 
Welded seams are required to provide a durable, 
watertight joint. Products with surface colours and 
patterns should not be selected because they show 
wear too readily in public facilities with medium to 
heavy traffic. Patterns can serve to hide dirt more 
easily than plain colours. Cushioned flooring is not 
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practical because it can be easily damaged by 
furniture.  

Typically used in community or school gymnasiums.  

Heavy-duty vinyl sports flooring with slip resistant 
surface, suitable for surface-painted lines, is 
acceptable.  

 

3. Vinyl Composite Tiles (VCT)  

2.5 mm minimum thickness, colour and pattern detail 
throughout the thickness of the tile. Use marbleized or 
granite patterns.  

Because VCT is easily installed using local labour, 
they are especially appropriate where small quantities 
do not warrant the expense of bringing in a flooring 
subcontractor.  

Do not use vinyl composite tiles in cold porches or 
unheated rooms. Typically, appropriate only in light 
traffic areas in smaller buildings.  

Typical uses would include smaller buildings such as 
offices in maintenance garages or fireballs, DSD field 
offices or summer use staff quarters. Tile shrinkage in 
cold temperatures makes them a poor choice for cold 
areas.  

Tiles should not be used in wet areas or areas subject 
to spills.  

Water and spilled materials can enter the joints and 
deteriorate the adhesive. Spilled fuel oil and 
antifreeze are particularly bad as they also penetrate 
the sub floor and make repairs difficult.  

4. Rubber Flooring  

Rubber flooring is generally not recommended for use 
subject to high water such as vestibules in northern 
buildings.  

Rubber flooring used in public or residential buildings 
has been found to be difficult to clean, and expensive 
to install. There is no inherent advantage that makes 
rubber flooring a better choice than linoleum or vinyl 
where resilient flooring is called for in GN facilities.  

Rubber sports flooring suitable for surface-painted 
lines is acceptable for use in community or school 
gymnasiums.  

Rubber flooring is suitable for sports activities, but 
also allows for community events without requiring 
people to remove footwear: unlike the more traditional 
wood sports floor, rubber flooring is resistant to 
damage from sand or mud tracked in by footwear.  

Vulcanized rubber skate flooring is acceptable for use 
in limited areas of community arenas. 

 

Typically installed only between ice surface and areas 
where skates are put on or removed.  

5. Cork Flooring  

Generally, not recommended in northern buildings. Difficult to maintain, and expensive to install.  There is 
no inherent advantage that makes cork flooring a 
good choice for any particular use in a GN facility. 
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A.5.1.2 Wood Flooring 

 

Generally, not acceptable for use in northern 
buildings. Including gymnasiums, because of the 
typical dry service environment.  

Capital, installation and maintenance costs are high. 
Wood floors in gymnasiums require protective 
coverings when used for community events, which is 
inconvenient for users: where protective coverings 
are not used, floors are easily damaged.  

In high school gymnasiums wood flooring can be 
considered in consultation with the Technical 
Services on an individual basis. 

Evidence indicates an increased level of injuries at the 
senior sports levels due to the non-slip characteristics 
of manmade versus wood floors. 

A.5.1.3 Ceramic Tiles 

 

Generally, not recommended for use in northern 
buildings, unless it can be shown that the advantages 
of durability outweigh the disadvantages of high initial 
cost.  

Although it is recognized that ceramic tiles can be low 
maintenance, easy to clean, and very durable, capital 
costs are generally high in the North (especially due 
to transportation costs). There is also a high risk of 
breakage in transit, and flexible wood structures 
typical of most facilities do not provide the most stable 
substrate for ceramic tiles. Susceptibility to cracking, 
de-bonding and grout repairs can lead to expensive 
maintenance.  

Installation requires skilled trades’ persons, and 
repairs require special attention by maintainers.  

When tile is appropriate, neutral colours should be 
selected and accent colours avoided.  

Examples of where ceramic tile may be appropriate 
would include specialized facilities such as 
laboratories or hospital operating rooms, where the 
tile is applied over stable substrates 

 
The tile finishes will outlast adjacent finishes so the 
colours must be able to work with changes of decor 
and changing colour trends. 

A.5.1.4 Carpeting 

 

Depending on function of building and more 
specifically of the room, carpeting can be used in 
northern buildings.  

Carpet is typically used in libraries, office areas, and 
courtrooms. Not suitably durable or soil resistant for 
use in such areas as kitchens, main entrances, stairs 
or bathrooms.  
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1. Properties  

• Yarn: nylon preferred.  
Durability, appearance and cost of nylon loop have 
been found to be most suited to northern buildings.  

• Pile: loop only -do not use cut pile.  Hardwearing and easier to maintain than cut pile.  

• Density: minimum 12.0 kilotex.  Density is the standard measure of carpet 
"wearability", not carpet weight (i.e., 28 oz. or 32 oz.). 

• Static control: carpets should be rated at less 
than 3.0 kV.  

The dry cold climate of the North promotes static 
build-up, which can be uncomfortable to users and 
damage electronic equipment. 

• Colours: prefer patterned carpets only in 
medium colour ranges. Avoid using solid 
colours, with the exception of accent 
borders.  
 

Patterns do not show wear or dirt as easily as solid 
colours.  

2. Installation 
 

Direct glue-down installation of carpet is generally 
preferred. Avoid using underlay except for limited 
residential lounge areas. 

Gives a tight. Low surface carpet that does not shift or 
stretch under heavy traffic. Although underlay can be 
more comfortable for residential lounge areas. It is not 
suitable for use in most northern buildings.  

3. Warranty of Carpeting  

Heavy Traffic Areas: Minimum 15-year warranty 
required. Typically includes schools or colleges, 
airports, or public corridors in multi-unit housing.  

The manufacturer's warranty is probably the best 
indication of its durability. Warranties typically cover 
wear, anti-static performance, zippering, edge ravel or 
other seam defects. Warranties do not cover damage 
by burns, tears, pulls, cuts, use of improper cleaning 
agents, or inadequate protection from wheeled chairs.  

Medium Traffic Areas: Minimum 10-year warranty 
required. Typically includes community offices. 
Student hostels or group homes.  

Using less durable carpeting will generally result in 
higher life cycle costs because of the high cost of 
shipping materials to Nunavut. 

Light Traffic Areas: Minimum 10-year warranty 
required. There are few northern buildings where light 
traffic carpeting would be durable. 

 

A.5.1.5 Epoxy Floor Finishes 

 

Recommended for use only where continuously wet 
conditions will be encountered in fairly large areas.  

Careful application is required, and it is difficult to 
keep maintenance materials in stock. Shower rooms 
in correctional centres are an example of where epoxy 
flooring may be considered.  

 
Specialized labour is required for installation. 



January 2020 Good Building Practices Guideline Third Edition 

 Chapter A – Architectural Page 39 

Recommendation Rationale 

A.5.1.6 Concrete Toppings 

 

As mechanical rooms and fan rooms are required to 
have a one-hour fire separation (NU Fire Marshal), 
which often includes the floor, and have a finish that 
can contain water spills and leaks, concrete toppings 
sloped to drain are recommended in these rooms. 

 

A.5.1.7 Floor Paint 

 

Where suitable, should be non-skid finish, and applied 
to marine or exterior grade plywood or concrete.  

Suitable for low traffic, non-public areas where 
protection from water, dirt or spilled oil is required, 
such as mechanical or fan rooms.  

A.5.1.8 Granular or Sand Floors 

 

When arenas are located in areas of permafrost, or 
on sites where subsurface conditions will trap melted 
water:  

1. A liner should be installed below the ice 
surface. 

2. A means of directing melt water away from 
the building should be provided. 

Floors under the ice surface in arenas have typically 
been left as compacted granular or sand fill. Allowing 
melt water to seep through the granular or sand floor 
can result in damage to the foundation system: 
degradation of permafrost by melt water changes the 
soil bearing capacity; increased moisture in the soil 
can increase frost heaving forces. 

A.5.1.9 Base Trims 

 

Integrated base trim are preferred for high-use public 
areas, especially in wet areas.  

Resilient cove/baseboards detach easily from walls 
and require ongoing maintenance. 

Resilient base trim may be used in supervised areas 
such as classrooms, offices or in passive use areas 
of a building, such as storage rooms. Carpet base 
may be considered in fully carpeted areas. 

 

A.5.1.10 Dust Control Devices 

 

Dust control devices (mats, grilles) are recommended 
to be used in entries. 

 

A.5.1.11 Local Materials 

 

Where a suitable local material is available and work 
will contribute to the local economy, that material 
should be given preference if practical. Local 
materials suitable for floors could include stone.  

Can provide opportunities for local employment and 
skill development, as well as results in a more 
distinctive community building. 
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A.5.2 WALLS AND PARTITIONS 

Interior wall surfaces are both very visible and subject to impact damage in many northern buildings. 
Regular maintenance by cleaning, patching and refinishing should rely on local skills. Walls need to be 
reinforced where they are likely to be kicked, hit, bumped or carved. Surfaces should be washable, and 
easily repairable and refinishable by local trades people with materials that can be easily obtained and 
stored.  
 

Recommendation Rationale 

A.5.2.1 Framing of Non-Load Bearing Walls 
 

Wood or steel studs are acceptable for all interior non-
load bearing walls.  

The use of steel studs simplifies work of electrical and 
mechanical trades, is relatively simple to install, and 
may be reusable when renovations are undertaken. 

A.5.2.2 Demountable Wall Systems 

 

Acceptable for use in office areas only. Demountable systems can allow flexibility; however, 
typically some acoustic separation is required, and 
built-in-place walls generally perform better at lower 
cost.  

A.5.2.3 Mechanical and Service Room Walls 

 

1. Heat Transfer  

The preferred means of reducing heat transfer from 
mechanical rooms to occupied rooms is to avoid 
locating them adjacent to one another. Where this 
cannot be avoided, the interior walls separating the 
rooms should be thermally insulated. Coordinate with 
acoustic separation requirements below. 

 

Overheating of rooms adjacent to mechanical rooms 
is a common problem in larger public buildings such 
as schools or health centres. 

2. Acoustic Isolation  

The preferred means of acoustically separating 
mechanical rooms from occupied spaces is to avoid 
locating them adjacent to one another. Where this 
cannot be avoided, walls, floors and ceilings of 
mechanical rooms should be rated to STC 50. 
Whenever possible, the acoustic isolation should 
continue through the floor to eliminate transmission by 
the structure. 

Equipment noise from mechanical rooms disturbs 
users of adjacent spaces in many existing buildings.  

STC (Sound Transmission Class) measures the 
acoustic separation capacity of a wall. The higher the 
STC rating, the better is the sound separation.  

Refer to A9.10.3.1 in the National Building Code for 
examples of STC ratings. See also Mechanical M8. 
2.10 and Electrical E4.2.3 of the GBP.  
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Recommendation Rationale 

A.5.2.4 Gypsum Board 

 

Gypsum board is the preferred wall finish in most 
northern buildings.  

An industry standard providing good fire resistance 
and a smooth, easily repaired surface.  

A.5.2.5 Plywood Backing 

 

Gypsum board finishes should be backed by, or 
surfaced with, plywood in vestibules and washrooms. 
Consider plywood wainscoting in school corridors. 

These areas are subject to damage (i.e., from doors 
or impact damage from users) that gypsum board 
cannot withstand. 

A.5.2.6 Birch Plywood  

 

An acceptable wall finish where durability is important. 
Use select grade for clear finish, or paint grade for a 
painted finish.  

Provides a reasonably durable wall finish.  

Typically used in gymnasiums, change rooms, lobbies 
and foyers to enhance wall appearance. 

A.5.2.7 Wood Panelling 

 

Tongue and groove board finish is acceptable. Wood 
veneer panelling should be limited to communities 
where skilled trades people are available.  

Hardwood veneer panelling requires skilled finish 
carpenters to install and maintain it. Pre-finished vinyl 
veneer panelling should be avoided because it is 
difficult to repair if damaged, and difficult to match in 
replacement. 

A.5.2.8 Prefinished Wallboard 

 

Not recommended for use in northern public 
buildings.  

Appearance and durability concerns; any damage 
requires replacement of entire panels. 

A.5.2.9 Metal Wall Liner Panels 

 

Where metal panels are used as an interior wall finish, 
such panels should be factory preformed steel sheet, 
zinc coated, prefinished on the exposed face. 
Thickness should be minimum 0.5 mm (26 gauge) 
base metal thickness, where not exposed to traffic 
and 0.6 mm (24 gauge) if within the reach of 
occupants.  

Typically used with pre-engineered metal buildings for 
the interior finish of garages and fire halls. Lighter 
gauge material is easily dented and should only be 
used where there is no exposure to damage. 
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A.5.3 CEILINGS 

Although generally inaccessible to occupants, ceilings do need to be able to withstand abuse in many 
circumstances (schools, gymnasiums, arenas, correctional facilities) and may be subject to periodic 
cleaning (health facilities, kitchens). The effects of ceiling heights, shapes and materials on acoustic and 
lighting design must also be considered.  
 

Recommendation Rationale 

A.5.3.1 Drywall 
 

Seamless construction such as Gypsum board is 
sometimes preferred, however in teaching areas 
consideration must be given to reverberation time 
making hearing difficult. 

Industry standard but acoustics may prevent its use. 

A.5.3.2 Exposed Roof Decks 

 

An acceptable ceiling finish where tongue and groove 
board deck is used.  

Typically used in gymnasiums and school classrooms 
but may be considered wherever roof assembly 
allows decking to be exposed and such a finish is 
appropriate. Does provide an acceptable degree of 
sound absorption. 

A.5.3.3 T – Bar Suspension Grid 

 

Suspended ceiling system recommended only where 
large ceiling areas need to be covered, and where the 
ceiling material does not provide part of the thermal, 
moisture or air barrier functions of the building 
envelope.  

Acoustic units (lay-in tiles) can provide a practical 
finish concealing ducts and wiring and providing some 
sound absorption. They are mainly intended for 
ceilings where access to the plenum space above is 
routinely needed.  

Avoid using suspended ceilings with lay-in boards in 
public use areas where the ceiling is less than 2.5 m 
high, or in areas that require frequent cleaning. 

Susceptible to impact damage and very difficult to 
clean. 

A.5.3.4 Textured Ceiling Finishes 

 

Not recommended for use in northern buildings. Easily damaged, and difficult to refinish.  

A.5.3.5 Metal Ceiling Liner Panels 

 

Where metal panels are used as an interior ceiling 
finish, panels should be factory preformed steel sheet, 
zinc coated, pre-finished on the exposed face.  

Typically used with pre-engineered metal buildings as 
an interior finish for garages and fireballs. 

Thickness should be minimum 0.5 mm (26 gauge) 
base metal thickness, where not exposed to traffic, 
and 0.6 mm (24 gauge) if within the reach of 
occupants. 

Lighter gauge material is easily dented and should 
only be used where there is no exposure to damage.  
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A.5.4 PAINTING AND WALL COVERING 

Recommendation Rationale 

A.5.4.1 Acrylic/latex Paints 
 

Water-based, low or no VOC acrylic latex paints are 
preferred for use in northern buildings. 

Environmental and health concerns have encouraged 
manufacturers to develop water-based paints that can 
now compete with oil-based paints for durability. 
Painting trades people are also beginning to stipulate 
the use of water-based products because of health 
concerns. Minimizing the availability of harmful 
products (including solvents) is also an important 
concern in many northern communities. 

A.5.4.2 Alkyd Paints 
 

Oil-based paints are not recommended for interior 
applications.  

Most oil-based paints products can be replaced by an 
equivalent water-based paint product for the desired 
application. 

 
Alkyd-based paints are more demanding in 
application and their use is hazardous to the health 
due to fumes. However, it is a product that can 
withstand freezing during shipping and storage. 

A.5.4.3 Special Coatings 

 

Special coatings are to be used only where they will 
be applied to a reinforced drywall, plywood or 
concrete surface. As noted above, water-based 
products are preferred.  

The purpose of special coatings is generally to 
provide A/Very damage resistant finish, and so the 
substrate should be equally resistant. 

A.5.4.4 Vinyl Wall Coverings (VWC)  

Vinyl wall coverings recommended are for: 

• Visible public areas where appearance is 
important and painted wall finishes would show 
wear quickly 

• Areas where posters, notices, etc., will be affixed 
to walls 

VWC provide a more durable surface than painted 
drywall. Tape or tacks can be used on vinyl wall 
surfaces with less visible damage than would occur 
on a painted surface. Although durable, vinyl wall 
coverings can be damaged by impact; they are 
expensive; installation requires more skill than 
painting. Although more difficult to clean, textured 
surfaces almost totally conceal tack marks. 

Where used in high traffic areas, VWC could be 
installed so that the lower portion of the wall (up to 
about 1.2 m) can be replaced independently.  

Advances in coating technology have resulted in 
durable spray-applied coatings to refinish vinyl wall 
coverings in place. 
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Recommendation Rationale 

Avoid using vinyl wall coverings where frequent 
cleaning will be required, such as near wet areas and 
service counters. 

 

A.5.4.5 Solid Surfacing 

 

Solid surfacing is recommended for wall covering in 
visible public areas.  

When budget permits, it is durable, non-porous, wear 
resistant, and allows flexibility in design. It is easy to 
maintain and can be sanded lightly to restore its 
surface. Its seamless and resistant surface is 
appropriate for health care and high traffic areas. 
Example of this type of product are, amongst others, 
Corian (by Dupont), Wilsonart (by Richelieu) or 
Formica Solid Surface 

A.5.4.6 Ceramic Tiles 

 

Generally, not recommended for use in northern 
buildings, unless it can be shown that the advantages 
of durability outweigh the disadvantages of high initial 
cost, cracking and debonding susceptibility, and 
problematic grout maintenance, in which case tiles 
may be proposed and considered.  

Although it is recognized that ceramic tiles can be low 
maintenance, easy to clean, and very durable, capital 
costs are generally high in the North (especially due 
to transportation costs). There is also a high risk of 
breakage in transit, and flexible wood structures 
typical of most GN facilities do not provide the most 
stable substrate for ceramic tiles. Installation requires 
skilled trades people, and repairs require special 
attention by maintainers. 

When tiles are appropriate, neutral colours should be 
selected and accent colours avoided.  

Examples of where ceramic tiles may be appropriate 
would include specialized facilities such as 
laboratories or hospital operating rooms where 
applied over stable substrates. It has also been 
successfully used for wall protection in limited areas 
such as at classroom sinks and at urinals. 

 The tile finishes will outlast adjacent finishes, so they 
must be able to work with changes of decor and 
changing colour trends. 
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A.6 FINISH CARPENTRY 

Finish carpentry requires specialized trades skills often scarce in northern communities. For this reason, as 
well as for cost considerations, the extent of finish carpentry in northern buildings is usually limited and 
plain: complex details are generally difficult to execute on remote buildings and should be avoided. AWMAC 
(Architectural Woodwork Manufacturers Association of Canada) Standards should be used as a quality 
benchmark for finish woodwork.  
 

A.6.1 CABINETS AND SHELVING 

Refer to AWMCA Quality Standards for Architectural Woodwork, Part 2 "Casework", Part 1 "Quality Grades 
and Material Standards", Part 5 "Factory Finishing", and Part 6 "Installation". 
 

Recommendation Rationale 

A.6.1.1 Casework 
 

Custom grade casework, including drawers, shelving, 
doors and edge banding as described in AWMAC Part 
2.  

AWMAC establishes only two grades: custom and 
premium. Premium would rarely be necessary or 
justifiable. 

Cabinet Doors:  
 

Plywood doors are acceptable if they do not exceed 
450 mm (w) x 1200 mm (h) in size.  

For larger doors: Hollow core doors or composite 
boards are both acceptable.  

Large plywood doors often warp. 

A.6.1.2 Clear Finish 

 

1. Materials  

Where a clear finish is to be used, birch veneer 
hardwood plywood is preferred. To be Select White or 
Red, as described in AWMAC Part 1, Section 8.  

Reasonable appearance and cost.  

2. Matching  

Book matching is preferred. Slip matching is 
acceptable. Random matching is not acceptable. 

 

A.6.1.3 Paint Finish 

 

Where a paint finish is to be used, paint grade 
plywood, as described in AWMAC Part 1, Section 8, 
is acceptable.  

Where a smooth surface is important, but wood grain 
appearance is not. 
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Recommendation Rationale 

A.6.1.4 Hardware 

 

Finish:  

• Brushed metal or plastic coated preferred  
Good quality, durable and simple hardware is best 
suited to public use buildings, where long life is 
expected.  

Cabinet hinges:  

• Concealed 180-degree hinges preferred  

 

Drawer glides:  

• Ball bearing type preferred  

 

Cabinet door and drawer pulls: 

• Simple design preferred  

 

A.6.1.5 Shelving 

 

The use of pre-manufactured shelving systems is 
preferred to custom millwork for most northern 
buildings, particularly in libraries, resource centres 
and storage rooms. Metal storage shelving should be 
considered as an alternative to built-in shelving where 
appearance is not critical.  

Pre-manufactured shelving is generally less 
expensive than custom millwork and provides users 
with more flexible furnishings. 

1. Supports  
 

Generally, to be supported on metal standards for 
adjustable shelf brackets.  

To give users some flexibility.  

2. Materials and Finishes  

• Clear finish birch plywood or plastic laminate 
finish complete with hardwood edge banding 
is preferred in all public or visible locations.  

Visible shelving is typically required in schools, 
community offices, health care centres and public 
reception areas.  

• Tempered glass shelving should be limited 
to display cabinets.  

Display shelving is used in a limited application in 
schools and community centres, but would more often 
be found in visitor centres, cultural centres or 
museums. Because glass needs to be kept very 
clean, and may be subject to breakage, its use may 
be minimized.  

• Factory painted metal shelves are preferable 
for storage rooms or low visibility locations. 
Melamine or painted wood shelves are 
acceptable. 

Less expensive alternatives to clear finished wood 
where appearances are not as important. Typically, 
acceptable for storage rooms, garages, fire halls or 
seasonal use buildings. 
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NOTE: 
 
Special attention must be paid to ensure acclimatizing of wood prior to installation, because of the extremely 
dry climate in the North. 

A.6.2 COUNTER TOPS 

These can be a major visual element in rooms, making the choice of colours and patterns important Refer 
to AWMAC, Part 1, Section 11 and Part 2, Section 7.  
 

Recommendation Rationale 

A.6.2.1 Counter Tops 
 

Self-edge type, with back splash and side splash 
sections site installed and sealed using transparent 
silicone sealant. Hardwood edge may be appropriate 
in some applications. 

 

Avoid the use of post-formed laminate counter tops 
with integral back or side splashes. 

Experience has shown that post-formed counter tops 
are often damaged in transit; and exposed edges at 
nosing/overhangs are easily chipped.  

A.6.2.2 Plastic Laminate 
 

General-purpose grade, complete with backing 
sheets, velour or suede finish. Texture patterns 
preferred in all high-use areas. Solid colours 
acceptable only in low-use areas. Generally, avoid 
using wood grain laminate patterns.  

Typical high-use areas include kitchens and 
washrooms of all public use or residential buildings. 
Library counters, visitor center information counters 
and classrooms. Low-use areas, where solid colours 
are acceptable, would typically include office 
reception counters, courtrooms. Seasonal-use 
buildings and staff washrooms. Wood grain patterns 
are difficult to repair and match for replacement.  

A.6.2.3 Chemical Resistance 
 

Where chemical resistance is required, laboratory 
grade plastic laminate should be used. 

Typically required in school science labs, health 
centres, labs and film development rooms, and DSD 
labs.   

A.6.2.4 Solid Surfacing 
 

Solid surface is an interesting material for counter 
tops. 

When budget permits, it is durable, non-porous and 
wear resistant. It is easy to maintain and can be 
sanded lightly to restore its surface. Example of this 
type of product are, amongst others, Corian (by 
Dupont), Wilsonart (by Richelieu) or Formica Solid 
Surface.  
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A.6.3 MISCELLANEOUS FINISH CARPENTRY 

 
Refer to AWMAC Part 1 "Quality Grades and Material Standards", Part 4 "Frames, Panelling and 
Specialties", and Part 6 "Installation". 
 

Recommendation Rationale 

A.6.3.1 Grade 
 

Custom grade as described in Part 4, AWMAC 
standards.  

Birch and oak are hard enough to withstand 
scratching or denting, whereas pine is soft and 
susceptible to damage from everyday activities. 

Recommend clear birch or oak throughout. Avoid 
pine. Consider using American Poplar as an option for 
paint grade trim. It has very few knots, machines well, 
is A/Very stable and durable wood, and accepts paint 
very well with virtually no knots or sap bleeding 
through. It is generally less expensive than softwood, 
and as tough as hardwood. It must be painted as its 
natural color varies from yellow to green to a purplish 
color. 

 

A.6.3.2 Coat Racks 

 

Ensure spacing and size of pegs are adequate for 
heavy winter parkas, coveralls etc. Pegs should be 
nominal 25mm diameter with rounded ends and 
mechanically anchored. 

Typically provided in schools, community offices and 
group homes.  

Parka hooks in school corridors should be installed 
with a protective shelf to help prevent head height 
injuries. 

Wood dowel coat hooks mounted at child access 
heights can present an eye injury hazard.  

A.6.3.3 Radiation Covers 

 

Pre-manufactured metal radiation cabinets are 
preferred for most public buildings: wood 
cabinets/covers are acceptable only for special use 
public buildings if a simple means of removing 
sections to allow cleaning of fins and access to valves 
is provided: covers that require dismantling of 
millwork to access valves are not acceptable. Wood 
radiation cabinets/covers are not recommended for 
use in high use facilities such as arenas and schools. 

Higher initial cost than standard metal cabinets. The 
design of wood cabinets in past installations has 
made it impossible to clean the fins without 
dismantling woodwork.  Experience shows that a lot 
of garbage and debris is dropped into radiation 
cabinets making ready access for cleaning essential. 
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A.7 SPECIALTIES 

A.7.1 WASHROOM ACCESSORIES 

Durability and damage resistance are important because washroom accessories are often subject to abuse. 
Including scratched or applied graffiti. Accessories should normally be surface- mounted or freestanding 
for ease of installation. However. Recessed accessories may be considered in small washrooms where 
reduced volumes are adequate.  
 

Recommendation Rationale 

A.7.1.1 Shower Surrounds 
 

Glass fibre, reinforced acrylic moulded units, or PVC 
units are preferred. Integral grab-bar system or the 
ability to attach standard grab bars is recommended.  

Pre-moulded units are easily cleaned, easy to install, 
and provide a durable surface.  

The thresholds in handicapped access manufactured 
units exceed NBC allowable height. Unless the floor 
system allows the stall to be recessed, a ramp 
integrated with the non-slip vinyl floor finish is 
recommended. Avoid using ceramic tiles or 
prefinished panel materials requiring jointing on site. 

PVC is more difficult to clean than acrylic and typically 
has a shorter service life. 

A.7.1.2 Washroom Accessories 

 

Preferred washroom accessories manufactured by:  

• Bobrick  
• Twin Cee  
• Frost Metal  
• Watrous Sales  

These brands have proven to be an acceptable 
standard for public buildings.  

A.7.1.3 Backing 

 

Backing must be installed for all furniture. Equipment 
and hardware to be mounted on walls. 

Secure, safe and vandal-resistant installation.  
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A.7.2 SIGNAGE 

A sign section was developed and added to the Visual Identity Guideline for the GN and approved by the 
Department of Executive and Intergovernmental Affairs.  It should be used where applicable.  The following 
recommendations are based on the GN Visual Identity Guideline and best practice based on historical 
information. 
 

Recommendation Rationale 

A.7.2.1 Language 
 

Signs provided to help user and visitor orientation 
should be integrated signs in all Official Languages of 
Nunavut and international graphic symbols as 
appropriate 

All languages should be displayed as described in 
section 4.0 (Official Languages) of the Visual Identity 
Guideline.   

A.7.2.2 Exterior Signs 
 

Sign material and installation method should be 
selected on a site-specific basis as per the Visual 
Identity Guideline. Signs must be visible, functional, 
durable and aesthetically pleasing  

Exterior signs should conform to section 4.1 (Primary 
Identification Signs) of the GN Visual Identity 
Guideline for the purpose of consistency. 

A.7.2.3 Interior 

 

1. Name Plates  

Material consistent with that used on directory boards 
should be used. 

Name Plates should conform to section 4.2 (Directory 
Boards) of the GN Visual Identity Guideline for the 
purpose of consistency. 

Colours can be coordinated with building interiors. 
 

2. Directory Boards  

Sign material and installation method should be 
consistent with the Visual Identity Guideline. 

Directory Boards should conform to section 4.2 
(Directory Boards) of the GN Visual Identity Guideline 
for the purpose of consistency. 

A.7.2.4 Regulatory, Warning and Information Signs 

 

Regulatory, Warning and Information Signs should be 
implemented as per CAN-CSA-Z321 (Signs and 
Symbols for Occupational Environments) and 
ISO7001 (Public Information Symbols). 

All signs of this nature should be installed as required 
in the interest of safety. 

Evacuation Plans and Evacuation Layouts are 
required in all buildings. 

Standards for Evacuation Plans and Evacuation 
Layouts are available from the Government of 
Nunavut and should be included in specifications. 
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A.7.3 WINDOW COVERING 

Window coverings are commonly included in construction contracts rather than with furnishings. Blinds and 
blackout curtains can be used to control day lighting admitted into rooms in public use buildings; in 
residential applications, curtains and blinds are provided both to control outdoor lighting and for privacy 
considerations. Daylight control is particularly important during the summer months when most northern 
communities experience 18 to 24 hours of daylight for 4 months of the year. Bedrooms in residential facilities 
need to be able to be darkened effectively with curtains or blinds provided, as well as any rooms where 
photographic slides or other projected images may be used. 
 

Recommendation Rationale 

A.7.3.1 Draperies 
 

Should be machine washable. Dry cleaning is not available in most northern 
communities. 

A.7.3.2 Blinds 
 

Adjustable vertical blinds are preferred. Perforated 
plastic (non-toxic) or metal blinds are preferred.  

Note that vertical blinds may require stacking room 
beyond the window opening to access opening vents. 

Roll down blinds with operating chains and end tracks 
are also acceptable in supervised locations. 

Horizontal blinds are acceptable.  

Vertical blinds do not collect dust as readily as 
horizontal blinds. Plastic or metal are simple to clean 
as compared to fabric blinds.  

Solar shades or room darkening shades can be used 
for daylight control. 

Solar shades or room darkening shades are a 
practical way to control natural light within a 
reasonable budget. They should be considered in 
specific locations such as hospital rooms or air 
terminal observation decks. 

Avoid using fabric blinds unless the fabric is easily 
cleanable. 

Some fabric blinds have tightly woven smooth 
textured surfaces allowing vacuum cleaning.  

 
Caution: Some flame-retardant treatments can be 
washed out through cleaning. Selection of fabrics 
must take this into account. 
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A.7.4 APPLIANCES 

Built-in appliances are commonly included in construction contracts rather than with furnishings.  
 

Recommendation Rationale 

A.7.4.1 Kitchen Appliances 
 

Preferred manufacturer of stoves, fridges, freezers 
and other kitchen appliances should be confirmed 
with local building/asset management agencies. 
Standard sizes and energy efficient models should be 
selected.  

The objective is to simplify the number of parts 
stocked, so maintainers can become familiar with 
repairs.  

A.7.4.2 Laundry Equipment 

 

Preferred manufacturer of washing machines, dryers 
or other laundry equipment should be confirmed with 
local building/asset management agencies. Standard 
sizes and energy efficient models should be selected. 

The objective is to simplify the number of parts 
stocked, so maintainers can become familiar with 
repairs.  
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A.8 COORDINATION 

This section highlights structural, mechanical, electrical, or site considerations that are particularly affected 
by, or affect, architectural design.  
 

A.8.1 MECHANICAL EQUIPMENT 

Recommendation Rationale 

A.8.1.1 Space Requirements 
 

Adequate space should be provided in mechanical 
rooms for plumbing, heating and ventilation 
equipment, including required clearances and access 
for maintenance. See notes in Mechanical Section.  

Cramped mechanical rooms with minimal clearances 
and inadequate access for maintenance have been a 
common shortcoming of northern building designs.  

 

Space in wall and floor assemblies is often required 
to accommodate plumbing and ducts. Great care 
must be taken that these spaces do not interrupt the 
continuity of the building envelope.  

Providing adequate space can be problematic where 
long plumbing runs are required, and structural floor 
space is limited.  

A.8.1.2 Location 

 

The location of mechanical equipment, grilles and 
louvers, and servicing points must consider effect on 
equipment performance and be coordinated with 
structural systems and architectural finishes.  

The location of equipment should satisfy both 
requirements: giving one consideration priority over 
the other is unacceptable.  

A.8.1.3 Access 

 

Control and maintenance of heating and ventilation 
system requires access to controls and equipment. 
Access panels may need to be provided in ceilings 
and walls. 

Fairly frequent access is required, especially when 
building is newly occupied, and operator is becoming 
familiar with system.  

A.8.1.4 Windows 

 

Heat gain and heat loss through windows must be 
taken into consideration by heating and ventilation 
system designers.  

Changes to architectural design may not necessarily 
be passed on to mechanical consultants. When 
ventilation systems cannot manage heat gains, the 
facility can become very uncomfortable for occupants.  
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A.8.2 ELECTRICAL EQUIPMENT 

Recommendation Rationale 

A.8.2.1 Space Requirements 
 

Adequate space is required for electrical equipment, 
including required clearances and access for 
maintenance. This may require coordination with 
mechanical design. See Electrical Section.  

Cramped electrical/mechanical rooms with minimal 
clearances and inadequate access for maintenance 
have been a common shortcoming of GN building 
designs.  

A.8.2.2 Access 

 

Pull and junction boxes need to be accessible in the 
event electrical changes are required.  

Although access is not frequently required, lack of 
access means that ceilings and walls will have to be 
patched any time they must be accessed. Designers 
should observe electrical section of this publication 
and the Canadian Electrical Code requirements. 

A.8.2.3 Electrical Outlets 

 

Outlets located on exterior walls, roofs and floors, and 
conductors that run through the building envelope 
must be positioned so that they do not interrupt the 
continuity of the building envelope, or they must be 
efficiently sealed. 

 

A.8.3 LIGHTING DESIGN 

Recommendation Rationale 

Fixture locations need to be coordinated with 
structural and mechanical elements.  

The objective is to avoid the need for on-site changes 
and to prevent lighting obstructions. 

Fixture styles should be coordinated with decorative 
or architectural themes.  

Fixtures should be selected collaboratively by the 
electrical designer and the architectural designer.  

Day lighting zones and electrical lighting zones should 
be coordinated.  

Adequate daylight can make electric lighting 
redundant at times; however, energy savings can only 
be realized if electric lighting can be selectively turned 
off when not required. 
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A.8.4 RECESSING OF FITTINGS 

 
 
 

END OF SECTION 

Recommendation Rationale 

Where risk of injury to persons exists because fittings, 
hardware, or similar items are mounted within two 
metres of the floor level, such fittings on walls shall be 
recessed.  

 

The intent is to prevent bodily harm to persons and/or 
damage to equipment. Typical locations where this is 
important are school gymnasiums and other sport 
activity rooms. 
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CHAPTER S - STRUCTURAL 

INTRODUCTION 
 
Structural design of northern buildings must encompass several conditions not typically found in the rest of 
Canada. Permafrost is the most significant geophysical factor, however, strategic factors due to climate 
and location play an even greater part. Equally significant are the wind loads in Nunavut. Seismic loads are 
negligible in some areas of Nunavut and more significant in others. Transportation costs can constitute a 
large portion of overall project costs. Size restrictions apply such as weight and volume and should be 
minimized for sealift, barge or air freight. Providing designs that encourage local labour and use and 
develop construction skills is an important long-range strategy for lowering northern construction labour 
costs. 
 
A short construction season demands structures that can be erected quickly so buildings can be closed in 
before winter. Simple wood frame construction has been found to satisfy most northern building conditions. 
Pre-engineered metal buildings are common because steel framing also satisfies many northern building 
conditions. Structural concrete is seldom used because of difficulty with quality control, climate and the 
higher cost of winter hoarding, materials, freight cost, variable aggregate resources and lack of batch plants 
in small communities. However, as trade skills, materials, batching plants and roads all become more 
readily available, structural concrete will become more economical. 
 

S.1 CODES, STANDARDS AND REGULATIONS 

• National Building Code of Canada 
• Consolidation of Engineers and Geoscientists Act - Nunavut, NAPEG 
• CSA S500:14 - Thermosyphon foundations for buildings in permafrost regions 
• CSA S501:14 - Moderating the effects of permafrost degradation on existing building foundations  
• CSA S502:14 - Managing changing snow load risks for buildings in Canada’s north 
• CSA Plus 4011:19 - Technical guide: Infrastructure in permafrost: A guideline for climate change 

adaptation 
• CSA Plus 4011.1:19 - Technical guide: Design and construction considerations for foundations in 

permafrost regions. 
• BNQ 2501:500 - Geotechnical site investigation for building foundations in permafrost zones 

 

S.2 LOGISTICS 

S.2.1 TRANSPORTATION AND HAND 

Equipment available to move materials is often limited in small communities. Suitable local equipment may 
be required for other essential uses around the community, so work must be scheduled carefully. In larger 
communities this may be less problematic, but it is important to know what equipment will be available in 
the community before design starts. All components should be sized small enough and light enough so 
they can be moved to the site and erected with available equipment. Getting materials to the building site 
at the right time can be more difficult in communities served by annual sealift or summer barge, or only by 
winter roads. 
 

S.2.2 SCHEDULE 

The construction season is much shorter in the North than elsewhere in Canada. Closing buildings in before 
severe winter conditions set in is critical. Structural work must proceed quickly and smoothly; extra care 
must be taken to ensure it is also completed correctly in one operation. Material delivery schedules and 
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seasonal soil conditions generally determine optimum foundation work schedules. Variables include the 
transportation system to be used (barge, sealift, air, all weather road or winter road) and the foundation 
system selected (piles, shallow footings, buried footings or slab). Site preparation may be performed a year 
in advance to permit consolidation of placed fill. Foundation work can be installed in advance of the 
superstructure to meet delivery or other scheduling constraints. This is particularly appropriate with 
foundation designs that are not affected by their remaining in place without the superstructure load in place.  
 

S.2.3 STANDARDIZATION 

The size and type of structural elements used in a building should be standardized. This may help decrease 
waste and will simplify erection procedures, reducing erection time and complexity. Whenever possible. 
Simplify detailed design and minimize the number of operations required to install components. Simple 
details are likely to bring about a better building.  
 

S.2.4 GREEN BUILDING PRODUCTS 

Use Green Building Products that comply with Canadian standards and resource materials endorsed by 
the Canadian Green Building Council. Green materials are products of environmentally-friendly, energy-
efficient and resource-efficient technology. 
 

S.3 FOUNDATIONS 

Historical climatic patterns are no longer reliable predictors for future climatic patterns. The ground 
temperature regime influences differential settlement, frost heaves and frost jacking. Mean annual ground 
temperatures are reflected directly by the mean annual air temperatures. Thus, the geotechnical report at 
each location should emphasize current climatic conditions. Refer to BNQ 2501:500 - Geotechnical site 
investigation for building foundations in permafrost zones.   
 
Permafrost soils often have high water content and, as a result, remain stable only when frozen. As noted 
in the National Building Code, foundation design for permafrost soils requires the services of "a person 
especially qualified in that field of work". Geotechnical investigations should be undertaken as soon as a 
site is identified, and well in advance of design.  
 
Foundation systems for most northern buildings are designed for typically light structural loads, recognizing 
the limits imposed by partially or permanently frozen soils. Refer to CSA Plus 4011.1:19 - Technical guide: 
Design and construction considerations for foundations in permafrost regions. 
 
Buildings are typically raised above grade to protect the permafrost from deterioration caused by building 
heat loss. Thermosyphons have also been installed in a number of northern buildings to maintain 
permafrost, while allowing buildings to be set on grade. Basements are practical only in locations where 
well-drained soil is free of permafrost, or where bedrock is near enough to the surface to be used for 
bearing.  
 

S.3.1 PILES 

Steel pipe piles have become one of the most common foundation systems used in the North. Considered 
one of the most stable and low maintenance systems, piles also allow the heated building envelope to be 
raised above frozen ground, which can decrease the build-up of drifting snow at the base of the building. 
Wherever possible, piles are socketed into bedrock, but in areas of permafrost, piles can be supported by 
the frozen soil. Developments in the use of "ad freeze" piles have included adding welded rings to increase 
bearing capacity. Saline permafrost found near the sea shoreline has different bearing characteristics than 
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freshwater permafrost and must be treated differently. Increased salinity decreases the strength of the 
permafrost and increases the deformation of foundations in permafrost. Saline permafrost is widely 
distributed beneath coastal communities in Nunavut. Scheduling of piling work has to take into 
consideration the availability of materials and equipment in the community, as well as seasonal soil 
conditions that might impede construction. It is best if piles are installed while soils are frozen and before 
early summer, so that the site will bear the traffic of equipment, bored holes will be less prone to sloughing, 
and foundations are ready for a construction start in the summer or fall (particularly when materials arrive 
by sealift in July or August).  
 
 

Recommendation Rationale 

S.3.1.1 Site Preparation 
 

Avoid cutting into existing slopes to accommodate 
building foundations where permafrost is present. 

Permafrost soils with high water content can melt 
and/or lose bearing capacity when the insulating top 
cover is removed. Very wet permafrost soils may even 
flow when they thaw. Any modification of the terrain 
must carefully address the effect it will have on the 
natural balance of the site. 

S.3.1.2 Piles Types 
 

1. Steel Pipe Piles 
 

Most commonly used and preferred pile system. 
Installed as recommended by Structural Engineers: 
driven to refusal; drilled and frozen in place with slurry 
or grout; or socketed to bedrock.  
 

2. Wood Piles 
 

Equipment and expertise are readily available, and 
experience has proven steel pipe piles perform 
satisfactorily in most cases.  

 

Non-existent in new construction.  

3. Concrete Piles  

Not recommended Concrete piles are seldom used because it is difficult 
to assure adequate concrete quality in most northern 
communities, and because of the problems related to 
casting concrete in frozen ground.  

S.3.1.3 Active Layer Bond Breakers 

 

Polyethylene sheets coated with heavy grease or heat 
shrink sleeve should be provided as a bond breaker 
on all surfaces of steel piles that reside in the active 
layer. This is true for all steel piles, whether adfreeze 
or pinned to bedrock. 
 

Seasonal freezing of the active layer, as deep as 3 
metres in some areas of the North, can subject piles 
to considerable uplift force as the active layer freezes. 
The dead load of a typical one or two storey building 
is not adequate to counteract uplift force, so bond 
breakers are usually used to keep the ice from 
adhering to and lifting the steel piles. Although bond 
breakers can initially reduce forces acting on piles by 
as much as 75%, the long-term performance of 
grease or poly wrap is not known.  
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Recommendation Rationale 

S.3.1.4 Piles Caps 

 

Adjustable pile caps are recommended for use 
wherever piles cannot be pinned to bedrock and in 
soils that expand dramatically during freezing and 
thawing such as silts, clays and fine sands.  

There is always a potential for pile movement 
because underground soil characteristics can 
change, or long- term creep of ad freeze piles can 
occur. Adjustable pile caps permit levelling of 
differential settlement.  

S.3.1.5 Grade Beams 

 

If used in conjunction with piles, water-resistant void 
form is required below grade beams to allow the 
ground to move without pushing the grade beam up.  

Void form creates a cushion between the soil and the 
underside of a grade beam. When frost expands the 
soil, the void form is compressed, absorbing forces 
that could otherwise lift the structure. Closed cell foam 
materials are recommended as they re-expand to 
maintain the void and do not readily absorb water.  

S.3.1.6 Multipoint Foundation Frames 

 

Multipoint foundation frames are structurally sound 
and an affordable alternative that has been 
successfully used in problematic regions, i.e., any 
terrain including unstable soil and permafrost. It 
provides solid solutions for areas that experience 
shifting and changing terrain. It is a support system 
for one- and two-storey buildings. 

 

S.3.1.7 Monitoring Performance 

 

As permitted by the owner, install equipment to 
measure, record, verify and report foundation 
settlement rates for research purposes to benefit the 
academic and design communities. 

Information gathered on the performance of pile and 
thermosyphon foundations is valuable to the design 
and academic communities. 

S.3.2 SHALLOW FOOTINGS 

Shallow footings are generally constructed on gravel pads or a layer of suitable sandy soil in the North. The 
pad must be designed with adequate thickness to protect the thermal equilibrium of the frozen ground and 
mitigate against the thawing of the underlying permafrost. In moisture or ice rich soils, thermosyphons are 
to be installed to maintain the frozen soil beneath the footing. Consideration should be given to constructing 
shallow foundations in the fall in order to allow the cold winter temperatures to freeze the disturbed subsoil 
area. Adequate diversion of surface runoff water away from the building is essential for long-term stability 
on this type of foundation. 
 

Recommendation Rationale 

S.3.2.1 Site Preparation 
 

1. Avoid cutting into existing slopes to 
accommodate building foundations where permafrost 
is present. 

Permafrost soils with high water content can melt 
and/or lose bearing capacity when the insulating top 
cover is removed. Very wet permafrost soils may even 
flow when they thaw. Any modification of the terrain 
must carefully address the effect it will have on the 
natural balance of the site.  
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Recommendation Rationale 

S.3.2.2 Granular Pads 
 

Where granular pads are installed as a part of a 
foundation system on a sloping site or a site 
susceptible to ponding or surface water accumulation, 
consider using an impermeable geosynthetic liner to 
divert surface water from the foundation. 

Surface water and freeze-thaw will consolidate and 
heave granular materials. The objective is to divert 
water around the pad, rather than allow it to seep 
under or through it, and potentially degrade 
permafrost or form ice lenses that may cause frost 
heaving.  

S.3.2.3 Footing (Preserved Wood Foundations) 
 

Generally, in Nunavut shallow foundations such as 
footings are pressure preservative treated wood pads 
installed on grade on gravel pads. Concrete is 
acceptable where quality of concrete can be assured; 
precast concrete is recommended. 

Wood can be easily shipped and assembled and can 
also be easily adjusted on site to line up with column 
grid lines. 
 
Wood preservation treatment must comply with CSA 
O80.15,"Pressure Treatment of Wood for Building 
Foundation Systems, Basements and Crawl Spaces 
by Pressure Processes". 

S.3.2.4 Adjustment 

 

Pressure preservative treated wood pads are used in 
combination with adjustable wedges (shims) or screw 
jacks. The wedges are also preserved wood. An 
allowance of 100 mm to 150 mm of vertical 
adjustment is recommended. A minimum clear height 
of 600 mm must be available for maintenance. 

Annual height adjustment should be anticipated, and 
adequate clearance is essential for workers who may 
be under the building for several hours at a time.  

S.3.2.5 Thermosyphon Foundation System 

(Thermosyphons) 

 

Wherever thermosyphons are installed as part of the 
foundation system.  

Refer to CSA S500:14 – Thermosyphon foundations 
for buildings in permafrost regions.   

The design, construction and monitoring of 
thermosyphon systems are not covered in the 
Canadian national codes and regulations. Empirical 
evidence indicates, however, that satisfactory 
performance is predicated on avoidance of such 
factors as: a) poor design/construction of the granular 
pads on which the thermosyphon evaporator pipes 
are founded, b) inadequate construction details, poor 
construction scheduling, and c) inadequate insulation 
design. 

• The cooling medium should be a material 
that, if leaked below the foundation, will not 
degrade the permafrost or cause other 
environmental long-term effects.  

The objective is to prevent accumulation of persisting 
chemicals in the sub base below a building where 
their presence may interfere with maintaining the 
permafrost.  

• The system should allow for loops to be 
isolated. 

The objective is to isolate failed thermosyphons from 
functioning units.  
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Recommendation Rationale 

• Radiators must be protected from damage by 
vehicles and be situated away from warm air 
exhaust vents. 

 

• Thermistors and temperature reading 
equipment should be permanently installed 
as part of the foundation system. 

The objective is to ensure that equipment is available 
to allow building operators to regularly monitor the 
operation of the thermosyphons as outlined in the 
"Maintenance Management System (MMS) Manual. "  

 

S.3.3 BURIED FOOTINGS 

Buried footings are typically used in conjunction with a granular pad in areas of permafrost. Because the 
footings are installed bearing on frozen soil, work must be scheduled so that it does not result in melting or 
softening of frozen materials beneath footings. In Nunavut the most common type is spread footings (posts 
and pads) generally constructed in shallow excavations in the granular pad. Posts and pad design for light 
structures typically include an air space between the main floor and gravel pad in areas of permafrost. 
Footing and pier/pilaster design for larger buildings should extend below the level of deepest thaw or freeze 
penetration. Provide for air circulation to avoid heat loss through the floor of the building. 
 

Recommendation Rationale 

S.3.3.1 Site Preparation 
 

Avoid cutting into existing slopes to accommodate 
building foundations where permafrost is present. 

Permafrost soils with high water content can melt 
and/or lose bearing capacity when the insulating top 
cover is removed. Very wet permafrost soils may even 
flow when they thaw. Any modification of the terrain 
must carefully address the effect it will have on the 
natural balance of the site.  

S.3.3.2 Granular Pads 
 

Refer to S3.2.2 and L4.1.1 "Built-up Granular Pads  

S.3.3.3 Active Layer Bond Breakers 
 

Polyethylene sheets coated with heavy grease should 
be provided as a bond breaker on all surfaces of piers 
that pass through the active layer. 

The objective is to minimize uplift forces on the pier 
that may be caused by seasonal freezing and 
expansion of the soil in the active layer.  

S.3.3.4 Footings 

 

Pressure preservative treated wood pads are rarely 
used as buried footings in Nunavut, but preferred, if 
applicable. Concrete is acceptable only where the 
quality of the concrete can be assured. 

Wood can be easily shipped and assembled and can 
also be easily adjusted on site to line up with column 
grid lines.  

S.3.3.5 Adjustment 

 

Where adjustable wedges or screw jacks are used in 
conjunction with a shallow buried spread footing, an 
allowance of 100 mm to 150 mm of vertical 

Annual height adjustment should be anticipated, and 
adequate clearance is essential for workers who may 
be under the building for several hours at a time.  
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Recommendation Rationale 

adjustment is recommended. A minimum clear height 
of 600 mm must be available for maintenance. 
 
 

S.3.3.6 Thermosyphon Foundation System 

 

Refer to Section S 3.2.5.  

S.3.4 STRUCTURAL SLABS 

Concrete slabs would seem an ideal choice for many buildings such as garages, fire halls or warehouses 
given that they act both as a foundation system and provide a durable, smooth floor surface. Problems 
caused by heat transferring from the building to underlying frozen soils must be overcome or the slab will 
fail in a time. Extreme care is required during the installation of the heat removal systems beneath the 
concrete: once the slab is in place, inspections and repairs become difficult.  
 

Recommendation Rationale 

S.3.4.1 Site Preparation 
 

Avoid cutting into existing slopes to accommodate 
building foundations where permafrost is present.  

Permafrost soils with high water content can melt 
and/or lose bearing capacity when the insulating top 
cover is removed. Very wet permafrost soils may even 
flow when they thaw. Any modification of the terrain 
must carefully address the effect it will have on the 
natural balance of the site.  

S.3.4.2 Ventilated Slabs 
 

1. Natural Ventilation  

Naturally ventilated slab foundations are not 
recommended.  

Ventilation can easily fail if ventilators are blocked by 
snow or fill with water. This will result in a detrimental 
heat transfer from the building to the underlying 
permafrost. 
 

2. Mechanical Ventilation  

Mechanically ventilated slab foundations are not 
preferred.  

Similar problems as for natural ventilation systems, 
with added risk of mechanical failures and increased 
maintenance requirements, and higher initial cost. 

S.3.4.3 Thermosyphon Foundation System 

 

Refer to Section S 3.2.5.   
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S.4 WOOD STRUCTURES 

Due to their versatility and general availability, conventional wood frame structures are appropriate for many 
northern conditions. Wood materials have a high strength-to-weight ratio, are more compact and less 
susceptible to damage in transit than some prefabricated assemblies. 

Timber frame structures: are undergoing a resurgence and may appear in the North in due course. The 
insulating skin is separated from the timber frame resulting in an efficient energy conserving structure. 
Using rigid foam panels, the timber frame can now be completely wrapped with a blanket of insulation 
without interrupting the insulation with the frame as in conventional wood frame construction. 

Structural Insulated Panels (SIP): are factory laminated sandwich panels with oriented strand board or 
plywood face materials and an expanded polystyrene (EPS) core. The panels are roof, wall and floor panels 
used as the structural frame and facing of a building when resisting transverse, racking and axial 
compressive loads. The panels are also used to field fabricate wall opening headers. SIP’s produce a tight, 
well-insulated shell that takes less labour to construct than an equivalent stick-framed building. 

S.4.1 FLOORS 

The structural requirements of floors in the North are no different than requirements elsewhere in the 
country, except that special attention must be paid to coordination of structure with the building envelope 
and mechanical systems: floor assemblies must often accommodate thick thermal insulation, plumbing runs 
and ventilation ducts.  
 

Recommendation Rationale 

S.4.1.1 Joists 
 

Consider using plywood web joists, tube web wood 
joists or light wood trusses in place of dimensional 
lumber greater than 210 mm depth.  

Engineered joists provide improved strength-to-
weight ratio, thereby reducing shipping costs, and are 
less prone to shrinkage than dimensional lumber. 
Engineered joists and trusses can also accommodate 
increased spans and may require fewer lines of 
foundation bearing.  

S.4.2 WALLS 

There are no design practices unique to northern environments when it comes to structural systems for 
walls. Although wind pressures can be very high, especially in the central and high arctic, they are similar 
to those experienced in other parts of Canada. The structure must be coordinated with the building envelope 
design to ensure adequate space is provided for insulation, and that elements such as sheathing, and 
blocking are located to benefit both structural and envelope design. Special attention must be paid to the 
structural support of air barriers, particularly at building corners where wind loading is greatest.  

S.4.3 ROOFS 

Structural systems for roofs of northern buildings require no unique design considerations that are not found 
in other parts of Canada. Wind pressures can be very high, especially in the central and high arctic. 
Transient loads from snow accumulation typically are lower in most parts of the North than in mountainous 
regions of Canada. The roof structure must be coordinated with building envelope design to ensure 
ventilation, air barrier and vapour barrier functions are satisfied, and particularly since high air humidity and 
moisture levels will cause rapid deterioration of wood structural members. When insulation systems are 
installed above the primary deck, fastening systems must be designed to resist the wind uplift forces acting 
upon the insulation and roof finish.  

S.4.3.1 Roof Slope – Refer to Section A 3.6. 
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S.5 STEEL STRUCTURES 

Steel is the material of choice for industrial, commercial and institutional (ICI) buildings in Nunavut. The 
building system utilizes rigid frames (common in metal building systems) or columns and beams (in 
conventional steel construction) as the primary structural elements. Metal Building Systems (also known as 
pre-engineered/prefabricated steel frame buildings) are common in the North. Some popular types of rigid 
primary frames are: tapered beam system; single-span rigid frame; multipin rigid frame and single span 
truss. The many different types and number of distributors have made prefabricated metal buildings 
competitive and an option worth considering for certain types of buildings. These include garages, fire halls, 
arenas and warehouses, which are all buildings with fairly simple spatial requirements, easily defined and 
require large open spaces. Conventional and custom steel structures may be appropriate for larger non-
combustible buildings. Structural sheet steel products such as roof deck, floor deck and cladding 
complement the structural steel primary frame of a building. These large-surface elements often perform 
both structural and non-structural functions, thereby enhancing the overall economy of the design. Before 
deciding to use a steel structure, the designer must be satisfied that equipment is available in the community 
to move and lift components into place, that shipping costs are reasonable in comparison to wood systems, 
and that local labour and businesses can provide resources. Bolted connections are preferable to extensive 
specialized field welding.  
 
Not well known in the North yet is Lightweight Steel Framing (LSF) from coated sheet steel products. Cold-
formed sheet steel is an easy to handle, economical, non-combustible, high quality alternative to more 
traditional framing materials. Lightweight Steel Framing offers a strong, accurate, dimensionally stable and 
durable framing system. LSF alone can provide all the necessary structural elements or it can be used in 
combination with other materials for greater building diversity and scope. Lightweight Steel Framing is an 
increasing popular choice in structures such as schools, assisted care residences and office buildings. 
 

S.5.1 FLOORS 

No special structural requirements. See recommendations of S4. Of interest as well, composite deck is 
made of fluted steel sheets supporting a concrete slab. The composite deck initially acts as a stay-in-place 
form for the concrete floor slab. After the concrete cures the composite steel deck and the concrete interlock 
creating a composite slab. This interlocking is achieved through a system of embossments rolled into the 
webs and flutes of the deck. 
 
A deep composite deck is a similar product to the regular composite deck but is up to 203 mm deep. This 
deeper section, combined with additional reinforcing steel and concrete, creates a floor system that can 
achieve spans over 9 m. The long spans provide additional flexibility and efficiencies in the structural 
framing system.  

S.5.2 WALLS 

No special structural requirements. See recommendations of S4. The wide variety of cladding profiles, paint 
systems and colours provides for complete architectural expression. Sheet steel can also be integrated 
with other building materials for added variety. Sheet steel wall assemblies are a durable and economical 
solution. The cavity can be sized to accommodate as much thermal insulation as required while maintaining 
the integrity of the building enclosure. 
 
Insulated metal panels are designed to creatively meet diverse wall applications because these wall panels 
are made up of controlled polyisocyanurate foam insulation sandwiched between prefinished sheet steel 
exterior and interior sheets. The combination of polyurethane foam and steel facings results in a light, 
attractive and easy-to-install structural panel with exceptional insulating characteristics. Panels are also 
available with mineral wool insulation that is suited to buildings that require fire-rated walls.  
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S.5.3 ROOFS 

No special structural requirements. See recommendations of S4. Fluted steel sheets are used in the 
construction of a roof as the supporting structural member on which the built-up roofing system is placed. 
Roof deck is most commonly used in a flat (horizontal) roofing configuration but can also be used for sloping 
roofs. The in-plane strength of the deck can also be utilized as a steel deck diaphragm to act as the 
horizontal bracing for the structure, often eliminating the need for discrete bracing.  

S.5.4 PERMANENT ROOF ANCHOR SYSTEM 

Design and install permanent roof anchor systems on all new buildings for compliance with both applicable 
CSA Standards and the Occupational Health and Safety Regulations of the Workers Safety and 
Compensation Commission of Nunavut. Upon completion of a new building, alterations/renovations or 
repairs to existing roofs, the Consultant/Contractor shall forward the roof anchor Installation Sign-off, the 
Roof Anchor Manual, and the Roof Anchor Plan to the Owner as part of the Building Maintenance Manual. 
 
Relevant Standards: 
 

• CSA Standard Z259.15, Anchorage Connectors (Under Development) 
• CSA Standard Z259.16-04 Design of Active Fall-protection Systems 
• CSA Standard CAN/CSA-Z271, Safety Code for Suspended Elevating Platforms 
• CSA Standard Z91-02, Health and Safety Code for Suspended Equipment Operations 
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S.6 CONCRETE 

The use of concrete is challenging in the Canadian North because granular materials, mixing equipment 
and testing facilities are not available in many communities. Unstable soil conditions and a limited 
construction season can also make using concrete problematic as a structural material. In communities 
where ready-mix concrete is available, or where very small quantities are required so as to make hand 
batching feasible, concrete may be considered for some structural elements. Typically, this is limited to 
foundation elements, which are covered in Section S3 above.  

S.6.1 FLOORS 

S.6.1.1 Slabs - Refer to S 3.4 "Structural Slabs" and S 5.1 "Floors" for composite floors. 

S.6.2 WALLS 

Concrete walls are not recommended for use except where no other assembly can be used to meet NBC 
requirements, or where it can be shown that concrete would be the most economical choice. Precast 
concrete panels as wall finish, concrete tilt-up construction and concrete masonry walls are recommended 
where geotechnical conditions result in suitable foundations and transportation costs are reasonable. 

S.6.3 ROOFS 

Concrete roofs are not recommended, except where no other assembly can be used to meet NBC 
requirements, or where it can be shown that concrete would be most economical choice.  
 
 

 
END OF SECTION 
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CHAPTER M - MECHANICAL 

INTRODUCTION 
 
People have come to expect a closely controlled, comfortable indoor environment and ample supplies of 
hot and cold running water in the buildings where they live and work. At the same time high energy costs 
have resulted in the need to make efficient use of energy. These two factors have led to the use of 
increasingly sophisticated mechanical systems, particularly with respect to heating and ventilation. 
However, in the Arctic, operation and maintenance of sophisticated mechanical systems can be difficult as 
qualified or experienced trades people are not always available in small communities, and response time 
can be slow if someone has to be brought in.  
 
For this reason, 'simple and reliable' mechanical systems are desired in all buildings. Of course, the 
demands made of a system limit just how simple it can be. There are no trouble-free systems. Guidelines 
and recommendations covered in this section include installations that have been found to be acceptable 
by CG&S to date, balancing the sometimes-conflicting demands for comfort, energy conservation, simplicity 
and reliability.  
 

M.1 CODES AND REGULATIONS 

National Building Code  
See G6 "Codes and Regulations"  

 
Other Related Documents  
 
Documents referenced by the NBC or this document include:  
 

• ASHRAE Handbooks and Standards  

• National Fire Code   

• National Plumbing Code  

• SMACNA (Sheet Metal and Air Conditioning National Association)  

• CGSB-41-GP-22 Process Equipment: reinforced polyester. Chemical resistant, custom-contact 
moulded  

• Nunavut Impact Review Board (NIRB)  

• Installation Code for Oil Burning Equipment CAN/CSA-B139-09 

• CAN/CSA-B149.1-05 for Natural Gas and Propane Installations  

• CAN/CSA-B214 Installation Code for Hydronic Heating Systems  

• Department of Health Building Standards for Potable Water and Sewage Holding Tanks  

• National Hydronic Design Standard  

• American Society of Plumbing Engineers -Data Book  

• ASHRAE 62 -2001 Ventilation for Acceptable Indoor Air Quality  

• National Fire Protection Association (NFPA) 
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M.2 OPERATION AND MAINTENANCE 

M.2.1 GENERAL 

 
See G1 "Local Resources" and G4 "Appropriate Technology'. 
 

M.2.2 ACCESS 

Along with the selection of equipment and systems, the design of mechanical systems must consider how 
location and access can affect the simplicity and reliability of mechanical systems. For example, the quality 
and frequency of servicing can be adversely affected if it must be carried out in cramped and uncomfortable 
spaces, especially when heavy winter clothing is worn. Ducts or equipment concealed in ceiling or floors 
should be located in such a way that servicing is possible with ease. Mechanical rooms and crawl spaces 
should be designed to provide adequate space for servicing or replacement of all equipment.  
 
In mechanical equipment spaces, adequate service access is required for the transport of equipment, 
material and tools in or out of the space. Vertical or ship ladders are not an acceptable means of access to 
any equipment room above the main floor. It is dangerous to climb a ladder while carrying tools or materials. 
A full staircase is to be provided, preferably one accessed from outside of the building so as to avoid the 
need to transport equipment through the building. 
 
For equipment (i.e., fans) suspended from the ceiling in any space, adequate servicing access is to be 
provided for maintenance and repairs. This may require the installation of a platform or portable lift (and the 
allowance for adequate storage space for the unit). Fall restraint equipment may also be required. 
 

M.2.3 MAINTENANCE PREVENTION 

Design facilities and select equipment requiring minimal maintenance and ease of service when necessary. 

M.2.4 PREDICTIVE MAINTENANCE 

Determine the life expectancy of facility and equipment components in order to replace them at the optimum 
time. (If the building is going to outlast its major components. let's have this clearly stated up front so 
everyone knows where they stand).  

M.2.5 SPARES 

Regional Maintainers should determine, in consultation with designers, what spares should be provided. 
Replacement equipment and parts are often difficult to transport to small remote communities. 
 
A minimum two-year supply of spare parts is to be supplied for specific equipment. Some codes mandate 
a minimum number of spare parts to be kept at all times on the premises (NFPA, for example, requires 
spare parts for fire dampers).  

M.2.6 STANDARDIZATION 

In the interest of maintenance, the equipment for any particular function should be of one manufacturer and 
compatible with the existing O&M parts inventory currently used in the Region or community. 
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M.2.7 OPERATION & MAINTENANCE MANUALS 

Manuals are to be prepared in accordance with good engineering practices. It is recommended to follow 
ASHRAE Guideline1.4-2014, Procedures for Preparing Facility Systems Manuals, when preparing the 
specifications for a given project. Documentation requirements should be integrated into the project 
specifications to guarantee that they are included in the contractor’s bids. 
 
Given the remoteness and limited accessibility at certain times of the year, O&M manuals are essential to 
support the maintenance staff in their efforts. Also, O&M manuals are the most important tool for training. 
A draft version of the O&M manuals should preferably be submitted for comments prior to training and 
updated versions should be submitted prior to Substantial Completion.  
 

M.3 IDENTIFICATION 

Operating and maintaining mechanical systems require an understanding of their systems components, 
including movement of fluids, air and mechanical parts. Nameplates, tags and arrows can all be used to 
assist quick identification. Consistent identification in all publicly owned buildings is required so that 
maintainers and operators can orient and familiarize themselves easily within any building in any community 
across Nunavut.  
 

M.3.1 PIPE PAINTING & IDENTIFICATION 

Refer to Community and Government Services Standard Colour and Identification Schedule (see 
Appendices). 
 

Recommendation Rationale 

M.3.1.1 Text 

 

Complete spellings of material names in English 
should be used.  

Not everyone will be familiar with abbreviations. 

M.3.1.2 Locations 

 

Locate pipe markers and direction arrows on piping 
systems where they are visible from the floor of the 
usual operating areas or readily accessible points:  

• Beside each valve  

• Where pipes penetrate walls, floor and 
ceilings.  

This is done for the sake of convenience. 

M.3.1.3 Extent of Colour 

 

Paint the piping its entire length in all mechanical 

rooms. Elsewhere, piping is to be identified by using 

bands of classification colour (either paint or tape) at 

selected points including:  

• Where pipes penetrate walls, floor and 

ceilings  

• Every 5 metres in concealed spaces  

This allows for convenient and consistent 
identification. 
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Recommendation Rationale 

M.3.1.4 Labels 

 

Labels are to be made from plastic coated cloth with 
protective over coating and wrap-around tape or of 
the plastic 'snap-on' type.  

Stick-on types are not to be used because they falloff 
after the adhesive dries.  

 

M.3.2 EQUIPMENT IDENTIFICATION 

Refer to Community and Government Services Standard Colour and Identification Schedule (see 
Appendices). 
 

Recommendation Rationale 

M.3.2.1 Equipment 

 

Use laminated plastic plates with a black face and 
white centre, minimum size 90 x 40 x 2.4 mm 
engraved with 12 mm high lettering for major 
equipment, 6 mm high for other equipment. All tags 
and identification labels are to be mechanically 
fastened to equipment by rivets, bolts or chains, not 
by adhesives. 

These requirements result in high legibility and 
permanence.  

 

M.3.3 VALVES AND CONTROLLER IDENTIFICATION 

Refer to Community and Government Services Standard Colour and Identification Schedule (see 
Appendices). 
 

Recommendation Rationale 

M.3.3.1 Valve Tags 

 

Metal or plastic tags with 12 mm stamped code 
lettering and numbers filled with black paint are to be 
used. 

These requirements result in high legibility and 
permanence.  

Ensure that all concealed valves, instrumentation and 
controllers are identified with Avery coloured adhesive 
dots (i.e., above ceilings). 

This provides a means of quickly identifying the 
precise location of these devices. 

M.3.3.2 Instrumentation and Controllers 

 

Use laminated plastic plates with a black face and 

white centre, minimum size 90 x 40 x 2.4 mm. 

engraved 6 mm high letters, mechanically fastened 

using pop rivets, screws or bolts (not adhesives).  

These requirements result in high legibility and 

permanence.  
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Recommendation Rationale 

M.3.3.3 Valve List 

 

A typewritten valve list corresponding to 'as-built' 
plans to be framed under clear acrylic sheet (such as 
plexiglass) and mounted securely on wall with four 
screws is to be provided. 

This provides maintainers with a permanent reference 
assisting maintainers to become familiar with an 
installation, and eases trouble-shooting. 

M.3.3.4 Flow Diagram 

 

A single-line flow diagram showing various elements 
of the system including major valves corresponding to 
'as-built' plans is to be provided. The diagram is to be 
framed under a clear acrylic sheet (such as 
plexiglass) and mounted securely on the wall with four 
screws. 

This provides maintenance staff with a permanent 
reference to assist them in becoming familiar with an 
installation and in easing troubleshooting. 

M.3.3.5 Motorized Damper Position Identification 

 

Use laminated plastic plate with black face and white 
centre, minimum 100 x 50 x 2.4 mm. Engrave with 
6 mm wide arrows indicating open and closed position 
of motorized dampers. Plate to be mounted adjacent 
to the damper and mounted securely on the ductwork 
or insulation. 

Provides maintenance staff with a permanent 
reference to assist them in becoming familiar with an 
installation and in easing troubleshooting. 
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M.4 PLUMBING AND DRAINAGE 

The selection of the type of plumbing system has a significant impact on mechanical construction costs and 
building life cycle costs.  

 
Some factors to consider are:  

 

• Does the community have a municipal system?  

• If it has a municipal system, whether to connect to it or not.  

• If a tanked system is selected, what is the size of the water tank and where in the building will it be 
located?  

• If the building has a fire sprinkler system, what is the size of the tank needed for fire suppression?  

• If a tanked sewage system is selected, what is the size of the sewage tank and where in the building 
or outside the building will it be located?  

 
These requirements generally apply to systems contained within the building. The documents "Water 
Supply and Waste Disposal Systems for Arctic Communities" 
(http://pubs.aina.ucalgary.ca/arctic/Arctic26-2-149.pdf)  
 
"Water and Sewer Service Connections in Permafrost Areas of the NWT", Wilson & Cheema, 1987 
(http://www.nrcresearchpress.com/doi/pdf/10.1139/l89-034)  
 
"Good Engineering Practice for Northern Water and Sewer Systems", December 2017 
(https://www.maca.gov.nt.ca/sites/maca/files/resources/goodengpractice.pdf) 
 
Should be referred to for a more complete discussion of municipal servicing requirements affecting building 
construction contracts. 

M.4.1 DOMESTIC WATER – PIPED SERVICE 

Less than 20% of all communities in Nunavut have piped service where water lines are either buried or 
carried in aboveground utilidors. Water treatment in all communities consists of the addition of chlorine 
and/or filtration and is the responsibility of the municipality. Even though Nunavut has abundant fresh water, 
capital and operating costs of delivering water are high, making conservation very important.  
 

Recommendation Rationale 

M.4.1.1 Municipal Connection 

 

Connection to a municipal system is preferred, when 
available.  

While usually more costly, especially when an access 
vault (AV) is required, connection to the municipal 
system has the following advantages:  
• Lower cost than water truck delivery  
• The building will not run out of water  

M.4.1.2 Water Meters 

 

Water meters are to be installed only in buildings 
that are connected to a municipal water system.  

Metering of water is required for buildings connected 
to a municipal water supply in order to monitor water 
consumption. Buildings supplied by a truck delivery 
system do not require water meters, as the truck 
meter meters the water and billings reflect 
consumption. 
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M.4.2 DOMESTIC WATER SUPPLY – TANKS 

Water delivery by truck for storage in holding tanks located within buildings is common in all communities 
in Nunavut. Deliveries are generally made once or twice a week following a regular schedule. Conservation 
is especially important where tanked water supplies are used. The space required to store adequate water 
for a building can be considerable. Coordinate with the structural designer for proper tank support.  
 

Recommendation Rationale 

M.4.2.1 Environmental Health Standards 

 

For water storage tanks issued June 1992, are to be 
followed. (Refer to Appendices.) 

Note: these standards were developed in 
consultation with Housing Corporation, CG&S, and 
the Office of the Fire Marshal. 

M.4.2.2 Potable Water Supplies 

 

1. Consumption Estimates  

In the case of additions to existing buildings, actual 
consumption during the preceding three years will 
form the basis for determining sufficiency of existing 
tank capacity. 

Actual water consumption may deviate significantly 
from the estimates used to determine the tank 
capacity for the existing facility and often is much 
lower than originally anticipated. The lower 
consumption is often due to changes in usage (of 
showers) and the substitution of low consumption 
fixtures during earlier renovations. The project brief 
should provide appropriate guidance.  

The following are the recommended minimum 
acceptable amounts to be used in calculating the 
estimated total daily consumption of potable water for 
new buildings:  

Consumption estimates for new buildings are 
normally based on program information or 
engineering standards; however, such information is 
not always available or appropriate for conditions in 
Nunavut.  

2. Residential Occupancies 
 

90 litres/resident/day except that 25 litres/staff/day is 
sufficient for non-resident staff. 

 

This is the CGS standard for residential occupancies.  

3. Non-residential Occupancies 
 

25 litres/person/day. This is based on a review of actual consumption 
figures for existing buildings. 

4. Supply 
 

A seven-day supply should be provided where total 
daily consumption is estimated at less than 600 litres 
(calculated on normal building operation). 

This would apply to residences with up to six residents 
or non-residential buildings with up to 24 occupants. 
The maximum tank size would be 4,200 litres (about 
1,000 gallons). Previous CGS direction was to size 
tanks for a minimum two-week supply; however, this 
was based on the need to provide adequate water for 
emergencies, which is not necessary for all facilities. 
Smaller tank sizes will help to ensure the tank will be 
replenished with fresh water at least once a week, and 
that capital and O&M costs will be minimized.  
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Recommendation Rationale 

A three-day supply should be provided in all buildings 
where total daily consumption is estimated at more 
than 600 litres (calculated on normal building 
operation). 

This would normally apply to residences with more 
than 6 residents or non-residential buildings with more 
than 24 occupants. Smaller tank sizes will help to 
ensure the tank will be replenished with fresh water at 
least once a week and minimize capital and O&M 
costs. 

M.4.2.3 Emergency Water Supplies 

 

Potable water storage capacity may be increased up 
to a maximum 10-day supply if:  

It is generally preferable to keep water supplies to a 
minimum in order to maintain a fresh water supply. 
Tanks are generally in a warm mechanical room or 
crawl space and water can stagnate in that time.  

A building is designated as a community reception or 
evacuation centre under the "Emergency Measure 
Act", or  

There are currently no regulations governing water 
supplies that must be provided in buildings 
designated as community reception or evacuation 
centres. The ten-day supply is suggested by CGS, as 
interruption to water delivery service could occur 
during severe winter storms. Typically, this would 
apply to schools (which are often considered as 
community evacuation or reception centres), but this 
could apply to other community buildings as well.  

 See notes in Appendices. 

A prolonged shortage of water would require the 
relocation of residents. 

Typically, this would apply to any long-term care or 
detention facilities, and student or staff residences.  

M.4.2.4 Fire Protection Sprinkler System Reserve 

 

See Section M5.2.   

Separate Tanks  

Potable water Supplies must be stored in dedicated 
tanks, separate from any water Supplies reserved for 
fire protection 

Complaints about the quality of potable water in 
schools where large reserves of water for fire 
protection have been combined in a single tank (or 
series of tanks) have been numerous.  Combining 
large water supplies in one tank also makes cleaning 
operations cumbersome and expensive.  Potable 
water storage tanks require frequent cleaning, while 
fire protection water supply tanks do not. 

M.4.2.5 Tank Construction 

 

All water storage tanks should be fibreglass or plastic 
and constructed to CGS8-41-GP-22 standards.  

The CGSB standard is a more suitable standard for 
water storage tanks, replacing the previous 
requirement for water storage tanks to meet AWWA 
C950.  The rated test pressures of the AWWA 
standard far exceed those required for an 
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Recommendation Rationale 

atmospheric tank, and construction to CGSB ensures 
better longitudinal strength of pipe tanks. 

To prevent over pressurization of the tank when the 
overfill pipes freeze, an interior vent line on water 
tanks is required. 

The CGSB standard does not state a working 
pressure.  Tank manufacturers have stated they 
cannot build straight walled tanks to meet high-
pressure requirements.  Pressure requirements of 
tanks should be limited to the head in the tank, plus a 
slight margin of safety.  Low profile tanks must meet 
CGSB standards. 

 Newer water trucks in the community are capable of 
delivering water at very high volumes and pressure.  
This should be a consideration in tank selection, 
arrangement and placement. 

Galvanized steel, aluminium and concrete are not 
permitted. 

The Canadian Plumbing Code does not approve 
galvanized steel, aluminium and concrete. 

M.4.2.6 Location of Domestic Water Tanks 

 

Potable water tanks must be located in a heated area 
where the temperature is kept between 5 and 15°C. 

This prevents tank contents from freezing or from 
becoming tepid. 

Avoid locating tanks in the same room as boilers or 
furnaces. 

If potable water supply is warm, it is objectionable to 
users and promotes bacteria and algae growth. 

Buried water storage tanks are not acceptable. They make access difficult for maintenance. 

Small Tanks (up to 4,200 litre capacity)   

1. Locating small tanks enclosed within occupied 
building areas (may include a basement) are 
preferred.  

The tank needs to be small enough to be located in 
an occupied building area where it is easily accessible 

2. Locating small tanks in a heated crawl space are 
acceptable. 

Where a heated crawl space is available, the space 
may serve as a service space. It is preferable if the 
tank's location in the crawl space takes advantage of 
any natural slope on the building site. The objective is 
to limit the raising of the main floor level to 
accommodate tanks and access clearance and 
reduce ramp and stair access requirements.  

3. Locating small tanks in a suspended tank room 
are acceptable but are to be avoided where 
possible. 

A suspended tank room is acceptable where the 
building footprint must be minimized and space 
cannot be made available within the occupied building 
area, and where a heated crawl space cannot be 
provided due to soil conditions. This generally results 
in the main floor level being raised considerably 
above grade and can result in the need for extensive 
ramp and stair construction.  
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Recommendation Rationale 

Large Tanks (over 4,200 litre capacity)  

1. Locating large tanks in a heated crawl space or 
basement is preferred. 

Tanks of this size take up considerable space and 
locating them beneath the main floor does not 
increase the building footprint. Although the main floor 
level may have to be raised to accommodate tanks 
and access clearance (resulting in additional costs for 
stairs and ramps), this is generally preferable to 
increasing the main floor area, building envelope size 
and structural capacity. 

2. Locating large tanks in a suspended tank room 
are acceptable. 

Where a heated crawl space or basement cannot be 
provided because of soil or site conditions, a 
suspended tank room is acceptable. This generally 
results in the main floor level being raised 
considerably above grade and can result in the need 
for an extensive ramp and stair construction. As much 
as possible, suspended tank rooms should be located 
to take advantage of any natural slopes of the building 
site.  

3. Locating large tanks in the occupied building area 
may be considered. 

The cost of providing the main floor area with 
adequate structural support and site limitations makes 
this alternative undesirable.  

Additional floor area must be considered but making 
the tanks more accessible for maintenance purposes 
can be considered added value. 

M.4.2.7 Fill and Vent Piping 

 

Fill and vent piping is to be Schedule 80 PVC within 
the building and change to copper pipe where it 
penetrates exterior walls or fire separations.  

Plastic pipe gets very brittle in cold outdoor 
temperatures and can easily crack or break. See NBC 
3.1.9.1 and 3.1.9.4 regarding penetrations of fire 
separations.  

The fill pipe is to be located so water delivery 
personnel do not have to pass a sewage pump-out 
connection when connecting the hose from vehicle to 
fill pipe.  

This reduces the risk of the water hose being dragged 
through spilled sewage at pump-out location. Fill and 
pump-out service points are to be determined based 
on the access route, with water fill point being the first 
accessible to arriving vehicles.  

Fill and vent piping to be graded back to tanks.  This is done so that water drains back to the tank, 
rather than spilling on the ground where it freezes and 
creates a hazard for water delivery personnel.  

Vent outlets are to be located on the side of water 
tanks or extended 100 mm into the top of the tank. 

Vent outlets may reduce the effective capacity of the 
tank; however, they are necessary to vent and protect 
the tank from damage.  

Provide dual venting for all water tanks: a 75 mm 
primary vent to the exterior of the building, and a 75 
mm secondary vent terminating at an interior drain 
(i.e. over janitor sink).  

Frozen condensation from the tank can block the 
exterior vent through the winter months and create the 
potential for the tank to rupture during filling.  
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Recommendation Rationale 

Vents terminating outside the building may be 
screened where dual venting is provided. Otherwise 
terminate with an elbow to comply with Environmental 
Health Standards.  

Environmental Health Standards suggest both means 
of preventing dust, birds and insects from entering 
tank, but it should be noted that a screen fine enough 
to exclude insects during summer months will freeze 
over in the winter, and the second vent is required for 
relief. 

M.4.2.8 Water Tank Level Alarms 

 

The domestic water tank must be provided with a 
high-level float-type switch wired to an exterior "Tank 
Full" light located adjacent to the fill point. A low-level 
float-type switch is also to be provided which turns off 
the domestic water pressure system when the water 
tank level is low. It is wired to an exterior "Tank Empty" 
light located adjacent to the fill point. 

This will guarantee that public buildings are supplied 
with fresh water when needed, thereby helping water 
distribution to be prioritized. This also protects the 
pump from burning out. 

M.4.3 DOMESTIC HOT WATER (HW) SUPPLY 

Hot water use can account for a significant portion of a building's energy costs. Systems must be selected 
based on initial capital costs as well as operating costs of the equipment. 

Recommendation Rationale 

M.4.3.1 Oil Fired Domestic Hot Water Heaters 

 

Install Indirect domestic water heaters where the 
building heating is provided by hydronic heating. This 
can be utilized in areas where the boilers are not shut 
down on a seasonal basis. 

This would reduce the requirement for an additional 
chimney and fuel oil piping to the extra appliance. As 
the heating boiler is being operated throughout the 
year, the domestic hot water can be produced at a 
minimal cost. 

Dedicated, oil-fired HW heaters should be used where 
fuel oil is used for the building heating system. 

This type of heater has the lowest operating cost 
where large quantities of domestic hot water are 
required, and where it can be tied into the same fuel 
supply used for the building heating system. They are 
typically installed in schools and recreation facilities 
with showers, and in residential facilities including 
student hostels, long-term care facilities and group 
homes.  

 
Fuel oil usually costs substantially less than 
electricity.  

See "Electric HW Heaters" Mechanical M 4.3.2  In some instances, a combination of oil-fired and 
electric HW heaters should be considered for the 
same facility. In all cases, electric use should be 
minimized considering that electricity is produced by 
oil-fired power plants. 

On-demand oil fired heating systems should be 
considered in applications where the demand for hot 
water is minimal. 

This minimizes fuel consumption. 
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Recommendation Rationale 

High efficiency burners only (80% or better) are to be 
used.  

This minimizes fuel consumption.  

Non-combustible block bases with 6 mm steel plates 
are to be used under all oil-fired HW heating 
equipment installed on combustible floors.  

Past experience has shown that even equipment 
approved for use on a combustible base has burned 
into the floor.  

The high limit control on fuel oil-fired domestic water 
heaters is to be the manual reset type. 

This provides safety protection shutdowns 

Refer to Section M 7.2.2 for chimney and vent 
requirements. 

 

M.4.3.2 Electric HW Heaters 

 

The use of Electric HW Heaters should be avoided 
when possible. 

These are typically selected for smaller buildings such 
as maintenance garages, fire halls, community offices 
and air terminal buildings with low HW use, in 
conjunction with forced air heating systems. The use 
of on-demand oil fired HW Heaters should be 
considered for these applications. (See 4.3.1 Oil-Fired 
Domestic Hot Water Heaters) 

Small under-the-counter, electric, domestic hot water 
heaters may be used alone or in addition to an oil- 
fired HW heater. Electric HW heaters should also be 
considered where a few fixtures must be located 
some distance from a central domestic HW source, 
and a recirculating system would otherwise be 
needed to maintain HW.  

The high cost of a recirculating system is not 
justifiable where the fixtures use is not high. Local 
heaters should be considered for complex or multi-
purpose buildings where hot water is required at 
remote areas of the buildings. Typically, this would 
include public washrooms where HW is only required 
for hand washing.  

M.4.3.3 Temperature 

 

See National Energy Code for Buildings, "Measures 
for Energy Conservation in New Buildings". 

 

1. When less than 50 percent of the total design 
flow of a service water heating system has a 
design discharge temperature higher than 
60°C, separate remote heaters or booster 
heaters shall be installed for those portions of 
the system with a design temperature higher 
than 60°C. 

This system allows primary domestic HW heaters to 
be set at lower temperatures to save energy. This is 
typical for buildings such as air terminal buildings, 
schools, offices, libraries and service buildings where 
large volumes of hot water are not required. This is a 
more cost-effective method of providing tempered 
water than having two separate domestic storage and 
distribution systems. 

2. Tempered water is required for showers, 
lavatories and classroom sinks in elementary 
schools and similar applications. The 
tempered water is to be provided by using a 
pressure balanced mixing valve located at the 
fixture and set at 42°C. 
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M.4.3.4 Provision for Monitoring Performance 

 

1. Provide thermometers in domestic hot water 
supply. Thermostats and gauges provide information for the 

building maintainers to monitor the system's 
performance.  

2. Provide pressure gauge(s) at domestic hot 
water recirculation pumps. 

 

M.4.4 DOMESTIC WATER SYSTEM 

Domestic water pressure is provided either by a municipal system or by individual pressure pumps when 
buildings are equipped with holding tanks. Although freezing of water circulation lines was a common 
problem in older buildings, changes to standard design principles have decreased this risk. Increased 
insulation and air tightness of new buildings, concentration of plumbing fixtures locations, and keeping 
plumbing lines out of exterior walls are now accepted as common practice in cold climates.  
 

Recommendation Rationale 

M.4.4.1  

 

Insulation is not required on domestic cold-water 
piping systems where the domestic water is supplied 
from a storage tank in the building.  

Insulation is not required on cold water piping 
because water supplied from ambient temperature 
domestic water tanks will not be cold.  

Insulation is not required on small domestic hot water 
piping systems that do not have domestic hot water 
circulating pumps.  

Small domestic hot water systems that do not have 
circulating pumps (i.e., a demand system) realize little 
benefit from insulation. This reduces the installed 
cost.  

M.4.4.2  

 

Domestic hot water recirculating lines should be 
provided only where heat loss due to the distance of 
fixture from HW tank would cause users to waste 
more water than they need waiting for hot water, and 
where HW requirement at the fixture is estimated at 
more than 30 litres per day. 

These are typically required wherever showers, baths 
or laundry facilities are provided, and hot water use is 
high. The cost and complexity of recirculating systems 
is generally not warranted in the case of small 
buildings where only a minimal amount of hot water is 
used.  

When required, recirculating lines are to be controlled 
by a time clock and kept off during unoccupied hours. 
Pump is to be smallest kW possible.  

This reduces energy requirements. 

Extend the circulating line directly to the fixture or 
group of fixtures to ensure hot water is readily 
available. 

Running circulating lines down corridors still requires 
wasting water before hot water is available at the 
fixture(s). Also, this will reduce the length of “dead 
legs”, thus reducing the risk of Legionella developing 
in tempered water.  
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M.4.4.3 Drain Valves 

 

All water pipes must be pitched and drain valves must 
be provided at all low points. 

The Canadian Plumbing Code allows pipes to be 
blown out with air or drained by valves at low points. 
CGS prefers drains as this simplifies operation for 
maintainers. 

M.4.4.4 Location 

 

Avoid locating water piping in the exterior walls.  This reduces the potential for pipes to freeze.  

Domestic water piping is to be installed only in the 
heated portion of the building.  

Domestic hot and cold water lines installed in 

utilidettes are difficult to heat trace and tend to freeze. 

M.4.4.5 Tees 

 

Use factory tees only. Do not use a T-drill.  Factory tees can be repaired without replacing the 
tee. Repairs to T -drill require special equipment that 
may not be available to maintainers. 

M.4.4.6 Access 

 

Easy access must be provided to all valves and 
faucets.  

This allows maintainers to respond to any problems 
or to repair equipment. 

M.4.4.7 Domestic Water Pressure Pump 

 

Domestic Water Pressure Pump. 

Pump to be typically selected to operate at 140-280 
KPa.  

Higher-pressure 210-350 KPa pumps are not needed 
in most small buildings.  

Typically use shallow well jet pump.  These pumps are readily available. 

Isolating valves are to be provided for each pump. These valves will facilitate maintenance on pumps 
and eliminate the requirement for draining large 
portions of the network. 

M.4.4.8 Domestic Water Pressure Tank 

 

Bladder type pressure tanks are preferred. Non-bladder type tanks tend to become water logged, 
making the system ineffective. 

M.4.4.9 Provision for Monitoring Performance 

 

The standard pump-mounted pressure gauge on the 
discharge is acceptable in most instances. 

Provides indication of system operation parameters to 
the operator.  
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M.4.5 SANITARY WASTE AND VENTING 

The combination of the extremely cold climate and the need to use low volume fixtures in most public sector 
buildings can cause drainage problems. The goal is for the design to keep the drainage system operational 
with minimal use of supplementary heating such as heat traces, and to also ensure easy access to clean-
outs, so that when problems occur (generally blockages), they can be quickly corrected.  
 

Recommendation Rationale 

M.4.5.1 Grade 

 

All waste lines 75 mm and smaller must be graded a 
minimum of 2 %.  

Although this is the minimum allowed by the NBC 
within a building, actual grades achieved in 
construction have commonly been inadequate in this 
respect.  

M.4.5.2 Location of Drain Lines 

 

Do not locate drainage lines in exterior walls. This requirement reduces the potential for freezing of 
drain lines.  

M.4.5.3 Trap Seal Primers 

 

If a floor drain is provided for occasional use, a trap 
seal primer is required. 

Traps dry out and allow odours into the building. 
Typically, this occurs in floor drains of mechanical 
rooms and change rooms. 

M.4.5.4 Clean-outs 

 

Clean-outs are required at all changes in direction 
greater than 45° on sanitary waste lines.  

Note: This exceeds requirements of the Canadian 
Plumbing Code but is considered necessary because 
there have been so many cases of blocked drains in 
public buildings. 

M.4.5.5 Roof Vents 

 

A freeze protection device with heat provided from the 
building hydronic heating system or with an approved 
electrical heat trace device suitable for the material 
being heated and which is certified to the proper CE 
Code Part II (CSA C22.2) standard and which is 
supplied with electricity, as required by the CE Code, 
from a GFI protected circuit, is required. 

These types of vents will not block with ice.  This 
eliminates the need to access the roof and inspect 
vents on a scheduled basis.  

M.4.5.6 Special Traps and Piping 

 

1. Plaster Traps  

Plaster traps should be installed on sinks used for any 
biology, horticulture or art activities.  

Required because of potential for blockage by 
materials going into the sink. Typical locations include 
schools, colleges, adult education facilities, group 
homes; health care centres, workshops, young 
offender facilities and hospitals.  
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Recommendation Rationale 

2. Grease Interceptors  

Interceptors must be installed wherever deep-frying 
equipment may be used.  

Typically required wherever commercial kitchen 
equipment is installed, such as in correctional facilities 
and hospitals, and in community kitchens located in 
community halls and gyms.  

3. Acid Dilution Traps and Piping  

Acid dilution traps and tanks must be installed 
wherever acids are used, and they must be 
independently vented.  

Acid dilution tanks are typically required in photo 
developing facilities and science rooms that may be 
included in schools or health centres.  

All piping and fittings used in these applications must 
be resistant rated for the application, such as acid 
resistant and fuse sealed.  

The use of proper piping and fittings will extend the 
service life of the system.  

M.4.5.7 Lift Stations and Pumps 

 

To the extent possible, the use of sewage lift stations 
and sumps should be avoided. However, where 
provision of such is unavoidable, they should be 
designed as follows: 

 

The systems are maintenance intensive and there is 
a risk that if the station fails, flooding will result. 

1. Lift Stations  

Lift stations are to be provided with duplex pumps, a 
full-access manhole with lift-out rail assembly, and 
four float switches for the following alarms: 

• Pump 1 off 

• Pump 1 on 

• Pump 2 on 

• High level alarm 

 

The high-level alarm is to be an audible and visual 
alarm. 

 

 

2. Sumps  

Sumps are to be provided with: 

• A sump pump piped to drain the sump, with a 
check valve on the riser to prevent backflow 
into sump. 

• A fill-access manhole. 

• A float switch wired to provide an audible 
alarm and visual alarm in the event of pump 
failure. 
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M.4.6 SEWAGE DISPOSAL – PIPED SERVICES 

Less than 20% of all communities in Nunavut have piped sewer systems (either buried or in above- ground 
utilidors). Where they are in place, the owner is responsible for all costs associated with connecting a new 
building to existing mains. Work required generally extends beyond the property line and is completed as 
part of the general construction contract.  

 
In every community with piped services, there are usually some areas still served by truck. Consultation 
with the municipality is essential to determine the capability and capacity of existing services, and to 
become aware of any planned changes or improvements to the system that may affect the project.  
 

Recommendation Rationale 

Refer to the "Water Supply and Waste Disposal 

Systems for Arctic Communities"(http://pubs. 

aina.ucalgary.ca/arctic/Arctic26-2-149.pdf) 

Complete description and standard details are 
included in these manuals.  

"Water and Sewer Service Connections in 
Permafrost Areas of the NWT", Wilson & Cheema, 
1987 (http://www.nrcresearchpress.com/ 
doi/pdf/10.1139/l89-034). 

 

"Good Engineering Practice for Northern Water and 
Sewer Systems", 2017 
(https://www.maca.gov.nt.ca/sites/maca/files/resourc
es/goodengpractice.pdf). 

 

 

M.4.7 SEWAGE DISPOSAL – HOLDING TANKS 

Where piped services are not available, soil conditions make septic fields a viable option in very few 
locations in Nunavut. The majority of public sector buildings rely on holding tanks serviced by pump-out 
trucks operated by the municipality. Frequency of pump-out service varies with communities and may be 
dependent on equipment available. Tanks can be located either in an enclosed crawl space within the 
building, or sometimes buried outside the building. This system is dependent on regular servicing to function 
properly; sewage must be emptied as often as water is delivered. Coordinate with the structural designer 
for proper tank support.  
 

Recommendation Rationale 

M.4.7.1 Health Standard 

 

Refer to Environmental Health "Building Standards -
Sewage Holding Tanks" June, 1992 and included in 
the Appendices.  

 

M.4.7.2 Capacity 

 

Sewage holding tanks are to be sized relative to the 
capacity of the domestic potable water supply only 
(i.e., excluding reserve for fire protection), as follows:  

• Large/complex buildings: equal 

• Small/simple buildings: 1.5 times  

This is a clarification of Environmental Health 
Standards, which could be interpreted to include fire 
and emergency reserves. It also clarifies and modifies 
the previous interpretation of the 1.5 times capacity 
requirement, which was intended to apply to small 
buildings only, and not to buildings with large tanks, 
such as schools or complex occupancies. 
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Recommendation Rationale 

M.4.7.3 Full Indicator 

 

The sewage tank must be provided with a high-level 
float type switch, wired to an exterior "Tank Full" light 
located adjacent to the emptying point, to turn off the 
domestic water pressure system when the sewage 
tank is filled to capacity.  

This specifies the type of device referred to in 
Environmental Health Standards. 

M.4.7.4 Construction 

 

All sewage-holding tanks are recommended to be 
either fibreglass, polyethylene or CPVC. 

This specifies the type of device referred to in 
Environmental Health Standards. 

M.4.7.5 Removal of Solid Matter 

 

Environmental Health Standards state that, "Sewage 
holding tanks shall be designed and constructed to 
allow the complete removal of solid matter that can be 
expected to settle in any part of the holding tank".  

A clarification provided by Environmental Health 
notes that this was intended to mean removal by 
sewage pump-out vehicles. They are concerned over 
reports that sewage tanks have, on occasion, been 
cleaned out manually, and will be looking to see that 
tanks are designed to allow sludge to be effectively 
removed by the vacuum truck - whether by sloping the 
tanks or by having extra access points. 

M.4.7.6 Location of Sewage Holding Tanks 

 

To prevent tank contents from freezing, tanks must be 
located in a heated area, or be double walled, 
insulated and heat traced. The following preferences 
should serve as a guide: 

  

See Figures 4-4 and 4-5.  

1. Tanks buried outside the building are acceptable 
wherever the soil conditions and water table 
permit.  

This installation allows sewage tanks to be located 
close to roads for servicing and does not require 
additional building space.  When installed in this 
manner, tanks and connections should be placed 
away from all doors, windows and fresh air intakes.  

2. Tanks enclosed within the building (including 
enclosed crawl spaces) are acceptable where 
gravity flow is provided. The use of lift stations 
and/or grinder pumps is not generally acceptable.   
Areas intended for tank storage require a 
containment under and around holding tanks to 
prevent damage to insulation and sheating in the 
event of a spill. 

This is typical of most public sector buildings in areas 
of permafrost. Lift stations and grinder pumps 
increase maintenance problems and costs.  

3. Tanks located in unheated crawl spaces are not 
acceptable. 

Heat trace would be required to prevent contents from 
freezing and would result in high electrical operating 
costs.  
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4. Tanks located on grade or partially buried are 
acceptable. These tanks must be double walled. 
Insulated and heat traced. 

The placement of the tank on grade is usually less 
costly overall than locating the tank in a tank space. 
When installed in this manner, tanks and connections 
should be placed away from all doors, windows and 
fresh air intakes.  

Where a boiler exists, the tank should be heat traced 
with the heating glycol system.  

Heating provided by the boiler is less costly than 
electricity, despite the higher construction cost.  

Tanks located on grade or partially buried must be 
prevented from lifting during periods of high ground 
water conditions.  

Movements of over 100 mm due to frost heaving are 
not uncommon.  

Provide flexible piping to the tank to allow for 
differential movement between the tank and the 
building.  

If problems occur, repair of a tank under the building 
is very expensive.  

Tanks may be positioned under buildings. Any take installed under a building must be fully 
accessible to allow for potential removal and 
replacement. 

M.4.7.7 Pump-out Vent Piping 

 

The sewage tank pump-out suction line is to be 
graded back to the sewage holding tank and securely 
anchored to the building.  

This prevents sewage spills on the ground around the 
pump out.  

Sewage tank pump-out suction line is to be located 
away from all doors, windows and fresh air intakes. 

This will prevent sewage odours and truck exhaust 
from entering the building during sewage tank pump-
out. 

 
Pump-out piping is to be:  

• Black iron piping outside the building and 
extending 2 metres into the building 

Plastic pipe is not to be used outside, as it is subject 
to cracking or breaking at very cold temperatures. 

The length of black iron pipe into the building could be 
heat traced with the heating glycol system if deemed 
necessary, depending on building type or 
environmental conditions of the site. 

• Schedule 80 PVC within the building (with 
the exception of the first 2 metres)  

 

• Insulated within 2 metres of the building   

• Securely anchored to the building   

• Heat tracing (optional)  

Cap and chain are to be installed on the pump-out 
Suction line quick connect fitting.  

This is in addition to the requirements noted in 
Environmental Health Standards.  

A secondary vacuum relief vent is required on all 
sewage holding tanks. A spring loaded check valve 
set to 14 KPa must be used. 

In the event the tank vent is blocked. The check valve 
provides a relief to prevent the tank from collapsing 
while it is being pumped out. 

M.4.7.8 Utilidette Piping 

 

All utilidette piping should be PVC. Heat tracing Should be provided hydronically. 
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M.4.8 FIXTURES AND BRASS 

Fixtures are generally required to be low consumption type to conserve water used and waste water 
produced. This requirement is most important for buildings with water and sewage holding tanks.  
 

Recommendation Rationale 

M.4.8.1 Colour 

 

All vitreous china or fibreglass plumbing fixtures are 
to be white. Coloured fixtures should only be 
considered under special circumstances. 

General appearance and to make matching simple if 
replacement is necessary. 

M.4.8.2 Fittings and Trim 

 

Triple chromium-plated, exposed fitting and trim to be 
used  

Quality and durability are required for public use 
buildings.  

1. Infrared Sensing Plumbing Trim 
 

This is acceptable where the higher cost can be 
justified. The trim must be wired to the building power 
source. 

Infrared sensing trim has been tried in several 
installations and works satisfactorily. The benefits are 
a cleaner public washroom, less odours, and lower 
water usage. Battery-powered sensors should not be 
used. 

2. Spring-Loaded Faucets 
 

Spring-Loaded faucets are not acceptable. Spring-Loaded faucets discourage users from using 
them. 

M.4.8.3 Sinks 

 

Stainless steel sinks are preferred.  Stainless steel sinks are required, because enamel 
finishes would be subject to damage in typical 
kitchens, health centres, correctional facilities and 
schools.  

P-traps for copper piping are to be cast brass. ABS or 
PVC traps are to match the installed drainage piping.  

Lighter gauge traps require frequent replacement.  

All faucets should have flow restrictors to ensure low 
water use.  

This reduces water consumption and waste. 
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M.4.8.4 Hand Basins 

 

Stainless steel basins are preferred for all high use 
public facilities.  

Stainless steel basins are typically required in 
schools, community recreation facilities, air terminal 
buildings, and in all corrections facilities. Fixtures 
must be durable enough to withstand the level of 
abuse they are often subject to in these types of 
buildings. Basins in schools and community 
recreation facilities are frequently damaged.  

Vitreous china or stainless steel basins are 
acceptable in all non- public use facilities.  

Non-public use facilities are less prone to vandalism.  

Enamel on steel and plastic or fibreglass basins are 
not acceptable.  

These components have an inadequate service life in 
public buildings. 

All faucets and showerheads are to have flow 
restrictors to ensure low water use. 

This reduces water consumption and waste. 

M.4.8.5 Toilets and Urinals 

 

All toilet fixtures should be low water use type (6 litres 
or less). All urinals are to be low water use type.  

The objective is to reduce water use. Dual-flush 
fixtures are now widely available and are acceptable 
for many applications.  

Vitreous china toilet fixtures are preferred. Fibreglass 
or plastic models are acceptable only in very low-use 
facilities. 

Fibreglass and plastic models are not durable enough 
for most public use buildings, although they may be 
acceptable for installation in facilities normally 
occupied by fewer than 6 people.  

Use of propane-fired incinerating toilets is not 
acceptable.  

Propane supply is generally difficult, and installation 
and maintenance costs are high.  

The toilet seats in schools and community recreation 
facilities should be extra heavy, open front, seat ring 
type only.  

Toilet seats in arenas and schools have been high 
vandalism targets.  

M.4.8.6 Drinking Fountains 

 

Drinking fountains must be self-contained refrigerated 
type. Remote refrigeration units are not acceptable.  

Water is wasted when people run the water to empty 
warmed water from lines. Self-contained units are 
easier to access for maintenance and repairs.  

M.4.8.7 Hose Bibs 

 

Hose bibs must be keyed. Non-freeze. Self-draining 
type. 18 mm complete with stop and drain valves, 
backflow preventer, inside building.  

They are simple to drain in preparation for winter.  
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M.4.8.8 Shock Absorbers 

 

Manufactured water hammer arresters, c/w isolating 
valves, are required at all groups of fixtures.  

Shock absorbers reduce water hammer and damage 
to fixtures and piping.  

 
 
Figure M.4 - 1 – Typical Water Tank 
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Figure M.4 - 2– Water Tank in Crawlspace 

 

 

 

Figure M.4 - 3– Tube Tank in Crawlspace 
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Figure M.4 - 4– Sewage Tank in Heated Space 

 

 

 
Figure M.4 - 5– Sewage Tank Outside 
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M.5 FIRE PROTECTION 

Firefighting in most Nunavut communities can be challenging, and many obstacles can limit the success of 
any firefighting operation. Fire is devastating in itself but a fire in a small remote community will displace 
residents and businesses for an extended period of time. The basic principles in this section are designed 
to ensure occupants and property are protected, or at least to limit the devastating effects of fire. 
 

Recommendation Rationale 

M.5.1.1 Room Temperature Operation 

 

ULC approved, rechargeable fire extinguishers are 
acceptable for use in all facilities that are occupied on 
a daily basis, are not subject to sudden temperature 
drops, are always maintainable at ambient 
temperature above freezing, and are equipped with 
low temperature alarms. Extinguishers are to be ABC 
rated. 

Please note CGS previously required that all buildings 
be equipped with extinguishers rated for service to -
40°C. High insulation levels and air tight construction 
have greatly reduced the risk of indoor temperatures, 
in any regularly occupied building, reaching extreme 
freezing temperatures. ABC rated extinguishers 
require less maintenance than other types allowed by 
code, such as pressure water types.  

Kitchen fire extinguishers are to be type K to protect 
cooking operations. Kitchens shall also be protected 
with standard ABC rated extinguishers for other 
hazards in the kitchen where the type K extinguisher 
cannot provide protection (i.e. toaster). 

Type K is to supplement kitchen exhaust hood fire 
suppression systems. 

M.5.1.2 Low Temperature Operation 

 

Wherever there is a potential for the temperature 
where the fire extinguisher is kept to fall below 
freezing, extinguishers must be multiple purpose dry 
chemical extinguishers rated for -40°C.  

Typical applications are maintenance garages, fire 
halls, warehouses or any other facility that may not be 
occupied daily; where opening of large garage doors 
can cause temperatures to drop quickly; or anywhere 
extinguishers are intended for outdoor use. 

 

M.5.2 FIRE PROTECTION SYSTEMS 

Fire sprinkler systems are automatic fire protection systems designed to control fires and keep a fire within 
the area of origin until firefighters arrive and suppress the fire. Sprinkler systems have been installed in 
many new public sector buildings since 1985, either as required by code or regulation, at the request of 
the Fire Marshal, or at the request of the GN funding department. 
 

Recommendation Rationale 

M.5.2.1 General Requirements 

 

Fire sprinkler design shop drawings and hydraulic 
calculations must be submitted and reviewed by the 
Office of the Fire Marshal prior to installation, with as-
built drawings and calculations signed by a 
professional engineer.  

The Nunavut Fire Marshal is the authority having 
jurisdiction.  
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Fire sprinkler systems shall be designed and installed 
in accordance with NBC and NFPA 13. Fire sprinkler 
systems are permitted to be designed and installed in 
accordance with NFPA 13D and NFPA 13R if the 
building meets the application requirements found in 
these standards. 

 

Schools shall be classified as light hazard 
occupancies. The following rooms/areas in schools 
shall be classified as Ordinary Hazard Group I: 
science labs, equipment rooms, service rooms, trade 
teaching labs, workshops, and engine repair labs. 

 

Dry systems are generally unacceptable for GN 
facilities.  

If not serviced regularly, valve seats can stick, and the 
system may malfunction.  

 
As an alternative:  

 1. Antifreeze sprinkler system: this system can 
be expensive for large systems and is limited 
with the concentration of glycerine or 
propylene glycol, which limits the minimum 
temperature of the protected area. 

 2. Wet sprinkler system: where the piping is 
installed in a temperate enclosed area and 
dry type sprinkler head is used. Dry sprinkler 
heads shall be tested or replaced every 10 
years. 

 3. The dry sprinkler system is the most 
economical solution for large areas to be 
protected and for room temperature 
below -27°C. 

All crawl spaces shall be protected with fire sprinklers. 
Crawl spaces, unless used for storage or other 
occupancy type, shall be classified as light hazard. 
Independent of sprinkler protection, crawl spaces 
shall be fire stopped in accordance with NBC 
requirements. 

 

All concealed spaces shall be sprinklered. 
 

M.5.2.2 Sprinkler Heads 

 

Quick response heads rated to 74°C are required. 
Except as noted below.  

By responding quickly, the hazard can be quickly 
extinguished, and the quantity of water reserved for 
fire protection can be reduced.  

High temperature heads rated at no less than 1OO°C 
are required in mechanical equipment rooms, such as 
generator and boiler rooms.  

Temperatures can often be excessive in these areas, 
which could lead to premature activation of the 
sprinkler head. 

Dry pendant heads are required in entrance foyers 
and vestibules.  

There is a greater potential for freezing in 
entranceways where doors are opening to the 
outside. Dry heads must be tested or replaced every 
10 years. 
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A glycol loop is required wherever sprinkler piping is 
installed in crawl spaces close to outdoor air vents, 
louvers or intakes.  

Pipes in these locations are subject to freezing.  

New sprinkler systems containing antifreeze require 
that only factory premixed antifreeze solutions be 
used. The maximum allowable concentration of 
glycerine is 48% by volume, which limits the room 
temperature to a minimum of -27°C for these systems. 
The maximum allowable concentration of propylene 
glycol is 38% by volume, which limits the room 
temperature to a minimum of -20°C for these systems.  

 For existing buildings, following NFPA25, existing 
antifreeze systems shall be tested every year and if 
the concentration of glycerine exceeds 50%, and 
propylene glycol exceeds 40%, the system shall be 
drained completely and replaced with an acceptable 
solution. 

M.5.2.3 Piped Water Service Systems 

 

Systems supplied from piped water service systems 
shall have incoming water main sized to provide flow 
rate required for occupancy of building calculated as 
required by relevant NFPA document. The incoming 
main shall be common for sprinkler water and 
domestic water but will be sized to provide the greater 
flow requirement for either system. 

When a single main less than 6 inches in diameter 
serves both domestic and fire systems, the domestic 
demand should be added to the hydraulic calculations 
for the fire system at the point of connection unless 
provisions have been made to isolate the domestic 
demand. 

A ULC-approved backflow prevention assembly shall 
be provided on the sprinkler side of the system to 
prevent backflow into domestic water system.  

Required by the National Plumbing Code. 

An excess pressure pump and a retarding chamber or 
flow switches with a built-in time delay are to be 
provided as methods of preventing false alarms 
during water surges, etc. 

Water pressure in municipal and pumped mains 
systems are known to fluctuate considerably. 

M.5.2.4 Pumps and Controllers 

 

Fire pumps and controllers must be ULC listed. This 
is to conform to the requirements of NFPA 20. 

 

All fire pump systems shall be designed such that 
access to and usage of regularly required testing 
features shall be easy and not require any provision 
of additional equipment. 

Code-required system testing should be performed so 
there is minimal extra work for the maintainer. As an 
example, drainage tests should be able to run without 
the need to run a hose connection to the exterior of 
the building. 
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M.5.2.5 Water Reserve – Tanked Water Supply 

 

Coordinate with the structural designer for proper tank 
support.  

 

Wherever an automatic sprinkler system is installed, 
water supply calculations must be approved by the 
Fire Marshal, but can generally be based on the 
following:  

 

1. Buildings where NFPA 13D applies will 
require a capacity calculated by multiplying 
the required flow rate by the required duration 
of flow as laid out in NFPA13D. 

This will apply to one- and two-family dwellings only. 

2. Buildings where NFPA 13R applies will 
require a capacity calculated by multiplying 
the required flow rate by the required duration 
of flow as laid out in NFPA13R. 

This will apply to one- and two-family dwellings and 
manufactured homes. 

3. Buildings where NFPA 13 applies will require 
a capacity calculated by multiplying the 
required flow rate by the required duration of 
flow laid out in NFPA 13 dependant on the 
occupancy classification of the building 
(except schools, wherein certain areas are to 
be designed to Ordinary Hazard Occupancy 
Group. 

Typically, this will apply to small gymnasiums, 
community offices containing council chambers, 
courthouses, visitor centres, group homes and 
libraries where sprinkler systems are installed.  

 
This will apply to all public buildings which require 
sprinkler protection as laid out in NBC part 3 latest 
edition, excluding those noted previously. 

 
The Nunavut Fire Marshal has the authority to require 
a building to be sprinklered. 

 
Designers are advised to confirm sprinkler 
requirements with the Office of the Fire Marshal for 
ALL building designs. 

Tankage to be provided with means of drainage and 
access to the tank for periodic cleaning. 

This is a code requirement. 

Firewater storage tanks are to be provided with a fire 
water low level alarm float switch wired to a trouble 
signal at the fire alarm panel to indicate if water level 
in the firewater tank has fallen to less than required. 

Water evaporation reduces the water volume 
available to fight a fire. 

M.5.2.6 Carbon Dioxide 

 

(Co2) Use is limited as to where it is required for 
commercial range hoods, unless approval is given to 
use where special electronic equipment is installed.  

It is difficult to clean up.  
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Wet chemical fire suppression systems are installed 
to protect commercial cooking operations. These fire 
suppression systems shall be installed in accordance 
with NFPA 96, "Ventilation Control and Fire Protection 
of Commercial Cooking Operations". 

Easier to clean up.  

M.5.2.7 Halon 

 

Not permitted.  Halon use is restricted because of environmental 
damage (destroys ozone) and transportation hazards. 

M.5.2.8 FM-200 

 

FM-200 Systems are permitted for use in LAN rooms 
and other areas containing sensitive materials. 

FM-200 systems require specialized installation and 
maintenance.  The economics of each installation 
should be reviewed before installing an FM-200 
system. 

M.5.2.9 NOVEC 1230 

 

NOVEC 1230 systems are permitted for use in LAN 
rooms and other areas containing sensitive materials. 

NOVEC 1230 systems require specialized installation 
and maintenance. The financial feasibility of each 
installation should be reviewed before installing a 
NOVEC 1230 system. 

M.5.2.10 Tees 

 

Use factory tees only. Do not use a T-drill.  Factory tees can be repaired without replacing the 
tee. Repairs to T -drill require special equipment that 
may not be available to maintainers. 

 

M.5.3 STANDPIPE SYSTEMS 

Standpipe systems provide a system of fire hoses throughout a building. They are not normally required in 
Nunavut buildings due to size and height as per the National Building Code of Canada. Standpipe systems 
shall be designed and installed in accordance with NBC and NFPA 14. Standpipe systems must be 
submitted and reviewed by the Office of the Fire Marshal prior to installation. 
 

Recommendation Rationale 

Standpipe systems should be considered for large 
buildings even though they are sprinklered and not 
required by code. 

The addition of hose cabinets in large buildings may 
provide an improved initial attack ability to fight fires 
in a large building. 
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M.5.4 OPERATION AND MAINTENANCE 

M.5.4.1 Spare Parts 

The following spare parts are to be provided as per the requirements of NFPA 13 for sprinkler systems: 
 

• Not less than 6 spare heads of each type installed for a building up to 300 heads total 

• Not less than 12 spare heads of each type installed for a building from 300 to 1,000 heads total 

• Not less than 24 spare heads of each type installed for a building over 1,000 heads total 

• A head wrench suitable for each type of head installed 

• A list of the sprinklers installed on the property shall be posted and shall include the following 
information: sprinkler identification number (SIN), general description, quantity and issue date. 
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M.6 FUEL SUPPLY 

M.6.1 GENERAL 

Electrical power, which is generated by diesel power plants in Nunavut, is usually far too expensive a 
heating method to realistically serve the North.  

 
A new method of heating buildings, using heat recovery from Qulliq Energy Corporation power plants, is 
being used and should be considered where the proposed building is near QEC power plant. However, 
even where heat recovery is available, diesel fuel would likely be used to provide a base amount of heat to 
the buildings. Refer to the Energy Chapter.  

 
Diesel fuel has been specially designed to flow at temperatures as low as -50°C. Most northern communities 
receive an annual supply of this fuel by barge. It is stored in a collection of large tanks (a grouping of which 
is called a fuel storage facility), for distribution (via truck) to required facilities and buildings for the 
community's use.  

 
The following information is intended to introduce readers to some of the unique characteristics and 
challenges of storing and safely distributing fuel in Nunavut.  
 

M.6.2 TYPICAL ARRANGEMENTS 

All oil installations must be in compliance with the latest edition of the CSA B-139 Installation Code for Oil-
Burning Equipment and other applicable codes and regulations. 
 
It will be the designer’s responsibility to ascertain and comply with the most stringent requirements of all 
relevant codes. 
 
The storage and handling of fuel oil for building heating systems generally falls into 4 types of installations:  
 

M.6.2.1 Fuel Storage Tanks Less Than 2, 500 Litres (500 gal) Located Outside Building 

Fuel oil tanks located outside the building are usually mounted adjacent to the building on a tank stand 
1,500 mm minimum from any means of egress from the building and from any property line.  

 
The height of the external tank is set to minimize the need of the burner pumps to lift the fuel oil to the 
burner. Thus, the tank stand is specified to sit the tank at or above the mechanical room floor height.  
 
A ladder or stair should be provided to allow the fuel truck driver access to fill the tank. Fuel fill lines and 
vent lines are normally located on top of the fuel tank. The vent line is fitted with a vent whistle and must 
be terminated a minimum of 2400 mm above finished grade. The tank stand must be supported on a non-
combustible support. 
 
Oil should be heated to an appropriate temperature to be ready for use in oil-burning appliances. Typically, 
fuel flows by gravity from the outside storage tank to the appliance. If the portion of pipe inside the heated 
building is short, a large diameter pipe or warming pipe is provided to allow the fuel oil time to warm up. 
Also, it is important that the fuel distribution inside the building be equipped with bottom containment to 
capture any fuel leaks that might occur.  
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Figure M.6 - 1 – Fuel Tank Located Outside 

 

 

M.6.2.2 Fuel Storage Tanks Less Than 2,500 Litres (550 gal) Located Inside Building 

When total fuel storage is less than 2,500 litres (550 Igal), the fuel may be stored inside or outside of the 
building. Storing the fuel inside the building is not the best option. It is generally more expensive as 
adequate space is usually unavailable and adequate clearances of 1500 mm to burners needs to be 
maintained.  

 
Fuel oil stored inside the building must be located on the lower floor. Location of the fuel tank in a crawl 
space is prohibited. Fuel fill lines and vent lines are run out through the building wall. The vent line is fitted 
with a vent whistle and should be at least 2400 mm above ground, within hearing distance of the fuel truck 
operator and a minimum of 3,000 mm from windows and fresh air intakes.  
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Figure M.6 - 2– Fuel Tank Located Inside 

 

 

M.6.2.3 Fuel Storage Tanks Over 2,500 litres (550 gal) Located Outside Building 

Fuel tanks over 2,500 litres (550 gal) located outside the building must be contained by a double walled 
environmental tank, which must be located a minimum of 3000 mm from the building and 3000 mm from 
property lines.  

 
These storage tanks are located above ground, as soil conditions in the majority of the arctic communities 
are not suitable for underground (buried) tanks, and environmental protection guidelines are cost 
prohibitive, and as such are not permitted.  
 
The larger fuel tanks are usually mounted at grade (their large size makes mounting them on any acceptable 
stand impractical).  

 
These fuel tanks must comply with CSA-B139, be ULC approved, and come complete with stairs, fill fittings, 
vents, etc. There are several types of fuel tanks available.  

 
The site will dictate the tank arrangement that should be chosen. If the outside fuel storage tank (located 
at grade) is significantly below the mechanical room, then a dual transfer pump package system should be 
used (Figure M.6-3). If the fuel storage tank is located significantly above the mechanical room, then again 
transfer pumps should be used. If the tank is approximately level with the mechanical room, then transfer 
pumps are not required (Figure M.6-4).   
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Figure M.6 - 3– Fuel Tank Greater than 2500 Litre Located Outside with Transfer Pump 

 

 
 
Figure M.6 - 4– Fuel Tank Greater than 2500 Litre Located Outside, Gravity Fed 

 

 



January 2020 Good Building Practices Guideline Third Edition 

 Chapter M – Mechanical Page 35 

M.6.2.4 Fuel Storage Tanks Over 2,500 Litres (550 gal) Located Inside Building 

If large quantities of fuel need to be stored inside buildings due to property line restrictions or other 
considerations, a fuel vault must be used. This is rarely done and thus is not discussed in detail here. 
Underground fuel storage tanks are not acceptable, as explained above. 
 
 

M.6.2.5 Value Engineering 

The most important consideration affecting the fuel system is the selection of the amount of storage capacity 
that the system should contain. If excessive amounts of fuel are stored, building construction costs will be 
significantly higher. If too little fuel is stored, then delivery cycles will be excessive and may begin to 
overload the local delivery service and possibly result in increased fuel costs. 
 

M.6.3 FUEL OIL DELIVERY AND STORAGE 

Fuel delivery is either by contract with the Petroleum Products Division of the Community and Government 
Services, or through private distributors.  
 

Recommendation Rationale 

M.6.3.1 Fuel Meters and Gauges 

 

Totalizing fuel oil meters are not required unless one 
tank is serving more than one unit in the same building 
and meters are required to monitor consumption for 
each unit. 

Meters allow maintainers to monitor fuel consumption; 
however, fuel is metered by the truck meter and 
billings reflect consumption. 

All tanks should be equipped with a remote reading 
level gauge. 

The Code requires some means of measuring the fuel 
in the tank, and the remote gauge can be located in 
the mechanical room where it is easy for the 
maintainers to monitor. 

M.6.3.2 Tanks 

 

1. Primary Tanks  

If under 2,500 litres, either a circular horizontal tank or 
up to two 1,250 litre oval tanks may be used. 

A supply tank with a capacity of 2,500 L (550 gal) or 
less located outside the building shall be provided 
with: 

 
a) A secondary containment designed for 

outdoor use having a capacity at least equal 
to that of the largest surrounded tank; or 

 
b) A double bottom with interstitial monitoring 

between the walls, unless the supply tank is 
a non-metallic tank in compliance with ULC 
ORD-C80.1; 

 
c) A protection fence whenever the tank 

supplies fuel for an emergency power 
generator as per CSA C282 standard. 
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If over 2,500 litres, double-walled, self-contained, or 
self-bermed fuel storage tanks are required. 

A dike is required by code for tanks over 2,500 litres, 
whereas a self-contained tank is usually less costly 
and provides the best flexibility in its location and 
relocation in the future.  

2. Auxliary Tanks  

Auxiliary tanks may be up to 1,250 litres (275 Igal) in 
size. Auxiliary tanks shall be horizontal type. A 
separate, dedicated auxiliary tank is required 
whenever there is an emergency generator.  

An auxiliary tank is required if a transfer pump system 
is used and is required if an emergency generator is 
in the building. An auxiliary tank provides storage for 
the purpose of warming fuel oil for use by oil-burning 
appliances and for an emergency generator. It 
provides the minimum 2-hour fuel requirement for 
operating the generator (when nothing else works). 

3. Stands  

Fuel storage tank stands should be fabricated from 
steel. Timber stands are not acceptable. 

Although required by code, this is sometimes 
overlooked. 

Coordinate with the structural designer for proper tank 
support. 

 

 

4. Oil-Warning Pipe  

An oil-warming pipe is to be used in all applications 
where a day tank is not installed and where gravity 
feed from an exterior storage tank is possible. The 
pipe is to be constructed of standard schedule 40 pipe 
and is not to exceed 45 litres. 

When an oil pipe enters a building, the first one or two 
metres of the pipe will build up frost on the outside of 
the pipe as the fuel warms up. To facilitate this 
process, usually an oil-warming pipe is installed. 
However, if there is an auxiliary tank, the auxiliary 
tank will act as the warm-up pipe. In the case of where 
there is a crawl space, the pipe looping through the 
crawl space will act as a warm-up pipe. 

Warming pipe to be equipped with a manual bleed 
valve at high point and a drain valve at low point. 

 

 

5. Fittings on Oil Tanks  

Plastic fittings on oil tanks are not allowed. These fittings tend to leak. 

M.6.3.3 Fuel Tank Capacity 

 

Primary Tanks 
 

1. A 2-week supply, calculated at continuous 
maximum operating load (including heat and 
standby power), is the minimum required 
wherever a standby generator is to be installed, 
or a long disruption in heating would require 

Even with regular fuel delivery, blizzards or storms 
can make delivery difficult for periods up to 2 weeks.  
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relocation of residents, or could potentially 
damage essential equipment. 
 

2. A one-week supply, calculated on continuous 
maximum operating load, is the minimum 
required for all buildings that are not essential in 
the event of power failures and can be prepared 
for freezing conditions (i.e., water lines drained). 
 

Current codes and regulations will dictate the 
requirements for auxiliary tanks. 

3. For additions to existing buildings, actual fuel 
consumption over the preceding three years is to 
be ascertained to determine whether fuel storage 
capacity needs to be increased. 

Actual fuel consumption may be higher or lower than 
anticipated originally. Projected fuel consumption 
may or may not increase significantly, depending on 
whether previous envelope and/or ventilation 
upgrades were undertaken. 

M.6.3.4 Location and Access 
 

Primary Tanks  

Suitable platforms with steps and handrails are to be 
provided for filling exterior tanks.  

This provides a safe condition for the fuel deliverer.  

Buried fuel tanks are unacceptable for public sector 
buildings.  

Soil conditions do not permit buried tanks in most 
arctic locations and environmental protection 
requirements make them costly.  

Tanks of up to 1, 800 litres capacity may be installed 
within the heated building envelope.  

Where space can be provided to allow the tanks to be 
concealed, the potential for spills makes this option 
undesirable.  

No fuel tanks are to be located in crawl spaces.  This is because spills might go undetected in crawl 
spaces.  

Wherever possible, elevate the primary storage tank 
to allow the tank to gravity feed to the fuel burning 
appliances. Ensure the tank and piping are installed 
at an appropriate elevation and grade to allow the 
contents of the tank to be fully utilized.  

A gravity feed fuel oil system is the most cost-effective 
means of providing fuel oil to a building.  

M.6.3.5 Spill Protection 
 

1. Exterior Tanks 
 

If a fuel tank is required to have spill protection 
because of its size, the tank is to be of the horizontal 
type for above ground installation. The containment 
dike is to be closed off and secured with a removable 
cover, and the tank is to be enclosed on all sides by a 
fence, leaving adequate access on all sides of the 
tank for maintainers and to permit fuel delivery.  

The Environmental Protection Act specifies when spill 
protection must be provided; unprotected dikes are a 
safety hazard, as they can fill with water.  

 
Fencing will further discourage access and tampering 
by unauthorized persons. If the tank is supplying fuel 
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for an emergency power generator, fencing is 
mandatory. 

 
A fence is not required if the containment access 
covers cannot be removed.  

2. Interior Tanks  

Containment with 110% capacity is required beneath 
all interior tanks. An equivalent approved double 
walled storage tank can be used as well. 

Interior tanks are usually located in mechanical 
rooms. Such rooms normally have painted plywood 
floors that would permit seepage of fuel into the floor 
assembly if the fuel were not contained.  

3. Auxiliary Tanks  

Auxiliary tanks must be vented to the exterior tank. 
Vents must not be trapped. 

This eliminates the possibility of the tank level controls 
failing to stop the transfer pumps and overfilling the 
interior tank, such that the tank overflows out of the 
vent pipe onto grade. If this arrangement cannot be 
achieved, then additional safety controls should be 
incorporated into the transfer pump controls. 

M.6.4 OIL SUPPLY (DISTRIBUTION) 

Recommendation Rationale 

M.6.4.1 Fuel Temperature 

 

Fuel stored in exterior tanks should be warmed before 
reaching the burners, by providing either an auxiliary 
tank, an oil warming pipe or an extended run of supply 
pipe in the mechanical room that is long enough to 
allow oil to warm to room temperature.  

Oil burners will operate at a higher efficiency when 
fuel oil is at room temperature.  

M.6.4.2 Transfer Pumps 

 

Two bulk fuel oil transfer pumps are required 
wherever an auxiliary fuel tank is installed that will be 
controlled by electric liquid level controllers for on-off 
automatic pump operation.  

This is to transfer fuel from exterior primary tank to 
interior auxiliary tanks.  

Pressure gauges and a pressure relief valve (integral 
or external) are to be installed on all fuel transfer 
pumps. 

One pump is operational, the other a standby pump 
that can be put into operation quickly and easily. 
Pressure gauges allow the monitoring of pump 
performance. 

Standby fuel pumps are to be installed and sized to 
handle 100% of full system load. Do not use 
automatic start/alternators; use hand selector 
switches only.  

In the event of a pump failure, a maintainer should be 
called to the facility to become aware that the primary 
pump has failed. The standby pump is permanently 
installed to ensure it is there when needed, and the 
system can be quickly and easily switched over. 
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M.6.4.3 Piping 

 

1. Materials  

All exterior fuel oil piping is to be Schedule 40 steel 
screwed pipe, minimum 50 mm size, valved at the 
tank and immediately inside the building, and properly 
supported. Buried lines should be welded when used 
-however their use is to be avoided whenever 
possible. 

All fittings must be rated at 907.2 Kg (2,000 Kbs).  The 
connection shall consist of Teflon tape and gasoila 
thread sealant with PTFE.  

  

The use of an ULC-approved, double-walled, 
environmental pipe is required for any buried pipe. 

2. Two Pipes Systems  

Where an auxiliary tank is installed, a two-pipe system 
(supply and return) is preferred for all oil-burning 
equipment. 

  

This eliminates problems with air locks and returning 
the fuel to an interior tank maintains it at room 
temperature.  

3. Gravity Feed  

If fuel is gravity fed to burners directly from an exterior 
tank, do not use a two-pipe system.  

 

This would cause preheated fuel to be returned to the 
exterior tank and produce condensation in the tank.  

4. Drip Leg  

A valved 50 x 50 mm nipple and cap is to be installed 
on all fuel tank piping with installation as follows: tank, 
valve, 90°elbow, tee (branch to building), valve, 
50 x 50 mm nipple and cap. 

This will serve as a dirt pocket and allows 
condensation to be drained from the tank to prevent 
water and ice build-up in the tank and piping.  

M.6.4.4 Flex Connectors 

 

Exterior fuel piping (supply and return) should have 
braided steel flex connectors installed prior to pipe 
entering building.  

This prevents stress caused by differential settlement 
of the tank and building.  

Adequate steel support shall be provided from the 
exterior fuel tank to the building. Support to be 
anchored to a concrete base or steel pipe. 

Tanks over 2,500 litres are located at 3,000 mm from 
the building and piping is installed at a high level. 
Installing the piping at a high level permits easier 
access for maintenance around the tank.  

Flexible connectors should be long enough to allow 
for the expected differential movement. A length of at 
least 600 mm is preferred.  

Movements of up to 100 mm are not uncommon. 
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The burner is to be connected to the fuel piping, with 
flexible connectors. Using either Type K copper or 
braided steel flexible connectors.  

The burner is disconnected and reconnected during 
routine maintenance. The flexible connector allows 
this to be done easier. The use of braided steel 
connector is preferred, as the copper connector will 
kink over time.  

Braided steel flexible connectors are required on the 
supply and return lines to the emergency generator.  

 

M.6.4.5 Isolating Valves 

 

Each piece of fuel-burning equipment must have 
isolating valves.  

This will allow equipment to be disconnected for 
maintenance or replacement.  

On a two-pipe system, the return line must not have 
an isolation valve.  

The code does not allow a valve on the return line.  

Fusible valves are to be used for all supply lines to all 
oil-burning equipment, including generating plants.  

The CSA B139 code specifies only heating equipment 
as requiring fusible valves. As generating plants are 
common in larger public sector buildings, it is 
important to note that fusible valves are also a 
requirement on fuel lines to generators to stop flow of 
fuel in case of fire. 

M.6.4.6 Pressure Gauges 

 

Provide dial type pressure gauges with a 90 mm 
diameter dial scaled to the application intended and 
located at the discharge of each pump.  

Pressure gauges installed at appropriate locations 
assist the building operators in system operation and 
performance evaluation. Incremental cost of gauge 
installation is offset by operational efficiency.  

Provide an isolation valve for each gauge, a snubber 
for pulsating operation and a diaphragm for corrosive 
service applications.  

 

M.6.4.7 Filters 

 

An adequate oil filter is to be provided at each oil 
burner. 

Filters ensure clean fuel to all burners. 
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M.7 HEATING 

Minimizing the energy consumption of public buildings is important in Nunavut where fuel costs are 
extremely high. Added to this, the severe climate means that heating must be provided over much of the 
year. The number of degree-days below 18°C can reach 12,594 in Resolute, as compared to an average 
of 3,000 in Vancouver or 5, 782 in Edmonton.  
 
All buildings, except seasonal-use buildings or cold storage facilities require some type of heating system. 
Buildings can have their own heating system or be heated by a central plant located in or nearby the 
facilities. In some locations it may be possible and practical to use recovered heat from a local power plant 
to heat individual or groups of buildings. 
 
Fuel sources other than fossil fuel should be considered if practical and available. The reduction of 
greenhouse gas emissions should be a design priority. 
 

Recommendation Rationale 

The design objective for indoor space temperature in 
occupied areas during winter conditions is 21°C. 

It is intended that heating systems be properly sized 
for the actual requirements of the building.  

 ASHRAE 55 – Thermal Environmental Conditions for 
Human Occupancy provides calculation methods on 
how to evaluate the Mean Radiant Temperature in 
buildings to achieve comfort. This method shows that 
using radiant heat allows set points to be reduced in 
rooms to achieve the same level of comfort.  

Whenever possible, implement temperature setback 
within buildings during unoccupied periods.  

This reduces energy consumption  

The outdoor air design temperature shall be 
according to the 2.5 % January design temperature 
indicated in the most recent supplement to the 
National Building Code. Similar data from 
Environment Canada for specific communities that 
are not listed in the supplement were added in the 
Appendices. 

This advises the design industry of acceptable 
building design criteria in Nunavut.  

M.7.1 FORCED HOT AIR SYSTEMS 

Forced hot air heating systems are as common in Nunavut as elsewhere in the country. However, as few 
buildings in Nunavut have basements, counter-flow furnaces are generally required with ducts located in a 
raised floor. Although forced hot air systems are not suitable for all types and sizes of facilities, their 
relatively simple servicing requirements make them a good choice in many circumstances.  
 

Recommendation Rationale 

M.7.1.1 Furnace Type 

 

Two speed fans are required where ventilation is 
provided by the furnace.  

This provides continuous air circulation and reduces 
the stratification of air.  

Where a separate ventilation system is installed, a 
one-speed fan is to be provided.  

Continuous use of the furnace fan is redundant and 
undesirable considering high electrical costs.  
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Provide stainless steel heat exchangers on forced hot 
air heating systems where more than 10% outdoor air 
for ventilation is required, and/or where the entering 
air temperature is below 13°C.  

Standard heat exchangers tend to corrode and fail 
prematurely when exposed to low inlet air 
temperatures.  

Refer to Mechanical M7.2.2 for chimney and vent 
requirements.  

 

Non-combustible block bases with 6 mm steel plates 
are to be used under all oil-fired heating equipment 
installed on combustible floors.  

Past experience has shown that even equipment 
approved for use on a combustible base has burned 
into the floor. 

M.7.1.2 Combustion Air 

 

All fuel-burning appliances require a properly sized 
combustion air supply.  

This is a code requirement. 

M.7.1.3 Heating Capacity 

 

Forced air heating is suitable only for buildings where 
multiple heating zones are not required.  

Typically used for small buildings such as fire halls, 
garages, small office buildings, small health centres 
or residences. Not considered suitable for use in 
arenas or gyms, or where more than one furnace 
would be required to provide separate heating zones. 

M.7.1.4 Distribution 

 

Ducts located in a raised floor are preferred over 
those located in ceiling spaces. 

Better heat distribution when hot air is introduced at 
lower levels and avoids penetration of building 
envelope assembly.  

Where exposed ducts are acceptable, they may be 
located overhead.  

Generally, results in poor heat distribution, but this 
may be acceptable in some situations where comfort 
levels are not critical. Depending on the application, 
ceiling fans can be used to eliminate stratification of 
hot air. Ceiling fans are not expensive and are easy 
to maintain.  

 

M.7.2 HYDRONIC HEATING SYSTEMS 

This is the most commonly used heating system in public sector buildings because of its ability to heat large 
areas with multiple heating zones. It provides better control and comfort than forced air systems. See figures 
7.1, 7.2 and 7.3. 
 
The total boiler plant size is one factor in determining how many qualified operators there should be. In 
some communities in Nunavut, sufficient or qualified staff may not be available for the plant size.  
 
When selecting the type of hydronic heating system for buildings in Nunavut, consider the building size, 
complexity and special requirements. Ease of maintenance practices should be considered when designing 
for all mechanical equipment. 
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M.7.2.1 Boilers 

 

Two oil-fired, cast irons, wet base boilers, suitable for 
use with propylene glycol heating solution, are 
preferred. Each boiler is to be sized to handle 50% of 
the design load.  Exceptions should be noted for 
facilities which may require heating capacities in 
excess of these amounts (example: health facilities). 

Sizing the two-boiler heating plant to no more than 
100% of the building design heating load is intended 
to ensure that the heating plant capacity  

Will not exceed the actual building-heating load. The 
heating plant will operate more efficiently when not 
oversized.  

Multiple passes, forced draft, fire-tube boilers are 
preferred in larger buildings where the boiler required 
exceeds 250 kW.  

 

Only retention head type burners are to be used.  They are the most efficient burners available.  

The high limit control on boilers is to be the automatic 
reset type.  

In cases where there is not a daily inspection carried 
out on the boilers, it is undesirable to have the boilers 
remain shut down until the high limit is reset manually. 
If not reset promptly, considerable damage could 
result to the building from frozen piping and fixtures.  

Single stage firing arrangement (not high. low) is 
required on boilers.  

During extreme cold conditions, single stage firing 
reduces the danger of damaging boiler venting from 
condensing products of combustion.  

Consideration should be given to installing hour 
meters on each boiler.  

Provides runtime indication to operating personnel for 
lead/lag operation and maintenance.  

The use of condensing boilers could be considered to 
allow lower operating water temperatures and better 
efficiency.  

Water temperatures below 60°C are not possible in 
regular cast iron boilers due to condensation. But 
significant energy savings may occur when lower 
temperatures are used. Designer must ensure that 
condensing boilers will be supplied with low-sulphur 
oil meeting the boiler manufacturer’s requirements. 
Otherwise, severe corrosion could occur within the 
boiler’s heat exchanger.  

A boiler installation permit is required for any new or 
retrofit installation for which the Nunavut Boiler and 
Pressure Vessels Act & Regulations applies (for 
boilers greater than 30 kW or 102,364 btu/h. 

As required by the Nunavut Boiler Safety Section 
Policy Directive. 

M.7.2.2 Chimneys and Vent Connectors 

 

A separate chimney for each oil- burning appliance is 
preferred.  

Although this may increase the number of 
penetrations through the building envelope, shared 
chimneys are always oversized.  

Note: Although the terms 'stacks' for 'chimneys' and 
'breechings' for 'vent connectors' are commonly used, 
CSA Standard B139 no longer includes these terms 
in its definitions.  
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Forced draft appliances require pressure rated 
chimneys.  

 

Provide a base tee for cleaning access to all 
chimneys. 

 

All connections and bends are to be “swept” type.  

Chimney lengths should be minimized and kept within 
the heated building envelope as much as possible, 
with the exposed exterior length also kept to a 
minimum.  

Cold chimneys result in condensation forming in the 
chimney due to moisture produced from combustion 
gases. The condensate freezes and builds up over 
the winter and can eventually block the chimney. 
Such condensate is also very corrosive and will lead 
to the premature failure of the chimney. Backpressure 
due to blockage or leakage through perforations can 
result in dangerously toxic conditions. 

Where vent connectors are necessary, they are to be 
installed to permit easy removal for cleaning.  

Promotes more regular cleaning and inspection of 
vent connectors and chimneys.  

Vent connectors must be insulated.  Insulation is required on vent connectors to prevent 
accidental burns to maintenance staff. The insulation 
must be easily replaceable, or there is a risk that it will 
be improperly replaced.  

Each oil-burning appliance is to be provided with its 
own barometric draft regulator.  

The pressure in the chimney varies considerably 
because of wind conditions, stack effect from 
temperature difference, and (in the case of multiple 
fuel-burning appliances) according to how many fuel- 
burning appliances are operating at a time. 
Barometric dampers eliminate one major variable and 
stabilize draft conditions for each fuel-burning 
appliance.  

Cleanouts are required on all changes of direction of 
the vent piping for fuel-burning appliances. 

All portions of venting are to be easily accessible for 
cleaning.  

M.7.2.3 Combustion Air 

 

Where possible, bring the air in at a low point in the 
mechanical room and duct to an outlet at a high level 
close to the ceiling.  

This installation controls the amount of cold air drawn 
in for oil-burning equipment and avoids cold air from 
flooding in at floor level, which can freeze water lines.  

If combustion air cannot be ducted within the 
mechanical room to a high-level outlet, then the air 
must be preheated using a unit heater. Quantities of 
preheated air are required (i.e. after expansion) to be 
calculated as per CSA B139, considering that special 
engineering practice is necessary in the extremely 
cold climate of Nunavut. Calculations are to be based 
on maximum heating loads, not including standby 
generators.  

Combustion air intakes are commonly oversized and 
colder air than necessary is brought into mechanical 
rooms. This can result in the freezing of water lines 
and pumps located in the mechanical room. It is 
important to recognize the extremely cold 
temperature of outdoor air and problems associated 
with bringing it directly into a building. A 33% 
reduction is recommended to recognize the 
expansion of cold air to demand temperature. 
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M.7.2.4 Heating Fluids 

 

1. Glycol  

A glycol and water mix is the preferred fluid for use in 
hydronic heating systems.  

Based on past experience, systems using 100% 
water were prone to freezing resulting in high 
maintenance costs and disruption to users. Glycol can 
be tested regularly and inhibitors (di-potassium 
phosphate) added as required. The use of glycol is 
sometimes questioned because of its corrosive 
effects, which can damage equipment. It has been 
suggested that water may in fact not pose the same 
threat of frequent freeze-ups as it once did, given the 
improved quality of building insulation and air 
tightness. However, until this has been studied 
further, the GN is unwilling to change the practise of 
using glycol, which has generally proven to work well.  

The heating fluid used in all hydronic-heating systems 
is to be a premixed 50 % concentration by volume of 
Dowfrost HD propylene glycol.  

Ethylene glycol is toxic, and cases of poisoning have 
occurred in the past in several communities in 
Nunavut. Alternatives to Dowfrost HD will not be 
considered until those products can be shown to be 
of equivalent and consistent quality.  

Dowfrost HD is currently the only product acceptable 
to the GN. The selection of Dowfrost as the only 
acceptable product allows for ease in training, fewer 
types of test kits and easier storage in the community. 
A premixed glycol solution will eliminate problems 
encountered with the on site mixing of glycol utilizing 
local water. Water in a community that has more than 
50 ppm of hardness ions, Ca++ or Mg++, or more than 
25 ppm of chloride and sulphate, is considered 
unsuitable for use as part of the heating fluid. Water 
quality varies unpredictably between seasons and 
communities. A premixed glycol solution will ensure 
proper thermal and corrosion inhibiting 
characteristics.  

2. Glycol Fill  

Glycol fill provides a convenient and adequate means 
of charging hydronic heating systems by using either 
a motor driven pump or an automatic pressure-
controlled makeup system. The pressure relief valve 
on the boilers is to be piped back to a polyethylene 
glycol fill tank.  

Manual vane type pumps have proven to be 
unsatisfactory. Since most hydronic heating systems 
do not have continuous supervision, it is preferable to 
have system pressure maintained for as long as 
possible in cases of leaks. Piping the glycol relief back 
to the glycol tank avoids wasting glycol whenever the 
pressure relief valve is activated.  

A manual diaphragm type pump would be acceptable 
on hydronic heating systems sized at less than 117 
kW. Manual vane pumps should not be used. 

Manual diaphragm pumps work satisfactorily. 
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M.7.2.5 Circulation 

 

1. Piping  

Primary/secondary piping loops, which allow constant 
flow on both loops under varying load demands, are 
preferred for systems supplying over 117 kW. A single 
loop is acceptable for systems up to 117 kW.  

The continuous flow of heating fluid through the boiler 
and the controlled flow of heating fluid through the 
heating loop avoids subjecting boilers to temperature 
shocks. 

 The use of variable flow pumps for the secondary 
pumping system will reduce energy use in buildings. 
This type of control is only recommended on larger 
systems where Direct Digital Control (DDC) is 
available.  

Unions, isolating valves and drains are to be provided 
at all heating equipment connections.  

They facilitate the isolation of heating coils, heat 
exchangers, pumps, and heating zones for periodic 
maintenance and/or repair.  

Isolation and by-pass valves are to be installed so that 
the flow through each heating coil in an air handling 
system can be adjusted, even if the secondary coil 
circulating pump and/or the three-way control valve is 
out of service.  

It must be possible to operate the system manually 
when the three-way control valve is removed for 
maintenance or repairs. The forced shutdown of 
systems could result in loss of ventilation and heating 
in certain applications.  

Hydronic system piping arrangements are to be 
designed to maintain full and balanced flow through 
each boiler when it is operating. Provide balancing 
valves in each boiler circuit to facilitate balancing of 
the system.  

This prevents damage to boilers by overheating of 
boiler sections or tubes.  

The T-drill pipe fitting system is not acceptable. There has been a history of failures of T-drill joints.  

All glycol systems, once completed, are to be flushed 
and degreased. 

 

Avoid using mechanical fittings (i.e., grooved joints) 
on glycol heating piping even if suitable gaskets are 
used. Black iron (welded or screwed) and copper are 
the preferred choice. 

 

Since use of the 50/50 glycol/water heating fluid is not 
common in other parts of the country, designers easily 
overlook this. 

2. Equipment  

Pumps and other heating equipment must be selected 
while keeping the different properties of glycol vs. 
water in mind. For example. Expansion tanks must 
have an ED PM bladder that is compatible with 
propylene glycol, and the tank must be sized to 
accommodate the increased expansion of glycol over 
water. 

 

Standby pumps are to be installed with each pump 
and sized to handle 100% of a full system load. Do 
not use automatic starters, but rather a manual 
selector switch only.  

In case of pump failure. A maintainer must come out 
and is then made aware that the primary pump has 
failed. The standby pump is permanently installed to 
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ensure it is there when needed. And the system can 
be quickly and easily switched over. 

Circulation pumps are to be sized to circulate water 
through all boilers in multiple boiler installation.  

This assures there will be a continuous flow through 
all boilers under all operating conditions.  

Circulating pumps are to have mechanical seals. Do 
not use packings.  

Provides a reliable seal.  

Isolation valves are required on the suction and 
discharge of all pumps. 

This will facilitate operation and maintenance. 

One set of strainers is required for each building 
heating system.  

Strainers catch suspended particles in the system as 
they circulate. Strainers are not required at every 
pumped loop.  

Side stream filters with sight glass are required for 
each hydronic heating system over 117 kW 
(400,000 Btu). However. side stream filters are 
beneficial for all heating systems. Each side stream 
filter is to be provided with one case of replacement 
10-micron filters.  

Side stream filters provide an economical, effective 
means of keeping the heating fluid clean. Sight 
glasses provide a means of determining cleanliness 
of the heating fluid.  

 
Smaller heating systems are less likely to require 
continual cleaning, and it is not cost effective to 
provide side stream filters.  

 
3. Insulation  

Insulation is required on all circulation piping located 
in mechanical rooms. Insulation may be omitted from 
valves. Unions and strainers where piping is 63 mm 
and smaller. Removable prefabricated insulation is to 
be used at all valves and unions on all piping over 63 
mm.  

Heat from uninsulated piping can cause overheating 
of the mechanical room, wasting energy and creating 
uncomfortable working conditions for maintenance 
personnel.  

 Periodic access to valves and unions requires 
removal and replacement of insulation at these 
locations, in such a way that it does not damage 
adjacent pipe insulation.  

4. Jacketing  

All visible insulated piping or that located in 
mechanical rooms is to be covered with a jacket 
suitable to the location and the environment in which 
it is installed. Outside piping is to be covered with 
aluminum jackets. 

Jackets protect insulation. 

M.7.2.6 Distribution 

 

1. Wall Fin Radiation  

Wall fin covers or enclosures are to be sloping top 
model, minimum 14-gauge steel.  

Sloped tops prevent people from placing things on 
them and obstructing heat. The heavier gauge steel 
will be less easily damaged than standard gauge 
covers.  
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When permanent cabinets or built-in furniture must be 
located against the same wall as radiation units, 
appropriate inlet and riser vents are to be installed 

Cabinets obstruct airflow, and vents will alleviate this 
problem.  

A shut-off valve is required for each zoned section of 
radiation.  

This allows the zones to be isolated for repairs.  

A balancing valve must be provided on the return line 
for each zone of radiation.  

Allows for proper balancing of the heating system.  

Isolation valves and unions are to be provided on both 
sides of zone valves and a piggyback drain valve is to 
be provided on the discharge side of the zone valve. 

This reduces the chance of systems becoming air 
locked and potential damage to carpeted areas.  

In low traffic vestibules and entrances/exits, wall fin 
radiation is preferred over a force flow unit. The wall 
fin radiation is to be controlled by a zone valve and a 
wall thermostat c/w tamper proof metal. 

 

This reduces both overheating in the area and 
installation costs. 

2. Force Flow Units  

Force flow units are required for typical high traffic 
vestibules and entrances. Floor and wall mounted 
models should be recessed where structural 
conditions allow.  

Force flow heating units provide quick heat recovery 
in high traffic areas, such as entrances.  

Heating is controlled by cycling the fan and/or a 
control valve.  

 

The control valve is necessary to prevent overheating 
of the spaces.  

3. Radiant Floor System  

Where it is important that a warm floor be provided 
and in-floor heating is approved, a radiant floor 
system may be used. 

The functional program should clearly outline this 
requirement, which will generally be considered 
where body contact with the floor will be usual (e.g., 
kindergartens or play rooms).  

The radiant floor piping must have an oxygen barrier.  The oxygen barrier prevents oxygen from entering the 
heating system and causing premature system failure 
due to corrosion.  

4. Radiant Ceiling Panels  

Radiant ceiling panel heating systems may be used in 
specific building locations and building types.  

Radiant ceiling panel systems allow the walls to be 
free of radiation cabinets and/or convectors, thus 
increasing the viable floor area and improving floor 
cleaning and maintenance. 

5. Radiant Wall Panels  

These may be used instances, but it is important to 
ensure that furniture or other objects will not block the 
path of the radiant heat. 

 

 

As an alternative, ceiling panels can be used when 
room usage permits.  
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6. Fuel-fired Radiant Heat  

This type of heating may be used in buildings such as 
arenas and garages. However, it is not particularly 
efficient, so it is not recommended if there is a better 
alternative. 

 

 

7. Air Curtains  

In facilities which include large overhead door 
openings such as fire halls and garages and 
entrances to a building without a vestibule area, it is 
recommended to provide air curtains across the 
openings (e.g. Enershield type). 

 

Air curtains block outdoor air from entering into the 
facility and cooling down the area. Reheating the 
space takes a considerable time and is uncomfortable 
for occupants. 

M.7.2.7 Provisions for Monitoring Performance 

 

1. Low Heating Fluid Cut-offs Devices installed to 
allow testing of low water fuel cut-offs must allow 
testing without draining the boiler. 
 

This minimizes the loss of the heating medium and 
protection of the equipment.  

2. Thermometers 
 

Provide thermometers scaled to the application 
intended in the following locations:  

Thermometers installed in appropriate locations 
assist the building operators in system operation and 
performance evaluation.  

• Heating fluid supply and return to each heat 
generating device  

• Chilled water supply and return to each 
cooling coil  

• Return piping from each heating zone  
• Supply and return piping to each main 

heating coil (not required on reheat coils) 
• Converging side of 3-way control valves  

 

In piping systems. Brass or stainless steel bulb wells 
complete with thermal grease are required. 
Thermometers to be located in a visible and readable 
location. 

 

 

3. Gauges  

Provide dial type pressure gauges located to measure 
pump suction and discharge pressure of each pump.  

 

M.7.2.8 Alarms 

 

1. Air Vents  
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Manual air vents should be installed at all high points 
of hydronic heat piping throughout the building and 
provided with clearly identified access covers.  

Because propylene glycol quickly deteriorates the 
seat of auto vents, their use should be limited to the 
mechanical room where leaks will not damage 
carpeting.  

2. Bibbs near Boilers 
 

An 18 mm combination cold and hot water hose 
connection is required close to boilers. Hose bibbs 
must be equipped with hose vacuum breakers.  

This is needed for flushing of boilers. Vacuum 
breakers are required to prevent backflow and to 
eliminate the potential for the contamination of the 
potable water supply.  

3. Access to Valves  

Access doors to all control valves and isolation valves 
are required.  

 

Provides ease of maintenance.  

4. Radiation Fins  

Radiation cabinets should be secure, but easily 
removable by maintainers. 

 

Provides ease of maintenance.  

5. Air/Dirt Separator  

Hydronic heating systems are to be provided with an 
air/dirt separator. 

Air/dirt separator removes microbubbles that flash 
after the fluid passes through the boilers. These 
microbubbles are responsible in large part for 
corrosion in heating systems. This simple accessory 
greatly reduces the amount of air trapped in the 
heating loops and reduces the use of chemicals. 

M.7.3 UNIT HEATERS 

Recommendation Rationale 

M.7.3.1 Unit Heaters 

 

Hydronic unit heaters are to be used only for spaces 
that are normally unoccupied, such as mechanical 
rooms, large storage areas, etc., where noise levels 
are not a consideration. Unit heaters are to be hung 
with appropriate vibration isolation. Balancing, 
isolation, drain valves, air vent and unions are 
required on unit heaters. Unit heaters are to be 
equipped with fan guards.  

Unit heaters are an inexpensive, yet effective means 
of providing a controlled heat source in unoccupied 
spaces but are generally considered too noisy for 
other applications.  

Heating is to be controlled both by cycling the fan and 
closing of a control valve.  

The control valve is necessary to prevent overheating.  

In garages and fire halls, unit heaters are, when 
possible, to be wall mounted at an elevation which 
allows for easy maintenance access. 

Unit heaters in these types of facilities have ceilings 
at an extra high level to provide clearance for vehicles 
housed below. This high-level mounting installation 
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Unit heaters are not to be mounted higher than 
3 meters from the floor unless a work platform or 
manlift is provided. 

results in access and safety issues. Legislation calls 
for scaffolding, manlifts and other safety features to 
be used if equipment is mounted above a specific 
height. 

M.7.3.2 Operation and Maintenance 

 

1. Spare Parts  

The following spare parts are to be provided: 
 

• One set of belts for each piece of machinery 
• One spare pump for each type and size of 

pump in the system 
• One additional sealed drum of glycol 

Dowfrost HD 
• One motor and fuel pump for each type of oil 

burner installed 
• One additional High/Low limit control 
• Two additional water temperature 

thermometers 

 

M.7.4 SCHEMATICS 

The following schematics provide various boiler and heating loop configurations. Typically, and preferably 
used in the North. 
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Figure M.7 - 1– Single Boiler, Double Pump 
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Figure M.7 - 2– Double Boiler, Double Pump 
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Figure M.7 - 3– Primary-Secondary Boiler System 
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