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SECTION A – TENDER CALL 

1. INTRODUCTION 

1.1 The City of Iqaluit Department of Public Works and Engineering (the City) is 
issuing a Request for Tender (RFT) for qualified Proponents to provide 
construction services as further outlined in this RFT document. The purpose and 
objective of this project is to carry out the replacement of the Fuel Rank at Water 
Treatment Plant. 

2. BACKGROUND 

2.1 Location: 

Iqaluit is the capital of Nunavut and is located at the south end of Baffin Island, 
Frobisher Bay 64°31’N latitude and 68°31'W longitude. Access to Iqaluit is 
provided by regular scheduled commercial aircraft year-round, snowmobile trails 
from other Baffin Island communities in the winter, and sealift from the port of 
Montreal in the summer. 

2.2 Geology and Terrain: 

Iqaluit‘s location is above the tree line and within the continuous permafrost zone 
of Canada. The region generally consists of glacially scoured 
igneous/metamorphic terrain. In some locations, a thin layer of organic material is 
found. 

2.3 Climate: 

Iqaluit has an Arctic climate with January and July high and low mean 
temperatures of –21.5° C/ -29.7°C (high/low) and 11.4° C/3.7° C (high/low) 
respectively. The annual precipitation is made up of 19.2 cm of rainfall and 255.0 
cm of snowfall for a total of 43.0 cm precipitation. The prevailing winds are 
northwest at 16.7 km/hr. 

3. TENDER CALL 

3.1 Proponents must submit their Tenders by electronic bid submission only, through 
MERX Canadian Public Tenders. MERX can be accessed via the following 
website link – https://www.merx.com/.  Tenders must addressed to: 
 
City of Iqaluit 
Attn: Sumon Ghosh  
Director of Engineering 
901 Nunavut Drive, P.O. Box 460 
Iqaluit, Nunavut, X0A 0H0 

3.2 Tenders are required to conform to the conditions below. For further instructions 
on how to submit an electronic bid through MERX, refer to the MERX Electronic 

https://www.merx.com/
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Bid Supplier Guide, via the following link – 
https://marketing.merx.com/Support/EBSGuide.pdf. Alternatively, you can 
contact MERX customer service at 1-800-964-6379. 

3.3 Bidders must obtain a unique PIN number from MERX in order to upload 
electronic bid submission documents. It is important to keep this PIN number in a 
permanent location as it will be required each time you wish to submit a bid 
response to a call to tender.  

3.4 Electronic Tenders are to be received before March 31, 2023 at 3:00 PM EST 
local Iqaluit time. 

3.5 The final decision on whether to accept late Bids is at the City’s discretion. 

END OF SECTION 
  

https://marketing.merx.com/Support/EBSGuide.pdf
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SECTION B – TENDER CONDITIONS 

1. SUBMISSION REQUIREMENTS 

1.1 The Tenderer shall complete all documents pertaining to this Contract in ink or in 
type.  

1.2 If the Tenderer is a corporation, an authorized officer of the corporation shall sign 
and seal the Form of Tender.  

1.3 If the Tenderer is a partnership, a minimum of two partners shall sign the Form of 
Tender and signatures shall be witnessed.  

1.4 If the Tenderer is a sole proprietorship, the sole proprietor shall sign the Form of 
Tender and the signature shall be witnessed.  

1.5 The Tenderer shall submit its Tender by the date and time specified in Part I of 
the Tender.  

1.6 The Tenderer shall submit to the City in their complete bid submission: 

.i Completed Form of Tender Form, which includes: 
 

.a Appendix A – Consent of Surety. 

 

.b Appendix B – Cost Submission Form. 

 

.ii Bid bond. 

Failure to submit the required items identified in (ii) and (iii) may present a Major 
or Minor Irregularity on the bid. Refer to 1.7 and 1.8 on how Major and Minor 
Irregularities are to be addressed. The City shall be the sole judge of whether or 
not a Tender contains irregularities. 

1.7 Bidders will be automatically disqualified for any Major Irregularities on their bid 
submission. Major Irregularities are defined as deviations from the competitive 
procurement process request that affects the price, quality, quantity or delivery, 
and is material to the award. 

1.8 Tender irregularities that are Minor Irregularities will be handled in the first 
instance by conferring with the Tenderer to seek clarification. Minor Irregularities 
are defined as deviations from the competitive process request, which affects 
form, rather than substance. The effect on the price, quality, quantity or delivery 
is not material to the award. The bidder will be given the opportunity to adjust the 
irregularity and continue in the process. However, if an unsatisfactory irregularity 
remains after consulting with the Tenderer, the Tenderer may be disqualified. 

1.9 The Tenderer shall submit electronic files through MERX for both their Security 
Deposit and Consent of Surety, alongside the electronic tender submission. 
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1.10 The successful Tenderer shall submit to the City the following documents within 
five (5) business days of the day the City notifies the successful Tenderer that 
the documentation should be sent to the City.: 

 .i Valid City of Iqaluit Business License. 

 .ii Form of Tender forms, which include 

  .a Appendix C – Subcontractors List. 

  .b Appendix D – Equipment List. 

  .c Appendix E – Product Suppliers List. 

  .d Appendix F – Labour & Equipment Rates. 

2. INQUIRIES AND AMENDMENTS 

2.1 All inquiries concerning this RFT are to be directed by email only to: 
 

Rami Rahhal 

Senior Project Manager 

Colliers Project Leaders 

rami.rahhal@colliersprojectleaders.com 

 

and; 

 

Jan Rawling 

Assistant Project Manager 

Colliers Project Leaders 

jan.rawling@colliersprojectleaders.com 

2.2 Written addendums issued as part of this RFT, in response to inquiries, will be 
posted publicly on the City’s website and on MERX. Verbal explanations or 
instructions will not be binding. 

2.3 Tenderers assume all risk of delivery of amendments. Without limiting the 
foregoing, the City shall not be held liable for any claim, demand or other action 
should a transmission be interrupted, not received in its entirety, received after 
the Closing Time, received by another electronic means other than specified 
through MERX, or for any other reason over which the City does not have 
control. 

3. SECURITY DEPOSIT  

3.1 Every submission shall be accompanied by a security deposit payable to the City 
of Iqaluit, in an amount not less than 10% of the total Tender amount. The 

mailto:rami.rahhal@colliersprojectleaders.com
mailto:jan.rawling@colliersprojectleaders.com
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security deposit shall be in the form of one of the two following security deposit 
options and shall be submitted with the tenderer’s electronic tender submission.:  

 
3.2 OPTION #1: A Digital Bid Bond 

 

.i Tenderers shall submit a copy of the Digital Bid Bond and follow the 

submission instructions as stated above in Section 1.9. 

 

.ii If Tenderer’s are using this option, the Tenderer and the Tenderer’s 

Surety should refer to the digital bonding information on Surety 

Association of Canada’s website. Information at this site includes: 

  

.a A list of third parties that provide online surety digital bond 

services, such as Mobile Bonds or Xenex. The City does not 

endorse or promote any third-party digital bond service provider. 

 

.b An Industry Checklist which digital bonds provided should meet. 

 

.iii The Digital Bid Bond shall be digitally verifiable. The results of the digital 

verification process shall provide a clear and immediate indication that the 

document received is the true document executed and that the content 

has not been changed or altered.  

 

.iv All instruction details for performing the digital verification of the bond 

should be included with the uploaded bond and be clear and concise. 

 

3.3 OPTION #2: Scanned Paper Bid Bond / Certified Cheque, Bank Draft, Money 

Order (PDF Format) 

  

.i Tenderer’s shall scan and attach a copy of the paper Bid Bond, Certified 

Cheque, Bank Draft or Money Order and follow the submission 

instructions as stated above in 1.9. Tenderer’s will be required to provide 

to the City the original Bid Bond, Certified Cheques, Bank Draft, and/or 

Money Order that were scanned and attached with the tender submission 

within 72 hours of tender close. Failure to provide the above original 

document(s) or to enter into a contract may result in the tenderer being 

barred from future tender opportunities for the City of Iqaluit for an 

indeterminate period of time. 

 

.ii If an alternative Bid Bond is used, it is recommended that tenderer’s 

request either an ink seal from their Surety or that they trace over the 

embossed seal prior to scanning to allow for the seal to be visible to the 

City. 
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3.4 Bid bonds shall be in the name of the City of Iqaluit as oblige and signed and 
sealed by the Tenderer and by a surety licensed to conduct business as a surety 
in Nunavut. 

3.5 The City shall not pay interest on security deposits. 

3.6 Bid bonds shall be Bid Bond Form CCDC Document No. 220, latest edition, 
effective until sixty (60) business days after the Closing Date. 

3.7 Security deposits will be returned after delivery to the City of the required 
performance bond and labour and material payment bond by the successful 
Tenderer. 

3.8 If the Contract is not awarded, all security deposits will be returned with 
reasonable promptness after such decision is made by the City. 

3.9 After all executed contracts and bonds are received, and the contract award is 
made, the successful tenderer and the contract value will be posted on the 
MERX website. After contract award, the bid deposit of the successful tenderer 
and all tenderers shall be null and void. 

4. CONSENT OF SURETY 

4.1 Tenderers must submit with the Bid and Bid Bond, a “Consent of Surety,” stating 
that the surety is willing to supply the performance bond and labour and material 
payment bond as specified. 

4.2 A “Consent of Surety” shall be in one of the two following options and shall be 
submitted with the Tenderer’s submission and as instructed above in 1.9. 

 .i The City’s “Consent of Surety” Form provided in Appendix A. 

ii. Other “Consent of Surety” Form used by a Surety company and 
authorized by law to do business in the Territory of Nunavut, and 
acceptable to the City. 

5. PERFORMANCE ASSURANCE  

5.1 The accepted Bid shall provide security (by way of bonds or a security deposit) 
as stated in the Contract Documents. 

5.2 The cost of all security shall be included in the Tender prices. 

6. ORDER OF PRECEDENCE 

6.1 The following order of precedence will apply: 
 

Order of Precedence 

Issued Addenda 
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SUPPLEMENTAL CONDITIONS 

PROCUREMENT AND CONTRACT REQUIREMENTS 

SERVICE AGREEMENT 

GENERAL CONDITIONS 

TERMS OF REFERENCE 

GENERAL REQUIREMENTS 

 
  



 

CONSTRUCTION SERVICES 

PART I – PROCUREMENT AND CONTRACT REQUIREMENTS 

 
 

P7201-1189411283-45(1.0) 
 
Template Version V.5 – Updated June 9, 2021 

Page 9 of 36 

 
 

7. TERMS AND CONDITIONS 

7.1 Submission of a Bid constitutes acknowledgement that the Tenderer has read 
and agrees to be bound by all the terms and conditions of this RFT. 

7.2 The City will not make any payments for the preparation of a response to this 
RFT. All costs incurred by a Tenderer will be borne by the Tenderer. 

7.3 This is not an offer. The City does not, by virtue of this Tender call, commit to an 
award of a Bid, nor does it limit itself to accepting the lowest price or any Bid 
submitted, but reserves the right to award this Bid in any manner deemed to be 
in the City’s best interest. 

7.4 Tenderers may amend their Bid at any time prior to the closing date time. 
Tenderers may not amend their Bid after the closing date time. 

7.5 The City has the right to cancel this RFT at any time and to reissue it for any 
reason whatsoever, without incurring any liability and no Tenderer will have any 
claim against the City as a result of the cancellation or reissuing of the RFT. 

7.6 The City will not consider any Bid that is delivered to any address or in any 
manner other than that provided in Part I Tender Call of this RFT. 

7.7 If a contract is to be awarded as a result of this RFT, it will be awarded to the 
Tenderer whose Bid for each service, in the City’s opinion, provides the best 
potential value to the City and is capable in all respects to perform fully the 
contract requirements and has the integrity and reliability to assure performance 
of the contract obligations. 

7.8 If the City decides to award a contract based on a submission received in 
response to this RFT, the Successful Tenderer(s) will be notified of the intent to 
award in writing, and the subsequent execution of a written agreement shall 
constitute the making of a Contract.  Tenderers will not acquire any legal or 
equitable rights or privileges whatsoever until a Contract is signed by both 
parties.  

7.9 Any resulting contract will be in the form of the City’s standard “City of Iqaluit 
Services Agreement” and it will contain the relevant provisions of this Request for 
Tenders, the accepted bid as well as such other terms as may be mutually 
agreed upon, whether arising from the accepted bid or as a result of any 
negotiations prior or subsequent thereto. The City reserves the right to negotiate 
modifications with any Tenderer who has submitted a Bid. 

7.10 A copy of the Services Agreement is included in RFT. 

7.11 Any amendment made by the City to the Request for Tender will be issued in 
writing and posted onto the bidding platform in accordance with Section 2.   
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7.12 The Bid and accompanying documentation submitted by the Tenderers are the 
property of the City and will not be returned. Bid bonds will be returned to all 
unsuccessful Tenderers. 

7.13 Tenderers must acknowledge receipt of any addenda issued by the City in their 
Bid on the Section C – Form of Tender document. 

7.14 Tenderers shall disclose in their Bid any actual or potential conflicts of interest 
and/or existing business relationships it may have with the City, its elected or 
appointed officials or employees.  The City may rely on such disclosure. 

7.15 Tenderers and their agents will not contact any member of the City Council, City 
Staff or City Consultants with respect to this RFT, other than the City 
Representative named in Part I Tender Call, at any time prior to the award of a 
contract or the cancellation of this RFT. 

7.16 If an arithmetical error is identified in the submitted Bid between any individual 
price and the price extension (e.g. Unit Price x Quantity of Units), the individual 
price shall govern. The price extension and the total Bid amount will be corrected 
accordingly. 

7.17 For contracts that include multi-phased work which spans more than the current 
fiscal year, authorization to proceed with work phases that are to be completed in 
future years is conditional upon approval of capital spending by the City of Iqaluit 
Council for each future year. Contracts will only be executed for work that has 
approved funding under the current fiscal budget. 

8. VALIDITY OF OFFER  

8.1 Bids shall remain open for acceptance for a period of not less than sixty (60) 
business days from the closing date of this RFT. 

9. TENDER INELIGIBILITY 

9.1 Bids that are unsigned, improperly executed, submitted to a location or in a 
manner other than specified in this RFT, incomplete, conditional, illegible, 
obscure or contain arithmetical errors, additions not called for, reservations, 
qualifications, erasures, alterations, or irregularities of any kind, or which are 
otherwise not completed or submitted in strict compliance with the Instructions to 
Tenderers, may be rejected by the City whether they constitute as a Major or 
Minor Irregularity. 

9.2 Notwithstanding anything to the contrary herein, the City may in its sole 
discretion elect to retain any such Bid for consideration and may waive any or all 
of the foregoing, on such terms or conditions as the City may consider 
appropriate, even if any of the foregoing would otherwise render the Bid null and 
void and the Bid may be considered in the same manner as Bids that fully 
conform to the requirements of the Tender Documents without qualification. 
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10. REVIEW AND ACCEPTANCE OF BID 

10.1 Upon receipt of the Bids, the City in its discretion may elect to conduct a post 
tender meeting with one or more Tenderers to discuss in detail their respective 
bid submission and such other items as the City may consider appropriate or 
necessary without invalidating the procurement process. 

10.2 Before award of the Contract, the Tenderer may be required to provide specific 
information with respect to its legal and or financial status. 

10.3 THE LOWEST OR ANY TENDER WILL NOT NECESSARILY BE ACCEPTED. 

10.4 Notwithstanding any custom of the trade to the contrary, the City reserves the 
right to reject the lowest Bid, even if the lowest Bid is a compliant Bid, accept any 
Bid or part thereof, negotiate any aspect of any Bid, advertise for new Bids, 
negotiate a contract as the City deems to be most advantageous to the City’s 
interest without incurring any liability, and to award a contract to whomever the 
City in its sole and absolute discretion deems appropriate and solely in the best 
interest of the City and no Tenderer will have any claim against the City as a 
consequence.  Unless required otherwise, the City shall not, at any time, be 
required to disclose any information to the Tenderers regarding the City’s 
consideration and evaluation of Bids. 

10.5 Following acceptance by the City, a written Notice of Award will be issued to the 
successful Tenderer.  If the Tenderer fails for any reason to execute and return 
the Articles of Agreement within seven (7) working days of receipt for signature of 
the Articles of Agreement from the City, or fails to provide the performance bond 
and labour and material bond or other security deposit stipulated in GC 11 or to 
satisfy such other terms and conditions specified hereunder within any period 
specified, or such extension of time as may be granted by the City, then the City 
reserves the right to terminate the Tenderer’s right to complete the Contract and 
to award the Contract to whomever the City considers appropriate. The bid bond 
shall forthwith become payable. 

10.6 The City shall not be obligated in any manner to the successful Tenderer 
whatsoever until the Contract has been awarded and the Contract has been duly 
executed by the parties. 

10.7 If the City receives no Bids satisfactory to the City in its sole discretion, the City 
reserves the right in its sole discretion to negotiate a contract for the whole or any 
part of the Work with any one or more persons whatsoever, including any one or 
more of the Tenderers, or to postpone or cancel this Bid and then issue a new 
tender, or to cancel or postpone some or all of the Work. 

10.8 The City shall not, under any circumstances, be responsible for any costs, 
expenses, loss, damage or liabilities, whether direct, indirect, consequential or 
economic in nature, incurred by a Tenderer as a result of, in connection with or 
incidental to: 
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.i The tendering of the work; 

 

.ii Costs incurred for the preparation of this Bid; 

 

.iii The acceptance or rejection of any Bid; or 

 

.iv The exercise by the City of its rights under this RFT. 

10.9 By participation in the tendering process, the Tenderer on its own behalf and on 
behalf of all firms, corporations and individuals comprising the Tenderer, agrees 
that none of the City or its directors, officers, employees, agents and other 
representatives shall by liable to any Tenderer, or any firm, corporation or 
individual comprising the Tenderer, including in contract, tort, statutory duty, duty 
of fairness, duty of care, law, equity or otherwise, for any claims, direct or 
indirect, whether for costs, expenses, losses or damages, or loss of anticipated 
profits, or for any matter whatsoever, incurred in preparing and submitting a Bid, 
or negotiations of a Contract, or in any way arising in connection with the Bid 
Documents.  The Tenderer further agrees on its own behalf and on behalf of all 
firms, corporations and individuals comprising the Tenderer, that the award of the 
Contract is in the sole discretion of the City and in no event shall the Tenderer or 
any firms, corporations or individuals comprising the Tenderer seek injunctive or 
other relief to prevent or delay the award of the Contract or the performance of 
any Work or services in relation thereto. 

11. UNBALANCED TENDERS 

11.1 The Tenderer shall not submit an unbalanced Tender. 

11.2 The City shall have the right to: 
 

.i Deem a Tender to be unbalanced; and 

 

.ii Reject a Tender which may be, in its opinion, unbalanced. 

12. COLLUSION 

12.1 The Tenderer shall not engage in collusion of any sort and, in particular, shall: 
 

.i Ensure that no person or other legal entity, other than the  

Tenderer, has any undisclosed interest in the Tenderer’s Tender; and 

 

.ii Prepare its Tender without any knowledge of, comparison of figures with 

or arrangement with any other person or firm preparing a Tender for the 

same work. 

13. RIGHT TO ACCEPT OR REJECT TENDERS 
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13.1 Notwithstanding any other provision in this Contract, the City shall have the right 
to: 

 

.i Accept any Tender; 

 

.ii Reject any Tender; and 

 

.iii Reject all Tenders. 

13.2 Without limiting the generality of 13.1, the City shall have the right to: 
 

.i Accept an irregular Tender; 

 

.ii Accept a Tender which is not the lowest Tender; and 

 

.iii Reject a Tender even if it is the only Tender received by the City. 

13.3 Acceptance of the Tender shall occur at the time the City awards the Tender and 
not necessarily at the time the award is communicated to the successful 
Tenderer. 

14. CONTRACT DOCUMENTS 

14.1 The Tenderer shall obtain and review all Contract Documents as listed in the 
Form of Tender and all Addenda issued by the City pertaining to this Contract. 

15. COMMENCEMENT AND COMPLETION OF WORK 

15.1 The Tenderer, in submitting the Bid, agrees that the Tenderer can complete the 
Work by the date for completion stated in the Tender Form. 

16. OMISSIONS, DISCREPANCIES AND INTERPRETATIONS 

16.1 Tenderers finding discrepancies or omissions in the drawings or terms of 
reference or having doubt as to the meaning or intent thereof, shall at once notify 
the Purchasing Coordinator who will, if necessary, send written instructions or 
explanations to all Tenderers. 

16.2 Oral interpretations made to any Tenderer shall not affect a modification of any 
provision of the Tender Documents. Only addenda written and issued by the City 
can be considered. 

16.3 The City reserves the right in its sole discretion at any time, and for whatever 
reason to, by Addendum, modify, amend or otherwise change the Tender 
Documents. Any such Addendum shall be issued in writing and shall be 
expressly identified as an Addendum to these Tender Documents.  All such 
changes shall become part of the Tender Documents and their effects shall be 
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reflected in the Tender prices.  The City also reserves the right in its sole 
discretion to cancel this Tender at any time. 

17. IRREVOCABILITY OF OFFER 

17.1 The Tenderer shall not revoke its offer until after the expiration of sixty (60) 
business days after the opening of Tenders by the City. 

17.2 If the Tenderer revokes its offer prior to the expiration of sixty (60) business days 
after the Tender opening, the Tenderer shall forfeit its Tender security deposit, 
but this shall not prohibit the City from pursuing and other legal remedy which it 
may have. 

18. ALTERNATIVES & EQUALS 

18.1 Where requested in this RFT, Tenderers may propose alternatives or equals to 
the stated scope of work. In case alternate or equals are requested in this RFT, 
the following will apply: 

.i Where the Tender Documents stipulate a particular product, alternatives 
or equals will be considered by the City up to ten (10) calendar days prior 
to the Closing Time. 

.ii When a request to substitute an allegedly equal product is made to the 
City, the City may approve the substitution either as an equal or as an 
alternative and will issue an Addendum to all Tenderers.  If a product is 
approved as equal, all Tenderers may use that product in place of the 
specified product.   If the product is approved as an alternative, Tenderers 
shall base their prices upon the specified product and shall indicate in the 
Bid the change in price which will apply if use of the alternative product is 
allowed. 

.iii In their submission of alternatives to products specified, Tenderers shall 
include and allow for any changes required in the Work to accommodate 
such alternative products.  A later claim by the Contractor for an addition 
to the Contract Price because of changes in the Work necessitated by 
use of alternative products shall not be considered. 

.iv Where selected products are stipulated in the Tender Documents the Bid 
shall be based on the use of only these selected products. 

.v Bids with alternative products will not be considered, unless the 
alternative has been approved by the City and communicated to the 
Bidders through an Addendum as noted in 18.1(ii). Bids with alternatives 
that have not been approved by the City will be deemed non-compliant.   

.vi Submissions shall provide sufficient information to enable the City to 
determine the acceptability of such products. 
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.vii Provide complete information on required revisions to other work and 
products to accommodate each alternative product, and the amount of 
addition or reduction from Tender prices, including required revisions, for 
each alternative product. 

.viii Unless a bid for an alternative product is submitted in this manner and 
later accepted, provide the product specified. 

19. PUBLIC OPENING 

19.1 The public opening it will be conducted virtually via conference call – Details to 
be provided. Bidders are to use the following instructions to participate in the 
virtual public opening: 

- Virtual Public Opening Time: March 31, 2023 at 4:00:00PM Local Iqaluit 
Time Via Zoom. 
 
Meeting ID: 930 4018 1684 

Passcode: 715039 

 

Dial by your location 
        +1 587 328 1099 Canada 

        +1 647 374 4685 Canada 

        +1 647 558 0588 Canada 

        +1 778 907 2071 Canada 

        +1 780 666 0144 Canada 

        +1 204 272 7920 Canada 

        +1 438 809 7799 Canada 

20. TENDER SIGNING 

20.1 The Bid must be executed under seal by the Tenderer. 

20.2 If the Tenderer is an individual or a partnership, the Bid shall be executed by the 
individual or a partner in the presence of a witness and the signatory must show 
the capacity in which he or she signs (e.g.: “Partner” or “Proprietor”). 

20.3 If the Tenderer is a corporation, the Bid shall be executed under the seal of the 
company, affixed in the presence of the authorized officers or two directors. 

20.4 If the Tenderer is a joint venture, each party to the joint venture shall execute the 
Bid under seal in the manner appropriate to such party. 

21. APPENDICES TO FORM OF TENDER 

21.1 Tenderers shall complete all Appendices attached to the Form of Tender and 
submit these with the Tender. 
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22. PROVISIONAL ITEMS 

22.1 Once a Tenderer has been chosen by the City for the Project, it shall be open to 
the City to accept, reject or negotiate the Tenderer’s bid for any provisional item 
contained in the Bid.  Should the City choose to reject the successful Tenderer’s 
bid for such provisional work, it shall be open to the City to call for new Bids for 
this work and the successful Tenderer for the Project may submit a Bid if he so 
chooses. 

23. SUCCESSFUL TENDERER – BONDS  

23.1 The successful Tenderer and its surety shall provide: 
 

.i A performance bond signed and sealed by the Tenderer’s surety; and 

 

.ii A labour and material payment bond signed and sealed by the Tenderer’s 

surety; 

 

Each in the amount of at least fifty percent (50%) of the total Tender price. The 

cost of Bonds shall be included in the Tender price. 

23.2 The surety of the successful Tenderer and the bonds referred to in 23.1 must be 
originals and shall be to the satisfaction of the City. 

24. SUCCESSFUL TENDERER – WORKERS’ SAFETY AND COMPENSATION 
COMMISSION CERTIFICATE OF CLEARANCE 

24.1 The successful Tenderer shall provide the City with a valid Workers’ Safety and 
Compensation Commission Certificate of Clearance to the satisfaction of the 
City. 

25. SUCCESSFUL TENDERER – EXECUTION OF ARTICLES OF AGREEMENT 

25.1 The successful Tenderer shall execute in accordance with Section 1, in triplicate, 
the Articles of Agreement provided in the Contract Documents. 

25.2 The successful Tenderer shall forward the executed Articles of Agreement to the 
City. 

26. SUCCESSFUL TENDERER – INSURANCE  

26.1 The successful Tenderer shall provide the City with an original Certificate of 
Insurance for each type of insurance coverage required by GC12.3 and any 
additional coverage specified in the Supplementary Conditions. 

26.2 The Contractor shall carry insurance in accordance with the requirements 
detailed in the City's Service Agreement (Part II - Service Agreement of this 
RFT). The SA has all of the other insurance requirements 
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26.3 The Contractor shall carry insurance, which names the following as additional 
insureds: 
  Address 

 
 
City of Iqaluit 

 1085 Mivvik Street, P.O. Box 460, 
Iqaluit, NU, X0A 0H0 

 
Colliers Project Leaders 

 2720 Iris Street, Ottawa, ON, K2C 
1E6 

WSP Canada   3300 - 237 4 Ave SW, Calgary, AB, 

Canada T2P 4K3 
 

   

   

27. SUCCESSFUL TENDERER – TIME FOR COMPLETION 

27.1 The successful Tenderer shall Substantially Perform the work by _Tuesday_, the 
____31st_____ day of __October___, 2023. 

27.2 The successful Tenderer shall Complete the Work by __Wednesday the 
____15th______day of _November_, 2023. 

27.3 The successful Tenderer acknowledges that time shall be deemed to be of the 
essence of the Contract. For the Tenderer’s purpose of establishing a scheduled 
for the Work, it is anticipated that the Contract Award will be complete 30 
calendar days after the opening of Tenders by the City, and then the Commence 
Work Order will be issued 3 business days after the Contract Award is complete. 
Milestone dates associated with the Contract will be adjusted, when possible, 
due to any delays caused by the City during the Contract Award and/or issuance 
of the Commence Work Order. 

27.4 The Contract general timelines have been identified below. 
 

ACTION DATE 

Opening Date for RFT March 1, 2023 

Deadline for Submitting Inquiries March 21, 2023 

Deadline for Inquiry Response March 27, 2023 

Closing Date for RFT March 31, 2023, at 3:00 pm EST 

Public Opening March 31, 2023, at 4:00 pm EST 

Contract Award Date April 12, 2023 

Project Kick-Off April 17, 2023 

Substantial Performance October 31, 2023  
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Completion November 15, 2023 

28. SUCCESSFUL TENDERER – SUBMISSION OF DOCUMENTATION 

29.1 The successful Tenderer shall submit the documentation required in 1.1.10 within 
five (5) business days of the day the City notifies the successful Tenderer that 
the documentation should be sent to the City. 

29.2 If the successful Tenderer fails to comply with 29.1 the City may, in its sole 
discretion, withdraw its acceptance of the Tender and the Tenderer shall have no 
recourse whatsoever against the City. 

29. SUCCESSFUL TENDERER – COMMENCEMENT OF THE WORK 

30.1 The successful Tenderer shall not commence the Work until it has received a 
Commence Work Order issued by the City. 

30. COVID-19 MITIGATION MEASURES (CMM) 

30.1 Definitions: 

.i COVID-19 Mitigation Measures (CMM) means measures required to be in 
compliance with the CMM Guidelines. 

.ii “CMM Guidelines” means all guidelines and regulations published by the 
Government of Nunavut Department of Health and the Canadian 
Construction Association COVID-19 Standardized Protocols for All 
Canadian Construction Sites, Version 4, April 16, 2020 regarding 
measures to mitigate COVID-19.  

.iii “COVID-19 Change” means any change in the work caused by or 
attributable to changes in CMM or changes made to applicable laws, 
ordinances, rules, regulations, or codes of authorities having jurisdiction 
that pertain to the control of COVID-19 that come into force after the time 
of Bid Closing. 

30.2 Instructions to Bidders: 

.i If, in the Owner’s sole opinion, substantial changes to the CMM 
Guidelines occur within five (5) business days of the Tender Closing, the 
Owner may adjust the Tender Closing as the Owner deems appropriate 
to allow for adjustment for these changes. 

.ii By submitting a Bid, the Contractor acknowledges its willingness and 
ability to execute the Work under the CMM in force as of the Bid Closing. 

.iii The Bidder shall ensure that all of its subcontractors are aware of the 
CMM and the CMM Guidelines. 
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.iv The Bid is to assume that the CMM as of the date of Bid Closing are to be 
in effect up to and including December 31, 2023, following which the 
additional scope of work required to meet the Canadian Construction 
Association COVID-19, Standardized Protocols for All Canadian 
Construction Sites, Version 4, April 16, 2020 should be assumed to be 
substantially eliminated. 

.v The incremental cost of any COVID-19 Change will be addressed as a 
Claim for Change in Contract Price. 

.vi Notwithstanding the foregoing, the Bidder acknowledges its obligation to 
adhere to the CMM Guidelines and any subsequent revision as part of its 
responsibility for health and safety on the Work Site. 

30.3 Site-Specific Health and Safety Plan 

.i The Site-Specific Health and Safety Plan, as defined in Section K of the 
General Requirements (PART VI), is to specifically define CMM, a COVID 
Safety Plan, and is to comply with CMM Guidelines. The Site-Specific 
Health and Safety Plan is to be updated promptly after the CMM 
Guidelines are updated. 

.ii The Site-Specific Health and Safety Plan must consider best practices 
and requirements for construction sites, as provided by the Government 
of Nunavut (GN) and the Workers Safety and Compensation Commission 
(WSCC). 

30.4 Site Shutdown Plan 

.i “Site Shutdown Plan” means a plan outlining the shutdown procedures for 
the project in the event of a shutdown directive from the City or governing 
authority relating to COVID-19.  

.ii The Site Shutdown Plan” shall address items such as how the site will be 
made safe, how any materials or equipment will be stored or removed, 
plans regarding any portion or work that requires ongoing monitoring and 
how the site will be kept secure. Associated timelines required for 
execution of the plan are to be identified. These procedures are to be 
updated as required as the project progresses. 

30.5 Schedule Impact 

.i If the Contractor is delayed in completion of the Work by Force Majeure 
or by changes to the CMM, then the time of completion shall be extended 
by the Town for a period of time equal to the time lost due to such delays. 
Force Majeure is defined as labour disputes, strikes, lockouts, fire, 
unusual delay by common carriers or unavoidable casualties, or such 
other cause beyond the reasonable control of the Contractor. The 
Contractor's lack of funds is not a cause beyond the Contractor's control. 
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For clarity, any issues or delays in any way arising from or related to 
COVID-19 (or any similar or related disease), except for delays as a 
result of changes to the CMM, are expressly excluded and do not fall 
under the definition of Force Majeure. The Contractor agrees that the 
scheduling requirements of the Contract are reasonable in light of any 
issues that may arise from COVID-19's impact on the Work and the 
Project, and that the Contractor may not rely on COVID19 (or any similar 
or related disease) in any manner as a Reason or cause for delay except 
for delays as a result of changes to the CMM. 

.ii Notwithstanding the foregoing, no extension shall be made for delay 
unless the Contractor provides to the City written notice within five (5) 
Working Days of the commencement of the Force Majeure or 
commencement of the changes to the CMM. 

30.6 Cost Impact 

.i In the case of a shut-down or suspension of the Work resulting from 
changes to the CMM Guidelines, the Contractor shall provide the City the 
value of any change in the Contract Price and/or Contract Time. 

.ii In the case of a shut-down or suspension of the Work resulting from 
changes to the CMM Guidelines, the Contractor is to provide, not less 
than monthly, and more frequently if requested, an accounting of actual 
incremental costs incurred for any Work required to maintain the Work 
Site in a safe and secure state. 

.iii Any adjustments to the Contract Amount associated with re-starting the 
Work is to be quantified within thirty (30) calendar days of such time that 
authorization to re-commence the Work has been provided. 

.iv When the change to the Work is caused by changes to the CMM 
Guidelines the City will pay net actual costs only. No allowance for mark-
up, contributions to overhead, profit, or stand-by charges will be 
considered. Labour rates shall include only the actual wage paid to the 
employee, plus the payroll burden. The Contractor will mitigate cost and 
time impact to the Contract Amount and the Work Schedule. The 
Contractor is to provide detailed supporting documentation to substantiate 
reasonable incurred impact to the Contract Amount & the Work Schedule. 

.v No consideration will be given to adjustment of the Contract Amount or 
Work Schedule where the impact to the Contract Amount or Work 
Schedule is as a result of the Contractor’s failure to comply with the CMM 
Guidelines. 

END OF SECTION 
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SECTION C – FORM OF TENDER 
 

Date:   

Submitted By: Name:  

 Address:  

   

Telephone:   
 

To: City of Iqaluit 

City Hall 

Iqaluit, Nunavut 

  

Project: Project Title: Iqaluit WTP – Fuel Tank Replacement 

Project Number: 720056 

 

The undersigned Tenderer, having carefully examined the Tender Documents and the Site, and 

having full knowledge of the Work and of the materials and products to be furnished and used, 

hereby agrees to provide all necessary materials, products, supervision, labour and equipment 

and perform and complete all Work and fulfill everything for the stipulated lump sum price of: 

 

(Total in Words) 

 
Dollars $ 

 

in Canadian funds, which price includes all specified cash and contingency allowances and the 

applicable taxes in force at this date excluding GST. 

 

We have included herewith the security deposit and Consent of Surety as required by the 

Instructions to Tenderers. 

 

The undersigned also agrees: 

 

1. That the provisions of the Instruction to Tenderers apply, including without limitation 

provisions that provide that City is in no way obligated to accept this Bid, the City may at 

its sole discretion to accept any Tender or part thereof or waive any defect, irregularity, 

mistake or insufficiency and accept any Tender or alternative bid, in whole or in part, which 

is deemed by the City to be most favorable to its interest, and that limit the City’s liability. 

 

2. That the estimate of quantities shown in Tender Documents serves only to provide a basis 

for comparing Bids and that no representations have been made by either the City or their 

Agent that the actual quantities correspond therewith, and further, that the City has the 
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right to increase or decrease the quantities in any or all items and to eliminate items 

entirely from the Work. 

 

3. That this Bid is made without knowledge of the Bid prices to be submitted for the Work by 

any other company, firm or person.  

 

4. That this Bid is made without connection or arrangement with any company, firm or person 

submitting a bid for the Work. 

 

5. That this Bid is made without any undisclosed connection or arrangement with any other 

company, firm, or person having an interest in this Bid or in the proposed contract. 

 

6. That this Bid is irrevocable for sixty (60) business days after the Closing Time and that the 

City may at any time within such period accept this Bid whether any other contract has 

previously been awarded or not and whether acceptance of another Bid has been given 

or not. 

 

7. If this Bid is accepted by the City, to execute the Articles of Agreement and to present to 

the City the required security (by way of bonds or a security deposit) as stated in the 

General Conditions within seven (7) calendar days after the date of Notice of Award. 

 

8. If this Bid is accepted within the time stated herein, and we fail to execute the Articles of 

Agreement and provide the required Bonds or security deposit, or we request to withdraw, 

the security deposit provided with the Bid shall be forfeited as damages to the City by 

reason of our failure, limited in amount to the lesser of the face value of the deposit or the 

difference between this Bid and the price the Contract is signed. 

 

9. In the event our Bid is NOT accepted within the time stated herein the required security 

deposit shall be returned to the undersigned in accordance with the provisions in the 

Instructions to Bidders, unless a mutually satisfactory arrangement is made for its 

retention and validity for an extended period of time. 

 

10. That payment for the Work done will be made on the basis of the quantities measured by 

the City or its Agent and at the Bid prices shown in the Tender Form which shall be 

compensation in full for the Work done under the terms of the Contract. 

 

11. That payment of the contingency allowance or portion thereof will only be made in the 

event that the City or its Agent authorizes work, in which case the amount of payment will 

be determined as specified in the General Conditions.  Any unused portion thereof will be 

retained by the City. 

 

12. To commence and proceed actively with the Work on Site within seven (7) business days 

of the date of the execution of the contract, and to substantially perform the Work by 

October 31, 2023, subject to the provisions of Section 6 of the General Conditions for 

extension of the Contract Time. 
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13. That should the undersigned fail to complete the Work in the time specified above, he shall 

compensate the City of Iqaluit in accordance with GC 6 of the General Conditions. 

 

14. That the undersigned has carefully examined the Work described herein, has become 

familiar with local conditions and the character and extent of the Work, has carefully 

examined every part of the proposed contract and thoroughly understands its terms and 

conditions, has determined the source of supply and transport of the materials required, 

has investigated labour conditions and has arranged for the continuous performance of 

the Work described in the Tender Documents. 

 

15. Appendices: 

 

16.1 Appendix A – Consent of Surety 

 

16.2 Appendix B – Cost Submission Form 

 

16.3 Appendix C – List of Subcontractors 

 

16.4 Appendix D – List of Equipment 

 

16.5 Appendix E – List of Product Suppliers 

 

16.6 Appendix F – Labour and Equipment Rates 

 

16. Addenda 

 

17.1 The following Addenda have been received. The modifications to the Tender Documents 

noted therein have been considered and the effects are included in the Tender prices. 

 

Addendum #:  Date:  

Addendum #:  Date:  

Addendum #:  Date:  

Addendum #:  Date:  

Addendum #:  Date:  

Addendum #:  Date:  

Addendum #:  Date:  

 

This Tender is executed under seal at ______________________ this _______________day of 

_____________________ 2023. 

 

Name of Firm:  

  
Address:  
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FOR INDIVIDUAL OR PARTNERSHIP: 

 

SIGNED, SEALED AND DELIVERED by: 

 

   
(Seal) 

(Tenderer – Please Print)  (Signature of Tenderer)  

 

In the presence of: 

 

 

(Witness – Signature) 

 

Name:  

  
Address:  

  

Occupation:  

 

 

FOR LIMITED COMPANY: 

 

The Corporate Seal of: 

 
(Seal) 

(Tenderer – Please Print)  

 

Was hereunto affixed in the presence of: 

 

 

Authorized Signing Officer and Title 

 

 

Authorized Signing Officer and Title 

 

Note: If the Tender is by a joint venture, add additional forms of execution for each member of 

the joint venture in the appropriate form or forms as above. 

 

END OF SECTION 
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APPENDIX A – CONSENT OF SURETY 
 

Herewith is the Consent of Surety of the Tender submitted. 

 

By:  

To: The City of Iqaluit 

Dated:  2023 and which is an integral part of the Tender 

 

CONSENT OF SURETY COMPANY 

 

Should it be required, the undersigned Surety Company hereby consents and agrees with the 

City to become bound as Surety in all performance bonds and labour and material payment bonds 

required by the Tender Documents, all for the fulfillment of the Contract for the Work covered by 

the annexed Tender, which may be awarded to: 

 

(Name of Tenderer) 
 

(Address) 
 

At prices set forth in the attached Tender. The said Surety is legally entitled to do business in 

Nunavut. 

 

The Corporate Seal of: 

 

(Surety – Please Print) 
 

Was hereunto affixed in the presence of: 

 

(Authorized Signing Officer)      Title 
 

(Authorized Signing Officer)      Title 
 

                                                        END OF SECTION  
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APPENDIX B – COST SUBMISSION FORM 
 

Date:   

  

Project Name: Iqaluit WTP – Fuel Tank Replacement  

 

 

  

I/We,  

 (Company Name) 

Of  

 (Business Address) 

 

have fully inspected the Site and examined all the conditions affecting the Work.  I/we have also 

carefully examined all documents prepared for this Contract including Addenda thereto; and 

hereby offer to furnish all labour, materials, plant, equipment and services for the proper 

execution and completion of the items listed below, in accordance with the Contract Documents, 

including all Addenda thereto which are acknowledged hereinafter for the above project for the 

sums separately indicated as follows: 
 

Item Description Qty Unit Unit Price Total 

1. 
Mobilization/Demobilization Including storage 
of material/equipment 

1 LS  $ 

2. 
Procurement including shipping and handling 
charges to Iqaluit 

1 LS  $ 

3. Installation, Training & Commissioning  1 LS  $ 

Sub-Total: $ 

GST: $ 

TOTAL: $ 

 
 
 

END OF SECTION  
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APPENDIX C – LIST OF SUBCONTRACTORS 

Re:  Bid for Iqaluit WTP – Fuel Tank Replacement  

 

1. This List of Subcontractors Form is acknowledged and agreed to form an integral part of 
the Bid for: 

         

Iqaluit WTP – Fuel Tank Replacement  

2. The Subcontractors listed below will remain unchanged and will be used to perform the 
work of the trade section indicated, unless the Owner gives written permission to change 
one or more of the Subcontractors. Where subcontractors are not intended to be used 
for the work of the trade section indicated, the term “By Own Forces” is inserted. 

3. Each Subcontractor listed below has been consulted and is fully acquainted with the 
extent and nature of the Work, the contract conditions and requirements, the proposed 
construction schedule, and has agreed to execute the Work in accordance with the 
terms of the Contract and for the Bid Price amount shown. 

 

TRADE SECTION SUBCONTRACTOR COMPANY NAME 

  

Insert Scope Section/ Discipline   

  

Insert Scope Section/ Discipline   

  

Insert Scope Section/ Discipline   

  

Insert Scope Section/ Discipline   

  

Insert Scope Section/ Discipline   

  

Insert Scope Section/ Discipline   

  

Insert Scope Section/ Discipline   

  

Insert Scope Section/ Discipline   

  

Add rows if required. 
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END OF SECTION 
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APPENDIX D – LIST OF SUPPLIES 

 
Re:  Bid for Iqaluit WTP – Fuel Tank Replacement  

 

 This List of Supplies Form is acknowledged and agreed to form an integral part of the Bid for: 

Iqaluit WTP – Fuel Tank Replacement  

DESCRIPTION SIZE MAKE MODEL 

    

    

    

    

    

    

    

    

    

    

    

    

    

    

    

    

    

    

Add rows if required. 

END OF SECTION 
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APPENDIX E – PRODUCT SUPPLIERS 

 
Re:  Bid for Iqaluit WTP – Fuel Tank Replacement  

1. This List of Product Suppliers Form is acknowledged and agreed to form an integral part 
of the Bid for: 

 

Iqaluit WTP – Fuel Tank Replacement  

PRODUCT PRODUCT SUPPLIER 

  

  

  

  

  

  

  

  

  

  

  

  

  

Add rows if required. 

 

END OF SECTION 
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APPENDIX F – LABOUR AND EQUIPMENT RATES 

 
Re:  Bid for Iqaluit WTP – Fuel Tank Replacement  

 

1. This List of Product Suppliers Form is acknowledged and agreed to form an integral part 
of the Bid for: 
Iqaluit WTP – Fuel Tank Replacement  

2. The rates listed below will remain unchanged and will be used to measure payment for 
additional work, not include in the Contract Documents. 

POSITION RATE 

Insert Position  

Insert Position  

Insert Position  

Insert Position  

Insert Position 
 

Add rows if required. 

EQUIPMENT RATE 

Water stop Removal (PSM)  

Mortar Patching (PSM)  

Waterproof (PSM)  

Protective Material (PSM)  

 

 

 

 

 

               END OF SECTION  
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SECTION D – ARTICLES OF AGREEMENT 

THIS AGREEMENT MADE IN DUPLICATE THIS ________ DAY OF __________ 2023 

BETWEEN: 

THE CITY OF IQALUIT 

(“the City”) 

-and- 

______________________________ 

(“the Contractor”) 

 

ARTICLES OF AGREEMENT 

IN CONSIDERATION of the mutual promises and obligations contained in the Contract 

Documents, the City and the Contractor agree as follows: 

A1. CONTRACT DOCUMENTS 

1.1 The documents forming the Contract between the City and the Contractor, referred to 

herein as the Contract Documents shall consist of: 

a) these Articles of Agreement; 

 

b) the document attached hereto entitled “General Conditions”; 

 

c) the document attached hereto entitled “Supplementary General Conditions”;  

 

d) the documents attached hereto entitled “Plans and Specifications”; 

 

e) the documents attached hereto entitled “Tender Documents”; and 

 

f) any amendment or variation  of  the  Contract  Documents  that  is  made  in accordance 

with the General Conditions. 

 

1.2 The City will designate a representative for the purposes of the Contract. 

1.3 In the Contract: 

a) “Fixed Price Arrangement” means that part of the Contract that prescribes a lump sum 

as payment for performance of the Work to which it relates; and  

 

b) “Unit Price Arrangement” means that part of the Contract that prescribes the product 

of a price multiplied by a number of units of measurement of a class as payment for 

performance of the Work to which it relates. 
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1.4 Any of the provisions of the Contract that are expressly stipulated to be applicable only to 

a Unit Price Arrangement are not applicable to any part of the Work to which a Fixed Price 

Arrangement is applicable. 

1.5 Any of the provisions of the Contract that are expressly stipulated to be applicable only to 

a Fixed Price Arrangement are not applicable to any part of the Work to which a Unit Price 

Arrangement is applicable. 

A.2 DATE OF COMPLETION OF WORK AND DESCRIPTION OF WORK 

2.1 The Contractor shall between the date of these Articles of Agreements and 

substantial completion in a careful and workmanlike manner, diligently perform and complete 

the following Work: Iqaluit WTP – Fuel Tank Replacement  

 

 

A.3 CONTRACT PRICE 

3.1 Subject to any increase, decrease, deduction or set-off that may be made under the 

Contract, the City shall pay the Contractor at the times and in the manner set out or 

referred to in the General Conditions. 

3.1.1 the sum of $ ________________________ in consideration for the performance 

of the Work  or  the  part  thereof  that  is  subject  to  a  Fixed  Price  Arrangement, 

excluding goods and services tax (GST); and 

3.1.2 a sum that is equal to the aggregate of the products of the number of units of 

measurement  of  each  class  of  labour,  plant  and  material,  as  certified  by the 

Engineer, multiplied in each case by the appropriate unit price that is set out in the 

Unit Price Table in consideration for the performance of the Work or the part 

thereof that is subject to a Unit Price Arrangement, excluding goods and services 

tax (GST). 

3.2 For the information and guidance of the Contractor and the persons administering the 

Contract on behalf of the City, but not so as to constitute a warranty, representation or 

undertaking of any nature by either party, it is estimated that the total amount payable by 

the City to the Contractor for the part of the Work to which a Unit Price Arrangement is 

applicable will not exceed _________________________, GST excluded. 

3.3 A3.1.1 is applicable only to a Fixed Price Arrangement. 

3.4 A3.1.2 and A3.2 are applicable only to a Unit Price Arrangement. 

3.5 The Contract Price shall exclude Goods and Services Tax. 

A.4 ADDRESSES 

4.1 For all purposes of the Contract, the Contractor’s address shall be deemed to be: 
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4.2 For all purposes of the Contract, the City’s address shall be deemed to be: 

 City of Iqaluit 

 P.O. Box 460 

 Iqaluit, Nunavut, X0A 0H0 

 

SIGNED, SEALED AND DELIVERED in the presences of: 

CONTRACTOR: 

Per:     

 Signature  Witness 

    

    

 Name  Date 

    

    

 Position   

    

Per:    

 Signature  Witness 

    

    

 Name  Date 

    

    

 Position   

          

MUNICIPAL CORPORATION OF THE CITY OF IQALUIT 

Per:     

 Mayor  Date 

    

Per:    

 Chief Administrative Officer  Date 

 

             

         

 



 

CONSTRUCTION SERVICES 

PART I – PROCUREMENT AND CONTRACT REQUIREMENTS 

 
 

P7201-1189411283-45(1.0) 
 
Template Version V.5 – Updated June 9, 2021 

Page 36 of 36 

 
 

END OF SECTION  
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CITY OF IQALUIT SERVICES AGREEMENT 

 

 BETWEEN:  THE MUNICIPAL CORPORATION OF THE CITY OF IQALUIT 

(hereinafter referred to as the "CITY OF IQALUIT") 

OF THE FIRST PART 

 AND:     .      <CONTRACTOR NAME> 

         (hereinafter referred to as the "Contractor") 

OF THE SECOND PART 

WHEREAS the CITY OF IQALUIT has requested the Contractor to provide a price to carry out the replacement 
and relocation of the Fuel tank at the Water Treatment Plant. 

AND WHEREAS the Contractor has agreed to provide such services to the CITY OF IQALUIT in its bid dated 
<Bid Submission Date>; 

AND WHEREAS the CITY OF IQALUIT and the Contractor wish to set out the terms and conditions relating 
to the provision of such services; 

THEREFORE the CITY OF IQALUIT and the Contractor agree as follows: 

1. SERVICES AND PAYMENT    

 1.1 The Contractor agrees to provide to the CITY OF IQALUIT those services set out in the job description 
and scope of work provided on <RFT Date>. A copy of the bid is attached as Appendix "A".  

 1.2  The CITY OF IQALUIT agrees to pay for the services described above, a total amount not greater than 
<Bid Value>, for the provision of professional services based on the Bid dated <Bid Submission Date>.  

2. TERM 

 2.1. This Contract shall commence on the <Contract Commence Date> and terminates on the <Contract 
Termination Date> unless otherwise terminated in accordance with the provisions of this Contract.   

3. NOTICE AND ADDRESS 

 3.1 Any notice required to be given herein or any other communication required by this contract shall be in 
writing and shall be personally delivered, sent by facsimile, or posted by prepaid registered mail and 
shall be addressed as follows: 
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i)  If, to the CITY OF IQALUIT: 
     
Rod Mugford 
Acting Chief Administrative Officer 
City of Iqaluit 
P.O. Box 460 
Iqaluit, NU 
X0A 0H0 
Fax: 979-5922     
      
     Reference: 

 
ii)  If to the Contractor at: 

   
<Contractor Representative – Name> 
<Contractor Organization Name> 
<Contractor Address> 

 
 3.2  Every such notice and communication, if delivered by hand, shall be deemed to have been received on 

the date of delivery or if sent by prepaid registered mail shall be deemed to have been received on the 
seventh day after posting, or if by facsimile, 48 hours after the time of transmission, excluding from the 
calculation weekends and statutory holidays. 

4. COMPLETE AGREEMENT 

 4.1 This Contract and its attachments constitute the complete Contract between the parties. Except as 
provided herein, it supersedes and shall take effect in substitution for all previous agreements. It is 
subject to change only by an instrument executed in writing by the City. 

 4.2 If this Contract arises from a request for proposals or tender call, the provisions of the request for 
proposals or tender call and the Contractor’s bid or proposal submission are incorporated into this 
Contract and may be used to clarify, explain or supplement this Contract, but shall not be used to 
contradict any express terms of this Contract.  

 4.3 In the event of a conflict between this Contract, the Contractor’s bid or proposal submission, and the 
City's original tender bid instructions or Request for Proposals, the more recently prepared 
document shall govern to the extent of such inconsistency.    

5. GENERAL TERMS 

 5.1 Any information obtained from or concerning any department of the CITY OF IQALUIT or clients of any 
department of the CITY OF IQALUIT, by the contractor, its agents or employees in the performance of 
any contract shall be confidential.  The Contractor shall take such steps as are necessary to ensure that 
any such information is not disclosed to any other person and shall maintain confidential and secure all 
material and information that is the property of the CITY OF IQALUIT and in the possession of or under 
the control of the Contractor.  This clause survives the termination of this contract. 

 5.2 Time shall in every respect be of the essence. The Contractor shall deliver the services specified in the 
contract and according to the project schedule on costs. The CITY OF IQALUIT may grant reasonable 
extensions to the Contractor for delays, if the Contractor can show those delays were caused by 
circumstances beyond the control of the Contractor. 

 5.3 The Contractor is an independent Contractor with the CITY OF IQALUIT and nothing in this contract 
shall be construed or deemed to create the relationship of employee and employer or of principal and 
agent between the CITY OF IQALUIT and the Contractor.  The Contractor is solely responsible for 
payments of all statutory deductions or contributions including but not limited to pension plans, 
unemployment insurance, income tax, workers' compensation and the Nunavut Payroll Tax. 
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 5.4 This contract shall be interpreted and governed in accordance with the laws of Nunavut and the laws of 
Canada as they apply in Nunavut. 

 5.5 No waiver by either party of any breach of any term, condition or covenant of this contract shall be 
effective unless the waiver is in writing and signed by both parties.  A waiver, with respect to a specific 
breach, shall not affect any rights of the parties relating to other or future breaches. 

 5.6 The failure of either party at any time to require the performance of any provision or requirement of this 
contract shall not affect the right of that party to require the subsequent performance of that provision or 
requirement. 

 5.7 Title to any report, drawing, photograph, plan, specification, model, prototype, pattern, sample, design, 
logo, technical information, invention, method or process and all other property, work or materials which 
are produced by the Contractor in performing the contract or conceived, developed or first actually 
reduced to practice in performing the contract (herein called "the Property") shall vest in the CITY OF 
IQALUIT and the Contractor hereby absolutely assigns to the CITY OF IQALUIT the copyright in the 
property for the whole of the term of the copyright.  The Contractor shall not be responsible for any loss 
or damage suffered by the City of Iqaluit or any third parties resulting from any unauthorized use or 
modification of the property, errors in transmission of the property, changes to the Property by others, 
the consequences of design defects due to the design of others, or defects in contract documents 
prepared by others, and the City of Iqaluit agrees to defend, indemnify, and hold the Contractor harmless 
from and against all claims, demands, losses, damages, liability and costs associated therewith. Subject 
to the foregoing, the Property may be relied by the City of Iqaluit for design and construction work 
undertaken by other parties with respect to the Services provided that such parties verify the accuracy 
and completeness of the Property to their satisfaction.   

  5.8 It is intended that all provisions of this agreement shall be fully binding and effective between the parties, 
but in the event that any particular provision or provisions or a part of one is found to be void, voidable 
or unenforceable for any reason whatever, then the remainder of the agreement shall be interpreted as 
if such provision, provisions, or part thereof, had not been included. 

  5.9 This contract may be extended by the written consent of the parties. 

5.10 The CITY OF IQALUIT may delegate any of its authority and undertaking pursuant to this contract to 
any employee or contractor the CITY OF IQALUIT by notice in writing to the Contractor. 

5.11 This contract shall ensure to the benefit of and be binding on the respective administrators, successors 
and assignment of each of the parties hereto. 

6. CONTRACTOR RESPONSIBILITIES 

6.1 The Contractor shall indemnify and hold harmless, the CITY OF IQALUIT, its officers, employees, 
servants and agents from and against all claims, actions, causes of action, demands, losses, costs, 
damages, expenses, suits or other proceedings by whomsoever made, brought or prosecuted in any 
manner based upon or related to the negligent acts, errors, or omissions of the Contractor under this 
contract. 

6.2 The Contractor shall be liable to the CITY OF IQALUIT for any loss or damage to property or equipment 
that is supplied to or placed in the care, custody or control of the Contractor for use in connection with 
the contract if such loss or damage is attributable to the negligence or deliberate acts of the Contractor 
or its employees or agents. 

6.3 If, in the opinion of the CITY OF IQALUIT acting reasonably, the Contractor is in default in respect of 
any obligation of the Contractor hereunder, the CITY OF IQALUIT may rectify such default and pursue 
a claim against the Contractor for any direct costs associated with any such remediation, including a 
reasonable allowance for the use of the CITY OF IQALUIT’s own employees or equipment. 
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6.4 The Contractor may not assign or delegate work to be done under this contract, or any part thereof, to 
any other party without the written consent of the CITY OF IQALUIT.  In the case of a proposed 
assignment of monies owing to the Contractor under this contract, the consent in writing of the CITY OF 
IQALUIT must be obtained.   

6.5 The Contractor shall keep proper accounts and records of the services for a period of 3 years after the 
expiry or termination of this agreement.  At any time during the term of this contract or during the three 
years following the completion or termination of this agreement, the Contractor shall produce copies of 
such accounts and records upon the written request of the CITY OF IQALUIT. 

6.6 The Contractor shall notify the CITY OF IQALUIT immediately of any claim, action, or other proceeding 
made, brought, prosecuted or threatened in writing to be brought or prosecuted that is based upon, 
occasioned by or in any way attributable to the performance or non-performance of the services under 
this contract. 

6.7 If at any time the Contractor considers their estimates indicate costs will exceed the project budget they 
will immediately advise the City of Iqaluit.  If in the opinion of the City of Iqaluit, acting reasonably, the 
excess is due to design, costs factors or matters under the control or reasonably foreseeable by the 
Contractor, the CITY OF IQALUIT may require the Contractor to do everything by way of revision of the 
design to bring the cost estimate within the project budget.  Costs of completing such revisions shall be 
based upon a level of compensation reasonably appropriate to the circumstances, including the reason 
for the revisions.   

6.8 Except as required in the performance of services set out in this agreement, the Contractor must 
maintain as confidential all data and information made available to the Contractor, the CITY OF IQALUIT, 
or any other parties which is generated by or results from the Contractor’s performance of the Services 
described in this Contract.  All such data and information is the property of the City of Iqaluit.  This clause 
shall survive the termination of the Contract. 

7. TERMINATION   

7.1 The CITY OF IQALUIT may terminate this contract at any time upon giving written notice to this effect to 
the Contractor if, in the opinion of the CITY OF IQALUIT, the Contractor is unable to deliver the service 
as required, the Contractor’s performance of work is persistently faulty, in the event that the Contractor 
becomes insolvent or commits an act of bankruptcy, in the event that any actual or potential labor dispute 
delays or threatens to delay timely performance of the contract or the (Contractor’s Sub-Contractor) 
defaults or fails to observe the terms and conditions of the contract in any material respect. 

7.2 This contract shall terminate as of the day for termination set out in the written notice and the Contractor 
shall forthwith invoice the CITY OF IQALUIT for work performed to the date of termination. 

7.3 Any invoice submitted by the Contractor pursuant to clause 7.2 shall be reviewed by the CITY OF 
IQALUIT to assess the amount which is properly due and owing for work done by the Contractor prior to 
termination. 

 

8. FINANCIAL 

 

1.1 The CITY OF IQALUIT, having given written notice of a breach, may withhold or hold back in whole or 

in part any payment due the Contractor without penalty, expense or liability, if in the opinion of the 

Contracting Authority, the Contractor has failed to comply with or has in any way breached an obligation 

of the Contractor.  Any such hold back shall continue until the breach has been rectified to the 

satisfaction of the CITY OF IQALUIT. 

 

8.2 The CITY OF IQALUIT may set off any payment due the Contractor against any monies owed by the 

Contractor to the CITY OF IQALUIT. 

 

8.3 The City of Iqaluit will pay the Goods and Services Tax (GST). 
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8.4 Provided all terms and conditions on the part of the Contractor have been complied with, each invoice 

will be paid thirty (30) calendar days after receipt of the invoice, or thirty (30) calendar days after 

delivery of the services, whichever is later.   

 

8.5 The CITY OF IQALUIT may, in order to discharge lawful obligations or to satisfy lawful claims against 

the Contractor or a Sub-Contractor arising out of the execution of work, pay any amount, which is due 

and payable to the Contractor under the contract, if any, directly to the obligee of and the claimants 

against the Contractor or Sub-Contractor. 

 

9. INSURANCE AND LIABILITY  

 

9.1 The Contractor’s liability to the City of Iqaluit for claims arising out of this Agreement, or in any way 

relating to the Services, will be limited to direct damages and to the re-performance, without additional 

compensation, of any Services not meeting a normal professional standard of care and such liability 

will, in the aggregate, not exceed the amount of $1,000,000.00. The limitations of liability will apply, to 

the extent permitted by law, whether Contractor’s liability arises under breach of contract or warranty; 

tort, including negligence; strict liability; statutory liability; or any other cause of action, and will extend to 

and include Contractor’s directors, officers, employees, insurers, agents and sub-contractor. 

 

9.2 In no event will either party be liable to the other party for indirect or consequential damages including 

without limitation loss of use or production, loss of profits or business interruption. 

 

9.3 The Contractor shall, without limiting his obligations or liabilities hereto, obtain, maintain and pay for 

during the period of this agreement, the following insurance with limits not less than those shown: 

a) Workers' Compensation insurance covering all employees engaged in the work in accordance 

with the statutory requirements of the Territory or Province having jurisdiction over such 

employees. If the Contractor is assessed any additional levy, extra assessment or 

super-assessment by a Workers' Compensation Board as a result of an accident causing injury 

or death to an employee of the Contractor or any sub-contractor, or due to unsafe working 

conditions, then such levy or assessment shall be paid by the Contractor at its sole cost and is 

not reimbursed by the CITY OF IQALUIT. 

 

b) Employer's liability insurance with limits not less than $500,000 for each accidental injury to or 
death of the Contractor’s employees engaged in the work.  If Workers' Compensation insurance 
exists, then in such event, the aforementioned Employer's Liability insurance shall not be 
required but the Comprehensive General Liability policy referred to in item (d) herein shall 
contain an endorsement providing for Contingent Employers' Liability insurance. 

c) Motor Vehicle, water craft and snow craft standard liability insurance covering all vehicles and/or 
craft owned or non-owned, operated and/or licensed by the Contractor and used by the 
Contractor in the performance of this agreement in an amount not less than one million dollars 
($1,000,000.00) per occurrence for bodily injury, death and damage to property; and with respect 
to busses limits of not less than one million dollars ($1,000,000.00) for vehicle hazards and not 
less than one million dollars ($1,000,000.00) for Bodily Injury to or death of one or more 
passengers and loss of or damage to the passengers property in one accident.) 

d) Comprehensive General Liability Insurance with limits of not less than $5,000,000.00 (inclusive) 
per occurrence for bodily injury, death and damage to property including loss of use thereof.  
Such insurance shall include but not be limited to the following terms and conditions:  

• Products & Completed Operations Liability * 

• Contractor’s Protective Liability 
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• Blanket Contractual Liability 

• Broad Form Property Damage 

• Personal Injury Liability 

• Cross Liability 

• Medical Payments 

• Non-owned Automobile Liability * 

• Contingent Employers Liability * 

• Employees as Additional Insureds * 

*WHERE APPLICABLE 
e) Professional Liability Insurance with limits of not less than two hundred fifty thousand dollars 

($250,000.00) per claim and five hundred thousand dollars ($500,000.00) in the annual 
aggregate, to cover claims arising out of the rendering of or failure to render any professional 
service under this contract or agreement. 

All policies shall provide that thirty days written notice be given to the CITY OF IQALUIT prior to any 
cancellations of any such policies. 

The Comprehensive General Liability Insurance policies shall name the CITY OF IQALUIT and any 
permitted sub-contractor’s as additional insureds only with respect to the terms of this contract and shall 
extend to cover the employees of the insureds hereunder. 

The Contractor shall be responsible for any deductibles, exclusions and/or insufficiency of coverage 
relating to such policies. 

The Contractor shall deposit with the CITY OF IQALUIT prior to commencing with the work a certificate 
of insurance evidencing the insurance(s) required by this clause in a form satisfactory to the CITY OF 
IQALUIT and with insurance companies satisfactory to the CITY OF IQALUIT. 

IN WITNESS WHEREOF the parties hereto have set their hand as of the date and year entered below. 

 

FOR THE CITY OF IQALUIT:  FOR THE CONTRACTOR: 
 

    
__________________________   __________________________ 
Name/Title   Name/Title 
 
__________________________  __________________________ 
Signature   Signature 
 
__________________________  __________________________ 
Date   Date 

 
__________________________  __________________________ 
Witness   Witness 
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1. GENERAL PROVISIONS 

1.1 Definitions 

 

The following terms, whenever used in the Contract Documents, shall mean: 

a) “Adjustment”: a change in either the Contract Price or the Contract Time, or both, 

in accordance with the applicable provisions of the Contract Documents; 

 

b) “Applicable  Laws”:  any  and  all  applicable  laws,  rules,  regulations,  by-laws, 

codes and orders of any and all government bodies, agencies, authorities and 

courts; 

 

c) “Arbitrator”: the person appointed under GC 9.3(a); 

 

d) “Articles of Agreement”: the executed Articles of Agreement; 

 

e) “Change Order”: a written instrument prepared by the City Representative and 

signed by the City and the Contractor stating their agreement upon: 

 

i. a change in the Work, and 

 

ii. the method and/or the amount of Adjustment, if any; 

 

f) “City”: the party defined as such in the Articles of Agreement; 

 

g) “City Representative”: A Consultant, Owner’s Agent, and/ or Engineer  designated 

as such in the Articles of Agreement, or such other person designated as such by 

the City from time to time, who will be responsible for administering the construction 

contract; 

 

h) “Claim”: any or all of: 

 

i. a  demand  or  assertion  by  the  City  or  the  Contractor  seeking  an 

interpretation  of  Contract  terms,  an  Adjustment,  or  other  relief  with 

respect to the terms of this Contract; 

 

ii. other disputes and matters in question between the City and the Contractor 

arising out of or relating to this Contract; and 

 

iii. allegations by the City or the Contractor of errors or omissions on the part 

of the City Representative; 

 

i) “Completion Date”: the date of Substantial Performance of the Work, as certified by 

the City Representative; 
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j) “Construction Schedule”: the Construction Schedule referred to in GC 3.6, 

including revisions thereto as provided in GC 3.6, GC 10.2(d) or otherwise required 

by the City Representative; 

 

k) “Consultant”: a person retained by the City to act as the City’s Representative; 

 

l) “Contract”: the undertaking by the parties to perform their respective duties and 

discharge their obligations as set out in the Contract Documents which represents 

the entire agreement between the parties; 

 

m) “Contract Documents”: the documents referred to in the Articles of Agreement and 

amendments agreed on by the parties in writing; 

 

n) “Contract Price”: the sum stated in the Articles of Agreement and as may be 

amended during the progress of the Work; 

 

o) “Contract Time”: the time stated in the Articles of Agreement, and as may be 

amended during the progress of the Work, elapsing from the date of commencement 

of the Work until the date of Substantial Performance of the Work, as certified by the 

City Representative; 

 

p) “Contractor”: the party defined as such in the Articles of Agreement; 

 

q) “Day”: a calendar day; 

 

r) “Engineer”: a person retained by the City to act as the City’s Representative; 

 

s) “Final Completion”: when the Work has been performed in accordance with the 

Contract Documents, as certified by the City Representative; 

 

t) “GC”: an acronym reference to a clause in these general conditions of this Contract; 

 

u) “Holdback  Payment  Certificate”:  a  certificate  issued  in  accordance  with GC 

5.6; 

 

v) “Lien Holdback”:  has the meaning given in GC 5.2(a)(i); 

 

w) “Owner’s Agent”: a person retained by the City to act as the City’s Representative; 

 

x) “Project”: the total construction of which the Work to be performed under this 

Contract may be the whole or a part; 

 

y) “Referee”: the person appointed under GC 9.2(a); 
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z) “Site”: the land or actual place designated in the Contract Documents for the 

performance of the Work; 

 

aa) “Subcontractor”: a party having a direct contract with the Contractor for the 

performance of any part of the Work, or to supply products worked to a special 

design for the Work; 

 

bb) “Substantial Performance”: when the Work has progressed to the point where, in 

the opinion of the City Representative as evidenced by the certificate of Substantial 

Performance, it is sufficiently complete, in accordance with the Contract Documents, 

so that the Work can be utilized for the intended purpose; 

 

cc) “Supplier”: a party having a direct contract with the contractor to supply products 

not worked to a special design for the Work; 

 

dd) “Work”: all or any part of the construction and services required by the Contract 

Documents, including all labor, materials, equipment and services provided or to be 

provided by the Contractor to fulfill his obligations under this Contract. 

 

1.2 Documents and Interpretation 

 

a) It is the intent  of  the  Contract  Documents  to  include  all  labour,  materials, 

equipment and services necessary to perform the Work in accordance with the 

Contract Documents.  Any labor, materials, equipment and services that may be 

reasonably inferred from the Contract Documents or from prevailing custom or trade 

usage as being required to produce the intended result, will be furnished and 

performed by the Contractor, whether or not specifically called for. 

 

b) The Contract Documents are  complementary,  and  what  is  required  by  one 

document shall be as binding as if required by all. 

 

c) This Contract represents the entire agreement between the City and the Contractor 

and supersedes all prior negotiations, representations and agreements, either 

written or oral. 

 

d) When  words  or  phrases  which  have  a  well-known  technical  or  construction 

industry or trade meaning are used in the Contract Documents and are not otherwise 

defined, they shall be interpreted in accordance with that meaning. 

 

e) The  Contract  Documents  shall  not  be  construed  to  create  a  contractual 

relationship of any kind between: 
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i. the City Representative and the Contractor, a Subcontractor, a Supplier, a 

subcontractor or its or their agent or employee, or other person performing 

any of the Work; 

 

ii. the City and a Subcontractor, a Supplier, or their agent, employee, or other 

person performing any of the Work, or 

 

iii. between any persons or entities other than the City and the Contractor. 

 

The City Representative shall however, be entitled to demand performance and 

enforce the obligations of the parties under this Contract, to facilitate performance of 

the City Representative’s duties. 

 

f) Clarifications and interpretations of the Contract Documents shall be issued by the 

City Representative as provided in GC 4.1. 

 

g) In the event of any inconsistency or conflict between provisions of the Contract 

Documents, the following shall apply: 

 

i. documents of later date shall govern over earlier documents of the same 

classification; 

 

ii. figured   dimensions   shown   on   drawings   shall   govern   over   scaled 

dimensions; 

 

iii. drawings of larger scale shall govern over those of smaller scale; 

 

iv. specifications shall govern over drawings; 

 

v. the general conditions shall govern over the specifications; 

 

vi. supplementary   general   conditions   shall   govern   over   the   general 

conditions, and 

 

vii. the Articles of Agreement shall govern over all documents. 

 

h) The City shall provide the Contractor with as many sets of Contract Documents as 

are reasonably required for the performance of the Work. 

 

i) The Contractor shall maintain a set of drawings on the Site and record accurately 

and legibly all deviations caused by Site conditions and written instructions or 

change orders ordered by the City Representative. The Contractor shall also keep 

one copy of all current Contract Documents and shop drawings on the Site, in good 

condition. These documents shall be available to the City Representative throughout 

the duration of the Work. 
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j) All Contract Documents, including copies, and all models furnished by or to the 

Contractor are and shall remain the property of the City and are not to be used on 

other work. The Contract Documents are not to be copied or revised in any manner 

without the City’s written consent. 

 

k) The division into sections, the table on contents, and the heading in the Contract 

Documents, other than in the drawings and specifications, form no part of this 

Contract but are inserted for convenience of reference only. 

 

l) Any reference to a statutory provision shall include any subordinate legislation made 

and from time-to-time amended, extended or re-enacted. 

 

m) Unless otherwise indicated, all dollar amounts referred to in this Contract are in 

lawful money of Canada. 

 

n) If any provision of this Contract is determined to be invalid or unenforceable in whole 

or in part, such invalidity or unenforceability shall attach only to such provision and 

everything else in this Contract shall continue in full force and effect, In the event 

that any provision of this Contract, as amended from time to time, shall be deemed 

invalid or void, in whole or in part, by any court of competent jurisdiction, the 

remaining terms and provisions of this Contract shall remain in full force and effect. 

 

o) The schedules, appendices and attachments to this Contract are an internal part of 

this  Contract  and  a  reference  to  this  Contract  includes  a  reference  to  the 

schedules, appendices and attachments. 

 

p) The language of the specifications and other documents comprising this Contract is 

in many cases written in the imperative for brevity.   Clauses containing instruction, 

directions or obligations are directed to the Contractor and shall be construed and 

interpreted as if the words “the Contractor shall”  immediately preceded the 

instructions, directions or obligations. 

 

q) Unless the context otherwise requires, wherever used herein the plural includes the 

singular, the singular includes the plural, and each of the masculine, feminine and 

neuter genders include all other genders. 

 

r) Unless otherwise provided in this Contract, all accounting and financial terms used 

in this Contract shall be interpreted and applied in accordance with Canadian 

generally accepted accounting principles, consistently applied from one period to the 

next. 

 

s) References containing terms such as: 
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i. “hereof,” “herein,” “hereto,” “hereinafter,” and other terms of like import are 

not limited in applicability to the specific provision within which such 

references are set forth but instead refer to this Contract taken as a whole; 

and 

 

ii. “includes” and “including”, whether or not used with the words “without 

limitation” or “but not limited to”, shall not be deemed limited by the specific  

enumeration  of  items  but  shall  in  all  cases  be  deemed  to  be without  

limitation  and  construed  and  interpreted  to  mean  “includes without 

limitation” and “including without limitation”; 

 

t) Whenever the terms “will” or “shall” are used in this Contract in relation to the 

Contractor they shall be construed and interpreted as synonymous and to read “the 

Contractor shall”. 

 

1.3 Notices 

 

a) Where a notice is required by the Contract Documents to be given in writing to the 

Contractor, it may be delivered personally to the Contractor or his site 

superintendent, or delivered or sent by mail or facsimile transmission to the 

Contractor’s address set out in the Articles of Agreement or to his office at or near 

the Site. 

 

b) Where a notice is required by the Contract Documents to be given in writing to the 

City Representative, it may be delivered personally, by email, or delivered or sent by 

mail or facsimile transmission to the City Representative’s address set out in the 

Articles of Agreement, or to the office of the City Representative at or near the Site. 

 

c) Notwithstanding the foregoing provisions of this GC 1.3, each party shall use the 

most expeditious method of giving the written notice or communication. 

 

d) A written notice or communication sent by mail shall be deemed to have been 

received ten (10) calendar days from the date of posting. Whenever a notice or 

communication is sent by facsimile transmission, acknowledgement from the 

receiving party must be given to the other party that the notice or communication has 

in fact been received, for it to be effective; this acknowledgement may be made 

verbally, in person or by telephone. If no such acknowledgement is given, it shall be 

deemed to have been received and be effective ten (10) calendar days from the date 

the original document was sent. 

 

1.4 Rights and Renders 

 

a) No obligations or responsibilities of any kind by or on behalf of the City shall be 

implied into the Contract Documents if in the opinion of the City Representative, it is 
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not reasonable under the circumstances to imply that such obligations or 

responsibilities form part of the Contract Documents. 

 

b) Any  failure  by  the  City  or  the  City Representative  to  enforce  or  to  require  the  

strict performance  of any of the provisions of this Contract  shall not, in any way 

constitute a waiver of those provisions and affect or impair those provisions or any 

right the City has at any time to avail itself of any remedies the City may have for any 

breach of these provisions or to require the Work to be performed in accordance with 

the Contract Documents. 

 

c) Except  as  expressly  provided  in  the  Contract  Documents,  the  duties  and 

obligations  imposed  by the Contract  Documents  and the rights and remedies 

available thereunder shall be in addition to and not a limitation of any duties, 

obligations, rights and remedies otherwise imposed or available by law. 

 

1.5 Assignment 

 

This Contract, or any part of it, or any benefit or interest in it, shall not be assigned by 

either party without the prior written consent of the other party, which consent shall not be 

unreasonably withheld.  Notwithstanding the foregoing, the City has the right, in the event 

of any default by the Contractor, to assign all its rights and remedies against the Contractor 

to the Government of Nunavut. 

1.6 Applicable Law 

 

This Contract shall be deemed to have been made in Nunavut and shall be governed by 

and  interpreted  in  accordance  with  the  laws  of  Nunavut  and  the  laws  of  Canada 

applicable therein. 

 

1.7 Successors and Assigns 

 

This Contract shall ensure to the benefit of and be binding upon the parties hereto and 

their lawful heirs, executors, administrators, successors and assigns. 

2. CITY’S OBLIGATIONS 

2.1 Payment 

 

Subject to any other provision in the Contract Documents, the City shall make payments 

to the Contractor at the times and in the manner set out in GC 5. 

2.2 Site Availability 

 

a) The City shall furnish, as indicated in the Contract Documents, the lands upon which 

the Work is to be performed, rights-of-way and easements for access to the Site and 

any other lands designated for the use of the Contractor. The Contractor shall 
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provide and pay for any additional lands and access the Contractor may require, in 

accordance with GC 3.10(a). 

 

b) Except for permits and fees which are the responsibility of the Contractor under GC 

3.13, the City shall obtain and pay for necessary approvals, easements and charges 

required for the development of the Site and for the use or occupancy of permanent 

structures or for permanent changes in existing facilities. 

 

2.3 Consultant, Owner’s Agent, and/ or Engineer as City Representative 

 

a) Unless   otherwise   provided   in   the   Contract   Documents,  the   City   shall 

communicate with the Contractor through the Consultant, and the Contractor shall 

communicate with the City through the Consultant. 

 

b) If the contract with the Consultant is terminated, the City shall promptly appoint a 

replacement. 

 

2.4 Reference Points 

 

The City shall establish physical reference points for construction on the Site which are, 

in the opinion of the City Representative, necessary to enable the Contractor to proceed 

with the Work. The Contractor shall safeguard such reference points in accordance  with 

GC3.11(b). 

 

2.5 Materials Supplied by the City 

 

Any materials, instructions, information or services required to be supplied by the City 

under this Contract shall be furnished with reasonable promptness to avoid delay in the 

orderly progress of the Work. 

2.6 Control of the Work 

 

Neither the City nor the City Representative shall supervise or have control or authority 

over, nor be responsible for, the Contractor’s means, methods, techniques or procedures 

of construction. Neither the City nor the City Representative will be responsible for the 

Contractor’s failure to perform the Work in accordance with the Contract Documents, nor 

for its failure to comply with Applicable Laws. 

2.7 Limitation of Liability 

 

In no event, including without limitation if the City breaches its obligations under this 

Contract, shall the City be liable to the Contractor, its Subcontractors, its Suppliers, or any 

other parties engaged directly or indirectly by or acting on their behalf, for indirect loss, 

consequential loss, loss of business opportunity or loss of anticipated profit. 
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3. CONTRACTOR’S OBLIGATIONS 

3.1 General Obligations 

 

Notwithstanding any omissions from the Contractor’s tender, the Contractor is required to 

perform all of the Work required by the Contract Documents, including any Work which 

can be reasonably inferred from them as being necessary to produce the intended result. 

The Contractor is to perform the Work within the Contract Time, in accordance with the 

Construction Schedule referred to in GC 3.6. 

3.2 Independent Contractor 

 

The Contractor is an independent contractor and shall have complete control of the Work. 

The Contractor shall effectively direct and supervise the Work to ensure conformance with 

the Contract Documents. The Contractor shall be solely responsible for all construction 

means, methods, techniques, sequences and procedures and for coordinating all parts of 

the Work, except as may be otherwise specified in the Contract Documents. 

Nothing in this Contract shall be construed to mean that the Contractor is an employee, 

agent or other representative of the City. 

3.3 Review of Contract Documents 

 

a) By executing this Contract, the Contractor represents that the Contractor has 

reviewed the Contract Documents and has verified the dimensions, quantities and 

details  described  in  them.    Failure  to  discover  or  correct  errors,  omissions, 

conflicts or discrepancies which ought to have been discovered by such a review 

shall not relieve the Contractor from full responsibility for unsatisfactory Work, faulty   

construction   or   improper   operations   resulting   therefrom,   nor   from rectifying 

such conditions at the Contractor’s expense. 

 

b) If the Contractor proceeds with the Work in the face of an error, inconsistency or 

omission  that  the  Contractor  discovered,  or  that  a  competent  Contractor 

reasonably experienced in the Work would have discovered, without additional 

instructions from the City Representative, then the Contractor shall at the 

Contractor’s cost remove or replace any incorrectly constructed Work. 

 

3.4 Site Conditions 

 

a) By  executing  this  Contract,  the  Contractor  represents  that  the  Contractor  is 

familiar with the conditions under which the Work is to be performed. The Contractor 

further represents that the Contractor understands the requirements of the Contract 

Documents and what effects the Site conditions will have on the Work. The 

Contractor’s failure to visit the Site will not excuse the Contractor from the 

responsibility which otherwise would have been assumed, had the Contractor visited 

the Site. 
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b) Following the start of the Work, if the subsurface conditions are substantially different 

from what could reasonably have been expected, based on a reasonable and  proper  

examination  of  the  Site  by  the  Contractor  and  the  information provided in the 

tender documents, if any, the Contractor must promptly notify the City 

Representative in writing prior to performing the Work. The Contractor may make a 

claim for changed site conditions in only accordance with GC 9.1. 

 

3.5 Temporary Structures 

 

The Contractor shall have the sole responsibility for the design, erection, operation, 

maintenance and removal of temporary structures and other temporary facilities and the 

design and execution of construction methods required in their use. The Contractor shall 

engage and pay for professional engineering personnel, registered to practice in Nunavut, 

skilled in the appropriate discipline, to perform these functions where required by law or 

by the Contract Documents and in all cases where such temporary facilities and their 

method of construction are of such a nature that professional engineering skill is required 

to  produce  safe  and  satisfactory  results.  The  Contractor  shall  submit  engineered 

documents to the City Representative, for review, before commencing temporary work. 

3.6 Schedule 

 

a) Within fourteen (14) calendar days of executing the Articles of Agreement and as a 

condition of the first progress payment, the Contractor shall submit to the City 

Representative for review, a proposed    Construction    Schedule    showing    the    

anticipated    time    of commencement and completion of each of the major activities 

of the Work to be performed.   This   Construction   Schedule   shall   include   the   

sequence   and coordination of the various operations and the estimated time 

required for the Work and shall provide sufficient detail to permit the City 

Representative to monitor the progress of the Work. The Contractor shall revise the 

proposed Construction Schedule as requested by the City Representative, and the 

Contractor shall perform the Work in strict adherence to the Construction Schedule, 

including revisions thereto required by the City Representative, unless it is changed 

in accordance with the terms of this Contract. 

 

b) If at any time it should appear to the City Representative that the actual progress of 

the Work does not conform to the Construction Schedule, the Contractor shall 

produce at the   City Representative’s   request,   a   revised   Construction   Schedule   

showing the modifications necessary to ensure completion of the Work in 

accordance with the previously approved Construction Schedule and shall promptly 

adopt acceptable additional means and methods of construction, at no cost to the 

City, which will make up for the time lost and will ensure completion in accordance 

with the revised Construction Schedule. 
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c) If the Contractor fails or refuses to revise the Construction Schedule as required by 

this GC, this Contract may be terminated at the City’s option, in accordance with GC 

10.3. 

 

d) The  City Representative’s  review,  comments,  consent,  acceptance  or  approval  

to the Construction Schedule shall not relieve the Contractor of any of the 

Contractor’s obligations under this Contract. 

 

3.7 Superintendent 

 

a) The Contractor shall assign a competent superintendent and necessary assistants, 

one or more of whom shall be in attendance at the Site at all times during the 

progress of the Work.  The superintendent and necessary assistants, if any, shall be 

designated in writing to the City Representative and shall act as the Contractor’s 

authorized representative at the Site. All written or oral communications to the 

superintendent shall be deemed to have been given to the Contractor. The 

superintendent shall only be replaced after the Contractor has received written 

approval from the City. 

 

b) The City may order the removal from the Work of any superintendent, supervisor, 

foreman or other employee who is in the opinion of the City, unfit for the Work, 

unskilled in the work assigned to him or otherwise unsuitable. Any person so 

removed shall not be re-employed on the Work by the Contractor or by a 

Subcontractor. 

 

3.8 Subcontractors 

 

a) The Contractor shall not employ any Subcontractor without the approval of the City. 

Once the names of the proposed Subcontractors have been submitted, the 

Contractor shall not change these Subcontractors without the advance written 

consent of the City. If any changes are made without consent, this Contract may be 

terminated at the City’s option, in accordance with GC 10.3. 

 

b) The City, through the City Representative, may, at any time during the performance 

of the Work, object to the use of a Subcontractor and direct the Contractor in writing 

to employ a different Subcontractor satisfactory to the City Representative. 

 

c) The Contractor shall be fully responsible to the City for the acts and omissions of 

Subcontractors, their agents, employees, and all parties engaged by the Contractor 

or its Subcontractors for the provision of work or the supply of materials. 

 

d) The Contractor agrees to incorporate the terms of the Contract Documents into all 

the Contractor’s subcontract agreements. 
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e) The Contractor shall maintain good order and discipline among the Contractor’s 

employees and the Subcontractors engaged in the Work.  The Contractor shall not 

employ, or permit Subcontractors to employ, workers who are not skilled in the 

assigned task.   The Contractor shall employ sufficient workers to perform the Work 

in compliance with the Construction Schedule. 

 

3.9 Other Contractors 

 

a) The City reserves the right to let separate contracts with other contractors or 

workers, or to undertake work using the City’s own forces to do other work. If other 

contractors, workers or the City’s own forces are sent onto the Site, with or without 

plant and material, the Contractor shall, to the satisfaction of the City, grant access 

to and cooperate with such persons and, in accordance with usual construction 

practice, coordinate the Work with the other work and connect to other work as 

specified or shown in the Contract Documents. 

 

b) The Contractor shall at all times remain the Constructor, with regards to the Health 

and Safety Act requirements. The City and other contractors entering the 

Contractors site shall be responsible for adhering to the Contractor’s Health and 

Safety policy. 

 

c) If the sending of other contractors, workers or the City’s own forces onto the Site 

results in a delay in the performance of the Work, which could not have been 

reasonably foreseen or anticipated by the Contractor when executing the Articles of 

Agreement, the Contractor may make a claim therefor in accordance with GC 6.2 

and 9.1. 

 

d) If the Contractor discovers any deficiencies in any other work which might affect the 

Work, the Contractor shall immediately report such deficiencies to the City 

Representative and then confirm such report in writing. 

 

3.10 Use of the Site 

 

a) The Contractor shall make every effort to confine the Contractor’s equipment and 

plant, storage of materials and operations to limits indicated by the Contract 

Documents, by a specific direction of the City Representative or by Applicable Laws 

and shall not unreasonably occupy the Site. Where the Contractor requires 

additional land for the erection of temporary facilities and storage of materials, 

including access to them, the Contractor shall arrange for such and assume all costs 

and liabilities arising therefrom. 

 

b) The Contractor shall not load or permit to be loaded on any part of the Work, a weight 

or load or force that will endanger its safety or exceed the design loads. 
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c) The Contractor shall not interfere in any way with the work or scheduling of any other 

contractor, worker or employee of the City.  Subject to GC 3.9(b), in order to avoid 

or minimize such interference, the City may in its absolute discretion, establish 

schedules or methods and shall notify the Contractor accordingly. 

 

3.11 Survey 

 

a) The Contractor shall provide the City Representative with assistance, as required, 

to make any surveys and measurements, and to establish or check lines and grades. 

 

b) The Contractor shall safeguard all points, stakes, grade marks and benchmarks 

made or established on the Work. The Contractor shall bear the expense of re- 

establishing them and for rectifying Work improperly installed due to the Contractor’s  

failure  to  safeguard  such  points,  stakes  and  marks.  Additional surveys and 

staking required by the Contractor to perform the Work, shall be provided by the 

Contractor at its expense. 

 

3.12 Protection of the Work, Property and the Public 

 

a) The Contractor shall be responsible for protecting the Work, the City’s property at 

the Site including the Contract Documents and any plant and material, including 

plant and material supplied by the City to the Contractor, against loss or damage 

from any cause but subject to GC 3.15(c). In particular, the Contractor shall take 

necessary precautions, at the Contractor’s expense, to ensure that: 

 

i. no person,  adjacent  property,  right,  easement  or  privilege  is  injured, 

damaged   or   infringed   by   reason   of   the   Contractor’s   activities   in 

performing the Work; 

 

ii. pedestrian and other traffic on any public or private road or waterway is not 

unduly impeded, interrupted or endangered by the performance or existence 

of the Work; 

 

iii. fire hazards in or about the Work or the Site are minimized; 

 

iv. adequate medical services are available to all persons employed on the Work 

at all times during the performance of the Work; 

 

v. adequate sanitation measures are taken in respect of the Work; and 

 

b) The City Representative may order the Contractor to do such things and to perform 

such additional Work as the City Representative considers reasonable and 

necessary to ensure compliance with or to remedy a breach of GC 3.12(a) and the 

Contractor shall comply with the directions of the City Representative, at the 

Contractor’s expense. 
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3.13 Permits 

 

a) The Contractor shall procure and post at the Site all permits, certificates and licenses 

required for the construction of the Work and shall be responsible for all fees in 

respect thereof.  

b) The Contractor will be responsible for procuring and coordinating all permits that the 

GN Office of the Chief Boiler and Gas Inspector regulates. 

c) The Contractor will be responsible for procuring and coordinating all permits issued 

by the City’s Public Works and Engineering Department. Such permits include: 

 

i. Water & Sewer Service Connection/ Disconnection Permit 

 

ii. Utility Permit 

 

iii. Road Closure Permit 

 

Permit applications must be submitted to the City twenty (20) business days prior to 

the start of the works.  

3.14 Applicable Laws 

 

a) The Contractor shall perform the Work and give any required notices in full 

compliance with all Applicable Laws, ordinances, rules, regulations, codes and 

orders of the municipal and other authorities having jurisdiction which are in or come 

into force during the performance of the Work. 

 

b) The Contractor shall have due regard for the protection of the environment in the 

performance of the Work and shall not place any materials, including without 

limitation, hazardous materials, or dispose of any such materials, or perform any 

Work in a manner contrary to applicable federal or territorial or municipal 

environmental laws and regulations, either at the Place of the Work, or at any other 

place or property. 

 

3.15 Material and Plant Supplied by City 

 

a) The Contractor is liable for any loss or damage to material, plant or real property that 

is supplied or placed by the City in the care, custody and control of the Contractor 

for use in connection with the Work, whether or not that loss or damage is attributable 

to causes beyond the Contractor’s control. 

 

b) The Contractor shall not use any material, plant or real property placed in the 

Contractor’s care, custody and control by the City, except for the purpose of 

performing the Work. 
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c) The Contractor is not liable to the City for any loss or damage to material, plant or 

real property if that loss or damage results from and is directly attributable to 

reasonable wear and tear. 

 

3.16 Equipment, Plant and Material Supplied by Contractor 

 

a) Unless  otherwise  specified  in  the  Contract  Documents,  the  Contractor  shall 

furnish and assume full responsibility for all materials, equipment, labor, 

transportation, construction equipment and machinery, tools, appliances, fuel, 

power, light, heat, telephone, water, sanitary facilities, temporary facilities and all 

other facilities and incidentals necessary for the performance, testing, finishing, start-

up and completion of the Work. All materials, equipment, facilities, etc., furnished by 

the Contractor shall be maintained in a working, clean and sanitary manner. 

 

b) Materials  provided  shall  be  new  unless  otherwise  specified  in  the  Contract 

Documents.   Products that are not specified shall be of a quality best suited to their 

purpose and use, as approved by the City Representative. 

 

c) All equipment, plant and material owned by the Contractor and to be incorporated in 

the Work, from the time of initial delivery to the Site, shall be deemed to be the 

property of the City; provided always that the vesting of such property shall not 

prejudice the right of the Contractor to the sole use of the said equipment, plant and 

material for the purpose of performing the Work nor shall it affect the Contractor’s 

responsibility to operate and maintain the same in accordance with the Contract 

Documents. The City shall not at any time be liable for the loss of, damage to or risk 

of loss of any of the Contractor’s equipment, plant or materials. 

 

3.17 Workers’ Compensation Act 

 

a) The Contractor shall comply with and ensure compliance at time of tender by all 

Subcontractors, with the requirements of the Workers’ Compensation Act, 

R.S.N.W.T. 1988, c. W-6, as duplicated for Nunavut by s. 29 of the Nunavut Act.  

The Contractor and its Subcontractors shall maintain accounts in good standing with 

the Workers’ Safety and Compensation Commission.   The   Contractor   shall   

provide   verification   from   the Workers’ Compensation Board that the Contractor’s 

account is in good standing prior  to  the  release  of  holdbacks,  at  the  end  of  the  

warranty  period  and  as requested by the City Representative. The City may refuse 

to make a payment to the Contractor unless the Contractor furnishes evidence from 

the Workers’ Compensation Board that the Contractor’s account is in good standing. 

 

b) If the City receives a notice from the Workers’ Compensation Board that the 

Contractor’s accounts, or any Subcontractors’ accounts are not in good standing, or 

if a demand for payment is received, the City may suspend payments due to the 

Contractor until a letter of clearance is obtained or the City has paid the amount on 

behalf of the Contractor. 
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c) If the City is required to pay any amount to the Workers’ Compensation Board on 

behalf of the Contractor, or any Subcontractor, the City may deduct the amount from 

any amount owing to the Contractor under this or any other contract, or may demand 

a reimbursement by the Contractor to the City for the amount paid by the City. 

 

d) If at any time the performance of the Work is stopped because the Contractor 

unreasonably fails or refuses to comply with a regulation or order issued pursuant to 

the Workers Compensation Act, then such failure or refusal shall be considered a 

default under this Contract, and this Contract may be terminated at the City’s option, 

in accordance with GC 10.3. 

 

3.18 Occupational Health and Safety 

 

a) The Contractor shall be solely responsible for construction safety at the Site as and  

to  the  extent  required  by  the  Safety  Act, in effect at time of tender, and any other 

applicable construction safety legislation, regulations and codes, any City safety 

Policies, as amended from time to time, and by good construction practice. 

 

b) In any case where, pursuant to the provisions of the Safety Act, R.S.N.W.T. 1988, c. 

S-1, as duplicated for Nunavut by s. 29 of the Nunavut Act, the Director of 

Inspections or a Safety Officer orders the Contractor or any Subcontractor 

performing the Work, to cease work because of failure to install or adopt safety 

devices directed by the regulations made under the said Act, or required by it, or 

because the Director of Inspections or a Safety Officer is of the opinion that 

conditions of immediate danger exist that would likely result in injury to any person, 

the City may exercise its right to terminate this Contract or suspend the Work  

immediately,  in  accordance  with  GC 10,  until  the  default  or  failure  is corrected. 

 

3.19 Cutting and Patching 

 

a) The Contractor shall do all cutting, fitting or patching of the Work that may be 

required to tie in properly with the work of other contractors shown in, or reasonably 

inferable from the Contract Documents. 

 

b) The Contractor shall not endanger any existing Work by cutting, patching or 

otherwise, and shall not cut or alter the work of any other contractor save with the 

consent of the City Representative and then only to the extent permitted by the City 

Representative. 

 

c) The  Contractor  shall  not  unreasonably  withhold  from  the  City  or  a  separate 

contractor the Contractor’s consent to cutting or otherwise altering the Work in 

accordance with any direction given by the City Representative. 

 

3.20 Defective Work 
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a) Defective  work,  whether  the  result  of  poor  workmanship,  use  of  defective 

products  or  damage  through  carelessness  or  other  act  or  omission  of  the 

Contractor or any Subcontractor, and whether incorporated in the Work or not, which 

has been rejected by the City Representative as failing to conform to the Contract 

Documents,  shall  be  removed  promptly  from  the  Work  and  replaced  or  re- 

executed by the Contractor in accordance with the Contract Documents, at the 

Contractor’s expense. 

 

b) Where any part of the Work is damaged by such removals, replacements or re- 

execution, it shall be made good, promptly, at the Contractor’s expense. 

 

c) Where the Contractor fails to correct defective or rejected work within the time limits 

specified by the City Representative, the City may correct defective or rejected Work 

and deduct the cost of same from the Contract Price, or may terminate this Contract 

in accordance with GC 10.3. 

 

d) In cases of emergency, the City may take whatever action it deems necessary to 

correct defective or rejected Work and deduct the cost of same from the Contract 

Price. 

 

e) If, in the opinion of the City Representative, it is not expedient to correct defective 

work or work not done in accordance with the Contract Documents, the City may 

deduct from the Contract Price the difference in value between the Work as done 

and that required by this Contract, as determined and certified by the City 

Representative. 

 

3.21 Testing and Inspection 

 

a) Unless otherwise specified in the Contract Documents, the Contractor shall not rely 

on the City’s testing program, for the Contractor’s own quality control, but shall 

perform such testing as may be required to ensure that the Work complies in all 

respects with the Contract Documents. 

 

b) Critical equipment such as the boilers should be assembled or supervised during the 

installation by the manufacture experts and approve the installation. 

 

 

c) The  Contractor  shall  promptly  provide  the  City Representative  with  two  copies  

of  all certificates, inspection and testing reports required by the Contract Documents 

or ordered by the City Representative. 

 

d) The City Representative may conduct quality control testing regarding the 

acceptability of materials used in the Work and the Contractor shall furnish for the 
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City Representative’s approval   such   samples   as   the   City Representative   may   

reasonably   require,   at   the Contractor’s expense. 

 

e) The City Representative may order retesting of questioned Work. If such retesting 

shows the Work to comply with the provisions of this Contract, the City shall pay the 

cost of retesting. If the retesting shows that through the fault of the Contractor the 

Work does not so comply, the Contractor shall pay all associated costs. Testing 

which is paid for by the City shall not be subject to direction or control by the 

Contractor. 

 

f) The City Representative shall at all times have access to the Work and the 

Contractor shall provide proper facilities for such access and for inspection. If any 

Work should be covered without the approval or consent of the City Representative, 

it must, if required by the City Representative, be uncovered for examination and 

subsequently recovered, both at the Contractor’s expense. 

 

g) Any inspection of the Work by the City Representative or the failure of the City 

Representative to make any inspection, or: 

 

i. the thoroughness or lack of thoroughness of any inspection made by the City 

Representative; 

ii. the failure of the City Representative to observe defective workmanship or 

materials either by the Contractor or a Subcontractor; 

iii. the failure to direct the attention of the Contractor or Subcontractor, or of any 

other person, to the inadequacy of the manner in which this Contract is being 

performed, or 

iv. the inadequacy or insufficiency of any equipment or material used in the 

performance of or incorporated in the Work, 

 

shall not relieve the Contractor from the responsibility for any failure to supply 

materials and complete the Work strictly in accordance with the Contract 

Documents. 

3.22 Site Cleanliness 

 

a) The Contractor shall maintain the Site in a tidy condition and free from the 

accumulation of waste material and debris, to the satisfaction of the City 

Representative. 

 

b) Before the issuance of a certificate of Substantial Performance, the Contractor shall 

remove all the Contractor’s tools and material not required for the remaining Work, 

and all waste material and other debris, and shall ensure that the Work and the Site 

are clean and suitable for occupancy or use by the City, unless otherwise directed 

by the City Representative. 
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c) Before the issuance of a certificate of Final Completion, the Contractor shall remove  

from  the  Site  all  the  Contractor’s  tools  and  material  and  any  waste material 

and other debris, to the satisfaction of the City Representative. 

 

d) If the Contractor fails or refuses to remove all such tools, materials, equipment and 

waste within a reasonable time after achieving Final Completion then, on written 

notice from the City Representative to the Contractor specifying a reasonable time 

to remedy such failure or refusal, the City may do or cause to be done the removal 

and all reasonable resulting costs incurred by the City may be deducted from any 

amounts owing by the City to the Contractor. 

 

e) The Contractor’s obligations described above do not extend to waste material and 

other debris caused by the City’s agents or other contractors. 

 

3.23 Claims Against and Obligations of the Contractor 

 

a) The Contractor shall pay out and discharge all its lawful obligations and shall satisfy 

all lawful claims against it arising out of the performance of the Work at least as often 

as this Contract requires the City to pay the Contractor. 

 

b) The Contractor shall, in accordance with the Contract Documents and whenever 

requested to do so by the City Representative, make a statutory declaration 

regarding the existence and condition of any obligations of and claims against the 

Contractor, any Subcontractors, or Suppliers.  Upon request by the City, the 

Contractor shall provide letters from its Subcontractors and Suppliers regarding the 

status of any accounts with the Contractor and the details of any claims, if any. 

 

c) The City may, in its absolute discretion, and at any time prior to the final release of 

holdbacks, in order to discharge lawful obligations of and satisfy lawful claims 

against the Contractor, any Subcontractors or Suppliers arising out of the 

performance of the Work, pay any amount that is due and payable to the Contractor 

pursuant to this Contract, directly to the obligees of and the  claimants  against,  the  

Contractor,  Subcontractor or Supplier. When the parties involved in the claim are in 

agreement on the validity and amount of the claim, the City may treat this as a lawful 

claim. 

 

d) Where no agreement is reached between the parties as referred to above, the City 

may withhold payment, without any obligation to pay interest, until the validity and 

amount of the Claim is established by legal proceeding. The City may, in its absolute 

discretion, bring the matter before the Nunavut Court of Justice by way of 

Interpleader, and shall dispose of the funds withheld in accordance with the direction 

of the Court. 
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e) A payment made pursuant to this provision is, to the extent of the payment, a 

discharge of the City’s liability to the Contractor under this Contract and may be 

deducted from an amount payable to the Contractor under this Contract. 

 

3.24 Patent Rights 

 

The Contractor shall indemnify the City from and against all claims, liabilities and 

proceedings for or on account of infringement of any patent rights, design trademark or 

name or other protected rights in respect of the Contractor’s equipment, materials or tools 

used for or in connection with, or for incorporation into the Work, and from and against 

all damages, costs, charges and expenses whatsoever relating thereto. 

3.25 Royalties 

 

Except where otherwise stated, the Contractor shall pay all tonnage and other royalties, 

rent  and  other  payments  or  compensation,  if  any,  for  obtaining  building  materials 

required for the Work. 

3.26 Records to be Kept by Contractor 

 

a) The Contractor shall maintain complete records of the Contractor’s estimated and 

actual costs of the Work together with all tender calls, quotations, contracts, 

correspondence, invoices and receipts. In accordance with the terms of this 

Contract, these documents shall be available for audit and inspection by the City or 

by persons acting on behalf of the City when requested. The Contractor shall furnish 

any such person with any information it may require from time to time in connection 

with these records. 

 

b) Records maintained by the Contractor shall be kept intact for six years following the 

end of the warranty period or such other period of time as directed by the City 

Representative. 

 

c) The Contractor shall ensure that all of its Subcontractors comply with the above 

requirements. 

 

3.27 Public Ceremonies and Signs 

 

a) The Contractor shall not permit any public ceremony in connection with the Work 

without the prior written consent of the City. 

 

b) The Contractor shall not erect or permit the erection of any sign or advertising on the 

Site without the prior written consent of the City. 

 

3.28 Non-Compliance by Contractor 
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a) If the Contractor fails to comply, within a reasonable time, with any decision or 

direction given by the City Representative, the City may employ such methods as 

the City deems advisable to do that which the Contractor failed to do. 

 

b) The Contractor shall pay the City the total of all costs, expenses and damages 

incurred or sustained by the City by reason of the Contractor’s failure to comply with 

any decision or direction referred to above, including the cost of any method 

employed by the City. Where the amounts owing to the Contractor under this 

Contract are insufficient to cover such costs, the Contractor shall pay the balance to 

the City immediately. 

 

4. ADMINISTRATION BY CITY REPRESENTATIVE 

4.1 City Representative’s Duties and Authority 

 

a) The City Representative will administer this Contract on behalf of the City as 

provided in the Contract Documents. 

 

b) The City Representative will be the City’s representative until the Work has been 

completed in accordance with the Contract Documents. 

 

c) Except as expressly stated in the Contract Documents, the City Representative shall 

have no authority to relieve the Contractor of any of the Contractor’s obligations 

under this Contract. 

 

d) The City Representative will be the initial interpreter of the requirements of the 

Contract Documents and judge of the acceptability of the Work performed and shall 

deal with Claims as they arise, in accordance with GC 9.1. 

 

e) If any error, inconsistency, or omission in the Contract Documents is discovered, the 

City Representative shall provide directions or clarifications to the Contractor. 

 

f) During the progress of the Work, the City Representative shall have authority to 

reject Work that, in the City Representative’s opinion, does not conform with the 

requirements of the Contract  Documents,  or  to  issue  written  additional  

instructions  regarding  the Work which may, in the opinion of the City 

Representative, be necessary to supplement or clarify the Contract Documents. 

Such additional instructions shall be consistent with the intent of the Contract 

Documents, shall not entitle the Contractor to an Adjustment and shall be binding 

upon and be carried out promptly by the Contractor. 

 

g) Wherever, under this Contract, the City Representative is required to exercise 

discretion by: 

 

i. rendering a decision, opinion or consent. 
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ii. expressing satisfaction or approval. 

 

iii. determining value; or 

 

iv. otherwise taking action which may affect the rights and obligations of the City 

or the Contractor, 

the City Representative shall do so impartially, consistent with the terms of this 

Contract and having regard to all of the circumstances. Any such decision, 

opinion, consent, expression of satisfaction or approval, determination of value 

or action, may be opened up, reviewed or revised as provided in GC 9. 

4.2 Observing the Work 

 

The City Representative will visit the Site at intervals appropriate to the stage of 

construction to become generally familiar with the progress and quality of the completed 

Work and to determine in general if the Work is being performed in a manner indicating 

that the Work, when completed, will be in accordance with the Contract Documents. 

However, the City Representative will not be required to make exhaustive or continuous 

on-site inspections to check the quality or quantity of the Work. On the basis of such on-

site observations, the City Representative will keep the City informed of the progress of 

the Work and will endeavor to guard the City against defects and deficiencies in the Work. 

4.3 City Representative’s Decision 

 

Except as provided in GC 4.1(g), neither the City Representative’s authority or 

responsibilities under GC 4 or under any other provision of the Contract Documents nor 

any decision made by the City Representative in good faith either to exercise or not 

exercise such authority or responsibility, shall create, impose or give rise to any duty or 

responsibility owed by the City Representative to the Contractor, any Subcontractor, 

Supplier, or to any surety for or employee or agent of any of them. 

5. PAYMENT AND COMPLETION 

5.1 Progress Payments 

 

a) At the end of each calendar month, or such other period as is agreed to between the 

City Representative and the Contractor, the Contractor shall deliver to the City 

Representative a written progress claim that describes the Work that has been 

completed and any material that was delivered to the Site but not yet incorporated 

into the Work since the last progress claim. The Contractor’s progress claim shall be 

submitted on the last day of the month, for the month which progress is being 

claimed. If the last day coincides on a weekend or holiday, it will be issued on the 

following business day. 
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b) The City Representative shall, within fourteen (14) business days of receipt of the 

Contractor’s approved progress claim, review the claim and prepare a certificate for 

payment which may take the form  of  an  endorsement  on  the  progress  claim.  If  

the  City Representative  amends  the progress claim, he will promptly notify the 

Contractor in writing, giving reasons for the amendment. 

 

c) Where the Contractor does not submit a progress claim or where the City 

Representative does not endorse the Contractor’s progress claim, the City 

Representative may calculate the progress payment and prepare a certificate for 

payment by the City. Where unit prices apply, payment will be calculated on the 

basis of the unit prices specified in the Contract Documents and the units of Work 

completed as determined by the City Representative. Where a lump sum price 

applies, payment will be calculated on the basis of the City Representative’s estimate 

of the percentage of the Work completed. 

 

d) The  progress  certificate  will  show,  to  the  end  of  the  period  covered  by  the 

progress claim, the estimated value of all labour and materials incorporated into the 

Work, GST monies paid, all materials stored at the Site and all Change Orders 

certified by the City Representative. The certificate shall also show the aggregate of 

previous payments and the amounts withheld. The gross amount shown on such 

certificate, less the aggregate of all payments to date and sums withheld, shall 

become due and be payable by the City to the Contractor within thirty (30) calendar 

days following receipt by the City of the progress certificate. 

 

e) The estimates referred to above shall not bind the City or the City Representative in 

any manner in the preparation of the final estimate of the Work done, but shall be 

held to be approximate only and shall in no case be taken as an acceptance of the 

Work or as a release of the Contractor from the Contractor’s responsibilities under 

this Contract. 

 

f) If for any reason the City disputes the net amount shown for payment on a progress 

certificate the City shall, within the time specified in this GC, pay to the Contractor 

any amount not disputed and also deliver to the Contractor and the City 

Representative written reasons for any deductions. 

 

5.2 Contract Holdbacks 

 

a) The City will retain Contract holdbacks in accordance with the following: 

 

i. ten percent from each progress payment made prior to the issuance of the first   

Holdback   Payment   Certificate   by   the   City Representative   (the   “Lien 

Holdback”), and 
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ii. five percent Owners Offset from any payments made to the Contractor 

following the issuance of the first Holdback Payment Certificate, other than 

from holdback payments. 

 

5.3 Substantial Performance 

 

a) When the Contractor considers the Work ready to be utilized for its intended 

purpose, the Contractor may apply in writing to the City Representative to issue a 

Certificate of Substantial Performance. The Contractor shall prepare and submit with 

its application a comprehensive list of deficiencies and/or incomplete items to be 

completed or corrected, a statutory declaration as per GC 3.23(b) and particulars of, 

or a waiver of, all outstanding claims against the City, arising out of the Work.   The 

Contractor shall proceed promptly to complete and correct the items on the list.  

Failure to include an item on this list does not alter the Contractor’s responsibility to 

complete the Work in accordance with the Contract Documents. 

 

b) Following the receipt of an application from the Contractor for a certificate of 

Substantial Performance, the City Representative shall, with reasonable 

promptness, make an inspection and assessment of the Work. Within seven (7) 

calendar days of the inspection, the City Representative shall notify the Contractor 

of his approval, or reasons for, disapproval of the application. If the City 

Representative determines that the Work is substantially completed, he shall issue 

a certificate of Substantial Performance to the City and the Contractor. A list of items 

to be completed or rectified shall accompany the certificate. If the City 

Representative does not consider the Work to be substantially completed, he shall 

notify the Contractor in writing of the reasons why and list the items to be completed 

or rectified, of which the City Representative is aware. 

 

c) The  City  may  deduct  from  the  Contract  Price,  or  any  amounts  due  to  the 

Contractor, the costs associated with the City Representative being called upon to 

perform more than one inspection for the purpose of determining Substantial 

Performance, when in the opinion of the City Representative, the Work was clearly 

not yet substantially complete. 

 

d) The certificate of Substantial Performance shall establish the date of Substantial 

Performance and shall fix the time within which the Contractor shall complete or 

correct all items on the list accompanying the certificate. Warranties required by the 

Contract Documents shall commence on the date of Substantial Performance, 

unless otherwise provided, in the certificate of Substantial Performance. 

 

e) Similarly, in accordance with the procedure set out above, the City Representative 

may in its absolute discretion, issue a Certificate of Substantial Performance in 

respect of any part  of  the  Work  which  has  been  both  completed  to  the  

satisfaction  of  the City Representative and which the City has elected to occupy or 

use prior to completion. 
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f) In addition to other holdbacks as provided by the Contract Documents, when 

considering Substantial Performance, the City may hold back from payments 

otherwise due to the Contractor the amount that is two times of the amount of a 

reasonable estimate, as determined by the City Representative, on account of 

deficient or defective Work already paid for.   This holdback may be held, without 

interest, until such deficiency or defect is remedied.  The items of defect or deficiency 

and the amounts of related holdback shall be listed separately on the payment 

certificate. 

 

5.4 Final Completion 

 

a) Following Final Completion of the Work, including any testing, the Contractor shall 

provide the City Representative with the following: 

 

i. a statutory declaration as referred to in GC 3.23(b) that: 

 

A. the Work has been completed in accordance with the Contract 

Documents; and 

 

B. no claims exist or alternatively setting out the particulars of any claims 

relating to personal injury or death or property loss or damage arising 

out of the Work, and any alleged infringement by the Contractor of a 

patent or other property right in performing this Contract; and 

 

ii. particulars of, or a waiver of, all outstanding claims against the City, arising out 

of the Work. 

 

b) Following receipt of the documents referred to in GC 5.4(a), the City Representative 

shall, with reasonable promptness, conduct an inspection and assessment of the 

Work to verify that the Work has been completed in accordance with the Contract 

Documents. Within fourteen (14) calendar days of receipt of the above documents, 

the City Representative shall either issue a certificate of Final Completion to the City 

and the Contractor or a list of items to be completed or rectified, of which the City 

Representative is aware. The City may deduct from monies owed to the Contractor 

the costs associated with the City Representative being called upon to perform more 

than one inspection. 

 

c) Receipt by the Contractor of the certificate of Final Completion shall entitle the 

Contractor to payment in accordance with GC 5.5. 

 

5.5 Final Progress Payment 
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a) The final progress payment certificate will be prepared following the issuance of the 

certificate of Final Completion. The final progress payment certificate will show the 

total amount payable to the Contractor, less any amounts retained. 

 

b) The final progress payment amount shall be paid by the City to the Contractor within 

thirty (30) calendar days following receipt by the City of the final progress payment 

certificate. 

 

5.6 Holdback Release 

 

a) Forty-five (45) calendar days following the date of the issuance of the certificate of 

Substantial Performance by the City Representative, the Contractor may apply to 

the City for release of fifty percent of the Lien Holdback.   The Contractor shall with 

such application provide the City Representative with a statutory declaration as 

referred to in GC 3.23(b), with the content referred to in GC 5.4(a)(i), and the 

particulars of a waiver of, all outstanding claims against the City, arising out of the 

Work.  The City Representative shall, within fourteen (14) calendar days’ receipt of 

the Contractor’s application, issue a Holdback Payment Certificate or a list of items 

to be rectified prior to payment. 

 

b) Following the release of fifty percent of the Lien Holdback in accordance with GC 

5.6(a), the Contractor may apply in writing for release of the remainder of all Contract 

lien holdback funds retained by the City, provided an irrevocable letter of credit, in a 

form acceptable to the City and from a bank and branch acceptable to the City, for 

the same amount is presented for the City’s consideration. The City may, in its 

absolute discretion, accept or reject the Contractor’s irrevocable letter of credit in 

place of the remainder of all Contract holdback funds. 

 

c) The irrevocable letter of credit referred to in this provision must be for the same 

amount as the remainder of all Contract lien holdback funds and must remain in 

place until expiry of the warranty period referred to in GC 11.4. Should the 

Contractor’s irrevocable letter of credit be scheduled to expire prior to the end of 

such warranty period, the City may, at any time within the fourteen (14) calendar 

days prior to the expiry date, call upon and draw down the irrevocable letter of credit, 

unless the Contractor presents a renewal thereof with an expiry date be beyond the 

warranty period. 

 

d) One year following the date of the issuance of the Certificate of Substantial 

Performance by the City Representative, the Contractor may apply to the City for 

release of the remainder of all Contract holdbacks or the return of irrevocable letters 

of credit, if any. The City Representative shall, within fourteen (14) calendar days of 

receipt of the Contractor’s application, issue a Holdback Payment Certificate or a list 

of items to be rectified prior to payment. 
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e) The City may withhold from monies owing to the Contractor, an amount equal to the 

City Representative’s estimate of the value of all outstanding deficiencies. 

 

f) Subject to any applicable lien legislation requirements, holdback payments shall 

become payable or irrevocable letters of credit shall be returned by the City to the 

Contractor, within thirty (30) calendar days following receipt by the City of the 

Holdback Payment Certificate. 

 

5.7 Delay in Making Payment 

 

a) Delay by  the  City  in  making  payments  when  they  are  due  pursuant  to  this 

provision shall not be a breach of this Contract by the City. 

 

b) Unless  otherwise  stated  in  this  Contract,  when  the  City  delays  in  making  a 

payment that is due pursuant to this clause, the Contractor shall be entitled to receive 

simple interest on the amount that is overdue, at the prime lending rate of the main 

banker of the City. 

 

5.8 Right of Set-off 

 

Without limiting any right of set-off or deduction given or implied by law or elsewhere in 

the Contract Documents, the City may set-off any amount payable to the City by this 

Contractor against any amount payable to the Contractor under this Contract. 

6. TIME AND DELAYS 

6.1 Time of the Essence 

Time is of the essence of this Contract, including without limitation the dates and time 

limits stated in the Contract Documents. By executing this Contract, the Contractor 

confirms that this Contract Time is a reasonable period for performing the Work. 

6.2 Delays 

 

a) Where a delay occurs in the progress of the Work and: 

 

i. the delay is attributable to or within the control of the Contractor or its 

Subcontractors or was reasonably foreseeable by them at the time this 

Contract was entered into, the Completion Date will not be adjusted. The 

Contractor will be liable to the City for all costs and expenses incurred by the 

City, as well as for any losses resulting from the City’s inability to utilize the 

Work for its intended purpose resulting from the delay, and the City may deduct 

such costs from payments owing to the Contractor under this Contract; 

 

ii. the delay is due to an act or neglect by the City, the City Representative, or 

other contractor, or of an employee of any of them, then the Contractor may 

make a Claim therefor, in accordance with GC 9.1, or 
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iii. the cause for the delay does not fall within the circumstances described in (i) 

or (ii) above, the Contractor may make a Claim for an Adjustment in the 

Contract Time (but not for an Adjustments of the Contract Price), in accordance 

with GC 9.1. This shall be the Contractor’s sole and exclusive remedy for such 

delays. 

 

b) In no event will adverse weather be considered to be a cause of delay beyond the 

Contractor’s or its Subcontractors’ control or not reasonably foreseeable by them at 

the time this Contract was entered into. 

 

7. ASSESSMENTS AND DAMAGES FOR LATE COMPLETION 

7.1 Late Completion 

 

a) For the purposes of this General Condition, “period of delay” means the number of 

days commencing on the Completion Date fixed by the Articles of Agreement and 

ending on the day immediately preceding the day on which the certificate of 

Substantial Performance is issued but does not include any day within a period of 

extension granted pursuant to GC 9.1 and 6.2, or any other day on which, in the 

opinion of the City Representative, completion of the Work was delayed for reasons 

beyond the control of the Contractor. 

 

8. CHANGE ORDERS 

8.1 Changes in the Work 

 

a) Without invalidating this Contract, the City may, through the City Representative, 

direct in writing the Contractor to make changes in the Work by adding to, deleting 

from or revising the Work. 

 

b) When no Change Order has been issued by the City Representative, and the 

Contractor claims that any of the Work being performed or proposed constitutes a 

change in the Work entitling the Contractor to an Adjustment, the Contractor may 

make a Claim therefore in accordance with GC 9.1. 

 

c) Changes in the Work directed by the City shall not be initiated, and shall not be 

carried out by the Contractor, without the prior written authorization of the City 

through the City Representative. 

 

d) Upon receipt of a Change Order from the City Representative, the Contractor shall 

promptly proceed with the Work involved under the applicable provisions of the 

Contract Documents, except as specifically provided in the Change Order. 
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e) The City Representative may in writing direct the Contractor to proceed with the 

Change notwithstanding that a Change Order has not been prepared or agreed at 

the time of such direction, and upon receipt of such direction the Contractor shall 

promptly proceed with the Work as aforesaid.  If the parties fail to agree upon the 

price for such  Change,  the  price  therefor  shall  be  as  set  out  in  GC  8.2(f)  or  

(i),  as applicable. 

 

f) If notice of any change in the Work is required by the provisions of any bond to be 

given to a surety, the Contractor will be responsible for giving such notice, and the  

amount  of  each  applicable  bond  shall  be  adjusted  accordingly.  For  the purposes 

of this provision, the Contractor will be considered to be the surety’s agent. 

 

8.2 Valuation of Changes 

 

a) When a change results in a decrease in the Work, the Contract Price shall be 

decreased by an amount to be determined by the City Representative, with such 

decrease valued in the same manner as if it were an increase. 

 

b) When a change causes an increase  in the Work, the Contract  Price shall be 

increased in accordance with this provision. 

 

c) If this Contract specifies unit prices for changes to the Work, and the City 

Representative concurs in their use on a particular change or portion thereof, then 

the Contractor shall be paid for such change or portion, a sum determined by 

applying the unit prices to the actual quantum, as measured by the City 

Representative, determined after completion of the Change. 

 

d) Where  this  Contract  specifies  force  account  rates  for  labour,  equipment  and 

materials, and the City Representative concurs in their use on a particular change 

or portion thereof, then the Contractor shall be paid for such change or portion, a 

sum determined by applying the force account rates to the number of hours of labour 

and equipment expended and quantities of materials utilized. The Contractor shall 

present records of the work done to the City Representative for approval, at the times 

and in the manner specified by the City Representative. 

 

e) If there are changes, or portions of changes, for which unit prices or force account 

rates are not applicable or specified, then the Contractor shall propose to the City 

Representative a fixed price for such changes or portions. Upon agreement by the 

City on the amount thereof, the proposed fixed price shall become the sum the 

Contractor shall be paid for such change or portion. 

 

f) If the Contractor and the City are unable to agree on a fixed price, then the Contractor 

shall be reimbursed its costs for performing the changes as directed by the City 

Representative, consistent with the following: 
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i. wages,  salaries  and  travelling  expenses  of  the  Contractor’s  employees 

while actually engaged on the Work, excluding any and all expenses of head 

office personnel; 

 

ii. workers’ compensation assessments, unemployment insurance premiums, 

pension plan payments and paid holidays; 

 

iii. rental cost of machinery and equipment that is used in the performance of the 

Work, or an allowance for depreciation if owned by the Contractor; 

 

iv. operation and maintenance costs for machinery and equipment used in the 

performance of the Work, other than costs of repairs arising out of defects 

existing before it was brought on to the Site; 

 

v. cost  of  materials  necessary  for  and  incorporated  into  the  Work  or 

consumed in the performance of the Work; 

 

vi. cost of premiums for all bonds and insurance; 

 

vii. other expenses incurred by the Contractor as approved in advance by the City 

Representative for the proper performance of the Work; 

 

viii. Subcontractor  costs  calculated  in  accordance  with  GC 8.2(f)  (i  to  vii) 

above; and 

 

ix. an allowance for profit and all other expenditures or costs, including overhead, 

general administration costs, financing and interest charges, and every other 

cost, charge and expense, in an aggregate amount that is equal to twenty 

percent of the expenses referred to in GC 8.2(f) (i to vii), and equal to ten 

percent of the expenses referred to in GC 8.2(f) (viii) above. 

 

g) Whenever the cost of any Work is to be determined in accordance with GC 8.2(f), 

the Contractor will establish and maintain records in accordance with GC 3.26. 

 

h) Pending final determination of cost, amounts not in dispute shall be included in 

progress payments. 

 

i) If the method of valuation of any increase cannot be promptly agreed upon, the City 

Representative   shall   determine   the   method   of   valuation   and   issue   a   

written authorization for the change setting out the method of valuation. 

 

8.3 Contingency Allowance 

 

a) The  Contract  Price  includes  the  contingency  allowance,  if  any,  stated  in  the 

Contract Documents. 
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b) Expenditures under the contingency allowance shall be authorized in the same 

manner as for a Change Order in accordance with GC 8, and the value shall be 

determined in accordance with GC 8.2. 

 

c) The unexpended portion of the contingency allowance shall be credited to, and paid 

to, the City as a condition of achieving Substantial Performance, unless otherwise 

agreed to by the City. 

 

9. DISPUTE RESOLUTION 

9.1 City Representative’s Decision 

 

a) Where  a  Claim  arises  out  of,  or  in  connection  with  this  Contract  or  the 

performance of the Work, whether during the performance of the Work or after its 

completion and whether before or after termination of this Contract, the Claim shall, 

in the first place, be referred in writing to the City Representative in accordance with 

this provision. 

 

b) A written notice stating the general nature of the Claim shall be delivered by the party 

making the Claim to the other party and to the City Representative promptly, and in 

no event later than seven (7) calendar days after the occurrence of the event giving 

rise to the Claim. Any Work for which a Claim has been made, shall be kept readily 

accessible and shall not be covered up without the express permission of the City 

Representative. 

 

c) Notice of the extent of the Claim with supporting data shall be delivered within 

fourteen (14) calendar days after such occurrence. The Contractor shall keep 

contemporaneous records as may reasonably be necessary to support the 

Contractor’s Claim, which may be inspected by the City Representative, as he 

deems necessary. 

 

d) The City Representative shall review the information submitted, consult with the 

parties and make reasonable efforts to obtain agreement between the City and the 

Contractor regarding the Claim. The parties agree that, both during and after the 

performance of the Work, each of them shall use their best efforts to resolve any 

disputes arising between them by amicable negotiations, and shall provide frank, 

candid and timely disclosure of all relevant facts, information and documents to 

facilitate those negotiations. The City Representative may request the parties to refer 

the matter to more  senior  levels  of  management  within  their  organizations,  in  

an  effort  to resolve the Claim. 

 

e) Where the City and the Contractor reach an agreement on the Claim, the City 

Representative will, where appropriate, prepare a Change Order for the City’s 
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approval, which shall be sufficient to effect a change in this Contract, in accordance 

with the terms of the Change Order and the Contract Documents. 

 

f) If the City and the Contractor cannot reach an agreement regarding the Claim, the 

City Representative shall decide the matter and notify the parties in writing of his 

decision, within fourteen (14) calendar days of the last submission, and in no event 

later than thirty (30) calendar days following the date of the occurrence giving rise to 

the Claim. Valuation of Adjustments in the Contract Price shall be determined by the 

City Representative in accordance with GC 8.2. 

 

g) Unless this Contract has already been terminated, the Contractor shall, in every 

case,  proceed  with  the  Work  with  all  due  diligence  and  the  City  and  the 

Contractor shall give effect forthwith to every such decision of the City 

Representative unless and until the same shall be revised, as hereinafter provided. 

 

h) Where either party disputes the decision of the City Representative or where the City 

Representative fails to notify the parties of his decision in accordance with GC 9.1(f) 

then either party may, within fourteen (14) calendar days, notify the other party of its 

intention to refer the matter to the Referee in accordance with GC 9.2 or Arbitrator 

in accordance with GC 9.3, as application.   No referral may be made unless such 

notice is given. Notices shall be copied to the City Representative for information. 

 

i) If the City Representative has given notice of his decision as to a matter in dispute 

to the parties and no notice of intention to refer the matter to the Referee has been 

given by either the City or the Contractor within thirty (30) calendar days, the City 

Representative’s decision shall become final and binding upon the parties. 

 

j) No act by the claimant shall be construed as a renunciation or waiver of any of its 

rights or  recourses  provided  the  claimant  has  given  the  required  notices  and 

carried out the instructions specified. The presentation of a Claim shall not be 

grounds for delay or interruption of the Work. 

 

9.2 Appointment of Referee 

 

a) If  the  City  and  the  Contractor  agree  to  appoint  a  Referee,  the  City  and  the 

Contractor shall name, within thirty (30) calendar days of the parties signing this 

Contract, a Referee who may be called upon during the performance of, or after the 

completion of the Work, to settle any Claims or disputes arising under this Contract. 

Where the Referee appointed in accordance with this provision refuses to act, is 

incapable of acting or dies, the parties shall name a new Referee at the earliest 

opportunity. Should the parties be unable to agree on a Referee within the time 

specified, the City Representative whose decision shall be final, shall name a 

Referee. 
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b) Where either party has disputed a decision of the City Representative in accordance 

with GC 9.1(h), the Referee shall review the decision of the City Representative and 

may, if he deems it appropriate, require the parties to supply him with further 

information or documentation, giving each party an opportunity to respond. The 

Referee may inspect the Work after giving reasonable notice to each party of the 

time he intends to do so. 

 

c) Not later than thirty (30) calendar days after receipt of the last documentary 

submission, where the matter has not been resolved in accordance with GC 9.2(b), 

the Referee shall issue his written decision with reasons to the parties. 

 

d) The costs of retaining the Referee shall be shared equally between the City and the 

Contractor, unless the Referee directs otherwise.  The City may deduct such costs 

assessed against the Contractor by the Referee, from any amount due and payable 

by the City to the Contractor under this Contract. 

 

9.3 Appointment of Arbitrator 

 

a) If the parties agree to appoint a Referee, then within fourteen (14) calendar days 

after the Referee has rendered his decision, either party may, by written notice to 

the other party and to the City Representative for information, refer the decision of 

the Referee to arbitration pursuant to this GC 9.3.   If the parties have not agreed to 

appoint a Referee, then within the fourteen-day period referred to in GC 9.1(h), either 

party may refer to decision of the City Representative to arbitration pursuant to this 

9.3.  Upon any such referral, the parties shall appoint a single Arbitrator, for 

arbitration in accordance with the Arbitration Act, R.S.N.W.T. 1988, c. A-5, as 

duplicated for Nunavut by s. 29 of the Nunavut Act, subject to the following 

provisions: 

 

i. the Arbitrator shall have the authority to call upon the Referee to give evidence 

during the arbitration proceedings, including all documentation prepared by the 

Referee or reviewed by him; 

 

ii. the decision of the Arbitrator shall be final and binding upon the parties who 

covenant that their disputes shall be so decided by arbitration alone and not by 

recourse to any court by way of action at law; 

 

iii. arbitration proceedings may be commenced prior to or after completion of the 

Work, provided that the obligations of the City, the City Representative and the 

Contractor  shall  not  be  altered  by  reason  of  the  arbitration  being 

conducted during the progress of the Work; 

 

iv. before the arbitration proceeds on the substantive issues, a budget for the 

proceedings shall be established by the Arbitrator and each party shall deposit, 

as security for costs, a sum equal to half of such budget with the Arbitrator, 
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who shall thereupon deposit such funds in an interest bearing trust account 

with a chartered bank. Subject to the award and payment of costs as 

hereinafter provided, the balance of the security deposits and interests shall be 

properly returned to the respective parties; and 

 

v. the cost of arbitration may be awarded against the parties hereto or against 

any one of them as the Arbitrator may decide. 

 

b) If a Claim involves the Work of a Subcontractor, either the City or the Contractor may 

join such Subcontractor as a party to the arbitration between the City and the 

Contractor. The Contractor shall include in all its subcontracts specific provision 

whereby its Subcontractors consent to being joined in an arbitration between the City 

and the Contractor involving the Work of such Subcontractors. Nothing in this 

provision nor in the provision of such subcontracts consenting to joinder shall create 

any claim, right or cause of action in favour of the Subcontractors as against the City 

or the City Representative, that does not otherwise exist. 

 

c) If no notice is received within the time limits set out or referred to in GC 9.3(a), the 

decision of the Referee shall be final and binding on the parties. 

 

d) The Contractor agrees that it shall join other arbitration proceedings with respect to 

the Project, as requested in writing by the City. 

 

9.4 Adherence to Provisions 

 

a) The provisions, including without limitation, procedure and sequences, outlined in 

GC 9.1 to 9.3 for the resolution of disputes shall be strictly adhered to by both parties. 

 

10. WITHDRAWAL, SUSPENSION AND TERMINATION 

10.1 Withdrawal of the Work 

 

a) After giving the Contractor seven (7) calendar days written notice within which the 

Contractor may remedy any delay or default specified, the City may, through the City 

Representative, withdraw the Work from the Contractor where the Contractor is not 

diligently performing the Work to the satisfaction of the City Representative or has 

not completed the Work within the time specified in this Contract. 

 

b) On withdrawal of the Work, the City may: 

 

i. take possession of all plant, equipment and materials  on the Site and ordered 

by the Contractor for the Work but not yet delivered to the Site; and 

 

ii. complete the Work withdrawn from the Contractor. 
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c) Withdrawal of the Work by the City does not terminate this Contract and does not 

relieve the Contractor of its obligation to complete the remainder of the Work. 

 

d) The Contract Price will be reduced by the value of the Work withdrawn, as 

determined by the City Representative. The Contractor shall be liable to the City for 

all extra costs incurred by the City to complete the Work withdrawn from the 

Contractor, including all amounts set out in GC 10.3(d) notwithstanding that the 

Contractor may not be in default hereunder, and the City may deduct such costs 

from payments owing to the Contractor under this Contract. 

 

10.2 Suspension of the Work 

 

a) The City may through the City Representative suspend the progress of the Work at 

any time by giving the Contractor a written notice, which shall include the reason for 

the suspension. 

 

b) Where such a suspension results in a delay in the progress of the Work, the rights 

of the parties shall be determined in accordance with GC 6.2(a)(i), (ii) or (iii) as 

applicable, and shall be based on the reason for the suspension. 

 

c) During  the  period  of  suspension,  the  Contractor  shall  protect,  preserve  and 

maintain the Work in a manner satisfactory to the City and shall not remove any part 

of the plant, equipment and materials from the Site without the prior written consent 

of the City. 

 

d) Following  the  suspension,  the  Construction  Schedule  shall  be  revised  by  the 

Contractor, for approval by the City, and the Work shall be completed as provided in 

the revised schedule. 

 

e) Where the Work or any part thereof is suspended on the written instructions of the 

City and if permission to resume Work is not given by the City within a period of thirty 

(30) calendar days from the date of suspension, the Contractor may request 

permission from the City to proceed with the Work. If the City does not grant 

permission within fourteen (14) calendar days’ receipt of the Contractor’s written 

request, the Contractor may elect to treat the suspension, where it affects only part 

of the Work, as an omission of such Work by giving a further notice to the City to that 

effect or, where  it  affects  the  whole  of  the  Work,  treat  this  Contract  as  having  

been cancelled by the City, in accordance with GC 10.4. 

 

10.3 Termination by City 

 

a) Without  limitation,  any  or  all  of  the  following  actions  by  or  circumstances 

relating to the Contractor shall constitute default on the part of the Contractor: 
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i. committing or threatening to commit any act of insolvency or bankruptcy, 

voluntary or otherwise; 
 

ii. having a receiver appointed on account of insolvency or in respect of any 

property; 

 

iii. making a general assignment for the benefit of creditors. 

 

iv. failing to comply with or persistently disregarding statutes, regulations, bylaws 

or directives of competent authorities relating to the Work. 

 

v. failing  to  comply  with  any  requests,  instruction  or  direction  of  the City 

Representative; 

 

vi. failing to pay accounts relating to the Work as they come due. 

 

vii. failing to prosecute the Work with skill and diligence. 

 

viii. assigning or subletting this Contract or any portion thereof without the required 

consent from the City. 

 

ix. failing or refusing to correct defective or deficient Work; and 

 

x. being otherwise in default in carrying out any of its obligations under this 

Contract, whether such default is similar or dissimilar in nature to the causes 

listed previously. 

 

b) The Contractor shall immediately advise the City in writing of any default listed in 

GC 10.3(a) 
 

c) If the Contractor is in default under this Contract, the City shall be entitled to any or 

all of the following: 

 

i. take  possession  of  all  Work  in  progress,  materials  and  construction 

equipment at the Site, at no additional charge for the retention or use of the 

construction equipment; 

 

ii. eject and exclude from the Site all personnel of the Contractor and any 

Subcontractor; 

 

iii. terminate the City’s utilization of the Contractor to perform the Work; 

 

iv. finish the Work by whatever means the City may deem appropriate under the 

circumstances; and 
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v. withhold any further payments to the Contractor until the Contractor’s liability 

to the City is ascertained. 

 

d) The Contractor shall be liable to the City for: 

 

i. the extra expense of finishing the Work, including compensation to the City for 

additional engineering, managerial and administrative services; 

 

ii. the cost of correcting deficiencies in that portion of the Work performed by the 

Contractor; and 

 

iii. all other loss, damage and expense occasioned to the City by reason of the 

Contractor’s default, 

 

and the City may deduct such amounts from payments owing to the Contractor 

under this Contract. 

e) Any action by the City under this GC 10.3 shall be without prejudice to the City’s 

other rights or remedies under any security held by the City for performance of this 

Contract by the Contractor. 

 

10.4 Contract Cancellation 

 

a) The City shall have the right which may be exercised from time to time, with or 

without cause, and on fourteen (14) calendar days’ written notice to the Contractor, 

to cancel any uncompleted or unperformed portion of the Work. In the event of such 

cancellation, the Contractor shall be entitled to the following: 

 

i. reimbursement at this Contract rate for all items completed and delivered; 

 

ii. reimbursement for the costs to the Contractor for Work in progress and 

expenses incurred in the course of the Work, plus a reasonable return on such 

costs and expenses; and 

 

iii. reimbursement for costs and expenses directly caused by the cancellation. 

 

b) Title to all Work for which reimbursement is made shall vest in the City. 

 

c) The City shall not be liable to the Contractor for indirect loss, consequential loss, 

loss of business opportunity or loss of anticipated profit on the cancelled portion or 

portions of the Work. 

 

d) This section shall not apply to situations in which the City is entitled to terminate this 

Contract by reason of default by the Contractor. 
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10.5 Termination by Contractor 

 

a) If the City should be adjudged bankrupt, or makes a general assignment for the 

benefit of creditors because of the City’s insolvency, or if a receiver is appointed 

because of the City’s insolvency, the Contractor may, without prejudice to any other 

right or remedy the Contractor may have, by giving the City or receiver or trustee in 

bankruptcy notice in writing, terminate this Contract. 

 

b) If the Work should be stopped or otherwise delayed for a period of thirty (30) calendar 

days or more under an order of a court or other public authority and providing that 

such order was not issued as the result of an act or fault of the Contractor or of 

anyone directly or indirectly employed or engaged by the Contractor, the Contractor 

may, without prejudice to any other right or remedy the Contractor may have, by 

giving the City notice in writing, terminate this Contract. 

 

c) If the Contractor terminates this Contract under the conditions set out above, the 

Contractor shall be entitled to be paid for all work performed including reasonable 

profit,  for  loss  sustained  upon  products  and  construction  machinery  and 

equipment, and such other damages as the Contractor may have sustained as a 

result of the termination of this Contract. 

 

11. BONDS AND WARRANTY 

11.1 Obligations to Provide Contract Security 

 

a) The Contractor shall promptly provide to the City the surety bonds called for in the  

Contract  Documents,  not  later  than  ten  (10) business days  following  receipt  by  

the Contractor of the letter of acceptance. 

 

b) Such bonds shall be issued by a duly licensed surety company authorized to transact 

the business of suretyship in Nunavut and shall be maintained in good standing until 

the fulfillment of this Contract. 

 

c) Prior to or at the time of making a Claim under such bonds, the City shall send written 

notification to the Contractor, stating the nature of the default for which a Claim is 

being made. 

 

11.2 Prescription of Acceptable Contract Security 

 

a) The Contractor shall deliver to the City: 

 

i. a performance bond and a labor and material payment bond each in an amount 

that is equal to and not less than fifty percent of the Contract Price referred to 

in the Articles of Agreement; or 
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ii. a security deposit in an amount that is equal to ten percent of the Contract 

Price referred to in the Articles of Agreement. 

 

b) The performance bond and the labor and material payment bond referred to in GC 

11.2(a)(i) shall be in a form as approved by the Federal Treasury Board (Federal 

Contracts). 

 

c) A security deposit referred to in GC 11.2(a)(ii) shall be in a form of: 

 

i. an irrevocable letter of credit in a form acceptable to the City and from a bank 

and branch acceptable to the City; or 

 

ii. a certified cheque or bank draft from a bank acceptable to the City and made 

payable to the City. 

 

d) Should the Contractor’s irrevocable letter of credit be scheduled to expire prior to the 

Completion Date set out in the Articles of Agreement, the City may, at any time within 

the fourteen (14) calendar days prior to the expiry date, call upon and draw down 

the irrevocable letter of credit, unless the Contractor presents a renewal thereof with 

an expiry date beyond the anticipated date for Final Completion, as determined by 

the City Representative. 

 

11.3 Return of Security Deposit 

 

a) Following issuance of the certificate of Substantial Performance, the City may, in its 

absolute discretion, release all or part of the security deposit referred to herein. 

 

b) Following issuance of the certificate of Final Completion, the Contractor shall, 

subject to the terms of this Contract, be entitled to the remainder of any security 

deposit. 

 

c) Interest shall not be paid on security deposits. 

 

11.4 Warranty 

 

a) The Contractor warrants and guarantees that the Work is and shall be free from all 

defects or deficiencies in, or arising from, materials or workmanship in any part of 

the Work for the period of one year from the date of Substantial Performance of the 

Work, as certified by the City Representative, or such longer period as may be 

specified in the Contract Documents for certain products or Work. 

 

b) The Contractor shall promptly correct, at its own expense, defects or deficiencies in  

the  Work  which  appear  prior  to  and  during  the  warranty  described  in GC 

11.4(a). The Contractor shall correct and pay for all damages resulting from 

corrections made under this provision. 
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c) Work performed  to  correct  defects  or  deficiencies  shall  be  warranted  and 

guaranteed to be free from defects or deficiencies, on the same basis as the original 

Work,  for a period of one year from the day said work was completed. 

 

d) The City or the City Representative shall promptly give the Contractor written notice 

of observed defects and deficiencies. 

 

e) If any defects or deficiencies in the Work appear at any time prior to the end of the 

warranty period, the City Representative may instruct the Contractor to search for 

the cause thereof. If such defect or deficiency is one for which the Contractor is 

liable, the cost of the Work carried out in searching shall be at the Contractor’s 

expense, and it shall in such case remedy such defect or deficiency at its own cost; 

otherwise it shall be at the City’s expense. 

 

f) In an emergency or to prevent an emergency or if the Contractor neglects for any 

reason to correct defects or deficiencies within a reasonable time, the City may 

perform the Work or direct another party, on the City’s behalf, to do the Work. All 

costs associated with the correction of such defects or deficiencies shall be paid for 

by the Contractor and the City may deduct such costs from amounts owing to the 

Contractor. 

 

12. INDEMNIFICATION AND INSURANCE 

12.1 Indemnification by Contractor 

 

a) The  Contractor  shall  defend,  indemnify  and  save  harmless  the  City  and  the 

City Representative,  their  agents  and  employees  from  and  against  all  claims,  

demands, losses, costs, damages, actions, suits, or proceedings arising out of or 

attributable to the Contractor’s performance of the Work, or by reason of any matter 

or thing done, permitted or omitted to be done, by the Contractor, its Subcontractors, 

its Suppliers or their agents or employees, whether occasioned by negligence or 

otherwise. Such indemnity shall survive completion or termination of this Contract. 

 

b) Nothing  contained  in  the  Contract  Documents  or  any  approval,  express  or 

implied, of the City Representative or City shall relieve the Contractor of any liability 

for latent defects or any liability which may be imposed by law. 

 

12.2 Indemnification by City 

 

The City shall, subject to any law that affects the City’s rights, powers, privileges or 

obligations, indemnify and save the Contractor harmless from and against all claims, 

demands, losses, costs, damages, actions, suits or proceedings arising out of his activities 

under this Contract that are directly attributable to: 
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a) lack of or a defect in the City’s title to the Site whether real of alleged; or 

 

b) an infringement or an alleged infringement by the Contractor of any patent of 

invention or any other kind of intellectual property occurring while the Contractor was 

performing any act for the purposes of this Contract employing a model, plan or 

design or anything related to the Work that was supplied by the City to the 

Contractor. 

 

12.3 Policies of Insurance 

 

Without restricting the generality of GC 12.1, the Contractor shall provide and maintain the 

insurance coverages listed in this provision. Unless otherwise stipulated, the duration of 

each insurance policy shall be from the date of commencement of the Work until the date 

of issuance of the certificate of Final Completion. Prior to commencement of the Work, the 

Contractor shall provide the City with confirmation of coverage in the format attached as 

Appendix A to these General Conditions, and, if required, a certified true copy of the 

policies certified by an authorized representative of the Insurer.   The Contractor shall 

ensure that any Subcontractors comply with the insurance requirements outlined in this 

GC 12.  The insurance coverages required are as follows: 

a) General Liability Insurance 

Contractor’s  comprehensive  general  or  commercial  general  liability  insurance 

shall  have  limits  of  not  less  than  five  million  dollars  ($5,000,000) per  occurrence  

with  a property damage deductible not exceeding two thousand five hundred dollars 

($2,500). The insurance provided shall be no less broad than the insurance provided 

by IBC Form 2100 or its equivalent replacement and shall include a standard non-

owned automobile policy including a blanket contractual liability endorsement. To 

achieve the required limit, umbrella or excess liability insurance may be used. All 

liability coverage shall be maintained for completed operations hazards from the date 

of Final Completion of the Work, as set out in the certificate of Final Completion, on 

an ongoing basis for a period of not less than six years from the date of such 

certificate.   The City shall be added as an additional insured with respect to liability 

arising out of the operations of the named insured. The policy shall be endorsed to 

provide the City with not less than thirty (30) calendar days’ written notice in advance 

of any cancellation, change or amendment restricting coverage. 

b) Automobile Liability Insurance 

 

Automobile liability insurance in respect of licensed vehicles shall have limits of not 

less than five million dollars ($5,000,000) inclusive per occurrence for bodily injury, 

death, and damage to property and covering all licensed vehicles owned or leased 

by the Contractor, endorsed to provide the City with not less than fifteen (15) 

calendar days’ written notice in advance of any cancellation, change or amendment 

restricting coverage. 

c) Property and Boiler and Machinery Insurance 
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i. “All  risks”  property  insurance  shall  be  in  the  joint  names  of  the Contractor, 

the City and the City Representative, insuring not less than the sum of the 

amount of the Contract Price and the full value of all labour, tools, equipment 

and materials that are to be provided by the City for incorporation  into  the  

Work,  with  a  deductible  not  exceeding  two thousand five hundred dollars 

($2,500). The insurance provided shall be no less broad than the insurance 

provided by IBC Form 4042 or its equivalent replacement. The policy will 

contain a waiver of rights of subrogation against all those insured by the policy. 

Such coverage shall be maintained continuously until the date the certificate of 

Final Completion is issued or an earlier date specified by the City; 

 

ii. the policy will allow for partial or total use or occupancy of the Work. If because 

of such use or occupancy the Contractor is unable to provide coverage, the 

Contractor shall notify the City in writing prior to such use pay for property and, 

if necessary, boiler insurance insuring the full value of the Work as in (i) above, 

including coverage for such use or occupancy and shall provide the Contractor 

with proof of such insurance. The Contractor shall refund to the City the 

unearned premium applicable to the Contractor’s policy upon termination of 

coverage; 

 

iii. where, due to the nature of the Work, the full insurable value of the Work is 

substantially less than the Contract Price, the City may, at its sole discretion, 

reduce the amount of insurance required or waive the course of construction 

insurance requirement; 

 

iv. where such risks exist, the Contractor shall provide boiler and machinery 

insurance insuring not less than the replacement value of boilers, pressure 

vessels and other objects insurable under a boiler & machinery policy and 

forming part of the Work. 

 

v. the policies shall provide that, in the event of a loss or damage, payment shall 

be made to the City and the Contractor as their respective interests may 

appear. The Contractor shall act on behalf of the City for the purpose of 

claiming the amount of loss or damage from the Insurers.   When the extent of 

the loss or damage is determined, the Contractor shall proceed to restore  the  

Work.  Loss  or  damage  shall  not  affect  the  rights  and obligations of either 

party under this Contract except that the Contractor shall be entitled to such 

reasonable extension of Contract Time relative to the extent of the loss or 

damage in accordance with the terms of this Contract; and 

 

vi. the  Contractor  shall  be  responsible  for  deductible  amounts  under  the 

policies   except   where   such   amounts   may   be   excluded   from   the 

Contractor’s responsibility in accordance with the Contract documents. 
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d) Aircraft and Watercraft Liability Insurance 

 

Where such risks exist, the Contractor shall obtain aircraft and watercraft liability 

insurance with respect to owned or non-owned aircraft and watercraft if used directly 

or indirectly in the performance of the Work, including use of additional premises, 

and shall have limits of not less than two million dollars ($2,000,000) inclusive per 

occurrence for bodily injury, death and damage to property including loss of use 

thereof, and limits of not less than two million dollars for aircraft passenger hazard. 

Such insurance shall be in a form acceptable to the City. The policies shall be 

endorsed to provide the City with not less than fifteen (15) calendar days’ written 

notice in advance of any cancellation, change or amendment restricting coverage. 

e) Contractor’s Equipment Insurance 

 

The Contractor shall give proof of insurance in a form acceptable to the City of “all 

risks” Contractor’s equipment insurance coveting construction machinery and 

equipment used by the Contractor for the performance of the Work, including boiler 

insurance on temporary boilers and pressure vessels. The insurance shall be in a 

form acceptable to the City and shall not allow subrogation claims by the insurer 

against the City. The policies shall be endorsed to provide the City with not less than 

fifteen (15) calendar days’ written notice in advance of cancellation, change or 

amendment restricting coverage. 

f) Other Insurance 

 

The Contractor shall provide, maintain and pay for any additional insurance required 

to be provided by law, or which the Contractor considers necessary to cover risks 

not otherwise covered by insurance specified in the Contract Documents. 

12.4 Insurance General 

 

a) All required  insurance  policies  shall  be  with  insurers  licensed  to  underwrite 

insurance  in  Nunavut  and  signed  by  representatives  licensed  to  do  so  for 

insurance in Nunavut. 

 

b) The Contractor shall require and ensure that its Subcontractors maintain liability 

insurance comparable to that required above. 

 

c) If the Contractor fails to provide or maintain insurance as required by this General 

Condition or elsewhere in the Contract Documents, then the City shall have the right 

to provide and maintain such insurance and give evidence to the Contractor and the 

City Representative. The Contractor shall pay the cost thereof to the City on demand 

or the City may deduct the costs from monies which are due or may become due to 

the Contractor. 
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d) Where an insurer fails or refuses to pay any claims under an insurance policy 

covering the activities of the Contractor or a Subcontractor relating to or arising out 

of the Work, the Contractor shall not be released from any liability arising under this 

Contract. 

 

13. LOCAL AND INUIT INVOLVEMENT 

13.1 Requirements for Inuit, Local and Nunavut Content 

 

a) The Contractor shall, in the performance of the Work, employ Inuit, Local and 

Nunavut workers and use Inuit, Local and Nunavut content to the greatest extent 

possible and at a minimum, no less than the amounts tendered by the Contractor in 

Appendix J-2 “Substantiation of Bid Adjustment” of the tender.  Workers shall meet  

all  levels  of  proficiency,  qualification  and  expertise  as  dictated  by Applicable 

Laws and/or as defined in the Contract Documents. 

 

b) The Contractor shall provide to the City Representative a schedule indicating the 

anticipated total monthly value of all Inuit, Local and Nunavut content and labour to 

be expended  in  the  execution  of  the  Work.    This  schedule  shall  provide  the 

benchmark for ensuring compliance by the Contractor with the requirements for the 

use of Inuit, Local and Nunavut content during the performance of the Work. 

 

13.2 Requirement for Community Meetings 

 

a) If required under this RFT (if the NNI Policy applies), The Contractor shall arrange 

meetings on a monthly basis, or other basis as may be mutually agreed by the parties 

to this contract, to monitor the use of Inuit, Local and Nunavut labour and Inuit, Local 

and Nunavut content.  The Contractor shall give the City five (5) business days’ 

notice of all meetings called under GC 13.2.   The Contractor shall take reasonable 

steps to ensure that these meetings include the following representatives: 

 

i. a community representative who has been designated to speak on behalf of 

the community (if available); 

 

ii. a community manpower representative (if available); 

 

iii. the Contractor; and 

 

iv. the City Representative. 

 

b) In  addition  to  the  community  meetings  contemplated  in  GC  13.2(a),  the 

Contractor shall arrange a community meeting prior to the start of the Work which 

shall be arranged on the same terms as indicated in GC 13.2(a) and at that meeting 

shall: 
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i. provide a schedule referred to in GC 13.1(b) above to the community 

representative; 

 

ii. request from the community manpower representative or from the City if no 

community manpower representative has been delegated, a list of workers 

available in the community; and 

 

iii. identify specific types of workers required during the project such as plumbers, 

painters or electricians and how many of those workers are required and when 

they are required and based on information received in accordance with GC 

13.2(b)(ii) maintain a list of community manpower. 

 

c) At the community meetings contemplated in GC 13.2(a), the Contractor shall: 

 

i. provide  employment  reports  identifying  workers  used  during  the  past 

month (to substantiate information provided on Appendix J-2 “Substantiation 

of Bid Adjustment”); 

 

ii. provide a schedule referred to in GC 13.2(b)(i), or such schedule as amended, 

if necessary; and 

 

iii. provide a consolidated report at the time of Substantial Performance, which 

shall confirm the total amount of Inuit, Local and Nunavut content used. This 

report will identify Inuit, Local and Nunavut payroll separately.  This 

consolidated  report  shall  be  a  condition  precedent  to  the  release  of 

payment. 

 

d) The City shall attend all community meetings organized by the Contractor in 

accordance with this GC 13.2 and when requested by the Contractor shall identify 

and contact potential community workers who may be available to be employed on 

the Work, identify alternate workers if those workers initially identified are not 

available to work, and assist in confirming the residency of local workers. 

 

13.3 Monitoring the Level of Inuit, Local and Nunavut Labour 

 

a) The Contractor is responsible to ensure that every worker identified as Local or 

Nunavut meets the qualifying requirements, which are, for Nunavut, being ordinarily 

resident in Nunavut for the past 12 months, and for Local being a Nunavut resident 

ordinarily resident in the subject community for the past 4 months.  The Contractor 

may be required to provide proof of residency of workers at any time throughout the 

course of performing the Work. 

 

b) Reasonable proof of Nunavut and Local residency shall be any of the following: 
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i. being  listed  on  the  Nunavut  Tunggavik  Inc.  (NTI)  enrolment  list  and 

provision of a physical address where residing; 

 

ii. if the last 12 months have been spent as ordinarily resident in Nunavut and a 

physical address of such residence has been provided, then 

 

A. provides a valid Nunavut Health Care Card effective at least 9 months 

prior to start date of employment on the Work; and/or 

 

B. provides another accepted proof of residency such as: a Nunavut 

General Hunting License, a Nunavut Driver's Licence, a lease or rental 

receipt, or a certified Schedule T222 Income Tax return from the previous 

year or proof that Income Tax was paid in the Nunavut during the 

previous tax year; or 

 

iii. is included on a list of approved Local or Nunavut residents verified by the 

municipality of their residence. 

 

c) The Contractor is responsible to ensure that every worker identified as Inuit is on the 

NTI Inuit enrolment list or would qualify to be on the list. 

d) If requested by the City to do so, the Contractor shall obtain a signed consent form 

from workers which verifies their residency and permits the City to obtain any and all 

information required to support the worker's claim of residency and/or Inuit status.   

A worker does not need to comply with the requirements of this clause if the worker 

is on the NTI Inuit enrolment list. 

 

13.4 Requirement for Using Hotels or Bed and Breakfast 

 

a) If performance of the Work is undertaken where a Commercial Room and Board 

Facility (as defined below) exists within a Community (as defined below), the 

Tenderer is required to use a Commercial Room and Board Facility to house and 

feed all workers directly employed by the Contractor, any Subcontractor or agent or 

any other business working on the Project.   The Contractor, Subcontractor, agent 

or other business are not required to use Commercial Room and Board Facilities for 

workers who are Local Residents. 

 

b) In this Contract: 

 

i. “Commercial Room and Board Facility” means a Hotel or a Bed and Breakfast  

(Tourist  Home)  that  holds  a  Tourist  Establishment  License issued by the 

Government of Nunavut under the Travel and Tourism Act. 

 

ii. “Community” means a community in which the Work (as defined in the 

Contract) is being performed and includes the entire area within a 20- kilometer 

radius of that community. 



 

CONSTRUCTION SERVICES 

PART III – GENERAL CONDITIONS  

 
 

P7201-1189411283-47(1.0) 
 

 

Template Version V.1 – Updated March 8, 2021 Page 50 of 50 
 

 

c) The Commercial Room and Board Facility must: 

 

i. meet the applicable requirements under the Public Health Act, and of the 

Eating or Drinking Place Regulations; and 

ii. meet  all  applicable  requirements  of  the  Public  Health  Act  the  Fire 

Prevention Act and applicable regulations thereunder, and any other applicable 

Government of Nunavut or federal legislation. 

14. TRANSPORTATION OF MATERIALS 

14.1 Marine Transport Resources 

 

a) Whenever marine (water) transport is to be utilized, the Contractor may use, and 

space may be booked directly with the following carrier: 

 

i. Nunavut Sealink and Supply (NSSI), 

By ships loading at the Montreal area Port of Ste-Catherine 

ii. Nunavut Eastern Arctic Shipping (NEAS) 

By ships loading at the Port of Valleyfield, Salaberry-de-Valleydfield 

 

b) The  annual  shipping  rates  offered  by  marine  carriers  are  dependent  upon 

anticipated cargo quantities including the materials for construction projects; 

therefore,  Contractors may tender using the published sailing schedules and rates 

available from the above marine carriers. 

 

c) In  exceptional  or  extraordinary  circumstances,  where  the  specified  marine 

carrier’s sailing schedule is in substantial conflict with the Construction Schedule, 

the City will review the circumstances, taking into account the adverse impact on the 

project and the specified marine carrier’s interests, and the City may provide 

authorization to allow the relevant cargo to be shipped with a marine carrier other 

than the specified marine carrier, depending upon the circumstances; and such 

authorization must be writing. 

 

  

d) If a Contractor uses a marine carrier other than the City contracted marine carrier 

without the City’s written authorization to do so, the Contractor shall be responsible 

for extra freight cost, administrative costs or any other costs, incurred by the City 

which result directly or indirectly from the Contractor's failure to use the City specified 

marine carrier as set out in this GC 14. The Contractor shall also be responsible to 

refund to the City any monies saved by the Contractor by using a marine carrier 

other than the specified marine carrier as set out in this GC 14. 

                                                              

                                                                             END OF SECTION 
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Amend the General Conditions as follows: 

 

1. COVID-19 Restrictions and Protocols 

 

1. All Tenderer’s shall abide by the CMM Guidelines and measures. Due to 

current travel restrictions, local personnel shall be used where possible, 

unless measures mandated by local Health Authorities are implemented (e.g. 

selfisolation, social distancing, etc.) 

 

2. Tenderers are to review the current travel restriction orders, self isolation 

orders and other regulations put forth by the Government of Nunavut and 

local health authorities. Tenderers to review the “Travel Restrictions Order 

#2”, “Order Respecting Social Distancing and Gatherings #9” and “Protocol – 

Critical Employee and Isolation” orders provided in Part 7 – Other Reference 

Documents. Current regulations and information can be found on the GN 

website: 

 

https://gov.nu.ca/health/information/travel-and-isolation 

 

3. Tenderers are to provide all costs and assumptions to abide by the travel and 

work restrictions identified in Sections 2.1 and 2.2 above, that are required to 

complete the scope of work identified in the Tender Documents. 

 

4. For the purposes of the Tender, it should be assumed that the project will be 

classified as an essential service, and that Contractors will require to follow 

the protocols for essential works in the documents listed above. 

 

END OF SECTION 

 

 

https://gov.nu.ca/health/information/travel-and-isolation
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NOTE: Interested bidders are required to provide a comprehensive list of previously 
completed projects that involved fuel tank replacements. The list should include the 
project name, description, location & duration. Bidders are encouraged to provide 
references that can verify the quality of their work and their ability to deliver similar 
projects successfully. 

1 INTRODUCTION  

1.1 GENERAL SUMMARY 

.1 This section outlines in general the work to be done under the Contract at the 
Iqaluit Water Treatment plant as shown on the contract drawings and specified 
herein. 

.2 Recognize that the Work under the Contract is to be performed in a running plant. 
Plan and schedule the work consistent with specified operational constraints that 
must keep the WTP in continuous uninterrupted operation. 

.3 Supervise, organize, coordinate and direct all construction operations described in 
the contract documents, regardless of the section in which the works are specified. 
The Contractor shall resolve conflicts arising between trades, sub-contractors, 
suppliers, and/or other contractors working in the adjacent area. 

.4 Provide all necessary labour, materials, equipment and services required to 
perform the Work. 

.5 Be responsible for all means and methods required to execute the work. 

.6 Supply, install, calibrate, and commission all mechanical, electrical, process 
instrumentation and communication equipment shown on the contract drawings 
and specified herein. 

.7 In addition to constructing the works shown on the drawings, design, construct, 
and maintain, unless otherwise specified or shown on the drawings, all temporary 
works and facilities are required for the construction of the works. Remove 
temporary works and facilities when construction is completed. Temporary works 
and facilities include, but are not limited to, the following: 

.1 All security fencing whether permanent or temporary. 

.2 Curtains or water to control the migration of dust during work inside existing 
buildings or outside. 

.3 Protection for existing structures and facilities as necessary for the 
construction to proceed. 

.4 Temporary barriers and enclosures. 
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1.2 OVERVIEW OF THE EXISTING UV DISINFECTION SYSTEM 

.1 There are two fuel oil storage tanks at the WTP – a large exterior fuel oil storage 
tank to the east, and a smaller fuel oil day tank located in the vestibule. 

.2 The exterior fuel oil storage tank is situated to the southeast of the WTP, 6.65 m 
away from the WTP superstructure. From the exterior oil tank, fuel oil is conveyed 
via a pipeline that is carried over the access roadway and is well-supported and 
fastened to the exterior of the building before penetrating the west wall to the 
vestibule from within the vestibule, the piped fuel oil is stored within the fuel oil day 
tank. 

.3 The existing fuel oil storage day tank is situated approximately 1.0 m off the ground 
and supported by a cross-braced steel support structure that appears to be in good 
working condition. Fuel is transferred to the fuel oil storage day tank from two 
existing transfer pumps located in the northeast corner of the vestibule. Fuel from 
the day storage tank is gravity fed to the heating system consistent a network of 
boilers and heat exchangers. 

2 SCOPE OF WORK 

2.1 FUEL SUPPLY SYSTEMS 

.1 Provide, install, and test fuel systems. The specification section includes 
responsibility for mechanical, electrical, and control systems. Provide a complete, 
fuel storage system as indicated on the drawings and specified herein, including 2 
fuel storage tanks and all associated instrumentations, valves, piping and fittings. 

.2 Construct the concrete pad as designed per drawings and specifications in 
Addendum B . Supply the exterior fuel tank. Install it on the pad using the specified 
anchorage, 

.3 Supply the day fuel tank and install it inside the building and utilized the support 
frame for the existing tank with modification as required. 

.4 Install the piping between the bulk tank and the existing connections at the building 
wall. Install the piping between the fuel pump discharge and the fuel day tank. 

.5 Install the shipped loose instrumentation on the bulk tank and complete all the 
wiring for the instruments to the SCADA system. 

.6 Commission the complete system including all piping and instrumentations. 
Disassemble the piping from the existing bulk tank to the building. The piping 
should be drained safely and then move out of the area to be stored within the 
WTP. 
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2.2 GOVERNING STANDARDS AND REFERENCES 

.1 The exterior tank should be 3 m from the nearest building to comply with the 
CAN/CSA – B139-00 and the National Fire Code of Canada ( NFCC-2015). 

.2 Equipment and installation necessary to accomplish the work specified herein shall 
comply with the latest revisions of the applicable federal, Provincial, and local 
codes and regulations concerning aboveground fuel storage and pumping systems 
including but not limited to the following: 

            National Fire Code of Canada  

                        Provincial or Territory Fire Codes 

T.S.S.A. – Ontario Fuel Oil Code 

CSA B 139 latest addition 

C. C. M. E. Code of Practice for Aboveground storage  

National Fire Protection Association: Flammable and Combustible  

Canadian Electrical Code  

ANSI B31 American National Standard Code for Pressure Piping.  

ULC S601 STANDARD 

3 EQUIPMENT SCOPE OF SUPPLY 

3.1 GENERAL REQUIREMENTS 

.1 The manufacturer shall provide equipment with the following characteristics: 
outdoor Main Supply tank aboveground Double Wall vacuum Monitored – ULC 
S601  

.2 Tank suppliers shall be specializing in manufacturing the products specified in this 
section with a minimum of five years of documented experience and ISO 
certification. Tanks are supplied by STEM-CAN Structural Tank Equipment & 
Maintenance Canada Ltd. or its approved equivalent. 

.3 Provide and install aboveground a double wall vacuum monitored tank ULCS 601 
gauges, and other accessories specified herein. The primary tank shall have a total 
volume as noted on the drawings. 

.4         The tank shall be in strict accordance with ULC S601 designed for the product with 
a relative density not greater than 1.0, of the non-pressure type that is normally 
vented to the atmosphere and is not intended to accommodate internal pressures 
at the top of the tank greater than 7 kPa (gauge), nor internal vacuum greater than 
300 Pa (gauge), nor a static head greater than 3.5 meters at the bottom of the 
tank. The ULC listing shall be for a vacuum-monitored double wall above-ground 
tank for Diesel fuel. Numbered brass plaque issued by ULC S601 shall be installed 
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on the tank and be visible to inspectors. The tank shall provide integral secondary 
containment of the primary storage tank. A vacuum gauge with a protective cage 
shall monitor the interstitial space between the inner and outer tank. 

.5          The primary tank and the secondary containment shall be carbon steel construction 
A vacuum gauge with a switch shall monitor the interstitial space between the inner 
tank and the secondary containment and provide a remote audible/visible alarm. 
The tank shall comply with the venting requirements of ULC S601. The tank shall 
carry a ten-year written warranty including materials and workmanship. The 
secondary containment shall be vented with a factory-installed vent complying with 
ULC S601. 

.6          Tank shall have integrally welded end supports. Standard designed to support a 
full load of tank and contents. The tank support system when required shall be 
anchored to a concrete pad to protect it from floatation. Anchors are not supplied 
by the tank manufacturer and are to be supplied by the contractor. 

.7          Provide vent stack to satisfy code requirements with an approved vent cap properly 
sized to U.L.C standard. All vents must be vented outdoors if tanks are installed 
indoors unless the room is considered vented by the authority having jurisdiction. 

.8          Tanks are equipped with connections as shown on drawings. 

.9          A grounding lug shall be provided by the tank manufacturer. The system shall be 
electrically grounded in full compliance with Canadian Electrical Code standards 
for static electricity build-up. This is not supplied by the tank manufacturer. 

.10         Tanks shall have exterior finish as Blast cleaned to SSPC-SP6, Epoxy primed 
and finished painted with a Urethane topcoat. 

3.2 EXTERIOR FUEL TANK 

.1  Aboveground Double Wall Tank Vacuum Monitored built and labelled to ULC 
S601 and manufactured by STEM-CAN Structural Tank Equipment & Maintenance 
Canada Ltd. Total volume of 21000 L and usable volume of 18000 L. Tank 
diameter: 118” Tank Length: 120”   

.2 The tank should be Carbon Steel with the interior surface welded and exterior 
surface coated with epoxy primer and the top coated with white urethane paint.  
Equipped with saddle support. Provide galvanized stair threads and platform with 
painted handrails and side rails. Stairway, and platform designed to OSHA. 

.3 Tank Appurtenances: 

- Vacuum Gauge c/w Switch 

- Breather Vent 
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- Emergency Vent 

- 5 Gallons Fill Spill 

- Dipstick calibrated for the tank diameter 

- Anti-Syphon Valve 

- High Level Audible & Visual Alarm Panel 

- Adjustable Float Switch 

- Mechanical Tank Gauge 

- Level Transmitter 4-20 mA. 

3.3 INTERIOR FUEL TANK. 

.1 Double Wall Tank Vacuum Monitored built and labelled to ULC S602-14 and 
manufactured by STEM-CAN Structural Tank Equipment & Maintenance Canada 
Ltd. Total volume of 1135 L. Tank is oval chape complete with 8 optional 
connections. 

.2 The tank should be Carbon Steel with the interior surface welded and exterior 
surface coated with epoxy primer and the top coated with white urethane paint.   

.3 Tank Appurtenances: 

- Vacuum Gauge c/w Switch 

- Breather Vent 

- Emergency Shut off valve  

- Anti-Syphon Valve 

- Critical High-Level Audible  

- 4 Stations Adjustable Float Switch 

- Mechanical Tank Gauge 

3.4 SUBMITTALS 

Submit for review the following documents: 

.1 Shop Drawings: For the fuel tank, indicate the dimensions, and location of 
all accessories.  
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.2 Product Data: Provide data on pipe materials, pipe fittings, valves, and 
accessories. Provide manufacturer's catalogue information for all 
equipment.    

.3 Calculations: atmospheric vent sizing, and emergency vent sizing. 

.4 Start-up and Commissioning Data: Submit start-up and commissioning 
data 

3.5 GUARANTEE 

.1 Tanks shall carry a ten-year written warranty including materials and workmanship. 

4 EXECUTION 

4.1 OPERATION & MAINTENANCE MANUALS 

.1 Two (2) complete hard copy sets of the Operation and Maintenance Manual shall 
be included with the delivery of equipment before commissioning and training. The 
Manuals shall be comprehensive and specifically written for the equipment being 
supplied.  They shall cover installation, operation and maintenance.  Copies of field 
service reports are to be included. The Manuals shall be bound and shall include 
a table of contents with sectional tabs for ease. Provide two (2) USB copies of the 
final version of the manuals. 

1. O&M manuals shall include but not be limited to:  

1. Operating instructions including startup, routine operation, 
regulation and control, shutdown, and emergency conditions 

2. Maintenance instructions and recommended frequencies 

3. As-Built drawings of the new Fuel Tank location 

4. Equipment specifications. 
5. Commissioning and start-up records, calibration documents, testing 

documents, and showing the operating data when the system is 
new.  

6. Recommended spare parts list and critical spare parts list. 

4.2 SCHEDULE 

.1 The Proponent/ Supplier shall submit a milestone schedule including shop drawing 
submittals, reviews, reporting, equipment fabrication, delivery, and construction. 
accordance with GC  

4.3 ALTERNATIVES 

.1 The Owner and the Engineer may consider alternative products and designs, 
provided that full descriptive literature, performance data and cost savings are 
submitted with the Proposal.  
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4.4 INSTALLATION AND START-UP 

.1 Installation shall comply with National / Provincial Fire Codes, the Authority 
Jurisdiction and all manufacturers’ current installation instructions. 

.2 Comply with "Canadian Electrical Code" for equipment, wiring, and conduit 
installed under this section and to provide listing/approval stamp, label, or other 
markings on equipment made to specified standards. Design, provide and install 
all branch circuit conduit and wiring for equipment installed in this section. All wiring 
shall be designed and installed in strict accordance with Canadian Electrical Code. 
Provide all wiring required for the installation of the vacuum monitor, tank controls, 
tank monitoring system, duplex pumps, and valves        

.3 Welding Materials and Procedures for Piping: Conform to ASME Code and 
applicable provincial regulations. 

.4 Piping: Black steel ASTM A53, welded, Schedule 40 with threaded ends or plain 
ends 

.5 Socket Weld Fittings: ANSI B16.11 forged steel socket-weld Schedule 40 or 
Threaded Fittings: Malleable iron, 150 psi class, ANSI B16.3 at valves and unions 

.6 Installer should be specializing in performing the work of this section and 
applicable license with a minimum of five years of documented experience. Only 
workmen who have a minimum of two years of continuous experience installing 
this type of equipment and who have appropriate licenses shall install equipment. 

.7 General Contractor shall be specializing in installing the products specified and 
also have proven experience in installing and commissioning instrumentation and 
control/programming 

.8 Install the tank in strict accordance with the manufacturer’s recommendations, 
PEI/RP200-92, and applicable fire and environmental codes. Any local or 
Provincial permits shall be obtained by others before installation 

.9 Aboveground - Tank shall be marked on all sides with warning signs: 
"FLAMMABLE" or "COMBUSTIBLE", "NO SMOKING", tank volume, product 
identification, and other signs as required by the applicable codes. 

.10 Electrical work shall be following applicable codes and shall be rated for the 
hazardous area as required. The tank shall be electrically grounded following 
Canadian Electrical Code. 

.11 The tank installation shall be installed and inspected by a certified contractor    

.12 Provide all required fuel oil system piping, and install it following CSA B139, TSSA 
fuel oil code and applicable fire and environmental codes. Unless otherwise 
specified or shown, slope piping down to storage tanks. 
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.13 Submit reports of tests and procedures in writing to the Engineer 

.14 Most of the internal piping fitment will not be required between the pumps and the 
tank and between the tank and the burners of the boilers. 

.15 The day tank and others components can easily fit through the double doors on 
their way to the fuel system room. 

.16 All existing wiring, valves, and instruments upstream of the day tank remain in 
place. 

.17 Install the new tanks in place Following the contract drawings, manufacturer's 
engineering drawings and instructions., then mount the existing piping and valves 
to equipment connections. 

.18 Replacement of both tanks can be simultaneous as the installation will be in a 
warm season and the boilers will not be in operation.  

.19 The existing day tank inside the building is on steel support. The new tank shall 
use the same supports as the equipment footprint is close to the existing ones. It 
is the responsibility of the GC to fit the tank on the support and to ensure sufficient 
and safe support/ piping system. 

.20 The GC to coordinate with the tank manufacturer representative to oversee the 
equipment installation. The tank Supplier shall check the installation and inspect 
the completed works, start-up up the works and undertake the Demonstration 
Testing and Performance Testing. Performance testing will include all elements of 
the control system under all operating conditions.  

4.5 TRAINING 

.1 The Supplier shall provide the services of a technician to instruct the proper 
personnel in the operation, maintenance, repair, and replacement of all aspects of 
the equipment and ancillaries.  

.2 The training should be scheduled one week after starting up and prior to final 
acceptance. The training will be 1 to 2 days.  

.3 The Supplier shall use and submit to the Owner, training manuals on the operation 
and maintenance of the treatment equipment supplied under this contract prior to 
the training. 

.4 Train Owner’s maintenance personnel on procedures and schedules related to 
start-up and shutdown, troubleshooting, servicing, and preventive maintenance. 
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4.6 FIELD SERVICES 

.1 The Supplier shall provide the on-site services of qualified technicians during 
delivery, installation/construction, commissioning, testing, training, and warranty. 

.2 The Supplier shall provide on-site services of qualified technicians to inspect the 
completed works, supervise start-up and commissioning, undertake performance 
testing, to provide training and follow-up services during the warranty. Technicians 
shall be qualified to troubleshoot any problem areas, correct deficiencies on-site 
and instruct the Municipality's staff in required operating and maintenance 
procedures.  

.3 After satisfactory completion of the Performance Test and review of a satisfactory 
Performance Test Report submitted by the Supplier, the Engineer will declare 
“Acceptable Performance”. accordance with GC 5.3 

.4 The scope of Commissioning should include the instrument's performance 
evaluation against factory data sheets. The inspection report is required for 
acceptance. 

5 LIST OF DRAWING 

Drawings provided by the City are intended to represent the general arrangement 
of the work and may not show all the details of the existing conditions within the 
work area. 

Do not deviate from the drawings unless authorized in writing by the Engineer of 
Record. 

Appendix  Drawing No. Title 

A P01 Tanks Replacement P&ID & Arrangement 
B S100, S110, 

S200 
Concrete Pad Drawing & Specifications 

6 TECHNICAL ATTACHMENTS 

Appendix Document Title 

C Tank Drawings and Specifications - Instrumentations 
Specification 

END OF SECTION 
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Replacement Tanks P&ID 
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Appendix B
Tank Concrete Pad - Structural 
Drawings and Specifications



GENERAL
1. THIS IS A METRIC PROJECT. UNLESS OTHERWISE NOTED, ALL DIMENSIONS ARE IN MILLIMETERS AND ALL FORCES ARE

IN METRIC UNITS (PER TG-ABBR-02).

2. “WSP-S” REFERS TO WSP CANADA STRUCTURAL CONSULTANT.

3. PRIOR TO CONSTRUCTION, REVIEW STRUCTURAL DRAWINGS IN CONJUNCTION WITH DRAWINGS PROVIDED BY ALL
OTHER CONSULTANTS. CONFIRM ALL DIMENSIONS, ELEVATIONS AND HEADROOM CLEARANCES, AND COORDINATE
ALL OPENINGS, SLEEVES AND EMBEDDED ITEMS.

4. REPORT ANY DISCREPANCIES OR CONFLICTS BEFORE PROCEEDING WITH THE WORK.

5. DO NOT CUT OR DRILL ANY OPENINGS IN STRUCTURAL MEMBERS WITHOUT WRITTEN PERMISSION FROM WSP-S.

6. VERIFY EXISTING DIMENSIONS AND CONDITIONS ON SITE PRIOR TO CONSTRUCTION.

7. USE THESE DRAWINGS ONLY FOR THE PURPOSE IDENTIFIED IN THE REVISIONS COLUMN. DO NOT CONSTRUCT FROM
THESE DRAWINGS UNLESS MARKED “ISSUED FOR CONSTRUCTION”.

8. DO NOT USE INFORMATION ON THESE DRAWINGS FOR ANY OTHER PROJECT OR WORKS.

9. DO NOT SCALE THESE DRAWINGS.

10. UNLESS OTHERWISE NOTED ON DRAWINGS, FOLLOW TYPICAL DETAILS SHOWN ON DRAWING SERIES. TYPICAL
DETAILS SHOW STRUCTURAL INTENT RATHER THAN ACTUAL CONDITIONS FOR THIS PROJECT. IF A TYPICAL DETAIL
INCLUDES A CROSS REFERENCE TO ANOTHER TYPICAL DETAIL WHICH IS NOT INCLUDED IN THE DRAWING SET, THE
CROSS-REFERENCED DETAIL IS NOT APPLICABLE ON THIS PROJECT.

11. ALL SECTIONS, DETAILS AND STATEMENTS NOTED AS “TYPICAL” APPLY TO LIKE / SIMILAR CONDITIONS IN THE
STRUCTURE.

12. REFER TO CIVIL DRAWINGS AND SPECIFICATIONS FOR ALL ELEVATIONS AND GRADING.

13. DRAWINGS SHOW COMPLETED STRUCTURE ONLY. THEY DO NOT SHOW TEMPORARY WORKS FOR WHICH THE
CONTRACTOR IS RESPONSIBLE AND WHICH MAY BE REQUIRED FOR EXECUTION OF THE PROJECT, INCLUDING
TEMPORARY SHORING, BRACING, GUYS AND TIE DOWNS. CONTRACTOR TO ESTABLISH CONSTRUCTION PROCEDURE
AND SEQUENCE TO ENSURE SAFETY OF THE WHOLE STRUCTURE AND ALL ITS COMPONENTS DURING ERECTION.

14. EXTENT OF ALL TEMPORARY SHORING FOR EXCAVATION WHICH MAY BE REQUIRED IS NOT NECESSARILY SHOWN ON
STRUCTURAL DRAWINGS, CONTRACTOR TO DETERMINE. REFER TO SPECIFICATIONS FOR TEMPORARY SHORING
REQUIREMENTS.

15. DESIGN AND CONSTRUCTION REVIEW OF ALL TEMPORARY WORKS TO BE CARRIED OUT BY A PROFESSIONAL
ENGINEER RETAINED BY THE CONTRACTOR, LICENSED IN THE PLACE WHERE THE PROJECT IS LOCATED.

16. ANCHOR RODS AND OTHER EMBEDDED ITEMS ARE DESIGNED FOR LOADS ACTING ON THE COMPLETED STRUCTURE
ONLY AND ARE NOT TO BE USED OR RELIED UPON FOR TEMPORARY SUPPORT OR BRACING DURING ERECTION
UNLESS REVIEWED AND APPROVED BY THE CONTRACTOR’S ENGINEER RESPONSIBLE FOR THE ERECTION
PROCEDURES.

17. CONSTRUCTION LOADS ON COMPLETED STRUCTURE NOT TO EXCEED DESIGN LOADS INDICATED ON DRAWINGS. FULL
DESIGN LOADS MAY ONLY BE APPLIED TO CONCRETE ELEMENTS AFTER THE CONCRETE HAS REACHED ITS DESIGN
STRENGTH.

18. UNLESS SHOWN ON STRUCTURAL DRAWINGS, DESIGN OF NON-STRUCTURAL AND SECONDARY STRUCTURAL
ELEMENTS AND THEIR CONNECTIONS TO THE PRIMARY BUILDING STRUCTURE ARE NOT WITHIN THE SCOPE OF
SERVICES PROVIDED BY WSP-S. SUCH ELEMENTS INCLUDE (BUT ARE NOT LIMITED TO) THE FOLLOWING:

1. MISCELLANEOUS STEEL ELEMENTS: STAIRS, RAILINGS, GUARDRAILS.

2. PARTITIONS: MASONRY, GLASS, WOOD AND STEEL STUDS, PREFABRICATED PANELS

3. BULKHEADS, SUSPENDED CEILINGS, INTERIOR AND EXTERIOR SIGNAGE.

4. ARCHITECTURAL PRECAST, PRECAST STAIRS.

5. EXTERIOR CLADDING: PRECAST PANELS, METAL WALL SYSTEMS, CURTAIN WALLS AND WINDOWS.

6. MASONRY, STONE OR PRECAST VENEER CONNECTIONS TO BACKUP STRUCTURE.

7. MODULAR ASSEMBLIES FOR THERMALLY BROKEN BALCONIES.

8. SKYLIGHTS, SNOW FENCES, GUTTERS, ROOF ANCHORS, WINDOW WASHING SYSTEMS, CHIMNEYS AND
STACKS.

9. SUPPORTS FOR MECHANICAL AND ELECTRICAL EQUIPMENT: HANGERS, BRACES, POSTS, RACKS, SLEEPERS,
SEISMIC RESTRAINTS, SUPPORT PLATFORMS AND PADS, SERVICE PLATFORMS.

10. SUPPORTS AND SEISMIC RESTRAINTS FOR OTHER EQUIPMENT, SUCH AS MEDICAL AND SPORTS EQUIPMENT.

11. STORAGE RACKS.

12. LANDSCAPING ELEMENTS: WALLS, CURBS, BENCHES, PLANTERS, WATER FEATURES.

13. LIGHT POLES, FLAG POLES, SIGNS AND THEIR FOUNDATIONS.

14. PRE-FABRICATED GENERATOR, ELECTRICAL ROOM, OR E-HOUSE ENCLOSURES.

WSP-S WILL NOT REVIEW DESIGN, DETAILING AND INSTALLATION OF THESE ELEMENTS, FOR WHICH SUPPLIERS AND / 
OR SPECIALTY PROFESSIONAL ENGINEERS ARE RESPONSIBLE; THE ONLY REVIEW PROVIDED (WHERE APPLICABLE) 
WILL BE FOR IMPACT ON THE BASE BUILDING STRUCTURE.

19. MAINTAIN A QUALITY CONTROL PLAN FOR STRUCTURAL WORK, AND MAKE IT AVAILABLE TO THE CONSULTANT UPON
REQUEST. AT A MINIMUM, THE PLAN TO INCLUDE:

1. NAMES OF PERSONNEL RESPONSIBLE FOR EXECUTION OF THE PLAN.

2. MEANS AND METHODS FOR CONFIRMING MATERIAL COMPLIANCE WITH SPECIFICATIONS AND ASSOCIATED
DOCUMENTATION PROCEDURES.

3. PROGRAM FOR CONFIRMING AND DOCUMENTING COMPLIANCE WITH REQUIRED SUB-TRADE QUALIFICATIONS
AND QUALIFICATIONS OF THEIR INDIVIDUAL EMPLOYEES AND SUB-CONTRACTORS.

4. PROCEDURES FOR REVIEWING FIELD COMPLIANCE WITH CONSTRUCTION DOCUMENTS, INCLUDING
DOCUMENTATION OF LOCATIONS REVIEWED, PHOTOGRAPHS TAKEN AND TIMING OF REVIEW. THE
CONTRACTOR’S REVIEW TO BE COMPLETED PRIOR TO REVIEW BY THE CONSULTANT.

5. PROCEDURES FOR RECTIFYING DEFICIENCIES NOTED BY THE CONTRACTOR, SUB-CONTRACTORS,
CONSULTANTS AND INDEPENDENT INSPECTION AGENCIES.

20. FOR INSPECTION AND TESTING REQUIREMENTS, REFER TO SPECIFICATIONS.

21. IN CASE OF DISCREPANCY BETWEEN GENERAL NOTES, DRAWINGS AND SPECIFICATIONS, COMPLY WITH THE MOST
STRINGENT REQUIREMENTS.

DESIGN DATA
1. STRUCTURAL DESIGN IS IN ACCORDANCE WITH THE NATIONAL BUILDING CODE (NBC) OF CANADA 2015

SUPPLEMENTED BY THE USER’S GUIDE — NBC 2015 STRUCTURAL COMMENTARIES.

2. CONCRETE ELEMENTS ARE DESIGNED PER CSA A23.3-14 — DESIGN OF CONCRETE STRUCTURES.

3. STEEL ELEMENTS ARE DESIGNED PER CSA S16-14 — DESIGN OF STEEL STRUCTURES.

4. THE VALUES FOR CLIMATIC DATA USED IN THE DETERMINATION OF DESIGN LOADS HAVE BEEN OBTAINED FROM THE
2015 NBC FOR THE SPECIFIC LOCATION OF IQALUIT, NU.

5. BASED ON THE USE AND OCCUPANCY, THE BUILDING IS DESIGNED TO THE REQUIREMENTS OF A POST DISASTER
IMPORTANCE CATEGORY.

6. SELF WEIGHT (SWT) IS DUE TO THE WEIGHT OF THE STRUCTURE ITSELF. IT VARIES WITH THE STRUCTURAL SYSTEM.

7. SUPERIMPOSED DEAD LOADS (SDL) ARE NON-STRUCTURAL DEAD LOADS DUE TO NON-STRUCTURAL TOPPINGS,
FINISHES, PARTITIONS, ROOFING MATERIALS, SUSPENDED EQUIPMENT, PAVERS, SOIL, ETC.

8. DEAD LOAD (DL) IS THE SELF WEIGHT OF THE STRUCTURE PLUS THE SUPERIMPOSED DEAD LOAD.

9. UNLESS OTHERWISE NOTED, DESIGN LOADS SHOWN ON DRAWINGS ARE SPECIFIED (UNFACTORED) LOADS, TO BE
USED FOR ULS DESIGN. FOR SLS DESIGN, THESE LOADS CAN BE REDUCED BY MULTIPLYING WITH THE RATIO OF
APPROPRIATE IMPORTANCE FACTORS Ix(SLS) / Ix(ULS) GIVEN BELOW.

10. IF ONLY ONE VALUE IS GIVEN FOR A LOAD, CONSIDER IT LIVE LOAD.

11. FOR CONNECTION LOADS, “+” SIGN INDICATES TENSION AND “-“ SIGN INDICATES COMPRESSION, EXCEPT FOR COLUMN
LOADS WHERE “+” SIGN INDICATES COMPRESSION AND “-“ SIGN INDICATES TENSION.

12. SNOW:

Ss = 2.9 kPa Sr = 0.2 kPa

13. RAIN:

24 HOUR RAINFALL = 58 mm

14. WIND:

q50 = 0.58 kPa  q10 = 0.45 kPa 

15. SEISMIC:

Sa(0.2) = 0.087  PGA = 0.051  IeFaSa(0.2) = 0.100
Sa(0.5) = 0.065  Rd = 1.5
Sa(1.0) = 0.043  Ro = 1.3  SITE CLASSIFICATION = B
Sa(2.0) = 0.023      Ie = 1.5
Sa(5.0) = 0.0058   
Sa(10.0) = 0.0025 

FACTORED BASE SHEARS & OVERTURNING MOMENTS:

V(NS) = 9 kN
M(NS) = 28 kNm

V(EW) = 9 kN
M(EW) = 28 kNm

SHOP DRAWINGS
1. REFER TO SPECIFICATIONS FOR SHOP DRAWINGS WHICH NEED TO BE SUBMITTED FOR REVIEW.

2. REVIEW OF SHOP DRAWINGS BY WSP-S IS ON A SAMPLING BASIS, FOR GENERAL CONFORMITY WITH STRUCTURAL
CONTRACT DOCUMENTS. IT IS NOT A DETAILED CHECK AND MUST NOT BE CONSTRUED AS RELIEVING THE
CONTRACTOR OF THE CONTRACTOR’S RESPONSIBILITY TO MAKE THE WORK ACCURATE AND IN CONFORMITY WITH
ALL CONTRACT DOCUMENTS, TO REVIEW SHOP DRAWINGS AND TO COORDINATE WORK OF INTERFACING TRADES
AND MANUFACTURE OF INTERFACING PRODUCTS.

3. REVIEW OF SHOP DRAWINGS DOES NOT IMPLY ANY CHANGE IN ANY OTHER CONSULTANTS' OR PROFESSIONALS'
RESPONSIBILITIES RELATED TO DESIGN OF SPECIFIC ITEMS AS OUTLINED BY THE SPECIFICATIONS.

4. IF REQUIRED, PDF FILES OF THE FULL SET OF STRUCTURAL DRAWINGS ARE AVAILABLE “AS-IS”, FOR USE AS
BACKGROUND IN SHOP DRAWING PREPARATION, PROVIDED THAT THE OWNER AND THE OWNER’S CONSULTANTS ARE
NOT HELD RESPONSIBLE FOR ANY ERRORS OR OMISSIONS ON THE DRAWINGS. THESE DRAWINGS ARE NOT TO BE
SCALED.

5. ALLOW A MINIMUM OF 10 WORKING DAYS FOR REVIEW OF EACH SUBMISSION OF SHOP DRAWINGS IN WSP-S OFFICE.
ALLOW MORE TIME WHEN LARGE QUANTITIES OF SHOP DRAWINGS ARE SUBMITTED. SUBMIT IN GENERAL
CONFORMITY WITH THE SEQUENCE OF CONSTRUCTION INTENDED.

6. AFTER REVIEW, THE DRAWINGS WILL BE STAMPED AND RETURNED. DO NOT COMMENCE FABRICATION UNTIL
RETURNED SHOP DRAWINGS HAVE BEEN EXAMINED. IF FABRICATION BEGINS PRIOR TO EXAMINATION OF RETURNED
SHOP DRAWINGS, THE COST ASSOCIATED WITH ANY REQUIRED REPLACEMENT OR REWORK OF FABRICATED
ELEMENTS IS THE RESPONSIBILITY OF THE CONTRACTOR.

7. SHOP DRAWINGS MARKED “REVIEWED” CAN BE USED FOR FABRICATION. DO NOT MAKE ANY CHANGES OR ADDITIONS
TO THESE DRAWINGS WITHOUT NOTIFYING THE CONSULTANT.

8. SHOP DRAWINGS MARKED “REVIEWED AS NOTED” CAN BE USED FOR FABRICATION AFTER THE REVISIONS NOTED
ARE IMPLEMENTED. DO NOT MAKE ANY FURTHER CHANGES OR ADDITIONS TO THESE DRAWINGS WITHOUT
NOTIFYING THE CONSULTANT.

9. SHOP DRAWINGS MARKED “REVISE AND RESUBMIT” REQUIRE SUBSTANTIAL REVISIONS AND MUST BE RESUBMITTED
FOR ADDITIONAL REVIEW PRIOR TO FABRICATION. ALL CHANGES AND ADDITIONS TO THE PREVIOUS SUBMISSION TO
BE CLEARLY IDENTIFIED ON THE RESUBMITTED DRAWINGS. ONLY THE IDENTIFIED CHANGES WILL BE REVIEWED ON
RE-SUBMISSION.

10. SHOP DRAWINGS MARKED “REVIEWED FOR IMPACT ON BASE STRUCTURE ONLY” SHOW WORKS WHICH ARE NOT
WITHIN THE SCOPE OF STRUCTURAL CONSULTING SERVICES BUT AFFECT BEHAVIOUR OF THE BASE STRUCTURE.
WSP-S WILL NOT REVIEW DESIGN OF THESE WORKS AND ASSUMES THAT THE INDICATED WEIGHTS AND ALL OTHER
LOADS IMPOSED ON THE BASE STRUCTURE ARE CORRECTLY IDENTIFIED BY THE DESIGNER / SUPPLIER OF THESE
ELEMENTS.

11. DRAWINGS MARKED “NOT REVIEWED” SHOW WORKS WHICH ARE NOT WITHIN THE SCOPE OF STRUCTURAL
CONSULTING SERVICES AND DO NOT IMPACT THE BASE BUILDING STRUCTURE.

12. WSP-S WILL NOT REVIEW DESIGN AND IMPLEMENTATION OF ANY TEMPORARY WORKS, NOR ASSESS IMPACT OF
THESE WORKS ON THE BASE STRUCTURE. THE CONTRACTOR AND / OR THE PROFESSIONAL ENGINEER ENGAGED BY
THE CONTRACTOR MUST ENSURE THAT THE BASE STRUCTURE IS NOT ADVERSELY AFFECTED BY THE TEMPORARY
WORKS AND CONSTRUCTION PROCESS AND THAT TEMPORARY LOADS DO NOT EXCEED THE DESIGN LOADS
INDICATED ON STRUCTURAL DRAWINGS.

13. DO NOT USE SHOP DRAWINGS AS A MEANS TO PROPOSE SUBSTITUTIONS OR ALTERNATIVES TO THE MATERIALS,
PRODUCTS OR DETAILS INDICATED IN CONTRACT DOCUMENTS. SUCH SHOP DRAWINGS WILL BE MARKED “REVISE
AND RESUBMIT”.

14. PROVIDE FINAL RECORD DRAWINGS AFTER ALL CORRECTIONS ARE MADE.

FIELD REVIEW
1. GIVEN THE REMOTE LOCATION OF THE PROJECT WSP-S WILL REVIEW A REPRESENTATIVE SAMPLE OF THE

STRUCTURAL WORKS BY PHOTOS FOR GENERAL CONFORMANCE WITH CONTRACT DOCUMENTS. THESE REVIEWS DO
NOT REPLACE THE CONTRACTOR’S RESPONSIBILITY TO IMPLEMENT AND MAINTAIN A QUALITY CONTROL PROGRAM,
AND DO NOT MAKE WSP-S A GUARANTOR OF THE CONTRACTOR’S WORK.

2. CONSTRUCTION REVIEW REPORTS WILL OUTLINE ANY DEFICIENCIES FOUND.

3. ASSIST WSP-S DURING FIELD REVIEW, AND PROVIDE SAFE ACCESS TO WORK AREAS AS REQUIRED.

4. CHECK THE WORK PRIOR TO FIELD REVIEW TO CONFIRM IT IS COMPLETED AND IN ACCORDANCE WITH CONTRACT
DOCUMENTS.

5. BRING TO THE ATTENTION OF WSP-S ANY DEFICIENCIES FOUND IN THE WORK TOGETHER WITH A PROPOSAL FOR
REMEDY. WSP-S WILL DECIDE WHAT CORRECTIVE ACTION MAY BE TAKEN AND ISSUE THE NECESSARY
INSTRUCTIONS.

6. PROVIDE REASONABLE NOTICE (NOT LESS THAN 24 HOURS) TO ALLOW FOR THE REVIEW OF THE FOLLOWING:

1. CONCRETE REINFORCING  BEFORE CLOSING FORMS

7. SCHEDULE REVIEW WORK TO OCCUR DURING NORMAL BUSINESS HOURS.

8. ALL PROPRIETARY PRODUCTS AND OTHER STRUCTURAL WORKS DESIGNED BY SPECIALTY ENGINEERSTO BE
REVIEWED BY THE ENGINEERS RESPONSIBLE FOR THE DESIGN OR BY OTHER ENGINEERS DESIGNATED BY THE
ENGINEERS RESPONSIBLE FOR THE DESIGN AND LICENSED IN THE PLACE WHERE THE PROJECT IS LOCATED. SUBMIT
CONSTRUCTION REVIEW REPORTS FOR CONSULTANT’S RECORD.

EXISTING STRUCTURES
1. EXISTING CONDITIONS ARE ASSUMED. SURVEY THE AREA AND REPORT ANY VARIATIONS TO WSP-S BEFORE

PROCEEDING WITH THE WORK.

2. DESIGN OF STRUCTURAL WORKS RELATED TO THE EXISTING BUILDING HAS BEEN CARRIED OUT AS FAR AS
PRACTICAL, GIVEN LIMITED AVAILABILITY OF THE EXISTING DRAWINGS AND LIMITED RECORDS OF THE STRUCTURAL
MODIFICATIONS LIKELY TO HAVE BEEN MADE THROUGH THE LIFE OF THE BUILDING. MODIFICATIONS TO THE
PROPOSED STRUCTURAL FRAMING AND / OR DETAILS MAY BE REQUIRED IF EXISTING CONDITIONS ARE FOUND TO BE
DIFFERENT FROM THOSE ASSUMED AND SHOWN ON DRAWINGS.

3. TAKE ALL PRECAUTIONS NECESSARY TO PROTECT EXISTING STRUCTURES DURING DEMOLITION/EXCAVATION.

4. DISCONNECT ALL SERVICES IN THE AREAS AFFECTED BY NEW CONSTRUCTION. REROUTE SERVICES AS REQUIRED
TO KEEP THE REMAINDER OF THE BUILDING OPERATIONAL.

5. SAFELY STORE ALL STRUCTURAL ELEMENTS AND OTHER PRODUCTS WHICH ARE TO BE RE-USED.

6. REMOVE FROM SITE ALL OTHER STRUCTURAL ELEMENTS AND PRODUCTS WHICH ARE NOT INDICATED TO BE HANDED
OVER TO THE OWNER.

7. SCHEDULE WORK TO MINIMIZE EFFECT ON THE EXISTING BUILDING OPERATION. USE EQUIPMENT AND PROCEDURES
TO MINIMIZE NOISE, DUST AND VIBRATIONS. SUBMIT PROPOSED SCHEDULE FOR REVIEW BY THE CONSULTANT AND
THE OWNER.

8. ALL DEMOLITION, SHORING AND OTHER TEMPORARY WORKS TO BE DESIGNED AND REVIEWED BY A PROFESSIONAL
ENGINEER RETAINED BY THE CONTRACTOR, LICENSED IN THE PLACE WHERE THE PROJECT IS LOCATED. PREPARE
DRAWINGS SIGNED AND SEALED BY THAT ENGINEER SHOWING DEMOLITION PROCEDURE AND SEQUENCE AND ALL
THE NECESSARY SHORING. PROVIDE ALL FORMS AND REPORTS REQUIRED BY THE AUTHORITY HAVING
JURISDICTION.

9. INSTALL AND AFTERWARDS REMOVE ALL TEMPORARY SHORING AND BRACING REQUIRED TO ENSURE THE INTEGRITY
OF THE EXISTING STRUCTURE DURING CONSTRUCTION.

10. DO NOT ALTER MATERIAL PROPERTIES OF THE STRUCTURAL STEEL WHICH IS TO REMAIN BY CUTTING AND
DEMOLITION PROCEDURE.

11. ASSESS CAPACITY OF THE EXISTING STRUCTURE AND CONSTRUCTION LOADS APPLIED TO IT. PROVIDE ADEQUATE
SHORING IF THE LOADS EXCEED THE EXISTING STRUCTURAL CAPACITY.

12. MAKE GOOD ALL EXISTING WORK DISTURBED BY THE SHORING OPERATIONS, DEMOLITION, EXCAVATION AND OTHER
CONSTRUCTION PROCEDURES.

FOUNDATIONS
1. FOUNDATION DESIGN IS BASED ON ASSUMED SITE CONDITIONS. BEDROCK IS ASSUMED TO BE AT A REASONABLE

DEPTH ALLOWING EXCAVATION AND INSTALLATION OF NON-FROST SUSCEPTIBLE GRANULAR FILL AS SPECIFIED IN
THE DRAWINGS.

2. FOUNDATIONS WILL BE SUPPORTED BY COMPACTED NON-FROST SUSCEPTIBLE GRANULAR FILL. REFER TO
DRAWINGS.

3. LOCATE ALL EXISTING UNDERGROUND SERVICES PRIOR TO EXCAVATION.

4. THE LINE OF SLOPE BETWEEN ADJACENT EXCAVATIONS FOR FOOTINGS OR TRENCHES NOT TO EXCEED A RISE OF 1
IN A RUN OF 2. DO NOT UNDERMINE ADJACENT FOUNDATIONS.

5. KEEP EXCAVATION DRAINED AND FREE OF WATER AT ALL TIMES.

6. DO NOT USE EARTH FORMS UNLESS APPROVED IN WRITING BY WSP-S AND GEOTECHNICAL CONSULTANT. FOR
ELEMENTS APPROVED TO BE CAST AGAINST SOIL, INCREASE FOOTING SIZE SHOWN ON DRAWINGS AS REQUIRED TO
OBTAIN 75 (3”) CONCRETE COVER AGAINST SOIL.

7. PLACE ANCHOR RODS AND DOWELS BEFORE CONCRETE IS CAST. USE TEMPLATES TO KEEP IN POSITION.

CAST-IN-PLACE CONCRETE
1. CONCRETE TO CONFROM TO STANDARS AS OUTLINED IN CSA A23.1. THE CONTRACTOR AND THE CONCRETE

SUPPLIER TO MEET ALL CERTIFICATION, DOCUMENTATION, AND QUALITY CONTROL REQUIREMENTS.

2. CONTRACTOR AND CONCRETE SUPPLIER TO ENSURE THAT PLASTIC AND HARDENED MIX PROPERTIES MEET SITE
REQUIREMENTS FOR PLACING, FINISHING AND THE SPECIFIED PERFORMANCE REQUIREMENTS.

3. CONCRETE SUPPLIER TO BE CERTIFIED.

4. CEMENT TO BE PORTLAND CEMENT TYPE GU OR GUL UNLESS NOTED OTHERWISE OR REQUIRED BY EXPOSURE
CLASS.

5. CONCRETE TO BE NORMAL DENSITY (MIN. 2300 kg/m3) UNLESS NOTED OTHERWISE.

6. NOMINAL MAXIMUM SIZE OF COARSE AGGREGATE TO BE 20 (3/4”) UNLESS NOTED OTHERWISE.

7. UNLESS NOTED OTHERWISE, CONCRETE TO BE IN ACCORDANCE WITH THE FOLLOWING SCHEDULE:

ELEMENT

COMPRESSIVE 
STRENGTH (MPa) AT 
28 DAYS  U/N (SEE 
NOTE #3 BELOW) 

EXPOSURE CLASS SPECIAL REQUIREMENTS & 
REMARKS

SLAB-ON-GRADE (UNHEATED AREAS), 
SIDEWALKS,  FROST SLABS 35 C1

FOR SLABS 125 (5”) AND 
THICKER, NOMINAL 
MAXIMUM SIZE OF COARSE 
AGGREGATE 40 (1-1/2”) 
CONCRETE COVER NOT TO 
BE LESS THAN 60 (2-3/8”)

NOTES:
1. WHERE EXPOSURE CLASS IS NOTED “N / F2”, USE “F-2” EXPOSURE CLASS FOR PERIMETER AND EXTERIOR NON-

INSULATED ELEMENTS ABOVE THE FROST LINE, AND FOR ELEMENTS IN INTERIOR UNHEATED SPACES, WHICH
ARE SUSCEPTIBLE TO FREEZING.  USE “N” EXPOSURE CLASS FOR ELEMENTS PROTECTED FROM FREEZING.

2. WHERE C-XL, C1 OR ANY CLASS “S” EXPOSURE CONCRETE IS USED, SPECIFIED CONCRETE STRENGTH TO BE
ATTAINED AT 56, RATHER THAN AT 28 DAY.

3. MINIMUM DOSAGE OF CORROSION INHIBITOR IS 10L/m3 OF 30% SOLUTION OF CALCIUM NITRITE, AS PER CSA-
S413.

4. “VEHICLE ACCESSIBLE AREAS” EXTEND 1200 (4’-0”) AROUND THE AREAS ACTUALLY ACCESSIBLE TO VEHICLES.

5. FOR EXPOSURE CLASSES “C-XL”, “C-1” AND, “C-2”, PROVIDE ENTRAINED AIR UNLESS NOTED OTHERWISE IN THE
“SPECIAL REQUIREMENTS AND REMARKS” COLUMN.

8. REFER TO CSA A23.1 FOR THE MAXIMUM WATER/CEMENT RATIO, MINIMUM COMPRESSIVE STRENGTH, AIR CONTENT,
CURING REQUIREMENTS, CHLORIDE ION PENETRABILITY AND ALTERNATE CEMENT TYPES TO MEET THE
REQUIREMENTS FOR THE NOTED EXPOSURE CLASS.

9. WHERE REQUIRED BY SPECIFICATIONS, PROVIDE MINIMUM AMOUNT OF SUPPLEMENTAL CEMENTING MATERIALS
SPECIFIED FOR THE OVERALL PROJECT.

10. DO NOT ADD WATER TO CONCRETE ON SITE.

11. CONVEY CONCRETE FROM TRUCK TO FINAL LOCATION BY METHODS WHICH WILL PREVENT SEPARATION OR LOSS OF
MATERIAL. MAXIMUM FREE FALL NOT TO EXCEED 1.5m (5'-0"). CONSOLIDATE CONCRETE USING MECHANICAL
VIBRATORS.

12. PLACE CONCRETE AS CLOSE AS POSSIBLE TO FINAL LOCATION TO AVOID SEGREGATION.  VIBRATE ALL CONCRETE.

13. PROTECT CONCRETE FROM FREEZING. DO NOT PLACE CONCRETE AGAINST FROZEN GROUND.  USE COLD WEATHER
CONCRETING METHODS IN ACCORDANCE WITH CSA-A23.1.

14. PROTECT CONCRETE FROM EXCESSIVE HEAT AND DRYING.  USE HOT WEATHER CONCRETING METHODS IN
ACCORDANCE WITH CSA-A23.1.

15. SLABS AND BEAMS

1. SURVEY TOP OF FORMWORK / SLAB ELEVATIONS AT SUPPORTS, AT MIDSPAN BETWEEN SUPPORTS, AT
CENTERS OF BAYS, AND AT CANTILEVERED ENDS AT THE FOLLOWING TIMES:
- BEFORE CONCRETE PLACEMENT
- AFTER CONCRETE PLACEMENT BUT PRIOR TO REMOVAL OF SUPPORTING FALSEWORK
- AFTER REMOVAL OF SUPPORTING FALSEWORK.
SUBMIT SURVEY DATA FOR ENGINEER’S RECORD.

2. DO NOT USE STEEL TROWEL TO FINISH AIR-ENTRAINED CONCRETE.

3. IF APPLICABLE SUBMIT COMPOSITE LAYOUT DRAWINGS SHOWING ALL EMBEDDED PIPES AND CONDUITS.
MAXIMUM OUTSIDE DIAMETER OF ANY CONDUIT OR PIPE EMBEDDED IN SLAB NOT TO EXCEED ONE THIRD OF
THE SLAB THICKNESS.

4. FOR SLABS-ON-GRADE OR UNBONDED CONCRETE TOPPINGS, LOCATE ALL CONDUITS, PIPES, OR HEATING
CABLES EMBEDDED IN CONCRETE CLEAR OF THE TOP ONE THIRD OF THE SLAB THICKNESS TO AVOID
DAMAGE DURING SAWCUTTING.

16. CONSTRUCTION & CONTROL JOINTS

1. PROVIDE JOINTS WHERE SPECIFIED OR SHOWN ON DRAWINGS. LOCATE SO AS NOT TO IMPAIR THE
REQUIRED STRENGTH OF THE STRUCTURE. SUBMIT JOINT LAYOUT FOR WSP-S REVIEW AND APPROVAL A
MINIMUM OF 2 WEEKS PRIOR TO POURING CONCRETE.

2. IF A SPECIFIC CONSTRUCTION JOINT DETAIL IS SHOWN ON DRAWINGS, IT CAN NOT BE SUBSTITUTED BY ANY
ALTERNATIVE CONSTRUCTION JOINT DETAIL.

3. DO NOT PLACE CONTROL JOINTS IN STRUCTURAL SLABS.

WSP Canada Inc.
3300 - 237  4 Ave SW, Calgary, AB, Canada T2P 4K3
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DRAWING NUMBER:

TITLE:

PROJECT:

CLIENT:

CLIENT REF. #:

PROJECT NUMBER:

DISCIPLINE:

DRAWN BY:

CHECKED BY:

APPROVED BY:

ORIGINAL SCALE:

DISCLAIMER: COPYRIGHT:
THIS DRAWING AND DESIGN IS COPYRIGHT PROTECTED WHICH SHALL NOT BE USED, REPRODUCED 
OR REVISED WITHOUT WRITTEN PERMISSION BY WSP. THE CONTRACTOR SHALL CHECK AND VERIFY 
ALL DIMENSIONS AND UTILITY LOCATIONS AND REPORT ALL ERRORS AND OMISSIONS PRIOR TO 
COMMENCING WORK.

DATE:

SEAL:

25mm

IF THIS BAR IS NOT 25mm 
LONG, ADJUST YOUR 

PLOTTING SCALE.

REVISIONS:

NTS

REV.

REV DATE DESCRIPTION BY

A

2023-02-21

S100

STRUCTURAL

GENERAL NOTES 1 OF 2

CITY OF IQALUIT WTP - FUEL
TANK UPGRADES

CITY OF IQALUIT

E.Lemee

C.Vojinovic

A.Folk

221-04484-00

DRAWING LIST
S100 GENERAL NOTES 1 OF 2
S101 GENERAL NOTES 2 OF 2
S110 TYPICAL DETAILS
S200 FOUNDATION PLAN

A 2023-02-21 ISSUED FOR REVIEW
ISSUED FOR TENDER2023-02-24

2023-02-24



CONCRETE REINFORCEMENT
1. REINFORCEMENT TO CONFORM TO THE FOLLOWING STANDARDS:  

DEFORMED BARS — CSA G30.18, GRADE 400R OR 400W, UNLESS GRADE 500R / 500W IS INDICATED ON DRAWINGS. 
WHERE REBAR ARE SHOWN TO BE WELDED AND WHERE INDICATED ON PLANS / NOTES USE ONLY GRADE 400W/500W.

2. ALL REINFORCING BAR SIZES ARE METRIC; “M” IS NOT NECESSARILY MARKED AFTER A BAR SIZE. FOR EXAMPLE, 
10-15B NOTED ON PLAN INDICATES 10 BARS OF 15M DIAMETER, PLACED AT BOTTOM.

3. BARS MARKED CONTINUOUS TO BE TERMINATED IN STANDARD HOOKS AT ENDS AND SPLICED WITH ADJACENT BARS 
USING CLASS B LAPS. FOR LAP LENGTHS AND DEVELOPMENT LENGTHS, REFER TO TYPICAL DETAILS TC-REINF-01.

4. ALL REBAR HOOKS TO BE STANDARD LENGTH 90° OR 180° HOOKS. REBAR LENGTHS LISTED ON DRAWINGS DO NOT
INCLUDE THE HOOK LENGTH.

5. PROVIDE ADDITIONAL SUPPORT BARS AS REQUIRED TO ADEQUATELY SUPPORT AND SECURE ALL REINFORCEMENT
AND PREVENT MOVEMENT WHEN PLACING CONCRETE.

6. PROVIDE SUFFICIENT CHAIRS TO REINFORCING TO MAINTAIN SPECIFIED CONCRETE COVER.

7. ALL REINFORCING TO BE CLEAN, FREE OF LOOSE SCALE, OIL, DIRT, RUST, AND ANY OTHER FOREIGN COATING THAT
AFFECT BONDING CAPACITY.

8. MINIMUM CLEAR SPACING BETWEEN ADJACENT BARS TO BE AT LEAST 1.4 TIMES THE BAR DIAMETER OR 1.4 TIMES
THE NOMINAL MAXIMUM SIZE OF THE COARSE AGGREGATE, WHICHEVER IS MORE.

9. WHERE PARALLEL REINFORCEMENT IS PLACED IN TWO OR MORE LAYERS, POSITION BARS IN UPPER LAYER 
DIRECTLY ABOVE THE BARS IN LOWER LAYER, MAINTAINING THE MINIMUM CLEAR SPACING BETWEEN LAYERS AS 
SPECIFIED ABOVE.

10. UNLESS NOTED OTHERWISE ON DRAWINGS, MINIMUM CONCRETE COVER TO PRINCIPAL REINFORCEMENT TO BE AS 
FOLLOWS (ALSO REFER TO TYPICAL DETAIL TC-REINF-21):

EXPOSURE CLASS: N, N-CF F1, F2, S1, S2, S3 C-XL, C1, C2, C3

SURFACES CAST AGAINST GROUND 75 (3”)

PILES, PILE CAPS WITH TIES, PIERS, 
GRADE BEAMS ≤ 35M: 55 (2-1/8”) ≤ 35M: 75 (3”)

SLAB ON GRADE — TOP COVER ≤ 25M: 25 (1”) ≤ 25M: 40 (1-5/8”) ≤ 30M: 60 (2-3/8”) 

SLAB ON GRADE NOT CAST AGAINST 
GROUND — BOTTOM COVER
(CAST ON MUD SLAB, VAPOUR BARRIER, 
RIGID INSULATION) 

≤ 25M: 40 (1-5/8”) ≤ 30M: 60 (2-3/8”)

BEAMS, GIRDERS, SLAB BANDS WITH 
STIRRUPS ≤ 35M: 45 (1-3/4”) ≤ 35M: 55 (2-1/8”) ≤ 35M: 75 (3”)

STRUCTURAL SLABS, SLAB BANDS 
WITHOUT STIRRUPS, SLAB ON STEEL 
DECK

≤ 25M: 25 (1”)
30M: 30 (1-1/4”)
35M: 35 (1-3/8”)

PT REINF: 40 (1-5/8”)

≤ 25M: 40 (1-5/8”)
30M: 45 (1-3/4”)
35M: 55 (2-1/8”)

PT REINF: 40 (1-5/8”)

≤ 30M:  60 (2-3/8”)
35M:  70 (2-3/4”)

PT REINF: 60 (2-3/8”)

NOTES:
1. COVERS SHOWN ABOVE MEET 2h FIRE RATING REQUIREMENTS; SEE DRAWINGS FOR AREAS WHICH REQUIRE 3 

OR 4 HOUR FIRE RATING AND PROVIDE INCREASED COVER AS INDICATED.
2. COVERS SHOWN ABOVE ASSUME 20 (3/4”) MAXIMUM NOMINAL SIZE OF CONCRETE AGGREGATE (MAX. Øa). 

REFER TO CONCRETE MIX DESIGN TABLE IN CAST-IN-PLACE CONCRETE NOTES FOR CONCRETE WITH LARGER 
AGGREGATE SIZE, AND INCREASE COVER TO REINFORCING CLOSEST TO THE SURFACE TO BE 1.0x MAX. Øa
FOR “N_” CONCRETE, 1.5x MAX. Øa FOR “F_” AND “S_” CONCRETE, AND 2.0x MAX. Øa FOR “C_” CONCRETE.

3. FOR BUNDLED BARS, PROVIDE COVER REQUIRED FOR A SINGLE BAR WITH EQUIVALENT CROSS-SECTIONAL 
AREA. FOR EXAMPLE, 2-25M BUNDLED BARS WITH TOTAL CROSS-SECTIONAL AREA = 1000mm² ARE EQUIVALENT
TO 1-35M BAR, THEREFORE USE COVER TO BUNDLED BARS SAME AS COVER TO 1-35M BAR.

4. FOR BARS WITH 90° HOOKS, MINIMUM COVER NOT TO BE LESS THAN SHOWN ON TC-REINF-01/02.
5. INCREASE THE COVER SPECIFIED FOR PT REINFORCING TO ACCOMMODATE THE MINIMUM COVER TO THE MILD 

STEEL CROSSING OVER IT.  

11. SLABS

1. UNLESS OTHERWISE SPECIFIED ON PLANS, PROVIDE BOTTOM TEMPERATURE REINFORCEMENT IN BOTH 
DIRECTIONS FOR FRAMED SLABS IN ACCORDANCE WITH TYPICAL DETAIL TC-SL-02.

2. UNLESS NOTED OTHERWISE, DO NOT ELIMINATE OR CUT REINFORCEMENT TO ACCOMMODATE MECHANICAL 
AND ELECTRICAL SLEEVES, OPENINGS OR HARDWARE.  SPREAD REINFORCING AROUND SLEEVES.

POST-INSTALLED ANCHORS AND DOWELS
1. UNLESS OTHERWISE NOTED, PROVIDE STRUCTURAL ANCHORS AS FOLLOWS:

1. WHERE DRILLED CONCRETE ANCHORS (DCA) OR DRILLED MASONRY ANCHORS (DMA) ARE NOTED ON 
DRAWINGS, PROVIDE HILTI KWIK BOLT — TZ2 EXPANSION ANCHORS. LOCATE DMA MIN. 35 (1-3/8”) FROM ANY 
VERTICAL MORTAR JOINT. DO NOT INSTALL DMA INTO HOLLOW MASONRY, ADVISE WSP-S IF HOLLOW
MASONRY IS FOUND ON SITE WHERE DMA HAVE BEEN SPECIFIED.

WHERE ADHESIVE CONCRETE ANCHORS (ACA) ARE NOTED ON DRAWINGS, PROVIDE HILTI HIT-HY 200 
ADHESIVE ANCHORING SYSTEM WITH HILTI HIT-Z ANCHOR RODS .
WHERE REBAR DOWEL ANCHORS (RDA) ARE NOTED ON DRAWINGS, PROVIDE HILTI HIT-RE 500 V3 (FOR 
ANCHORAGE TO CONCRETE) OR HILTI HIT-HY 270 (FOR ANCHORAGE TO SOLID OR GROUTED MASONRY) 
ADHESIVE ANCHORING SYSTEM INSTALLED USING HILTI SAFESET HOLLOW DRILL BIT TECHNOLOGY.

2. ANCHORS LOCATED OUTSIDE THE BUILDING ENVELOPE’S VAPOUR BARRIER TO BE HOT DIP GALVANIZED. 

3. CONCRETE TO BE MINIMUM 28 DAYS OLD AT THE TIME OF ANCHOR INSTALLATION.

4. USE DRILLING AND INSTALLATION TOOLS AND PROCEDURES PER MANUFACTURER’S RECOMMENDATIONS. DO NOT 
CORE DRILL UNLESS SPECIFICALLY NOTED ON DRAWINGS. HOLE DIAMETERS NOT TO EXCEED THOSE REQUIRED BY
MANUFACTURER.

5. WHERE CORE DRILLING IS SPECIFIED, CLEAN AND ROUGHEN HOLES PER MANUFACTURER’S RECOMMENDATION.

6. ARRANGE FOR THE ANCHOR MANUFACTURER TO CONDUCT ON SITE TRAINING FOR INSTALLATION OF ALL THE 
PRODUCTS SPECIFIED, AND FOR ALL CONDITIONS ENCOUNTERED (E.G. HORIZONTAL, INCLINED, OVERHEAD). ALL 
INSTALLERS MUST COMPLETE THE SUPPLIER CERTIFIED INSTALLER TRAINING PROGRAM. SUBMIT COPIES OF
COMPLETION CERTIFICATES FOR WSP-S RECORD.

7. ARRANGE FOR A MANUFACTURER’S TECHNICAL REPRESENTATIVE TO BE PRESENT DURING INSTALLATION OF FIRST
FEW ANCHORS OF EACH SIZE AND TYPE. SUBMIT SITE REPORTS INDICATING ANCHOR TYPES AND SIZES INSTALLED,
LOCATIONS AND INSTALLERS’ NAMES.

8. ANCHOR AND DOWEL CAPACITY IS DEPENDENT UPON SPACING BETWEEN ADJACENT ANCHORS AND THEIR 
PROXIMITY TO CONCRETE AND MASONRY EDGES; THEREFORE, ALL ANCHORS MUST BE INSTALLED WITH
CLEARANCES AND EDGE DISTANCES INDICATED ON DRAWINGS

9. UNLESS CORE DRILLING IS SPECIFIED ON DRAWINGS, DO NOT CUT REINFORCEMENT TO ACCOMMODATE DRILLED 
ANCHORS AND DOWELS. SCAN THE STRUCTURE TO LOCATE REINFORCEMENT PRIOR TO FABRICATING STRUCTURAL 
STEEL FASTENED BY DRILLED ANCHORS.

10. WHEN OBSTRUCTIONS PREVENT DRILLING HOLES IN SPECIFIED LOCATIONS TO THE REQUIRED DEPTH, RELOCATE AT
NO EXTRA COST TO THE CONTRACT. OBTAIN WSP-S APPROVAL OF NEW LOCATIONS BEFORE DRILLING; 
MODIFICATIONS TO CONNECTED MEMBERS AND ADDITIONAL ANCHORS / DOWELS MAY BE REQUIRED. FILL 
ABANDONED HOLES WHICH ARE CLOSER THAN 3 TIMES THE HOLE DIAMETER FROM THE RELOCATED ANCHORS WITH 
HILTI HY-200 ADHESIVE OR WITH 30 MPa GROUT. DO NOT TIGHTEN ANCHORS UNTIL THE FILLER HAS FULLY CURED.

11. UNLESS OTHERWISE NOTED ON DRAWINGS, EMBEDMENT LENGTHS FOR POST-INSTALLED HILTI ANCHORS TO BE:

ANCHOR
SIZE

EXPANSION ANCHORS ADHESIVE ANCHORS

INTO 
CONCRETE 

(DCA)

INTO    
MASONRY 

(DMA)

INTO
CONCRETE

(ACA) 

INTO SOLID
OR

GROUTED 
MASONRY 

(AMA)

INTO
HOLLOW MASONRY

(HMA)

KB-TZ2

HIT-Z ROD
+

HIT HY-200 
ADHESIVE

HAS-V ROD
+

HIT HY-270
ADHESIVE

HAS-V ROD
+

HIT-SC SCREEN
+

HIT HY-270 ADHESIVE
HOLLOW 

CONCRETE 
BLOCK

HOLLOW
BRICK

10 (3/8”) 64 (2-1/2”) 86 (3-3/8”) 50 (2”) 80 (3-1/8”)
12 (1/2”) 83 (3-1/4”) 114 (4-1/2”) 50 (2”) 80 (3-1/8”)
16 (5/8”) 102 (4”) 143 (5-5/8”) - -
19 (3/4”) 121 (4-3/4”) 171 (6-3/4”) - -

NOTES:
1. ALL EMBEDMENT LENGTHS SHOWN ARE EFFECTIVE EMBEDMENT LENGTHS; FOR REQUIRED HOLE DEPTHS 

FOLLOW HILTI RECOMMENDATIONS.
2. SEE DRAWINGS FOR EMBEDMENT LENGTHS OF REBAR DOWEL ANCHORS (RDA).

12. DO NOT BEND POST INSTALLED DOWELS AND RODS AFTER INSTALLATION.

13. DO NOT WELD TO PLATES FASTENED WITH ADHESIVE ANCHORS AFTER THE ADHESIVE IS PLACED.

ABUT
ACA
ADD’L
AEC
AESS
AIFB
ALT
AMA
ARCH
A-ROD
ASPH
AVG
B, BOT
BOF
BOP
BCE
BCP
BEW
BLL
BP
BRG
BRP
BSMT
BUL
BUP
C
CA
CANT
CAT
CB
CDL
CEL
CIP
CJ
CLR
CL
CMU
CNT
COMP
COL
CONC
CONT
CONT’D
CONST.J.
CP
CPL
CS
COV
C/W
CWS
CLS
DCA
DEMO
DET
D.FIR-L
DIA, Ø
DIV
DMA
DN
DNW

ABUTMENT
ADHESIVE CONCRETE ANCHORS
ADDITIONAL
ARCHITECTURALLY EXPOSED CONCRETE
ARCHITECTURALLY EXPOSED STRUCTURAL STEEL
ASPHALT IMPREGNATED FIBERBOARD
ALTERNATE
ADHESIVE MASONRY ANCHORS
ARCHITECTURAL
ANCHOR ROD
ASPHALT
AVERAGE
BOTTOM
BOTTOM OF FOOTING
BOTTOM OF PILE
BOTTOM CHORD EXTENSION
BORED CONCRETE PILE
BOTTOM EACH WAY
BOTTOM LOWER LAYER
BASE PLATE
BEARING
BEARING PLATE
BASEMENT
BOTTOM UPPER LAYER
BOTTOM OF UNDERPINNING
CAMBER
COLUMN ABOVE ONLY (NO COLUMN BELOW)
CANTILEVER
CATEGORY (FOR AESS)
COLUMN BELOW ONLY (NO COLUMN ABOVE)
COMPRESSION DEVELOPMENT LENGTH
CUT OFF ELEVATION FOR PILES
CAST-IN PLACE
CONTROL JOINT
CLEAR
CENTRELINE
CONCRETE MASONRY UNITS
STEEL DECK CORE NOMINAL THICKNESS
COMPOSITE
COLUMN
CONCRETE
CONTINUOUS
CONTINUED
CONSTRUCTION JOINT
CONNECTION PLATE
CAP PLATE
COMPRESSION LAP SPLICE
CLEAR COVER
COMPLETE WITH, CONNECT WITH
(SEE GENERAL NOTES)
(SEE GENERAL NOTES)
DRILLED CONCRETE ANCHOR, SEE GENERAL NOTES
DEMOLITION
DETAIL
DOUGLAS FIR-LARCH
DIAMETER
DIVIDER BEAM
DRILLED MASONRY ANCHOR, SEE GENERAL NOTES
DOWN
DOUBLE NUT AND WASHER

SPEC
SPF
SR
SS
ST
STD
STE
STG
STIR
STIFF
STL
STR
STRUCT
SWT
SYMM
t
TB
TBB
T
TDL
TEW
T&G
TJ
TLL
T/O
TOB
TOC 
TOF 
TOS 
TOP 
TOW
TPC
TRANS
TSA
TSB
TUL
TYP
U-BAR
UDB
U/F
UL
ULS
U/S
U/N, UNO
UPT
V, VERT
VB
VEF
VIF
VIC
VOF
VSC
WB
WC
w/o
WP
WSP-S
WWF
ZRP

SPECIFICATIONS
SPRUCE PINE FIR
STUD RAIL
STAINLESS STEEL
STRAIGHT
STANDARD
SHEAR TRANSFER ELEMENTS
STAGGERED
STIRRUP
STIFFENER
STEEL
SEISMIC STRAP
STRUCTURAL
SELF WEIGHT
SYMMETRICAL
THICKNESS
TRANSFER BEAM
TOP BASIC BARS
TOP
TENSION DEVELOPMENT LENGTH
TOP EACH WAY
TONGUE AND GROOVE
TIE JOIST
TOP LOWER LAYER
TOP OF
TOP OF (GRADE) BEAM
TOP OF CONCRETE
TOP OF FOOTING
TOP OF STEEL
TOP OF PILE
TOP OF WALL
TOP OF PILE CAP
TRANSVERSE
TENSION SPLICE “A”
TENSION SPLICE “B”
TOP UPPER LAYER
TYPICAL
“U” SHAPED BAR
UNIFORMLY DISTRIBUTED BARS
UNDERSIDE OF FOOTING
UPPER LEVEL 
ULTIMATE LIMIT STATE
UNDERSIDE
UNLESS NOTED OTHERWISE
UPTURNED
VERTICAL, VERTICALS
VERTICAL BRACING
VERTICAL EACH FACE
VERTICAL INSIDE FACE
VERTICAL IN CENTRE
VERTICAL OUTSIDE FACE
VERTICALLY SLOTTED CONNECTION
WALL BELOW
WIND COLUMN
WITHOUT
WORK POINT
WSP STRUCTURAL
WELDED WIRE FABRIC
ZINC RICH PAINT
CONCRETE DENSITY 

TG-ABBR-01DRAWING ABBREVIATIONS
ℓd
ℓdc
ℓdh
LE
LG
LL
LLH
LLV
LONG
LSH
LP
LWT
MAX
MC
MECH
MEZZ
MF
MIN
MISC
MJ
ML
NF
NIC
NOM
NTS
O/C
OD
OF
OPP
OWSJ
PAF
PC
PL
PROJ
PS
PT
PTL
R
RA
RD
RE
REINF
REM
REQ’D
REV
RF
RL
RSS
RTU
RET. WALL
R/W
r.w.
SDF
SEC
SIM
SJ
SL
SLBB
SLS
SOG

TENSION DEVELOPMENT LENGTH OF REBAR
COMPRESSION DEVELOPMENT LENGTH OF REBAR
TENSION EMBEDMENT LENGTH WITH STANDARD HOOK
LEFT END
LONG
LOWER LEVEL
LONG LEG HORIZONTAL
LONG LEG VERTICAL
LONGITUDINAL
LONG SIDE HORIZONTAL
LOW POINT
LIGHT WEIGHT
MAXIMUM
MOMENT CONNECTION (                       )
MECHANICAL
MEZZANINE
MOMENT FRAME
MINIMUM
MISCELLANEOUS
MOVEMENT JOINT
MIDDLE LAYER
NEAR FACE
NOT IN CONTRACT
NOMINAL
NOT TO SCALE
ON CENTER
OUTSIDE DIAMETER
OUTSIDE FACE
OPPOSITE
OPEN WEB STEEL JOIST 
POWDER ACTUATED FASTENERS
PILE CAP
PLATE
PROJECT, PROJECTION
PIPE SUPPORT
POST TENSIONED
PRESSURE TREATED LUMBER
RADIUS
ROOF ANCHOR
ROOF DRAIN
RIGHT END
REINFORCEMENT
REMAINDER
REQUIRED
REVISION
RIGID FRAME
REFERENCE LINE
RETAINED SOIL SYSTEM
ROOF TOP UNIT
RETAINING WALL
REINFORCE WITH
REQUIRED WITH
STEP DOWN FOOTING (IN DIRECTION OF ARROW)
SECTION
SIMILAR
STEEL JOIST
SLAB, SHELF ANGLE
SHORT LEG BACK TO BACK
SERVICEABILITY LIMIT STATE
SLAB-ON-GRADE

DP
DWG
DWL
EA
ECR
EBF
EE
EF
EJ, EXP JT
ELECT
EL
ELEV
EMBED
ENG
EOD
EOS
ES
EQ
EW
EX, EXIST
EXT
FC
FD
FF
FIN
FL
FMC
FND
FTG
GA
GALV
GB
GEN
GL
GRD
h
hd 
H, HORIZ
(H)
HC
HD
HDG
HEF
HIF
HH
HIC
HOF
HP
HSC
IBI
IBE
IBA
IBB
ID
INT
IF
JG
KB
(L)
2-L

DEEP
DRAWING
DOWEL
EACH
EPOXY COATED REINFORCEMENT
ECCENTRICALLY BRACED FRAME
EACH END
EACH FACE
EXPANSION JOINT
ELECTRICAL
ELEVATION
ELEVATOR
EMBEDMENT
ENGINEER
EDGE OF DECK
EDGE OF SLAB
EACH SIDE
EQUAL
EACH WAY
EXISTING
EXTERIOR
FUTURE COLUMN
FLOOR DRAIN
FAR FACE
FINISHED
FLOOR
FULL MOMENT CONNECTION (FOR FULL MOMENT CAPACITY)
FOUNDATION
FOOTING
GAUGE
GALVANIZED
GRADE BEAM
GENERAL
GRIDLINE
GROUND
TOTAL THICKNESS, SLAB THICKNESS AWAY FROM DROP PANEL
SLAB OVERALL THICKNESS AT DROP PANEL
HORIZONTAL
HIGH BEAM
HOLLOWCORE
HOLD DOWN
HOT DIPPED GALVANIZED
HORIZONTAL EACH FACE
HORIZONTAL INSIDE FACE
HOOK EACH END
HORIZONTAL IN CENTRE
HORIZONTAL OUTSIDE FACE
HIGH POINT
HORIZONTAL SLOTTED CONNECTION
INTEGRITY BARS INTERIOR
INTEGRITY BARS EXTERIOR
INTEGRITY BARS ADDED
INTEGRITY BOTTOM BARS (THROUGHOUT)
INSIDE DIAMETER
INTERIOR
INSIDE FACE
JOIST GIRDER
KNEE BRACING
LOW BEAM
BACK TO BACK ANGLES

DE
C 

20
17

c

TG-ABBR-02LOADING ABBREVIATIONS

Af

Cf

f'c
fy

Mf
Mfx
Mfy

MPL
MTf

Rf
RHf

P
Pf

Vf

Tf

FACTORED AXIAL LOAD IN kN
(+ INDICATES TENSION, - INDICATES COMPRESSION)

FACTORED COMPRESSION IN kN

COMPRESSIVE STRENGTH OF CONCRETE, IN MPa
YIELD STRENGTH IN MPa

FACTORED MOMENT IN kN.m
FACTORED MOMENT ABOUT X-X (STRONG) AXES IN kN.m
FACTORED MOMENT ABOUT Y-Y (WEAK) AXES IN kN.m

MASONRY PARTITION LOAD IN kN/m
FACTORED TORSION IN KN.m

FACTORED VERTICAL REACTION IN kN
FACTORED HORIZONTAL REACTION IN kN

SPECIFIED (UNFACTORED) POINT LOAD IN kN
FACTORED POINT LOAD IN kN

FACTORED SHEAR IN kN

FACTORED TENSION IN kN
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10
0

(4"
)

600 (24")

300 (12")

SLAB ON GRADE AT STEEL STAIR

SLAB REINFORCEMENT
IF CALLED FOR ON PLANS

1 MAX
1

ADD REINFORCEMENT
3-10 CONTINUOUS
+10@300 (12")

STAIR
STRINGER

SLAB ON GRADE THICKENING, EXTEND
300 (12") PAST STAIR EDGE (EACH SIDE)

1800

827

967

4000

TC-SOG-14

POST INSTALLED ANCHORS
(BY STAIR SUPPLIER)

SLAB REINFORCEMENT
IF CALLED FOR ON PLANS

ADD 3-15B @ 150 (6") TRANSVERSE 
BARS. LENGTH EQUAL TO STAIR WIDTH 
+ 1200 (4'-0") CENTRE AT STAIR

STAIR STRINGER

ADD 10@300 (12") x 1200 (4'-0') LG
CARRY UNDER FULL LENGTH
OF TRANSVERSE BARS

POST INSTALLED ANCHORS
(BY STAIR SUPPLIER)

1500
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t 
t

t < 150 (6")

t ≥150 (6")

SLAB ON GRADE AT BOLLARDS TC-SOG-16

MI
N 

20
0 (

8")

600 (24")

300 (12")

1 MAX
1

SLAB ON GRADE THICKENING, 
OMIT IF SLAB ≥ 200 (8") THICK

2400

3-15 EW
4800

ROUND CONCRETE CAP

GALV DN150 STD (SCH 40) PIPE
BOLLARD U/N OTHERWISE ON
ARCHITECTURAL AND CIVIL DRAWINGS

20 MPa CONCRETE FILL
ADD 4-15 x 2000 (6'-8") LG
AT 200 (8") AT MID-DEPTH
EACH WAY

400x20x400 (16" x 3/4" x 16") GALV PLATE
+ 4-19 (3/4")Ø STUDS x 150 (6") LG @ 300 (12")
ALTERNATIVE:
4-19 (3/4")Ø SS DCA @ 300 (12")

2000

SQUARE

6900

12
20

 (4
'-0

") 
U/

N
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TENSION DEVELOPMENT LENGTHS AND 
LAP SPLICES FOR BARS GRADE 400 MPa

BAR 
SIZE

f'c = 25 f'c = 30 f'c = 35 f'c = 40
BOTTOM TOP BOTTOM TOP BOTTOM TOP BOTTOM TOP

10 300 (12") 380 (15") 300 (12") 350 (14") 300 (12") 320 (13") 300 (12") 300 (12")
15 440 (17 ") 570 (23") 400 (16") 520 (21") 370 (14") 480 (19") 350 (14") 450 (18")
20 580 (23") 750 (30") 530 (21") 690 (27") 490 (19") 640 (25") 460 (18") 600 (24")
25 900 (36") 1170 (46") 830 (32") 1070 (42") 770 (30") 990 (39") 720 (28") 930 (37")
30 1080 (43") 1410 (55") 990 (39") 1290 (51") 920 (36") 1190 (47") 860 (34") 1110 (44")
35 1260 (50") 1640 (65") 1160 (46") 1500 (60") 1070 (42") 1390 (55") 1000 (40") 1300 (52")

TENSION DEVELOPMENT LENGTHS ℓd FOR GRADE 400  INDIVIDUAL BLACK BAR IN NORMAL 
DENSITY CONCRETE

- FOR EPOXY BARS MULTIPLY VALUES IN TABLE BY 1.5 EXCEPT THAT A MULTIPLIER OF 1.2 CAN BE USED WHEN CLEAR COVER
  IS MORE THAN 3x BAR DIAMETER AND CLEAR SPACING BETWEEN BARS IS MORE THAN 6x BAR DIAMETER.
- FOR SEMI LOW DENSITY CONCRETE (1850<   c ≤ 2150 kg/m³) MULTIPLY VALUES IN TABLE BY 1.2. FOR LOW DENSITY CONCRETE 
  (   c ≤ 1850 kg/m³)  MULTIPLY VALUES IN TABLE BY 1.3. 
- FOR BUNDLED BARS, MULTIPLY VALUES IN TABLE BY 1.1 FOR A TWO BAR BUNDLE, 1.2 FOR A THREE BAR BUNDLE
  AND 1.33 FOR A FOUR BAR BUNDLE
- “TOP” MEANS THAT THERE IS MORE THAN 300 (12”)  OF CONCRETE BELOW, AND LESS THAN 300 (12”) OF CONCRETE ABOVE THE 
  HORIZONTAL BAR WITHIN THE INDIVIDUAL CONCRETE POUR. ALL HORIZONTAL BARS IN WALLS TO BE CONSIDERED "TOP".
- ALL VERTICAL BARS ARE CONSIDERED "BOTTOM"

CLASS B TENSION LAP SPLICE LENGTHS FOR GRADE 400 INDIVIDUAL BLACK BAR IN NORMAL 
DENSITY CONCRETE

MINIMUM TENSION EMBEDMENT LENGTHS WITH STANDARD END
HOOKS ℓdh,  FOR GRADE 400  BAR IN NORMAL WEIGHT CONCRETE

- FOR EPOXY BARS MULTIPLY VALUES IN TABLE BY 1.2
- FOR LOW DENSITY CONCRETE (   c ≤ 1850 kg/m³) MULTIPLY VALUES IN TABLE BY 1.3
- FOR HOOKS WITH COVER LESS THAN SHOWN IN DETAILS 'A', 'B' AND 'C' MULTIPLY 
  VALUES IN TABLE BY 1.5

BAR 
SIZE

f'c = 25 f'c = 30 f'c = 35 f'c = 40
BOTTOM TOP BOTTOM TOP BOTTOM TOP BOTTOM TOP

10 390 (16") 490 (19") 390 (16") 450 (18") 390 (16") 420 (17") 390 (16") 390 (16")
15 570 (23") 740 (29") 520 (21") 670 (27") 480 (19") 620 (25") 450 (18") 580 (23")
20 750 (29") 980 (39") 690 (27") 890 (35") 640 (25") 830 (33") 600 (24") 770 (30")
25 1170 (46") 1530 (61") 1070 (42") 1390 (55") 990 (39") 1290 (51") 930 (37") 1210 (48")
30 1410 (56") 1830 (72") 1290 (51") 1670 (66") 1190 (47") 1550 (61") 1110 (44") 1450 (57")
35 1640 (65") 2130 (84") 1500 (60") 1950 (77") 1390 (55") 1800 (72") 1300 (52") 1690 (67")

BAR SIZE f'c = 25 f'c = 30 f'c = 35 f'c = 40

10 150 (6") 150 (6") 150 (6") 150 (6")
15 210 (8") 200 (8") 180 (7") 170 (7")
20 280 (11") 260 (10") 240 (10") 230 (9")
25 350 (14") 320 (13") 300 (12") 280 (11")
30 420 (17") 390 (16") 360 (14") 340 (14")
35 490 (20") 450 (18") 420 (17") 390 (16")

f'c = 50
BOTTOM TOP
300 (12") 300 (12")
310 (12") 400 (16")
410 (16") 530 (21")
640 (25") 830 (33")
770 (30") 1000 (39")
900 (35") 1160 (46")

f'c = 50
BOTTOM TOP
390 (16") 390 (16")
400 (16") 520 (20")
530 (21") 690 (27")
830 (33") 1080 (43")
1000 (39") 1300 (51")
1160 (46") 1510 (59")

f'c = 50

150 (6")
150 (6")
190 (8")
240 (9")
290 (11")
340 (13")

FOR VALUES NOT PROVIDED IN TABLES INTERPOLATE BETWEEN THE NEAREST VALUES PROVIDED.

f'c = 60
BOTTOM TOP
300 (12") 300 (12")
300 (12") 370 (14")
380 (15") 490 (19")
590 (23") 760 (30")
700 (28") 910 (36")
820 (32") 1060 (42")

f'c = 60
BOTTOM TOP
390 (16") 390 (16")
390 (16") 480 (19")
490 (19") 630 (25")
760 (30") 990 (39")
910 (36") 1180 (46")
1060 (42") 1380 (54")

f'c = 60

150 (6")
150 (6")
190 (8")
230 (9")
280 (11")
320 (13")

200

50 (2")

240

60 (2 3/8")

A B  FOR 90º
  HOOKS ONLY

TC-REINF-01
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45 1620 (64") 2110 (83") 1480 (59") 1930 (76") 1370 (54") 1780 (71") 1290 (51") 1670 (66") 1150 (46") 1490 (59") 1050 (42") 1360 (54")
55 1980 (78") 2580 (102") 1810 (72") 2350 (93") 1680 (66") 2180 (86") 1570 (62") 2040 (81") 1410 (56") 1820 (72") 1280 (51") 1670 (66")

C
200

50
 (2

")
  FOR 90º AND
  180º HOOKS 

  FOR 90º     
  HOOKS ONLY

B

COMPRESSION LAP SPLICE  FOR 
GRADE 400 INDIVIDUAL BARS

COMPRESSION DEVELOPMENT LENGTHS AND 
LAP SPLICES FOR BARS GRADE 400 MPa

COMPRESSION DEVELOPMENT LENGTH ℓdc 
FOR GRADE 400 INDIVIDUAL BARS

BAR SIZE f'c = 25 f'c = 30
AND HIGHER

10 220 (9") 200 (8")
15 310 (12") 280 (11")
20 370 (15") 350 (14")
25 480 (19") 440 (17")
30 570 (23") 530 (21")
35 690 (27") 630 (25")

BAR SIZE STANDARD LAP
10 300 (12")
15 440 (17")
20 590 (23")
25 730 (29")
30 880 (35")
35 1030 (41")

-FOR BUNDLED BARS, MULTIPLY VALUES IN TABLE
BY 1.1 FOR A TWO BAR BUNDLE, 1.2 FOR A THREE
BAR BUNDLE AND 1.33 FOR A FOUR BAR BUNDLE

TC-REINF-02
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45 864 (34") 790 (31")
55 1070 (42") 970 (38")
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TYPICAL BOLLARD INSTALLATION. 
REFER TO TC-SOG-16 FOR DETAILS. REFER TO PROCESS DRAWING 
FOR QUANTITY AND SPACING. 

DIMENSIONS, CONFIGURATION, AND 
ANCHORING ASSEMBLIES OF TANK 
SUPPORTS TO BE CONFIRMED WITH 
TANK SUPPLIER

250 CONCRETE SLAB 
R/W 10M@400 EW T&B

APPROXIMATE OUTLINE OF TANK

~STAIRS~

APPROXIMATE OUTLINE OF STAIRS. 
REFER TO TC-SOG-14

TOC

600 600

550

TO
 B

E 
CO

NF
IR

ME
D

SLAB ON GRADE

NON FROST SUSCEPTIBLE GRANULAR COMPACTED TO 100% SPMDD 

BED ROCK

2400

24
00

0

NEW SLAB 
ON GRADE

PORTION OF 
EXISTING BUILDING

EXISTING 
TANK

1. SEE GENERAL NOTES AND TYPICAL DETAILS ON S100 DRAWING SERIES.

2. CONTRACTOR TO PROVIDE SHOP DRAWINGS FOR PREFABRICATED TANK
AND STEEL STAIRS TO WSP FOR REVIEW PRIOR TO CONSTRUCTION.
SHOP DRAWINGS TO INCLUDE ALL SLAB ANCHOR LOCATIONS AND SIZES
FOR TANK SUPPORTS AND STAIR FRAMING.

3. SLAB DESIGN ASSUMPTIONS:
• TANK DESIGN LOAD= 216 kN
• TANK DIAMETER 3000
• TANK LENGTH 3000

4. BEDROCK ASSUMED TO BE AT SHALLOW DEPTH BELOW EXISTING
FINISHED GRADE TO ALLOW FOR INSTALLATION OF COMPACTED
GRANULAR  AS SHOWN.

5. REFER TO CIVIL FOR ELEVATIONS. 
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STRUCTURAL TANK EQUIPMENT & MAINTENANCE (CANADA) LIMITED 

Tel: ( 416) 757 6278 69 Comstock Road sales@stem-can.com 

Toll Free: 1-800-387-1400 Toronto, Ontario, sales@dteindustries.com 

Fax: (416) 757 5579   M1L 2G9 www.stem-can.com 

Canada 
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LITRES
IMPERIAL 

GALLON

US    

GALLON

TADWHZ-01076009000SD 9000 1980 2380 77 (1956) 125 (3175) 87 (2210) 145 (3683) 2130

TADWHZ-01076010000SD 10000 2200 2640 77 (1956) 140 (3556) 87 (2210) 145 (3683) 2260

TADWHZ-01076013600SD 13600 2990 3590 77 (1956) 189 (4801) 87 (2210) 145 (3683) 2760

TADWHZ-01098015000SD 15000 3300 3960 99 (2515) 125 (3175) 109 (2769) 185 (4699) 3560

TADWHZ-01098022400SD 22400 4925 5915 99 (2515) 185 (4699) 109 (2769) 185 (4699) 4440

TADWHZ-01098025000SD 25000 5500 6600 99 (2515) 208 (5283) 109 (2769) 185 (4699) 4790

TADWHZ-01098034100SD 34100 7500 9010 99 (2515) 281 (7137) 109 (2769) 185 (4699) 5890

TADWHZ-01118045400SD 45400 9986 11993 119 1/2 (3035) 256 (6502) 130 (3289) 215 (5461) 8565

TADWHZ-01118050000SD 50000 11000 13210 119 1/2 (3035) 282 (7163) 130 (3289) 215 (5461) 9080

TADWHZ-01118060000SD 60000 13200 15850 119 1/2 (3035) 338 (8585) 130 (3289) 215 (5461) 10290

TADWHZ-01127065000SD 65000 14300 17170 128 1/2 (3264) 317 (8052) 139 (3518) 230 (5842) 11060

TADWHZ-01127070000SD 70000 15400 18490 128 1/2 (3264) 341 (8661) 139 (3518) 230 (5842) 11600

TADWHZ-01127075000SD 75000 16500 19810 128 1/2 (3264) 365 (9271) 139 (3518) 230 (5842) 12235

TADWHZ-01127080000SD 80000 17600 21135 128 1/2 (3264) 389 (9881) 139 (3518) 230 (5842) 12770

TADWHZ-01127085000SD 85000 18695 22455 128 1/2 (3264) 413 (10490) 139 (3518) 230 (5842) 13320

TADWHZ-01127090000SD 90000 19795 23775 128 1/2 (3264) 437 (11100) 139 (3518) 230 (5842) 13860

TADWHZ-01127100000SD 100000 21995 26415 128 1/2 (3264) 485 (12319) 139 (3518) 230 (5842) 14945

TADWHZ-01140125000SD 125000 27495 33020 142 (3607) 500 (12675) 152 (3861) 256 (6502) 19420

TADWHZ-01158150000SD 150000 32995 39625 159 1/2 (4051) 475 (12040) 171 (4343) 284 (7214) 21400

TADWHZ-01158175000SD 175000 38495 46230 159 1/2 (4051) 553 (14046) 171 (4343) 284 (7214) 24100

TADWHZ-01158200000SD 200000 43995 52835 159 1/2 (4051) 632 (16053) 171 (4343) 284 (7214) 26800

-Fabricated in accordance with CAN/ULC-S601 latest edition with ULC label affixed to tank
-Material : Carbon steel
-Equiped with saddle support
-Interior surface of tank as welded
-Exterior surface coated with epoxy primer and top coated with white urethane paint
-Stairway & Platform (Optional)
-24/7 Vacuum monitored interstice
-Emergency vent shipped loose
-Tank openings are shipped with plastic caps
-All Decals bilingual (English & French).
-Installation instructions, warranty documents, guage chart & guage stick supplied with all tanks

SHIPPING 

HEIGHT    "C"

STRUCTURAL TANK EQUIPMENT & MAINTENANCE (CANADA) LTD

Horizontal Double wall AST

ULC S601 - 9,000 L - 200,000 L

PART NUMBER

CAPACITY DIMENSIONS APPROX. 

WEIGHT 

(Kg)

TANK WIDTH     

"A"

TANK LENGTH     

"B"

OVERALL 

WIDTH      "D"

69 Comstock Road, Toronto, ON M1L 2G9 / Tel. (416) 757-6278 Toll-Free 1-(800) 387-1400

Website.www.stem-can.com

Custom 21 000 litre ag dw tank
118" inner x 120" long 
18 000 litre usable 

Suction pipe



Atmospheric updraft vents are installed on the top of storage 
tank vent pipes on underground and aboveground fuel 
storage tanks. 

Features
Directs vapors outward and upward in accordance with
NFPA 30
Protects the vent line from debris and insects
Water-resistant rain cap sheds water away from the vent
line
Slip-on design with set screws for easy installation
Internal drain channels water penetration out through
weep hole
354T is compatible with DEF

Construction Details
354

Aluminum die cast body and cap
40 mesh stainless steel screen

354T
® coated black aluminum body and cap

40 mesh stainless steel screen

CARB 89-12 (1½

Model 354 Updraft Vent
SPECIFICATION SHEET

570 E. 7th Street, P.O. Box 238  |  Dubuque, IA 52004-0238
t. 563.583.5701  |  800.553.4840  |  f. 563.583.5028

www.morbros.com

354 (2 )

354T (2 )

-
Morrison tank vents are designed only for use on shop fabricated atmospheric tanks which have been built and tested in accordance with UL 142, 

vent openings and block air passages. Certain atmospheric conditions such as a sudden drop in temperature, below freezing temperatures, and freezing 
rain can cause moisture to enter the vent and freeze which can restrict internal movement of vent mechanisms and block air passages. All storage tank vent 
air passages must be completely free of restriction and all vent mechanisms must have free movement in order to insure proper operation. Any restriction 

NOTE

116,900

354T--0200 AV 0.75 27,650
354T--0300 AV 1.50 59,000

Qty.-1

Distributed by



Highlights Specifications

Approvals/Certifications

• ULc listed.

Dimensions

• Hydrostatic pressure adjusting mechanism with
durable weather cap.

• Built-in thermal expansion pressure relief valve.

• ¾" and 1" models are ideal for fuel oil and
generator applications.

• Can be installed in horizontal or vertical position.

• Can be used in pressure systems.

• NFPA 30 fire rating.

Anti Syphon 
Valves
EBW™ brand anti syphon valves are recommended for all 
aboveground storage applications to prevent fuel from exiting the 
storage tank in the event of a broken line or leak. The anti syphon 
valve will shut off product flow when lines are broken, preventing 
fuel spillage and fire hazards. Each valve has an adjusting 
mechanism accommodating various liquid head pressure settings. 
Each valve also includes a pressure relief valve to eliminate thermal 
expansion of fluid in the lines. The adjusting mechanism is lockable 
after the preferred setting is made. Valves are set to maximum 
head pressure when shipped from the factory.

Model
Size

Thread
Weight

In. mm Lbs. kg
605-300-01 0.75 19.02 NPT 3.4 1.54

606-300-01 1 25.4 NPT 3.2 1.45

616-300-03 1.5 38.1 NPT 4.6 2.09

616-300-01 1.5 38.1 NPT 4.6 2.09

616-300-02 1.5 38.1 NPT 4.6 2.09

636-300-11 2 50.8 NPT 7.2 3.27

636-300-12 2 50.8 NPT 7.2 3.27

636-300-31 2 50.8 BSPT 7.08 3.22

636-300-32 2 50.8 BSPT 7.08 3.22

Ordering Information

Model Description
605-300-01 ¾" NPT anti syphon valve, 0' to 12' head pressure

606-300-01 1" NPT anti syphon valve, 0' to 12' head pressure

616-300-03 1½"NPT anti syphon valve, 0' to 5' head pressure

616-300-01 1½" NPT anti syphon valve, 5' to 12' head pressure

616-300-02 1½" NPT anti syphon valve, 12' to 25' head pressure

636-300-11* 2" NPT anti syphon valve, 5' to 12' head pressure, 
AGB compatible

636-300-12* 2" NPT anti syphon valve, 12' to 25' head pressure, 
AGB compatible

636-300-31* 2" BSPT anti syphon valve, 5' to 12' head pressure, 
AGB compatible

636-300-32* 2" BSPT anti syphon valve, 12' to 25' head pressure, 
AGB compatible

*Alcohol, gas, biofuel compatible (E-85, gasoline and biodiesel)
models come with E-coated body for full compatibility.

• Body material: Ductile iron-zinc plated or E-coated

• Spring material: Zinc plated steel

• Adjustment screw: Stainless steel

• Disc: Fluorocarbon seal

FFS-0267 10-14
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Specifications

SERVICE STATION HARDWARE

ABOVEGROUND STORAGE TANK EQUIPMENT

Qty. 1-1" Anti siphon for main oil tank 
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-1- Connect Float here 
12Volts – Connect 12VAC secondary LOW voltage here 

 
 
 
 
 
 
 
 
 
 

TANK-PRO MODEL RFLM-1 REMOTE FILL MONITOR 

A ULC LISTED TANK-PRO ® COMPONENT 
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INSTALLATION INSTRUCTIONS 
 

READ ALL OF THE INSTRUCTIONS BEFORE ATTEMPTING THE INSTALLATION OF THE 
RFLM-1 MONITOR,, THE FLOAT SWITCH AND THE 115VAC/12VAC TRANSFORMER. 

 
 

GENERAL 
 

The RFLM-1 Remote Fill Monitor is a Underwriters' Laboratories of Canada 
listed Overfill Protection Device under CAN/ULC-S661-10 and is designed to 
provide an audio/visual warning when the liquid in a storage tank reaches a preset 
high level. 
The monitor requires the use of a Model LC 800-1 CSA Class 1 Division 1 and 2, Groups 
A,B,C,D, T5 Normally Open(NO) Float Switch installed in the tank. The float switch 
should be set alarm when the tank is filled to maximum 90% capacity, which is the 
common regulatory requirement for using Alarm Systems for fill limiting purposes in 
Canada. 

 
To prevent on/off signalling due to wave action in the tank at time of filling, the RFLM-1 
is equipped for a 3 second time delay after the float switch has been activated. The float 
switch must therefore be located in the tank so that the 3 second signal delay is oriented 
to the fill rate and will not create a problem with the overfill criteria of the storage tank. 

 
The RFLM-1 is supplied enclosed in a quick opening NEMA 4, weather tight, lockable 
FRP electrical panel and is intended to be located outdoors, in close proximity to the fill 
connection of a storage tank. 

 
The RFLM-1 is powered by a 115VAC/12VAC CSA/UL approved Transformer with a 
500 miliamp rating and is included. 

 
For installations requiring signal access to a remote computer controlled building 
management system the RFLM-1 is available with a dry contact terminal that 
closes when the monitored system is full, the designated monitor number is DC- 
RFLM-1. 
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INSTALLATION 

1.Locate the RFLM-1 close to the fill line of the tank and within convenient reach of the
fuel delivery person, see drawing on Page 7. 

1. Locate the float switch in the tank so that it closes when the tank is full to 90% of it's
design capacity, remember to consider the intended Fill Rate to compensate for the 3 
second audio alarm time delay. 

2. Remove the cover of the 5” x 5” internal enclosure of the RFLM-1 Monitor, beware
the cover of the 5” x 5” internal enclosure is connected to the electronic internal system 
of the monitor by a wiring system, be careful when removing this cover. 
Connect the two wire leads from the float switch to the two electrical terminals in the 
RFLM-1 Monitor Box identified as HL. All connections are to be made using #18 
Stranded Copper electrical wire located in 1/2" non-metallic electrical conduit. 

3. Locate 115VAC/12VAC transformer indoors in a grounded metallic electrical panel
located in non-hazardous area and install in accordance with the manufacturer’s 
instructions (see page8) and the local Electrical Codes. 

4. Connect the low voltage Solid Green Wires of the 115VAC/12VAC transformer to the
electrical terminals identified as 12 VAC in the RFLM-1 monitor box. Blank off the 
Green and Yellow Wire on the low voltage side of the transformer, it is not used in this 
application, see Page 8. All connections are to be made using #18 Stranded Copper Wire 
located in 1/2" non-metallic electrical conduit. 

5. Attach the high voltage Black Wires of the 115VAC/12VAC transformer to the 115
VAC power source. Make sure that the 115 VAC power source is deactivated before 
making the connection. 

NOTE: IT IS MANDATORY TO USE THE SERVICES OF A QUALIFIED 
ELECTRICIAN TO MAKE ALL HIGH VOLTAGE CONNECTIONS. 

6. After all connections are complete, reseal the internal RFLM-1 electrical enclosure and
activate the 115 VAC power source. The green power light on the RFLM-1 should come 
on. If the Green light fails to come on check the power source and/or the 1/2 Amp.fuse in 
the monitor box. 

OPERATIONAL CHECK 

The Green Power Light must be on; Engage the normally open TEST switch, pushing it 
in and holding it in that position for 3 seconds, the horn will sound and the high level 
light will come on. Release the test switch and the monitor will reset itself. 
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OPERATIONAL SEQUENCE 

 1.Open weather tight enclosure to expose the RFLM-1 monitor. 
1. Green Power light MUST be on. If the green power light is not on, system is not
operational. Check power source and/or 1/2 amp.fuse in monitor box. 

2. Activate TEST switch, hold for 3 seconds, high level light must come on and horn
sound. If either the horn or the high level light fail to activate the unit is to be considered 
non-operational, maintenance should be scheduled. 

3. Use dip stick to dip tank or other means, to ensure that the tank has the physical
capacity to hold the volume of product being delivered. 

WARNING: THE OPERATIONAL CONDITION OF THE IN TANK FLOAT 
SWITCH IS NOT CHECKED BY THE TEST PROCEDURE. THE FUEL DELIVERY 
PERSON CANNOT WHOLLY DEPEND ON THE WARNING SYSTEM TO 
PROVIDE TANK OVERFILL PREVENTION, THE FUEL DELIVERY PERSON 
MUST ACCEPT FULL RESPONSIBILITY FOR ANY OVERFILL THAT OCCURS, 
REGARDLESS OF THE OPERATIONAL CONDITION OF THE MONITOR. 

4. Fill Tank.

5. When high level float switch is activated at the preselected product high level, the
alarm the high level light will come on and the horn sound. Stop filling tank, activate the 
MUTE switch to silence the horn, the high level light will remain on. The MUTE 
function will automatically reset when the in tank float switch opens. 

6. Close up and secure fastenings on the weathertight enclosure.

---------------------------------------------------------------- 
WARNING: 

ALTHOUGH THE RFLM-1 IS RATED AS A LOW VOLTAGE ELECTRICAL DEVICE, IT INCLUDES 
THE ATTACHMENT OF OTHER DEVICES THAT DIRECTLY ACCESS HIGH VOLTAGE 
ELECTRICAL CURRENTS, THESE CONNECTIONS REQUIRE THE USE OF A LICENSED 
ELECTRICIAN. 
THE RFLM-1 IS INTENDED TO BE INSTALLED BY PERSONS EXPERIENCED IN THE 
OPERATION OF LOW VOLTAGE DEVICES. 
THE INSTRUCTIONS SUPPLIED, ALTHOUGH APPROPRIATE, DO NOT CONSTITUTE ANY 
ACCEPTANCE BY ELFENT LIMITED FOR ANY LIABILITY FOR DAMAGES THAT MAY OCCUR 
THROUGH THE USE OF THESE INSTRUCTIONS. 
IF THERE IS A CONFLICT BETWEEN THESE INSTRUCTIONS AND LOCAL ELECTRICAL 
CODES, THE ELECTRICAL CODES SHALL ALWAYS TAKE PRECEDENCE. 
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CT Pro

Option LC800-1 Installation Instructions

CAUTION:  Refer to instructions before operating or servicing switch. 
Construction: 316 Stainless Steel stem, 2” 316 ss float, 2“ NPT bushing.
Switch set-point distances are measured from the underside of the  2“ NPT bushing to the centre of
the float at the level where the switch is activated.  The contact arrangement may be changed 
from normally open (NO) to normally closed (NC) and vice versa. Turn over the float and return the stop 
collars to their original positions.  If the contact arrangement is altered, use an ohmmeter to test that the 
switch operates correctly.  Screw the float switch into the  2“ NPT opening on the top of the tank.  The 
conductors are colour coded to identify each switch.  The switch must be connected in series with a load.     

DO NOT CONNECT THE SWITCH DIRECTLY ACROSS THE POWER SUPPLY.
The voltage / current product must not exceed the power rating. 
Electrical Specifications

Maximum Switching Voltage 
VOLTS DC/AC 

240

Maximum Switching Current 
AMPS DC/AC 

1.0

Maximum Switching Power
WATTS DC/AC 

100

Max. Operating Temperature 90oC
194 oF

2" MNPT

"L1" = 24" NO
BROWN

BROWN

2" Min.

-ADJ

L1

PRINCIPLE OF OPERATION
The switching action is achieved through the use of an internal magnet within the float and its
interaction with the switch mechanism. As the liquid level changes inside the tank, the float moves.
Its magnetic field opens or closes each reed switch inside the stem to complete an electrical circuit.

KEY FEATURES
• Probe Lengths Up to 12'
• Up to 5 Switch Positions
• 100 VA Switch (Standard)
• Adjustable Model Options

LC800-1
Single/Multiple Stage Float Switch

FOR HAZARDOUS LOCATIONS

316 SS FLOAT 2" DIA 
316 SS STEM 1/2" O.D. 

18 AWG Type TR-64

1/2" MNPT 

Class I Division 1 and 2, Groups A,B,C,D,T5

NO

NC

Supplied by
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OPW 200TG AST Mechanical 
Tank Gauge

The OPW 200TG Tank Gauge is designed 
for reading liquid levels in horizontal or 
vertical above ground storage tanks. The 
200TG Tank Gauge provides an accurate 
numerical counter readout, eliminating 
the need for any on-site manual gauging.

u �Vapor-Tight – allows for standard tank 
pressure testing and sealing up to 
25-psig (1.72 bar).

u �Angled Face – improves visibility from 
ground on large diameter tanks. May 
be read easily up to 30 feet away    
(9.14 m).

u �Swivel Adaptor Base – allows for 360° 
of rotation of gauge face for easy 
viewing wherever needed.

u �Easy Installation – 2" NPT-threaded 
base reduces labor time, and comes 
standard with female thread. A 
H11421RS may be purchased for male 
threaded applications.

u �Corrosion-Resistant Construction –  
powder-coated die cast-aluminum 
body assures for long service life in 
many fluids.

u �Drop Tube – prevents float 
entanglement in the tank, and gives 
the gauge a more accurate reading 
when turbulence is present (Drop 
Tubes sold separately. They are 
recommended for use in tanks with 
high turbulence, and where other 
piping and structures inside the tank 
may cause entanglement).

u �Float Buoyancy – designed to float 
in all approved fuels with a specific 
gravity of 0.65 and greater.

u �Tank Height – unit designed for use on 
any horizontal or vertical aboveground 
tank up to 18 feet  
(5.5 m) in depth. Specials available 
upon request.

u �Numbering – black letters on white 
background for ultimate contrast and 
better visibility. Characters stand over  
1" (25 mm) tall.

u �Unit Measurement – Can be 
purchased in metric units to read in 
meters, 1/10, 1/100, or in English units 
to read in feet and inches. 

u �Maintenance – No annual 
maintenance required.

u �U.S. Patent No.: 6,523,404 - Other 
patents pending.

u �Compatible Fuels– see chart on 
page 292.

u �Temperature Rating – 120°F to -40°F 
(49°C to -40°C)

Underwriters Laboratory Listed UL  
Listing MH29367. Liquid level gauges 
which are intended to be used on above 
ground storage tanks and monitor the 
level of petroleum-based flammable or  
combustible fluids. 

C

A

B

E

D

Features

Materials

Enclosure: Powder-coated aluminum

Swivel Base: Hard-coat aluminum

Float: 304 stainless steel

Lenses: Tempered borosilicate

Gears: Acetal

Gaskets & O-Rings: Nitrile® 

All Hardware: Stainless steel

Accuracy: + or - 2"

Dimensions:
in. cm

A 8 1/4 21

B 10 1/4 26

C 9 22.75

D 6 3/4 17.25

E 11/2 3.75

Replacement Parts:
Part # Description

C05165M Float

H15325M Lens

H15267M Lens Gasket

H14909M Lid Gasket

Ordering Specifications:
Product # Description lb. kg

200TG-ENG English Unit Tank Gauge  
up to 18 ft. 7.75 3.52

200TG-ENG40 English Unit Tank Gauge  
- 40 ft. 7.75 3.52

200TG-MET Metric Unit Tank Gauge  
up to 6 m 7.75 3.52

200TGMET40 Metric Unit Tank Gauge  
- 12 m 7.75 3.52

(Ancillary Equipment)
Product # Description lb. kg

H11421RS 2" NPT Male x Male Nipple 1.5 0.68

 
CARB CERTIFIED AST EQUIPMENT

61T-0208 2" Dia. x 8' Long Drop Tube 2.67 1.21

61T-0212 2" Dia. x 12' Long Drop Tube 4.00 1.81

61T-0216 2" Dia. x 16' Long Drop Tube 5.33 2.42

200TG

200TG Tank Gauge Instruction Sheet  
Order Number: H14912PA

• Mechanical Tank Gauges



CUSTOMIZED SIDE
CONNECTION FOR THE
GRAVITY DISCHARGE PIPING



Atmospheric updraft vents are installed on the top of storage 
tank vent pipes on underground and aboveground fuel 
storage tanks. 

Features
Directs vapors outward and upward in accordance with
NFPA 30
Protects the vent line from debris and insects
Water-resistant rain cap sheds water away from the vent
line
Slip-on design with set screws for easy installation
Internal drain channels water penetration out through
weep hole
354T is compatible with DEF

Construction Details
354

Aluminum die cast body and cap
40 mesh stainless steel screen

354T
® coated black aluminum body and cap

40 mesh stainless steel screen

CARB 89-12 (1½

Model 354 Updraft Vent
SPECIFICATION SHEET

570 E. 7th Street, P.O. Box 238  |  Dubuque, IA 52004-0238
t. 563.583.5701  |  800.553.4840  |  f. 563.583.5028

www.morbros.com

354 (2 )

354T (2 )

-
Morrison tank vents are designed only for use on shop fabricated atmospheric tanks which have been built and tested in accordance with UL 142, 

vent openings and block air passages. Certain atmospheric conditions such as a sudden drop in temperature, below freezing temperatures, and freezing 
rain can cause moisture to enter the vent and freeze which can restrict internal movement of vent mechanisms and block air passages. All storage tank vent 
air passages must be completely free of restriction and all vent mechanisms must have free movement in order to insure proper operation. Any restriction 

NOTE

116,900

354T--0200 AV 0.75 27,650
354T--0300 AV 1.50 59,000

Qty.-1
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