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EXISTING MAINTENANCE HOLE

OCCUPIED BUILDINGS ON ATCO
LOOP (PRIVATELY OWNED)

OCCUPIED BUILDINGS NOT ON
ATCO LOOP

UNOCCUPIED BUILDINGS
OWNED BY CITY ON ATCO LOOP

APPROXIMATE LOCATION OF EXISTING
SEWER BUILDING SERVICE CONNECTION
(100mm DIA. LATERALS)

LEGEND:

t: +1.613.688.1899 | f: +1.613.225.7330

2650 Queensview Drive, Unit 100

Ottawa, ON  K2B 8H6

Canada

www.exp.com

BUILDINGS     EARTH & ENVIRONMENT     ENERGY

INDUSTRIAL      INFRASTRUCTURE      SUSTAINABILITY

exp Services Inc.

SITE LOCATION

REHEAT BUILDING No. 222 - VALVE MANIPULATION
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